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This second edition of the Guide to Safety at Sports Grounds in Northern Ireland is 
published at a time of great change, both in the sporting world and in the development 
of sports grounds in Northern Ireland. 

renovations have taken place at a number of major grounds across Northern Ireland in 
recent years which have helped to improve standards of safety and spectator comfort. 
In 2006 new legislation, The Safety of Sports Grounds (Northern Ireland) order 2006, 
was en-acted. The order is intended to introduce a safety certification scheme, similar 
to that which already exists in Great Britain, for larger sports grounds and non-temporary 
spectator stands in Northern Ireland. The order will be fully implemented over the 
coming months. 

The department of Culture, arts and leisure is publishing this Guide to assist all those 
concerned with spectator safety at sports grounds in Northern Ireland to apply good 
practice standards in the management of stadia, including non-temporary spectator 
stands and the related sporting and other events taking place at such venues. The Guide 
is based on the fourth edition of The Guide to Safety at Sports Grounds (currently under 
revision) published by the department of Culture, Media and Sport, and the Scottish 
office. It is also a working document which will be reviewed and updated as and when 
the need arises and in line with progress in implementing the new safety certification 
scheme. 

There has been a considerable growth in the study and knowledge of design and 
management issues, promoted in particular by the recommendations of lord Justice 
Taylor’s report into the tragedy at hillsborough, Sheffield, in 1989. Much of this newly 
acquired knowledge and experience, which applies to all sports grounds - not only those 
used for association football – has been incorporated into this document. 

It is hoped therefore that all concerned with the management, design, scrutiny and 
certification of sports grounds in Northern Ireland will find the Guide to Safety at Sports 
Grounds in Northern Ireland a useful source of reference in their efforts to meet the 
common goal; that is, the safety, comfort and welfare of all spectators at sports grounds, 
at all times and in all situations. 
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a. STaTuS 
The Guide to Safety at Sports Grounds in Northern Ireland is an advisory document for 
use by competent persons. 

It is the distillation of many years of research and experience of the safety management 
and design of sports grounds. 

This Guide has no statutory force but many of its recommendations will be given force of 
law at individual grounds by their inclusion in safety certificates issued under the Safety 
of Sports Grounds (Northern Ireland) order 2006. 

The advice given in this Guide is without prejudice to the application of the appropriate 
Building regulations, the health and Safety at Work (Northern Ireland) order 1978, and 
any other relevant legislation. 

B. SCope 
The Safety of Sports Grounds (Northern Ireland) order 2006 defines a sports ground as 
any place where: 

a.	 sports or other competitive activities take place in the open air (or would take 
place in the open air but for the closing of any retractable roof); and 

b.	 accommodation has been provided for spectators, consisting of artificial 
structures or of natural structures artificially modified for the purpose. 

This Guide applies to the safety of spectators at all sports grounds which meet the above 
definition, whether or not the grounds are issued with a safety certificate. 

The management of these grounds have a primary responsibility for the safety of 
spectators, and should therefore apply the recommendations in this Guide in order to 
achieve safe conditions. 

The grounds to which this Guide applies are likely to include those that stage the 
following sports: 

athletics Golf horse racing
 
Cricket Greyhound racing Motor Cycle racing
 
equestrian events Gaelic Sport Motor racing
 
football hockey rugby 


Tennis 

The above list is not intended to be comprehensive, and there may be other sports 
grounds to which this Guide also applies. 

C. oBJeCTIVeS aNd realISTIC aIMS 
The objective of this Guide is to provide guidance to ground management, technical 
specialists such as architects and engineers, and representatives of all relevant 
authorities, to assist them in the assessment of how many spectators can be safely 
accommodated within a sports ground. 
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The document also provides guidance on measures intended to improve safety at 
existing grounds, in terms of both their design and safety management, while taking into 
account the constraints and difficulties that may exist at these grounds. 

In addition, as explained in paragraph f. below, this Guide now offers guidance on how to 
apply good practice in the design and management of new grounds or newly constructed 
sections of grounds. 

When applying the guidance and recommendations in this Guide, it should be 
remembered that the principal objective is ‘to secure reasonable safety at the sports 
ground when it is in use for the specified activity’. absolute safety, however desirable in 
theory, is in reality, unattainable. 

furthermore, in all assessments, a flexible approach should be maintained to take account 
of the individual type, function and layout of grounds. The requirements of spectators 
at horse or greyhound racing tracks, for example, are in many instances fundamentally 
different from those attending grounds used for football, Gaelic sport or rugby. 

Whatever the sport, it should also be recognised that safety concerns are often directly 
related to the nature of specific events and the number of spectators attending. 

It should also be remembered that the greatest risk to safety is complacency. 

d. MaNaGeMeNT reSpoNSIBIlITy 
responsibility for the safety of the spectators lies at all times with the ground 
management, and, where appropriate, with any organisers or promoters of the fixture or 
event. The management will normally be either the owner or lessee of the ground, who 
may not necessarily be the promoter of the event. 

In discharging its responsibility, the management needs to recognise that safety should 
not be seen as a set of rules or conditions imposed by others, but rather as standards 
set from within which reflect a safety culture at the sports ground. a positive attitude 
demonstrated by the management, organisers, and promoters is therefore crucial in 
ensuring that safety policies are carried out effectively and willingly. 

These policies should take into consideration the safety of all spectators, including, for 
example, those with disabilities, and children. 

representatives of management cannot, however, be reasonably expected to possess all 
the technical knowledge and skills required to assess and apply every recommendation 
in the Guide. Management should therefore, whenever required, seek guidance from 
competent persons who have the relevant qualifications, skills and experience. (for 
definition of ‘competent person’ refer to the Glossary.) 

representatives of the district council, together with police, fire and ambulance 
officers, will advise management on how to discharge its responsibility, and, in 
certain circumstances, may require measures to be taken to achieve reasonable 
safety standards. This does not, however, exonerate the ground management from its 
responsibility for the safety of spectators. 
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although this Guide is not specifically aimed at risks to spectators from the sport itself, 
management also have a responsibility to take all necessary precautions to safeguard 
spectators against the effects of accidents in, or originating from, the activity on the 
pitch, track, or area of activity. particular care is needed when the sport entails the use 
and storage of flammable fuels. 

e. aChIeVING a BalaNCe 
Safety at sports grounds is achieved by establishing a balance between good 
management and good design. 

In this respect, safety at sports grounds cannot be achieved simply by ensuring that 
individual components of a ground – such as stairways, gangways, seated areas 
or terraces – are satisfactory in themselves. The interrelation of these and other 
components is critical. None can be treated in isolation without consideration of the 
effect its design and management has upon the other components. They should all be 
compatible and combine to form a balanced unit. 

for this reason it is recommended that readers of this Guide familiarise themselves 
with all sections of the documents, including those which may strictly be beyond their 
personal remit. 

f. NeW CoNSTruCTIoN 
although not a definitive design guide, it will be noted that this document offers guidance 
on how to apply good practice in the design and management of new grounds or newly 
constructed sections of grounds. 

Such guidance is highlighted throughout the Guide under the heading ‘New 
constructions’ 

This guidance is intended to ensure that new construction leads to a higher standard of 
safety and amenity than can be achieved at grounds already built. 

In addition, unless this Guide recommends a higher standard, new construction should 
conform to the current, appropriate building regulations. 

It should also, whenever possible and whenever specified, take into account the 
recommendations of other relevant advisory documents some of which are listed in the 
Bibliography. 

although it is also recommended that, wherever possible, the refurbishment of existing 
structures should also seek to meet higher standards, it is recognised that this may 
not always be achievable. however, all refurbishment work should at least meet the 
standards set in this Guide. 
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INTroduCTIoN 
G. deVIaTING froM ThIS GuIde 

This Guide seeks to encourage the meeting of achievable standards, particularly for new 
construction, but does not attempt to provide a universal minimum standard for existing 
sports grounds. 

It may therefore be possible to deviate from individual guidelines without detracting from 
the overall safety of a sports ground. 

however, it is stressed that the recommendations within this Guide are based upon 
research and experience. deviations from this Guide should therefore only be acceptable 
when considered to be necessary and reasonable. an accumulation of deviations that 
result in the application of lower standards in relation to any part of the ground or any 
aspect of its management should also be regarded as unacceptable. 

It is the responsibility of ground management and where applicable organisers or 
promoters to ensure that any decision to deviate from this Guide should be recorded, 
with supporting written evidence, including the details of a risk assessment. If the 
deviation is then approved (by management, and, where a safety certificate is in place, 
by the district council), the action taken should strictly adhere to the contents of the 
written evidence. 

It is further stressed that unless it can be demonstrated that the alternative measures 
to be taken are able to achieve an equal or greater degree of safety than those 
recommended in this Guide, a capacity lower than the one which would otherwise be 
permitted will be required. The extent of such a reduction may be severe. 
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ChapTer oNe 
This section contains guidance on: 

• The importance of calculating a safe capacity 

• applying the capacity calculation 

• factors to be considered 

• The (p) and (S) factors 

• Carrying out (p) and (S) factor assessments 

• Seated accommodation – calculating the holding capacity 

• Standing accommodation – the calculation process 

• Stage 1: calculating the available viewing area 

• Stage 2: calculating the appropriate density 

• Stage 3: calculating the holding capacity 

• establishing the safe capacity 

• Grounds where overall capacities do not apply 

1.1 The IMporTaNCe of CalCulaTING a Safe CapaCITy 
as stated in the introduction, the principal objective of this Guide is to provide guidance 
on the assessment of how many spectators can be safely accommodated within the 
viewing accommodation of a sports ground used for a sporting event. 

This assessment is the first and most important step towards the achievement of 
reasonable safety. 

The purpose of this chapter is to outline the main factors that must be considered in 
making an assessment, leading to a calculation of the safe capacity of each section of 
the ground. 

Clearly the assessments made will differ according to the individual ground, the type of 
spectator accommodation being assessed, and whether it is primarily used for seated 
or standing accommodation. But the factors to be applied in each case are the same for 
every ground, regardless of the sport being staged. 

diagrams 1 and 2 summarise the factors to be assessed for both seated and standing 
accommodation. 

To further illustrate the methods of assessment and calculation, worked examples are 
also provided in annex a. however, the details of each step can only be fully understood 
by a thorough reading of the whole Guide. 

The assessment and calculation process will require properly detailed plans of the 
ground, preferably drawn to a scale of 1:200. 
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at the majority of sports grounds, the capacities of each section will be added to 
establish the final capacity of the ground as a whole. however, as explained in Section 
1.12, there are certain grounds, including, for example, those staging horse racing 
or golfing events, where it may not be appropriate to calculate the overall capacity of 
the whole ground. In such cases the final capacities of individual sections of viewing 
accommodation must still be calculated. 

1.2 applyING The CapaCITy CalCulaTIoN 
once the final capacity of a section or of the whole ground is determined (as explained in 
Section 1.3), in no circumstances should a larger number of spectators be admitted. 

If the final capacity is lower than the level management ideally require, it can be raised 
only after the necessary remedial work has been completed, the quality of safety 
management improved, and the area in question reassessed. 

Similarly, if part of the ground is required to be closed, this must be done. It must not 
be reopened for spectator viewing for any reason until the necessary remedial work has 
been completed to remove the deficiencies that led to its closure, and not before these 
measures have been approved by the relevant authority. 

1.3 faCTorS To Be CoNSIdered 
The common factors applying to both seated and standing accommodation can be 
summarised as follows: 

a. The entry capacity of the section 

The entry capacity is the number of people who can pass through all the turnstiles and 
other entry points serving the section. This is generally calculated over a period of one 
hour (see Section 6.4). 

b. The holding capacity of the section 

This is the number of people who can be safely accommodated in each section. 

In the case of seats, this will be determined by the actual number of seats, less any that 
cannot be used safely (owing to seriously restricted views or their inadequate condition), 
and an assessment of the (p) and (S) factors. 

(p) and (S) factors are explained in Section 1.4. 

In the case of a standing area, this will be determined by a number of features, including 
crush barrier strengths and layouts (see Chapter Ten), areas which offer restricted views, 
and a further assessment of both the (p) and (S) factors. 

c. The exit capacity of the section 

This is the number of people who can safely exit from the viewing area of the section 
under normal conditions (see Chapter Nine). 
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d. The emergency evacuation capacity 

This is determined by the emergency evacuation time, which is based largely on the 
level of risk of the section and its associated emergency evacuation routes (see Chapter 
fifteen). 

The emergency evacuation capacity is the number of people who can safely negotiate 
the emergency evacuation routes and reach a place of safety within that set time (see 
Chapter Nine). 

e. The safe capacity 

having established all the above figures, the final capacity of the section, and thence of 
the whole ground, will be determined by whichever is the lowest figured arrived at for (a), 
(b), (c) or (d). 

diagrams 1 and 2 summarise the main stages outlined above. 

1.4 The (p) aNd (S) faCTorS 
To calculate the holding capacity (as defined in Section 1.3), each part of the ground’s 
viewing accommodation should be assessed according to its physical condition. This 
assessment is known as the (p) factor. 

Similarly, each part of the ground’s viewing accommodation should be assessed 
according to the quality of the safety management of that area. This assessment is 
known as the (S) factor. 

To help in the assessment of the (p) and (S) factors, it is recommended that each should 
be given a numerical value. This value should be quantified as a factor of between 0.0 
and 1.0, as the following examples indicate: 

a.	 Where the physical condition of the accommodation is of a high standard, a (p) 
factor of 1.0 should be applied. 

b.	 Where the physical condition is extremely poor, a factor of 0.0 should be applied. 
as explained below, this would have the effect of imposing a zero capacity on the 
area assessed. 

c.	 an intermediate assessment might result in, for example, a (p) factor of 0.6, or 
perhaps an (S) factor of 0.8. 

While recognising that it is difficult to place specific numerical values on such 
assessments, it is nevertheless essential and inevitable that some form of quantified 
assessment be made. It may also be noted that this form of assessment is now widely 
used in other safety-related fields. 

owing to the wide variation of conditions and facilities to be found at sports grounds, the 
Guide does not seek to place specific values on any of the elements that are likely to be 
considered when assessing (p) and (S) factors. This is because the assessment should 
not aim to create a cumulative scoring system in which values for individual elements are 
simply added together. 
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Instead, the assessment should reflect a considered and reasonable overall judgement 
of the physical condition or safety management of the area in question, taking full 
account of all circumstances and the wider guidance in this document. 

for example, Sections 11.16 and 11.17 explain the assessment of (p) and (S) factors 
for seated accommodation. Sections 12.23 and 12.24 provide similar guidance for the 
assessment of standing accommodation. Worked examples of capacity calculations in 
annex a also show how (p) and (S) factors are applied. 

1.5 CarryING ouT (p) aNd (S) faCTor aSSeSSMeNTS 
It is the responsibility of ground management to ensure that (p) and (S) factors are 
assessed and, where a safety certificate is required, that those assessments are agreed 
in consultation with the certifying authority. 

It is recommended that (p) and (S) factors should be assessed by competent persons 
with knowledge and understanding of the ground concerned, its operation and the 
general principles of safety. 

It is further recommended that written records of all assessments be kept. 

Written records of the assessment should identify any deficiencies found, so that these 
can be acted upon by the ground management, thereby leading to a potential increase of 
the (p) or (S) factors (which in turn may lead to an increase in the holding capacity). 

Similarly, the record will enable any other deficiencies to be monitored, which may in turn 
require a reduction of the (p) or (S) factors. 

1.6 SeaTed aCCoMModaTIoN: CalCulaTING The holdING CapaCITy 
as stated in Section 1.3, one of the figures needed in order to calculate the final capacity 
is the holding capacity. It should be noted that the holding capacity of a seated area will 
not automatically correspond with the number of actual seats provided. The following 
factors must also be considered: 

a.	 Seats that offer a seriously restricted view (as defined in Section 11.4) should be 
discounted from the holding capacity. 

b.	 Seats that exceed the number permitted between radial gangways in each row 
(see Section 11.14) may be discounted from the holding capacity. 

c.	 Seats that are damaged or whose dimensions fall below the specified minimums 
for seating row depths, seat widths and clearways (see Sections 11.11 and 11.12) 
should be discounted from the holding capacity. 

having established the number of useable seats, (p) and (S) factors must then be 
applied (see Sections 11.16 and 11.17). 

having established values for both the (p) and (S) factors, the holding capacity of the 
seated area can thus be calculated as follows: 
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holding capacity	 = the number of usable seats
 
x (p) or (S), whichever is lower
 

It is stressed that the (p) and (S) factors should not be multiplied by each other, but that 
the lower of the two factors applied to the calculation. 

1.7	 STaNdING aCCoMModaTIoN: The CalCulaTIoN proCeSS 
The calculation of the holding capacity for standing areas is considerably more 
complicated than for seated areas. as shown in diagram 2, three stages are involved. 

Stage 1: To establish the available viewing area (a) 

Stage 2: To establish the appropriate density (d) 

Stage 3: using both the above figures, to establish the holding capacity. 

The three stages are explained in the following sections. 

reference should also be made to the worked examples in annex a. 

1.8	 STaGe 1: CalCulaTING The aVaIlaBle VIeWING area 
The available viewing area (a) is not the entire area available for standing spectators. 
rather, it generally consists of the area(s) immediately behind crush barriers, less those 
areas from which only seriously restricted views are possible (see Section 12.13). 

The extent of the areas behind crush barriers depends on the strength of those crush 
barriers, and how far the crush barriers are spaced apart in relation to the angle of slope. 
for further guidance on the interrelation of these factors, see Table 2 in Chapter Ten. 

once the crush barriers have been tested, and the spacings between barriers and the 
angle of slope measured, the available viewing area can then be measured, as follows: 

a.	 If, as recommended, the crush barriers are provided continuously between radial 
gangways, and are designed for the correct loads and spacings according to Table 
2, all areas behind the crush barriers will be considered as the available viewing 
area (see Section 10.8, diagram 8 and worked example 1 in annex a). 

b.	 If the crush barriers are not continuous between radial gangways, only the areas 
behind individual crush barriers should be counted, according to the strength of 
each individual barrier. all other areas must be discounted, even though in practice 
they will be occupied by standing spectators (see worked example 2 in annex a). 

c.	 The available viewing area must be limited if there is excessive spacing between 
barriers (see Table 2 and worked example 3 in annex a). 

d.	 areas immediately behind crush barriers that have failed the testing procedures 
outlined in Chapter Ten must also be discounted from the available viewing area. 

e.	 If the crush barriers are not continuous and there are no clearly marked gangways, 
further areas must be discounted, calculated on the basis of how much space 
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– measured at 1.1m wide – the required number of gangways would take up if 
provided (see worked example 2 in annex a). 

f.	 Standing areas without crush barriers cannot be considered as safe unless the 
capacity is set at such a level that the risks are minimised. 

If the standing area has no crush barriers, but has a front barrier (be it a barrier, 
rail, wall or fence) which meets the horizontal imposed load requirements of a 
crush barrier, the available viewing area will be limited to the space immediately 
behind the front barrier, depending on the strength of the barrier (see Table 2 of 
Chapter Ten, and worked example 4 in annex a). 

g.	 Where there are no crush barriers, and the front barrier (be it a barrier, rail, wall 
or fence) does not meet the horizontal imposed load requirements of a crush 
barrier, it is recommended that the available viewing area does not exceed a 
depth of 1.5m behind the front barrier. In practical terms this is the equivalent of 
approximately four persons deep. 

a similar depth limitation should apply to areas of level standing, regardless of 
the loading of any front barrier. This is because the view of any spectator standing 
beyond this depth is likely to be too seriously restricted (see worked examples 5 
and 6 in annex a). 

h.	 It is recognised that there are standing areas and enclosures at certain sports 
grounds – such as lawns in front of stands at race courses – which are used for 
both general circulation and viewing, and where the recommendations provided in 
paragraphs f and g above may not be appropriate. These areas might not have any 
crush barriers or even a front barrier meeting the loading requirement of a crush 
barrier. however, because the nature of the sport requires that spectators are able 
to move freely, it is likely that crowds will be spread throughout the area, rather 
than being concentrated behind the front rails. 

In such circumstances, the available viewing area may extend beyond 1.5m behind 
the front rail, and may cover those parts of the enclosure from which viewing is 
possible, provided that in order to allow for circulation a significantly reduced (p) 
factor is applied (as explained in Section 12.21 and worked example 7 in annex a). 

If this approach is taken, however, adequate safety management measures will 
be essential to prevent concentrations of spectators behind the front rail or in any 
other part of the enclosure. 

It is also stressed that the calculation of capacities for such enclosures should 
be separate from the calculation of capacities for any seated or standing 
accommodation adjoining them. Where there is a free movement of spectators 
between, for example, a lawn area and a standing terrace, ground management 
must ensure that neither area is filled beyond its capacity. 

It should be noted that in all cases any areas affected by seriously restricted views must 
still be discounted from the available viewing area. 
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1.9 STaGe 2: CalCulaTING The approprIaTe deNSITy 
having established the available viewing area (a), this must then be considered in 
conjunction with the appropriate density (d). The appropriate density is expressed in 
terms of a number of spectators per 10 square metres. 

for the purposes of calculating the capacity of standing areas at sports grounds, the 
maximum number that can be applied is 47 persons per 10 square metres. 

This maximum figure will then be subject to the assessment of the physical condition of 
the area (p), and the quality of the safety management of the area (S). 

as stated in Section 1.4 it is recommended that (p) and (S) factors be quantified as a 
factor of between 0.0 and 1.0. Guidance on the assessment of (p) factors can be found 
in Section 12.23, and on (S) factor in Chapters Two, Three, and Section 12.24. 

having established both the (p) and (S) factors, the appropriate density (d) of the 
standing area is then calculated using the following formula: 

appropriate density (d)=(p) or (S) factor (whichever is lower) x47 

Thus, if both the (p) and (S) factors are 1.0, the appropriate density will be 47 persons 
per 10 square metres. 

If the (p) factor is 0.6 and the (S) factor is 0.9, the appropriate density will be 28.2 
persons per 10 square metres: that is, the lower of the two factors (0.6) x 47. 

further examples of the application of (p) and (S) factors are provided in the worked 
examples in annex a. 

1.10 STaGe 3: CalCulaTING The holdING CapaCITy 
having established the available viewing area (a) and the appropriate density (d), the 
holding capacity of the standing area can then be calculated using the following formula: 

a 
holding capacity = x d 
10 

It should be noted that at grounds staging different types of sport, the holding capacity 
may vary for each sport. for example, the free movement of standing spectators 
between different areas of viewing accommodation may be permitted at one sporting 
event but not at another, resulting in a different appropriate density being applied to the 
calculation (see Section 12.16). 

1.11 eSTaBlIShING The SAfe CapaCITy 
as stated in Section 1.3, whether for seated or standing areas, having established the 
holding capacity of the area, a comparison must then be made between the: 

a. holding capacity 

b. entry capacity 
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c. exit capacity 

d. emergency evacuation capacity 

The safe capacity of the section of whole ground will be determined by whichever is the 
lowest figure of the four criteria. 

as stated in Section 1.2, once the safe capacity of a section, and thence of the whole 
ground, is determined, in no circumstances should a larger number of spectators be 
admitted without remedial work and the approval of the relevant authorities. 
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dIaGraM 1.
 
CalCulaTING The Safe CapaCITy of SeaTed aCCoMModaTIoN
 

1. NUMBER OF SEATS 

2. RESTRICTED VIEWS 

4. PHYSICAL CONDITION 

5. SIGHTLINES 

3. DAMAGED or 
INADEQUATE SEATS 

7. ENTRY 
CAPACITY 

8. EXIT 
CAPACITY 

9. CAPACITY OF 
EMERGENCY 
EXITS 

(P) 

(S) 

DETERMINE 

NUMBER OF 

USABLE 

SEATS 

DETERMINE 

HOLDING 

CAPACITY 

OF SEATED 

AREA 

DETERMINE 

CAPACITY 

OF 

APPROPRIATE 

ENTRY/ 

EXIT 

SYSTEMS 

SAFE CAPACITY = LOWEST OF STAGES 2, 3, 4 or 5 

WHICHEVER 
IS LOWER 

WHICHEVER IS LOWER 

Stage 1 

Stage 2 

Stages 3-5 

Stage 6 

5. SAFETY MANAGEMENT 

6. PARTIAL ROOF COVER 
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dIaGraM 2.
 
CalCulaTING The SAfe CapaCITy of STaNdING aCCoMModaTIoN
 

7. SAFETY MANAGEMENT 

8. ROOF COVER 

9. CROWD DISPERSAL 

10. SIZE OF TERRACE 

11. CROWD BEHAVIOUR 

(S) 

1. PHYSICAL AREA 

2. BARRIER LAYOUT 

3. BARRIER TESTING 

4. RESTRICTED VIEWS 

5. PHYSICAL CONDITION 

6. SIGHTLINES 
(P) 

DETERMINE 

AVAILABLE 

VIEWING 

AREA 

DETERMINE 

APPROPRIATE 

DENSITY 

WHICHEVER IS LOWER 

Stage 1 

Stage 2 

Stage 3 
DETERMINE
 

HOLDING
 

CAPACITY
 

12. ENTRY CAPACITY 

13. EXIT CAPACITY 

14. CAPACITY OF 
EMERGENCY EXITS 

DETERMINE 

CAPACITY OF 

APPROPRIATE 

ENTRY / EXIT 

SYSTEMS 

SAFE CAPACITY = LOWEST OF STAGES 3, 4, 5 or 6 

WHICHEVER 
IS LOWER 

Stages 4-6 

Stage 7 
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1.12 GrouNdS Where oVerall CapaCITIeS do NoT apply 
as stated in Section 1.1, there are certain sports grounds, including, for example, those 
staging horse racing or golfing events where it may not be appropriate to calculate the 
overall capacity of the whole ground. 

Such grounds may contain large areas of open land to which entry by members of the 
public is not controlled, and where spectators may view the event from areas not strictly 
designed as viewing accommodation. 

In such cases, the capacities of individual, enclosed sections of viewing accommodation 
must still be calculated, and the number entering each section strictly controlled and 
monitored 

(see Chapter Six). 

furthermore, although not required to calculate the capacity of open access areas, it is 
still the responsibility of ground management to ensure the safety of spectators in those 
parts of the ground at all times during the event. 
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ChapTer TWo
 

This section contains guidance on: 

• Management responsibility for safety 

• demonstrating that responsibility 

• Meeting that responsibility 

• Safety management and the (S) factor 

• health and safety at work legislation 

• a written safety policy for spectators 

• drawing up a safety policy document 

• Chain of command 

• appointing a safety officer 

• requirements of a safety officer 

• deputising 

• Staffing numbers 

• responsibility for training and competency 

• Contingency plans 

• Suggested headings for contingency plans 

• emergency plans – outside agencies 

• Safety audit 

• Keeping records for each event 

• policing 

• Statement of intent 

• accommodating visiting supporters 

• Segregation 

• ejection and detention 

• Safety in the wider management context 

• Ticketing 

• Sale of refreshments 

• alcohol 

• Commercial or non-sporting activities 

• other management responsibilities 

• Notifying the district council 

paGe |  14 



 

  
 

 

 

 

  

  

 

 

 

The NorTherN IrelaNd GuIde To |  SafeTy aT SporTS GrouNdS 

1.1 MaNaGeMeNT reSpoNSIBIlITy for SafeTy 
as emphasised in the introduction, responsibility for the safety of spectators at sports 
grounds lies at all times with the ground management. 

The management will normally be either the owner or lessee of the ground, and may not 
necessarily be the promoter of the event. 

Some events that take place at a sports ground may be promoted and conducted by 
an organisation or body other than ground management. In these circumstances the 
promoter of such an event will also have a safety responsibility regarding how the event 
is conducted. 

representatives of the district council, together with police, fire and ambulance officers, 
should – preferably through a coordinated approach – advise management (and 
where appropriate event promoters) on how to discharge their responsibilities and, in 
certain circumstances, may require measures to be taken to achieve reasonable safety 
standards. This does not, however, exonerate the ground management (and where 
appropriate an event promoter) from its responsibility for the safety of spectators. 

a statement detailing the roles and responsibilities between the ground management 
and the event promoter should be drafted and agreed for all relevant events. 

2.2 deMoNSTraTING ThaT reSpoNSIBIlITy 
Safety should not be seen as a set of rules or conditions imposed by others, but rather 
as standards set from within that reflect a safety culture at the ground. 

a positive attitude demonstrated by the ground management is therefore crucial in 
ensuring that safety policies are carried out effectively and willingly. 

2.3 MeeTING ThaT reSpoNSIBIlITy 
The detailed management responsibilities described in this chapter and referred to in 
later chapters fall into the following basic categories, each of which management should 
address in establishing a safety management structure. 

In particular all designated venues should address all of the issues detailed below. 

any deviation from this guidance will require management to clearly demonstrate that 
the scale and nature of their operation can be properly addressed using an alternative 
methodology. 

a. Legislation 

Management should be aware of: 

i. the requirements of the safety certificate (if applicable) 

ii. safety of sports grounds legislation 
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iii.	 fire safety legislation 

iv.	 health and safety at work legislation 

v.	 legislation relating to people with disabilities 

vi.	 any other specific pieces of legislation that may have relevant safety implications. 

b. Staffing 

Management should: 

i.	 identify those to whom it intends to allocate safety duties 

ii.	 draw up job descriptions for all posts holding safety duties and resource such 
posts 

iii.	 appoint a safety officer and deputy 

iv.	 ensure all safety-related posts are held by appropriately trained and competent 
persons. 

c. Planning 

Management should: 

i.	 draw up a written safety policy 

ii.	 draw up contingency plans 

iii.	 agree an emergency plan 

iv.	 agree a statement of intent 

v.	 agree procedures for accommodating all categories of spectators, including 
children, semi-ambulant and disabled people, and, where appropriate, supporters 
of visiting clubs. 

d. Monitoring and records 

Management should: 

i.	 using standards forms, record all incidents and circumstances which have the 
potential to cause accidents, and monitor subsequent remedial actions 

ii.	 conduct periodic safety audits and reviews 

iii.	 ensure that no other management decisions or policies compromise safety at the 
sports ground 

iv.	 maintain records of each event in respect of the event, stewarding, the fabric of 
the ground and first aid and medical provision. 

e. Risk assessment 

Throughout this Guide reference is made to the need for management to conduct risk 
assessments (see for example Sections 15.2 and 16.17). 
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although risk assessment may be a relatively new area of responsibility at sports 
grounds, responsible managements will already carry out de facto risk assessments on a 
day-to-day basis as part of their routine safety management procedures. They will come 
across faults as they appear and take the necessary corrective actions. 

risk assessment requires this process to be approached more systematically, and for 
the results to be recorded. 

It is recommended that the assessment should be undertaken by competent persons 
with the appropriate skills and experience. Specialist advice may need to be sought, but 
members of the management’s safety team should contribute their own experience and 
knowledge of the ground being assessed, including its operation during events. 

The intention of risk assessment is not to impose a bureaucratic burden upon 
management but to encourage the formulation of practical and systematic action plans 
to reduce the level of risk to spectators. 

as stated in Section 2.5, risk assessments will also be required as part of the 
management’s responsibility, under health and safety at work legislation. 

risk assessment should consist of the following steps: 

i.	 identify hazards to which spectators may be exposed 

ii.	 determine the level of risk to which spectators may be subject from the hazards 
identified 

iii.	 assess whether existing safety management procedures (including staff training) 
are adequate to eliminate the hazards, where possible, and where this is not 
possible, to reduce the risk to an acceptable level 

iv.	 plan preventative and/or protective measures 

v.	 assess and review the adequacy and effectiveness of such measures. 

It is recommended that when conducting risk assessments, management should consult 
with the relevant authorities. further guidance is also available from district councils and 
the health and Safety executive Northern Ireland (see Bibliography). 

2.4 SafeTy MaNaGeMeNT aNd The (S) faCTor 
as explained in Section 1.4, the assessment of a ground’s safe capacity should take 
into account the quality of safety management – that is, the (S) factor. an important 
indicator to be used when determining the (S) factor is the standard to which the safety 
management structure, as outlined in this chapter, is implemented. 

for example, it is not enough to have a written safety policy. That policy must be fully 
implemented and understood by all staff. Similarly, a safety officer may have a detailed 
job description, but may fail to meet its requirements on event days. Contingency plans 
may have been drawn up, but never tested. 

If all the management’s safety-related responsibilities are fully met, and the stewarding 
is of a high standard (see Chapter Three), an (S) factor of 1.0 should be applied. Where 
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there are deficiencies in any aspect of the safety management, the (S) factor should 
be reduced accordingly. If appropriate, the (S) factor could be set as low as 0.0, and 
therefore the capacity of the area in question will be zero. 

Management should therefore be aware that its own performance in safety-related 
matters will have a direct effect on the calculation of the sports ground’s safe capacity. 

2.5 healTh aNd SafeTy aT WorK leGISlaTIoN 
The safety management of a sports ground and its spectators should not be viewed in 
isolation, but as part of a total, integrated system for managing health and safety within 
the organisation as a whole (see Bibliography references). 

In particular, ground management should be aware of two complementary requirements: 

a. Written statement of policy 

under health and safety at work legislation, organisations with five or more employees 
must prepare a written statement of their general policy, organisation and arrangements 
for health and safety at work. While the legislation and its accompanying guidance 
concentrate on employees, there is an added clause requiring provision for “persons who 
may be affected thereby” resorting to the premises’. This may include contracted staff, 
media personnel, and spectators as detailed in Section 2.6. 

b. Risk assessment 

regulation 3 of the Management of health and Safety at Work (Northern Ireland) 
regulations 2000 requires all employers to assess the risk to workers and any others 
who may be affected by their undertakings. In carrying out such a risk assessment 
ground management may find it helpful to utilise the recommendations of this Guide. 
(See also Section 2.3.e). 

2.6 a WrITTeN healTh aNd SafeTy polICy for SpeCTaTorS 
every ground management should have in place a written safety policy for spectators. (In 
effect, this policy will be an element of that drawn up under the health and safety at work 
legislation referred to in Section 2.5 above). 

Such a policy demonstrates that management has devoted thought and effort towards 
the safety and welfare of spectators. having to write down the policy helps concentrate 
the mind. It also shows whether the policy has been fully thought out in practical terms. 

The safety policy should: 

a.	 explain the management’s safety objectives and the means of achieving them 

b.	 be agreed by the management and disseminated and explained to all members of 
staff, contract staff, part-time and voluntary workers 

c.	 demonstrate that from the highest level of management downwards there is a 
positive attitude to public safety 
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d.	 be reviewed by management on at least an annual basis and revised as necessary. 

It is important that the health and safety policy does not conflict with any conditions of 
the sports ground’s safety certificate (where applicable). for this reason, consultation 
with the district council is recommended in the formulation of a safety policy. 

2.7 draWING up a healTh aNd SafeTy polICy doCuMeNT 
The safety policy document should clearly indicate: 

a.	 the ground management’s philosophy on safety 

b.	 with whom lies ultimate responsibility for safety at the ground 

c.	 to whom responsibility is delegated 

d.	 the chain of command 

e.	 how the safety policy is to be implemented and communicated 

f.	 how the health and safety policy is to be audited, by internal or external means, 
and reviewed. 

for advice on how a safety policy document can be drawn up see the Bibliography. help 
is also available from district councils and the health and Safety executive Northern 
Ireland. 

2.8 ChaIN of CoMMaNd 
In order for the ground management’s health and safety policy to be implemented, it 
is essential that the policy outlines a personnel structure, or chain of command and 
corresponds with the health and safety policy statement. This is to ensure that: 

a.	 those having to implement the policy recognise their role within the chain of 
command and have a clear understanding of the decision-making process in 
safety matters 

b.	 ground management is able to control and supervise the safety management 
operation 

c.	 spectator safety at the event can be quickly and accurately monitored 

d.	 liaison with other agencies follows agreed procedures 

d.	 follow-up action on structural or safety management issues can be co-ordinated 
efficiently. 

2.9 appoINTING a SafeTy offICer 
Ground management should appoint a safety officer. This person must be given a detailed 
job description, clearly identifying the functions of his or her post. It is essential that at 
a larger sports ground (and in particular, at a designated ground), a safety officer is not 
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given any additional duties on an event day which might reduce his or her effectiveness 
in the principal role. Nor should the safety officer take on such duties during an event. 

at a smaller venue, it may be acceptable to appoint an individual who will have 
responsibility for safety management during an event, in addition to other duties. It is 
however, essential that this individual is focused on safety management arrangements 
and this takes primacy over other duties, particularly in the event of an incident that may 
impact on safety arrangements at the venue. 

although the appointment of a safety officer may be on a part-time basis, experience has 
shown that employment on event days only can result in too onerous a workload. 

If it is judged that the safety officer cannot, for any reason, carry out his or her duties in 
full and effectively, the (S) factor should be reduced. 

2.10 requIreMeNTS of a SafeTy offICer 
In order to discharge properly his or her responsibilities, a safety officer should meet the 
following requirements: 

a. Competence 

a person will be regarded as competent for the role of safety officer when he or she has 
sufficient training, experience, and knowledge, to be able to implement the functions 
required, as detailed in the job description. 

b. Status 

on event days, a safety officer should be able to establish his or her status in the chain 
of command, in relation to all staff and safety personnel, and, where applicable, in 
relation to representatives of the emergency services. on non-event days, the safety 
officer should be regarded as a principal adviser to the ground management on all 
spectator-related safety issues. 

c. Authority 

on event days, a safety officer should have the authority to make safety-related 
decisions without having to refer to senior management or board members. 

d. Accountability and access to management 

a safety officer should be accountable to the most senior management to whom the 
right of direct access is essential. 

e. Identification and communication 

on event days it is essential that the safety officer is easily identifiable, and can be 
contacted immediately at all times. If it is necessary during an event for the safety officer 
to leave the control point, (see Chapter Sixteen) a competent person should be left on 
duty in the control point. The safety officer should also remain in direct contact with that 
person, either by radio or mobile telephone. 
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2.11 depuTISING 
Because of the key role played by a safety officer, it is recommended that he or she 
has a competent deputy, to serve in the safety officer’s absence and to share duties on 
event days. 

deputies should also be appointed for other key supervisory roles in the chain of 
command. 

While it may not be necessary to have a formal deputising service at smaller sports 
grounds, the management needs to know how and by whom any absences of key 
supervisors will be covered. 

2.12 STaffING NuMBerS 
While members of the public are inside the sports ground, it is the responsibility of 
management to ensure that sufficient safety staff are on duty. 

Staffing numbers will vary considerably at each ground, according to its size and 
configuration, and the nature of the event. however, experience has shown that by 
ensuring the availability of staff for the following categories, management should meet 
the needs of most sports grounds, matches or events: 

a.	 supervisory staff; for example, the deputy safety officer, chief steward(s) and 
supervisors 

b.	 static posts; for example, crowd monitoring points, exits, fire points, pitch 
perimeter gates or openings, and other strategic points or areas 

c.	 stewards; typically a ratio of 1:250 of the anticipated attendance 

d.	 specialist stewards; for example, for areas used by children or spectators with 
disabilities 

e.	 additional stewards: needed for deployment in particular circumstances or for 
particular events. 

other staff, such as car park attendants and turnstile operators, may also be deployed 
for stewarding and other safety duties, provided that the conditions set out in Section 
3.3 are met. 

however, unless they form a recognised part of the safety management structure, 
individuals such as members of ground staff, security guards, hospitality staff and 
commissionaires should be not counted among the safety staff. 

further information on stewarding is provided in Chapter Three. 

2.13 reSpoNSIBIlITy for TraINING aNd CoMpeTeNCy 
Ground management has the responsibility for ensuring that all safety personnel (not 
only stewards) receive sufficient training to enable them to carry out the duties and 
responsibilities assigned to them. 
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Stewards in particular should be trained to a standard recognised by the department of 
Culture, arts and leisure (dCal). 

at sports grounds where safety personnel from an outside agency are on duty, it is still the 
ground management’s responsibility to ensure that such personnel have also been trained 
to carry out the duties and responsibilities assigned to them, to a recognised standard. 

2.14 CoNTINGeNCy plaNS 
In exercising its responsibility for the safety of all spectators at any sports ground, 
the ground management needs to identify any potential hazards and to conduct risk 
assessments into the type of incidents that might prejudice public safety or disrupt 
normal operations. It should then prepare appropriate contingency plans for dealing 
safely with any such incidents. 
Guidance on how to carry out risk assessment is available from a number of sources 
(see Bibliography). In carrying out risk assessments management should consult with 
organisations such as the emergency services regarding information on the likelihood of 
a particular hazard occurring. 
emergencies are incidents which may arise with little or no warning, that threaten human 
welfare, the environment or security and require some special response over and above 
normal day to day procedures. Management should prepare contingency plans to enable 
them to manage the incident and to take specific actions to reduce, control or mitigate 
its effects. 

The contingency plans will have two purposes: 

a.	 they should enable management to respond to incidents which can be dealt with 
by management’s own resources, such as, safety officers, and stewards without 
having to call on additional help 

b.	 they should enable management to deal with the early stage of incidents which 
require a greater response than they can provide from their own resources and to 
work effectively with the emergency services whey they arrive. 

Contingency plans should lay down a structured response with clear guidelines on the 
measures to be adopted in particular circumstances, bearing in mind both internal 
and external factors specific to the individual sports ground. Where the measure to 
be adopted includes requesting additional resources, for example to fight fires, the 
contingency plans should be discussed and agreed with the relevant organisations. This 
will prevent any misunderstanding over roles, responsibilities or resources. 
for designated grounds, exercises should be staged at least once a year to test 
contingency plans in consultation with the relevant authorities and emergency services. 
exercises may be in a seminar, tabletop or live format. Guidance on planning and running 
exercises is available from dCal. 
The procedures set out within the contingency plans should be made familiar to all staff 

at the sports ground, not only to those with specific safety-related duties.
 
Guidance on contingency planning is available from dCal.
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2.15 SuGGeSTed headINGS for CoNTINGeNCy plaNS 
The contents of contingency plans will vary according to the type of sports ground, 
its location and the nature of matches or events being staged. a risk assessment will 
indicate what particular hazards need to be taken into account in contingency plans for 
a particular venue. however, experience has shown that the following headings can be 
adopted to suit most situations, (not all will be applicable to every venue): 

a. fire 

b. bomb threat, suspect package 

c. buildings and services 

i.	 damage to structures or failure of structures 

ii.	 power cut or failure 

iii.	 gas leak or chemical incident 

d. safety equipment failure 

i.	 turnstile counting mechanism 

ii.	 closed circuit television 

iii.	 public address system 

iv.	 electronic information boards 

v.	 stewards’ radio systems 

vi.	 internal telephone systems 

e. crowd control 

i.	 surging or crushing 

ii.	 pitch incursion 

iii.	 late arrivals or delayed start 

iv.	 lock-outs 

v.	 disorder inside the ground 

vi.	 large-scale ticket forgery 

f. emergency evacuation 

g.	 ticket strategy in the event of an abandoned fixture
 

h. features/consideration specific to the location.
 

In preparing a contingency plan, the following issues should be addressed:
 

a.	 who is in charge when an emergency happens and who will make key decisions, 
such as to stop an event or postpone the start? how can they be identified and 
communicated with if an emergency happens? 
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b.	 what process would be used to stop a match/event? 

c.	 identification and labelling of emergency routes into and outside the grounds and 
access for emergency service vehicles. 

d.	 emergency control point arrangements and procedures 

e.	 arrangements for people with special needs, especially if normal access and 
egress routes are not available 

f.	 assembly points for participants, staff and spectators 

g.	 procedures for alerting staff, eg stewards, to the need to respond to an incident, 
including alert and stand down codes where necessary 

h.	 provision and use of public warning systems – pa, loud hailers etc, including pre
prepared scripts 

i.	 arrangements for partially and fully evacuating the ground and arrangements if 
there is a hazard outside the ground and people need to stay in 

In addition to these internal arrangements, the contingency plan should also cover how 
management will communicate and work with the emergency services and other outside 
agencies in situations where additional support or specialist personnel and equipment 
are needed to deal with an incident. 

The issues would include: 

j.	 who will alert the emergency services/other agencies and how 

k.	 agreed statements of the roles and responsibilities of management, the police, the 
other emergency services and other attending agencies. These will be replicated in 
the emergency services’ plans (see Section 2.16) 

l.	 rendezvous points where new arrivals will be met 

m.	 location of any on-site safety equipment and of areas suitable for first aid 
treatment, vehicle parking etc 

In addition to the above, there will be other issues to be addressed which are particular 
to the venue in question and its functions. 

The plan should provide for a flexible response whatever the incident, environment or 
available resources at the time. as far as possible, the contingency plan should build on 
normal arrangements, roles and responsibilities. 

2.16 eMerGeNCy plaNS: ouTSIde aGeNCIeS 
While most incidents will be capable of being dealt with by the ground management 
without outside help, there will be occasions when help is needed. This may be because 
the incident is of a scale that requires additional manpower, or because it needs a 
specialist response that the ground management can not provide. 

paGe |  24 



 

 

 

 

 

 

The NorTherN IrelaNd GuIde To |  SafeTy aT SporTS GrouNdS 

each of the emergency services, and any other agency which would respond to an 
emergency at the ground, will need to have their own, single-agency emergency plan, 
which they would prepare in consultation with ground management. In addition, the lead 
emergency service, which will normally be the police, is responsible for co-ordinating the 
overall response. 

for designated grounds a plan should be prepared by a multi-agency group and would 
include the emergency services, ground management and the district council. This group 
would normally be led by the police, but another key player may by agreement also take 
on this role. The inter-agency emergency plans should take account of the nature of 
the ground and the events for which it is normally used, the number of spectators who 
regularly attend and the risks associated with normal operation. 

The inter-agency emergency plan for a sports ground would deal not only with the 
actions and relationships of organisations in response to incidents inside the ground, 
but also with incidents and responses in the immediate vicinity, and incidents involving 
spectators on their way to or from an event. This includes traffic management around a 
ground (for example, to ensure a clear route in and out for emergency service vehicles), 
routes for spectators on foot and crowd management procedures outside the ground. 

emergency plans would be based on the normal events and regular crowd size for that 
venue. If ground management believe that a particular event poses different risks from 
those provided for in the plan and that an event-specific plan is required, it should notify 
the emergency services and (where appropriate) the district council as far in advance 
as possible. Ground management should also make arrangements for a multi-agency 
meeting to discuss the event and the contingency and emergency plans to be made. 

Whatever the event, if the number of spectators is expected to exceed 5,000, ground 
management should inform the pSNI, the Northern Ireland fire and rescue Service and 
the Northern Ireland ambulance Service, so that they can make appropriate resource 
arrangements. 

Similarly, if management make significant changes to the structure or management 
practices of the ground, they should inform the emergency services so that they can 
make any necessary adjustments to emergency plans for the ground. 

for designated grounds, liaison between ground management, the emergency services 
and district councils can most easily be achieved by holding multi-agency planning 
meetings at regular intervals. In addition for any venue where there is an event that 
may pose a significant risk, a multi-agency meeting should be convened in advance 
to discuss arrangements. These meetings would normally be initiated and hosted by 
management. 

2.17 SafeTy audIT 
In addition to the inspections and tests recommended in Chapter 4 and the routine 
monitoring of safety performance through inspection and surveillance, it is the responsibility 
of management to ensure that a safety audit is carried out at least once a year. The 
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intention of an audit is to make a deeper and more critical appraisal of all elements of 
the safety management systems. 

Such audits should be conducted by persons who are, preferably, independent of the 
systems being audited, but who may be from within the organisation. When assessing 
the (S) factor of a sports ground, the relevant authority may wish to be aware of the 
safety audit report. 

2.18 KeepING reCordS for eaCh eVeNT 
Management is responsible for keeping records for each event, (experience has shown 
that those listed below can be adopted to suit most situations): 

a.	 details of all pre-event inspections (as listed in Sections 4.9 and 4.10) 

b.	 details of the pre-event briefing given to stewards and, where appropriate, training 
(see Section 3.11) 

c.	 the number of spectators admitted to the ground, and, where appropriate, to each 
section of the ground (see Chapter Six) 

d.	 the numbers and posts of all first aiders and doctor(s) in attendance (see Chapter 
eighteen) 

e.	 incident forms recording any accident or, incident which might have led to an 
accident (see Sections 3.13 and 18.9) 

f.	 details of all first aid or medical treatment provided, while preserving medical 
confidentiality regarding the identity of those treated (see Section 18.9) 

g.	 details of all emergency drills or evacuation exercises 

h.	 details of any non-routine opening of an exit door or gate 

i.	 details of any assumption of control by the police 

j.	 details of any defects relating to the safety of the ground arising from the event, 
plus details of any remedial action taken 

k.	 details of all fire alarms audible or visual, whether or not activated by an automatic 
fire detection system. 

The above list is for guidance only and is not intended to be comprehensive in all 
circumstances. 

2.19 polICING 
While responsibility for the safety of spectators lies at all times with ground management, 
at certain sports grounds and for certain matches or events the presence of the police 
may be required to maintain public order and prevent the commission of offences. 

Management should give all possible assistance to the police and provide reasonable 
facilities for the police within the control point (where provided). 

paGe |  26 



 

 

  

   

 

 

 

 

 

The NorTherN IrelaNd GuIde To |  SafeTy aT SporTS GrouNdS 

dependent on the sports ground it may be beneficial to provide additional facilities, such 
as an area for briefing. 

Where a police presence is required, the number and disposition of the police shall be 
determined by the senior police officer in whose area the ground is located. 

however, the determination of policing resources may be influenced by the quality of the 
ground management’s own safety structure, and the management’s proven ability to 
discharge effectively their safety responsibilities. 

If the management’s own safety structure is inadequate, the capacity should be reduced 
accordingly, as explained in Section 2.4. The presence of police officers on an event 
basis should not in itself be a justification for raising a ground’s capacity. 

Whether there is a police presence or not, responsibility for the enforcement of ground 
regulations remains with the management and event promoter. 

2.20 STaTeMeNT of INTeNT 
If there is to be a police presence in or at the sports ground, management should 
discuss with the police the division of responsibilities and functions between the two 
parties; for example, whether particular posts are to be staffed by stewards or by police 
officers, and who will assume responsibility in particular circumstances. 

The outcome of these discussions should be recorded in a statement of intent. 

It is emphasised that the statement of intent is a management statement and not a legal 
document. 

2.21 aCCoMModaTING VISITING SupporTerS 
at sports grounds where it is anticipated that a significant number of supporters of 
visiting clubs will attend, advance planning between the ground management, the 
visiting club and the police is advisable to ensure that such supporters are: 

a.	 directed and welcomed to the ground 

b.	 where considered necessary, directed to the appropriate entrances 

c.	 accommodated safely 

d.	 always kept clearly informed of any special arrangements made for them inside 
the ground and on their departure. 

liaison between the management and police may be necessary to ensure that the likely 
numbers of visiting supporters is known. In consultation with the police, management 
should also determine clear policies on the accommodation of home and visiting groups 
of supporters, and on appropriate ticketing arrangements. There should be debriefing 
meetings to evaluate these arrangements and, if necessary, formulate changes for 
future events. 
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2.22 SeGreGaTIoN 
If ground management adopts a policy of segregating groups of supporters, the 
arrangements for admitting spectators should be drawn up in consultation with the 
district council and (where appropriate) the police, and be carefully controlled to ensure 
as far as possible that segregation is effective. 

Where considered necessary, a neutral or sterile zone may be provided between groups 
of supporters. however, in all cases it is recommended that the method of segregation 
used should be flexible (see Section 11.17). 

Management should ensure that each segregated area offers full access to toilet and 
catering facilities. It should not be necessary for spectators in segregated areas to cross 
barriers or seek special permission to use such facilities (see Chapter eight). 

2.23 eJeCTIoN aNd deTeNTIoN 
Ground management should, in consultation with the police, draw up clearly defined 
procedures for the ejection of spectators who commit offences or breaches of 
ground rules within the sports ground. There should be adequate vehicular access 
arrangements to facilitate the ejection process. 

2.24 SafeTy IN The WIder MaNaGeMeNT CoNTexT 
as stated in Section 2.2 safety should not be seen as a set of rules or conditions 
imposed by others, but as standards set from within which reflect a safety culture at the 
ground. In addition, the safety management of a ground and its spectators should not be 
viewed in isolation. 

By a process of consultation, therefore, all branches of the ground management and 
event day personnel should be aware, or be made aware, of the safety implications 
arising from their own actions and policies. 

The main areas of policy are outlined in the following four sections. 

2.25 TICKeTING 
Ticketing policies adopted by the ground management can have a direct effect on the 
safe management of spectators. 

a.	 where the attendance at a fixture is likely to exceed 75% of the safe capacity of 
the sports ground or part of the sports ground, admission should be by ticket only. 

b.	 tickets for seats which offer restricted views or are uncovered should be marked 
accordingly, and the buyer forewarned (see Sections 11.4, 11.6 and 12.12 to 12.14). 

c.	 tickets for seats with severely restricted views should not be sold. 

d.	 that part of the ticket retained by the spectator after passing through a ticket 
control point or turnstile should clearly identify the location of the accommodation 
for which it has been issued. 
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e.	 a simplified, understandable ground plan should be shown on the reverse side of 
tickets. 

f.	 colour coding of tickets, corresponding to different sections of the ground, should 
be considered (see also Sections 6.9 and 16.29). 

g.	 stewards should be familiar with the ground plan and able to direct spectators to 
any other section of the ground (see Chapter Three). 

h.	 management should ensure that all sections of the ground, all aisles, rows and 
individual seats, are clearly marked or numbered, as per the ground plan and 
ticketing information. 

for further details of ticket-related matters, see Sections 6.10 and 11.17. 

2.26 Sale of refreShMeNTS 
To ensure that circulation areas are kept clear of trip hazards, and to minimise the risk of 
fire, adequate receptacles should be available for the disposal and collection of all waste 
and litter resulting from the sale of refreshments. 

all refreshments sold in areas to which the public have access, should be served in 
soft containers. This is because hard containers such as glasses, bottles or cans can 
constitute a danger in congested areas, and may even be used as missiles. 

hot drinks should be dispensed in suitable containers, so as to minimise the risk of 
scalding or burns to spectators. 

2.27 alCohol 
The consumption of alcohol can enhance the experience of an event many spectators; 
however, excessive consumption can lead to problems associated with disorder and 
have an impact on safety (see Bibliography for relevant acts). 

Management should therefore, carefully consider if alcohol should be sold at the venue, 
and any restrictions to be imposed on consumption. 

arrangements may vary at a venue according to the type of fixture, and management 
should undertake a risk assessment to establish measures to be implemented. 

The advice of the police and the district council should be taken into account and the 
requirements of alcohol licensing legislation must be followed. 

Spectators should not be permitted to bring alcohol into a venue. alcohol (or other 
beverages) should not be sold or supplied in cans or glassware other than in controlled 
areas such as hospitality boxes. 

outlets should be sited to avoid the obstruction of egress or circulation routes. 

The consumption of alcohol may be prohibited in identified parts of the venue. 

any points of sale should be monitored to ensure that alcohol is not sold to minors or 
persons considered to be drunk. 
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2.28 CoMMerCIal or NoN-SporTING aCTIVITIeS 
Management has a direct responsibility to ensure that commercial or non-sporting 
activities do not in any way compromise safety at the ground, either by creating any 
physical obstructions, hindering the safety operation or endangering spectators. 

areas of concern include: 

a.	 advertising hoardings, loudspeakers, media installations or any other item, 
permanent or temporary, whose height, bulk or placement might obstruct 
sightlines and/or block emergency gates or openings 

b.	 high volume and lengthy musical presentations which interrupt normal 
communications between safety personnel at key moments 

c.	 those activities that are regulated by the explosives fireworks regulations (NI) 
2002 and the safety guidance document hSG 123. 

d.	 boisterous activities that induce excessive movement of the structure by 
spectators (see Section 4.5). 

Guidance on the safety implications of media provision is provided in Chapter Nineteen. 
The use of grounds for events other than sporting events is covered in Chapter Twenty. 

2.29 oTher MaNaGeMeNT reSpoNSIBIlITIeS 
In addition to the responsibilities for safety outlined in this and the following two 
chapters on management, the attention of ground management is also drawn to the 
following: 

a.	 the requirements of fire safety (see Chapter fifteen) 

b.	 first aid and medical provision (see Chapter eighteen) 

c.	 the specific requirements and criteria of particular international and national 
sporting bodies and tournament organisers. Note, however, that the advice in this 
Guide should take precedence over such requirements and criteria. Some of the 
requirements of such bodies may however exceed those contained in this guide. 
however, these requirements should not conflict with the conditions of the safety 
certificate for the venue. 

2.30 NoTIfyING The dISTrICT CouNCIl 
If a safety certificate has been issued in respect of the sports ground or stand(s) 
within the ground, the management should ensure that details of all consultations, 
arrangements and plans between them and the police, fire, ambulance services and with 
the local health trust are notified to the district council. 
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ChapTer Three
 

This section contains information on: 

• The need for stewards 

• agreement on responsibilities 

• definition of a steward 

• appointment of stewards 

• Stewards’ status and remuneration 

• duties of stewards 

• Code of conduct for stewards 

• Control and communication 

• Identification 

• Visiting stewards 

• Briefing 

• de-briefing 

• Stewards’ documentation: safety handbook 

• Stewards’ documentation: check list 

• Training 

• Training exercises 

• Keeping records 

• Stewarding and the (S) factor 

3.1 The Need for STeWardS 
effective safety management requires the employment, hire, contracting, or engaging 
of stewards in order to assist with the circulation of spectators, prevent overcrowding, 
reduce the likelihood and incidence of disorder, and provide the means to investigate, 
report and take early action in an emergency. In carrying out these duties, stewards 
should always be aware of, and ensure the care, comfort and well being of, all categories 
of spectators. 

3.2 aGreeMeNT oN reSpoNSIBIlITIeS 
Where an event requires the presence of police officers, the duties and responsibilities 
of stewards should be agreed between the ground management and the police. This 
agreement should form part of the written statement of intent (see Section 2.20). 
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3.3 defINITIoN of a STeWard 
a steward (also referred to at certain sports grounds as a marshal) is a person trained, 
or being trained, to a standard recognised by dCal, employed or contracted by 
management to act in accordance with the general recommendations of this Guide, and, 
where appropriate, the specific requirements of the safety certificate. 

as stated in Section 2.12, other staff, such as car park attendants and turnstile 
operators, may also be deployed for stewarding and safety duties, provided that: 

a.	 they have received training to a recognised standard (see Sections 3.6, 3.15 and 
3.16) 

b.	 are appropriately attired and equipped 

c.	 minimum stewarding numbers are maintained at all times. 

Individuals such as members of ground staff, security guards, hospitality staff and 
commissionaires should not be considered as stewards, unless suitably trained. 

3.4 appoINTMeNT of STeWardS 
Stewards should be fit, active, aged not less than 18, and have the character and 
temperament to carry out the duties required of them. 

applicants should be interviewed and, where necessary, tested before appointment to 
ascertain that they meet these requirements. 

3.5 STeWardS’ STaTuS aNd reMuNeraTIoN 
although stewards are appointed on a part-time basis, they are an integral part of the 
safety management team, a status which should be made known to them and reinforced 
by the positive attitude of ground management. 

Where appropriate, stewards should be suitably renumerated in keeping with their duties 
and responsibilities. 

Management must ensure that irrespective of the levels of payment (if any), stewards 
perform their duties in accordance with the stewarding plan for the event. 

3.6 duTIeS of STeWardS 
While duties may vary, depending on the size and configuration of the ground and 
the nature of the event, the basic duties of all stewards should be to enforce the 
management’s health and safety policy, and where appropriate the requirements of the 
safety certificate, and all ground regulations. 

There are ten basic duties for stewards, summarised as follows: 

a.	 to understand their general responsibilities towards the health and safety of all 
categories of spectators (including those with disabilities and children), other 
stewards, ground staff and themselves 
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b.	 to carry out pre-event safety checks 

c.	 to control or direct spectators who are entering or leaving the ground, to help 
achieve an even flow of people in, to and from the viewing areas 

d.	 to assist in the safe operation of the ground, not to view the activity taking place 

e.	 to staff entrances, exits and other strategic points; for example, segregation, 
perimeter and exit doors or gates which are not continuously secured in the open 
position while the ground is in use 

f.	 to recognise crowd conditions so as to ensure the safe dispersal of spectators and 
the prevention of overcrowding, particularly on terraces or viewing slopes 

g.	 to assist the emergency services as required 

h.	 to provide basic emergency first aid (once appropriately trained) 

i.	 to respond to emergencies (such as the early stages of a fire); and to raise the 
alarm and take the necessary immediate action 

j.	 to undertake specific duties in an emergency or as directed by the safety officer or 
the appropriate emergency service officer. 

This list is for guidance only and is not intended as a substitute for training leading to 
a standard recognised by dCal. for details of such training and further references for 
stewards’ duties, see the Bibliography. 

3.7	 Code of CoNduCT for STeWardS 
Stewards are representatives of the management, and during many events are the only 
point of contact between the management and the public. It is therefore recommended 
that management draw up a code of conduct for all stewards. 

a code of conduct might include the following matters: 

a.	 stewards should at all times be polite, courteous and helpful to all spectators, 
regardless of their affiliations 

b.	 stewards should at all times be smartly dressed; their appearance clean and tidy 

c.	 stewards are not employed, hired, engaged or contracted to watch the event; they 
should at all times concentrate on their duties and responsibilities 

d.	 stewards should never: 

i.	 wear any inappropriate team colours while on duty 

ii.	 celebrate or show extreme reaction to the sporting event 

iii.	 be seen eating, drinking or smoking in view of the public 

iv.	 consume alcohol before or during the event 

v.	 use obscene or offensive language. 
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3.8 CoNTrol aNd CoMMuNICaTIoN 
The stewarding operation should be co-ordinated from the ground’s control point, (where 
provided) which should maintain an efficient means of communication with the stewards 
and/or their supervisors (see Chapter Sixteen). 

3.9 IdeNTIfICaTIoN 
experience shows that spectators react more favourably towards stewards who are 
readily identifiable. It is also important that stewards are easily identifiable by fellow 
stewards and safety personnel. all stewards should therefore be provided with high 
visibility, weather-proof jackets or tabards. armbands are not acceptable. 

The stewards’ jackets or tabards should preferably indicate the duty performed by the 
steward; for example, safety officer, chief steward, supervisor, steward or car park steward. 

The jacket or tabard should also carry a number, by which each steward can be identified. 

3.10 VISITING STeWardS 
There are certain matches or events where it may be beneficial to invite stewards from 
visiting clubs or organisations. It is recommended that such stewards arrive before the 
ground is open to the public and in time to be fully briefed as to the construction and 
configuration of the ground, the safety arrangements and their specific duties. 

It is emphasised that the role of visiting stewards is to assist the home stewards and 
take their direction from the ground management safety officer for the event. 

Visiting stewards should be trained to an equivalent standardto those whom they are 
assisting. 

3.11 BrIefING 
The briefing of stewards forms a necessary component of effective safety management. 
arrangements for this will vary according to the number of stewards involved. If the total 
number does not exceed 50 it may be possible for all stewards to be briefed together, 
by the safety officer or chief steward. Where there are more than 50 stewards on duty, 
experience shows that it may be more beneficial to conduct briefing sessions in smaller 
groups. In such cases, the safety officer or chief steward would brief supervisors, who 
would then brief their individual sections. 

an accurate record of briefings should be kept. for this reason it is recommended that 
they are scripted by the safety officer and retained with the post-event summary (see 
also Sections 2.3.d and 2.18). 
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3.12 de-BrIefING 
a de-brief of stewards is also necessary, to ensure that any incidents or problems are 
referred to the safety officer for follow-up action. as advised in Section 3.11 above, the 
arrangements for the de-briefing will vary according to the number of stewards involved. 

as part of the de-briefing procedure, incident forms should be completed by stewards 
and handed to the supervisor, chief steward or safety officer. 

3.13 STeWardS’ doCuMeNTaTIoN: SafeTy haNdBooK 
every steward should be fully appraised generally in writing of his or her duties and 
responsibilities. This can be achieved by the issue of a safety handbook. 

a suggested list of headings is: 

a. introduction to the sports ground; its lay-out and management 

b. general requirements of stewards 

c. communication and radio call signs 

d. duties before event 

e. duties during event 

f. duties after event 

g. emergency procedures 

h. training 

i. contingency plans (see Section 2.15 for headings) 

j. any ground regulations 

k. fire precautions and fire-fighting 

l. specific responsibilities (according to rank or duties) 

m. code of conduct 

n. plans of ground 

o. positioning of key point telephones and fire safety points 

p. notes. 

3.14 STeWardS’ doCuMeNTaTIoN: CheCK lIST 
The duties and responsibilities of a steward should also be summarised on a simple 
check list or aide-memoire card, to be issued to all stewards for carrying during the 
event. The contents of this checklist should follow a standard format, as established 
in the safety handbook, where provided. all such stewards documentation should be 
available for inspection. 
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3.15 TraINING 
It is the responsibility of management to ensure that appropriate training and supervision 
is provided so that all stewards, whether regular or casual, are competent to carry out 
their duties. Training should ensure that stewards and their supervisors are fully aware 
of, and practiced in, the part they are to play in the management’s contingency plans. 
awareness of the needs of disabled spectators and children should also form part of the 
training programme. 

Training should be conducted by competent persons, and ideally take place at the sports 
ground. 

during the training programme, stewards need to be assessed to measure their 
competence. The responsibility for this lies with management, who may wish to use 
outside assessors. If the assessment is carried out by the safety officer, every effort 
should be made to maintain records and standards that, where appropriate would satisfy 
any outside body’s accreditation of the management’s training system. 

When considering training programmes, reference may be made to the publications 
referred to in the Bibliography. 

3.16 TraINING exerCISeS 
at designated venues exercises should be carried out on a regular basis, and at least 
annually, to ensure that procedures laid out in the contingency plans operate smoothly. 
records should be kept of the duration of the exercise, of the instruction provided and 
of the personnel involved. at least 14 days’ notice of the intention to hold such exercises 
should be given to the district council (if a safety certificate is in force), and to the 
emergency services. 

3.17 KeepING reCordS 
It is important to retain an accurate record of all training sessions, assessments and 
briefings. In addition, a records or profile form of each steward should be maintained. 
The type of information to be recorded should include: 

a. name, age, address, and contact numbers
 

b. relevant professional qualifications (for example, fire-fighter or first aider)
 

c. training sessions attended
 

d. matches or events attended
 

e. duties or position in the ground for each event
 

f. assessment of progress.
 

Such records should be readily available for inspection by authorised persons.
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3.18 STeWardING aNd The (S) faCTor 
as explained in Sections 1.4 and 2.4 the assessment of a sports ground’s capacity 
should take into account the quality of safety management - that is, the (S) factor. 

an important indicator to be used when determining the (S) factor is the standard of 
stewarding. 

It is the responsibility of management to assess the stewarding, and, where a safety 
certificate is in place, agree that assessment with the certifying authority. The 
assessment should be based on the requirements outlined in this chapter. 

Where the safety management structure meets the requirements set out in Chapter 
Two, and the stewarding is of a high standard, an (S) factor of 1.0 should be applied. 
Where the stewarding is poor, for example, there are insufficient numbers of stewards 
in attendance or stewards are not attending to their duties, the (S) factor should be 
reduced. 

records should be carefully kept so that: 

a.	 deficiencies which have been identified and recorded can be acted upon and the 
stewarding operation improved, thereby increasing the (S) factor 

b.	 further deficiencies can be identified and monitored, thereby possibly entailing a 
reduction in the (S) factor. 
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ChapTer four 
This section contains guidance on: 

• definitions 

• Maintenance and the (p) factor 

• Good housekeeping 

• Structures 

• Structural dynamics for permanent structures 

• Construction work at existing grounds 

• anti-vandalism 

• The importance of inspections and tests 

• Inspections and tests 24 hours before an event 

• Inspections and tests before an event 

• Inspections during the event 

• Inspections after the event 

• annual inspection 

• Keeping records 

• plans and specifications 

4.1 defINITIoNS 
for the purpose of this Guide the term structures includes seated and standing 
accommodation, whether permanent or temporary, roofs, floodlight pylons, stairways, 
barriers, boundary walls and fences. 

examples of installations include mechanical and electrical systems, public address 
systems and fire detection systems. 

examples of components include seats, signs, fixtures and fittings. 

4.2 MaINTeNaNCe aNd The (p) faCTor 
as stated in Sections 1.4 and 1.5, it is the responsibility of management to assess the 
(p) factor for each section of viewing accommodation, and, where a safety certificate is 
in place, agree those assessments with the district council. an important indicator to be 
used when determining the (p) factor is the standard of maintenance. 

If all structures, installations and safety-related components at the ground are 
maintained in good condition and working order, a (p) factor of 1.0 should be applied. 

Where there are deficiencies, the (p) factor should be reduced accordingly. 
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If appropriate, the (p) factor could be set as low as 0.0, and therefore the safe capacity 
of the area in question will be zero. 

It is imperative therefore that maintenance procedures for both new and existing 
structures are properly understood. It is further recommended that a system of planned 
maintenance be adopted. Where necessary, professional advice on this matter should 
be sought from competent persons. 

It is also essential that maintenance is carried out in accordance with the 
written instructions provided by the designer or manufacturer, or in line with the 
recommendations of a competent person. 

New constructions 

The provision of maintenance manuals detailing the expected life-cycles of components 
should be a necessary part of the completion of any new project. This is in addition to 
any separate tests and inspection periods which may be recommended below or that 
form part of the annual inspection. 

The maintenance of new structures may be as onerous as, or even more onerous than, 
that of existing structures. Management should be aware that the provision of a new 
structure does not reduce its responsibility for the maintenance of a safe structure. 

4.3 Good houSeKeepING 
In addition to maintenance, several of the recommendations listed in this chapter might 
otherwise be described as ‘elements of good housekeeping’. 

as stated in Section 2.2, it is emphasised that safety should not be seen as a set of 
rules or conditions imposed by others, but rather as standards set from within which 
reflect a safety culture at the sports ground. 

Good housekeeping is a fundamental part of fostering and maintaining a safety culture 
at the sports ground. 

Management should therefore demonstrate a positive attitude in this respect and, 
in doing so, encourage a conscientious, co-operative and vigilant attitude among all 
members of staff 

In particular, all staff should be encouraged to identify and report to management at an 
early stage any problem which might compromise safety, be it relating to the structures 
at the ground, its systems, facilities or equipment. 

Their efforts and, if appropriate, suggestions, should always be acknowledged, and they 
should be informed of any resultant remedial action. 

Wherever practical and appropriate, this positive attitude towards good housekeeping 
should also be communicated to spectators, visiting 

personnel and outside contractors (see also Section 4.6). 
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4.4 STruCTureS 
all structures at sports grounds should be safe, serviceable and durable at all times 
during their use and, where necessary, fire-resistant. They should comply with statutory 
requirements, including those for health and safety at work. 

In order to be safe, structures should be capable of resisting all loads imposed by their 
foreseeable use (including non-sporting use), with adequate margins of safety. 

Specialist advice from chartered structural engineers with the appropriate skills and 
experience should be sought to assess the adequacy of all load-bearing elements in a 
sports ground. 

designers should pay particular attention both to minimising the risk of progressive or 
disproportionate collapse from unforeseen incidents, and to the dynamic response of 
structures (see also Sections 4.5, 14.4 and 14.5). In doing so, designers should: 

a.	 systematically assess conceivable hazards to structures and design the structures 
to be stable and robust in the light of a risk assessment 

b.	 adopt structural forms which minimise the effects of the hazards identified 

c.	 provide ground management with manuals which define the key elements and 
components of the structure requiring regular inspection and maintenance. 

4.5 STruCTural dyNaMICS for perMaNeNT STruCTureS 
In addition to the ability to resist static loading, structures at sports grounds may also 
need to resist dynamic loading. permanent structures particularly sensitive to dynamic 
loading include those with long spanning or cantilevered seating decks. 

In such cases, specialist advice from chartered engineers with the appropriate skills and 
experience should be sought to assess the dynamic behavior of the structure. 

dynamic load effects may be caused by: 

a.	 excitation by wind 

b.	 excitation by the activities of spectators. Where a seating deck has a vertical 
frequency of less than 6 hz or a sway frequency of less than 3 hz, a dynamic 
evaluation of the structure should be carried out, giving due consideration to the 
mass of the spectators 

c.	 excitation by the activities of spectators at grounds staging pop concerts or other 
events involving rhythmic activity, in which case the design loads may be greater 
than for category (b) above (see also Chapter Twenty) 

references to the structural dynamics of temporary demountable structures can be 
found in Chapter fourteen. further information can be obtained in the document “dynamic 
performance requirements for permanent grandstands subject to crowd action”. 
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4.6 CoNSTruCTIoN WorK aT exISTING GrouNdS 
It is the responsibility of management to ensure that construction work taking place at 
an existing ground does not prejudice the safety of spectators occupying any part of the 
ground during an event. 

The management should also ensure that any partly constructed structure, if brought 
into use before completion, complies with the recommendations of this Guide. 

4.7 aNTI-VaNdalISM 
precautions should be taken to prevent people from climbing on to roofs, pylons, 
hoardings and other structures. Where possible, such structures should be fitted with 
devices to ward off climbing; for example, stout barriers or close-boarded enclosures. 

Where fitted, anti-vandal devices such as spikes and barbed wire should preferably be 
fitted at least 2.4m from the base of the structure. 

Spikes or other similar devices should not be installed on pitch perimeter fences (see 
Section 10.16). 

4.8 The IMporTaNCe of INSpeCTIoNS aNd TeSTS 
regular and detailed inspections and tests are a necessary and important function 
of safety management. Where applicable, they are also an essential part of the safety 
certification process. 

Inspections and tests should seek to eliminate or minimise the potential risks to 
spectators and staff, and to ensure that all structures, installations and items of 
equipment are safe and fit for the purpose for which they were intended. 

as outlined in this chapter, it is the responsibility of management to: 

a.	 ensure that proper maintenance is carried out 

b.	 encourage attitudes and establish procedures which lead to good housekeeping 

c.	 draw up and adhere to a programme of inspections and tests 

d.	 ensure that such inspections and tests are carried out by a competent person. 

e.	 record the details of inspections, tests and any remedial work carried out, 
including the dates of completion 

f.	 allocate adequate resources to carry out these tasks. 

It should be noted that the guidance on inspections and tests which follows refers only 
to structures, installations and components. Inspections and tests concerning such 
matters as stewarding, fire safety, first aid and medical provision are covered in the 
relevant chapters. 
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It should also be noted that the lists which follow are for guidance only and are not 
intended to be comprehensive or applicable to all sports grounds. Nor is any order of 
importance intended. 

for further references relating to inspections and tests, see the Bibliography. 

4.9 INSpeCTIoNS aNd TeSTS 24 hourS Before aN eVeNT 
Management should ensure that at least 24 hours before each event, the following 
structures, installations and components, where provided, are inspected and tested by 
competent persons, and the test results recorded. 

a.	 automatic fire detection and fire warning systems including repeater panels (see 
Section 15.12) 

b.	 stewards’ radio systems (see 16.10) 

c.	 emergency telephones (see 16.12) 

d.	 public address system and back-up loud hailers (see 16.13) 

e.	 closed circuit television system (see 16.15) 

f.	 video or electronic information boards (see 16.22) 

g.	 auxiliary power supplies (see 17.9) 

h.	 emergency lighting systems (see 17.11) 

i.	 temporary television camera platforms and gantries and other media installations 
(see 19.3). 

If any of the above systems are not operating properly and if the faults cannot be 
rectified before the event, contingency plans (see Sections 2.14 and 2.15) should 
provide for the use of acceptable substitute measures or, if necessary, the closure of the 
relevant areas of spectator accommodation. 

4.10 INSpeCTIoNS aNd TeSTS Before aN eVeNT 
Management should ensure that before each event, structures, installations and 
components where provided, are inspected and tested by competent persons, to check 
that: 

a.	 all structures are free from any damage, corrosion or deformation which might 
create a potential danger to the public 

b.	 exit doors, emergency exit doors, gates and pitch perimeter gates, whether 
operated manually or electronically, are functioning (see Sections 9. 15 and 9.16) 

c.	 all entry and exit routes are clear of obstruction, free from trip hazards, and their 
surfaces are not slippery; and all such routes can be safely and effectively used 
(see Chapters five and Nine) 

d.	 turnstiles and metering or entry monitoring systems are functioning (see Chapter Six) 
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e.	 there are no accumulations of combustible waste or litter, particularly in voids and 
other areas vulnerable to fire; and all areas to which the public have access are 
generally clean 

f.	 containers used to store combustible waste or litter are secure (see 15.9) 

g.	 hazardous materials have been removed, or safely stored, well away from public 
areas (see 15.9) 

h.	 fire-fighting equipment is in position and in good order (see 15.15) 

i.	 areas to which public access is prohibited are appropriately locked or sealed off. 

j.	 where appropriate, the ground does not contain any accessible items which could 
be used as missiles 

k.	 directional signs are in place and, where appropriate, illuminated (see 16.27) 

l.	 temporary signs and fittings are secure and in their appropriate positions. 

In each case, if problems are identified, remedial action should be taken before the 
public is allowed access to the affected area. 

4.11 INSpeCTIoNS durING The eVeNT 
during an event, management should ensure that: 

a.	 litter and waste are not allowed to accumulate, and are removed to secure 
containers whenever possible 

b.	 materials are not allowed to accumulate or be stored in circulation, exit or escape 
routes 

c.	 all aisles, exits, emergency exits and escape routes are kept clear. 

4.12 INSpeCTIoNS afTer The eVeNT 
following each event, management should ensure that: 

a.	 a general visual inspection of the ground identifies any signs of damage or 
deformation which might create a potential danger to the public, with particular 
attention to the condition of seats, terraces, viewing slopes, barriers and stairways 

b.	 combustible waste and litter are cleared (particularly from voids) and either 
removed or stored in secure containers 

c.	 any outstanding matters of concern are recorded and arrangements made for 
remedial action before the next event. 
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4.13 aNNual reVIeW 
Management should arrange a detailed annual inspection of all structures, components 
and installations. 

This review should: 

a.	 ensure that all standing surfaces, seats, stairs, ramps, doors, gates, boundary 
walls, fences and claddings are fit for their intended purpose 

b.	 ensure that load-bearing elements are capable of withstanding the loads to 
which they are likely to be subjected and that they perform properly their required 
functions 

c.	 assess which barriers should be tested in accordance with the guidance found in 
Chapter Ten 

d.	 ensure that all mechanical and electrical installations are in good order, and, if 
required, serviced (see Chapter Seventeen). 

The annual inspection should be carried out by competent persons. 

In particular, it is recommended that the inspection and testing of structures should be 
carried out by chartered structural engineers, with the appropriate skills and experience. 

The appraisal methods described by the Chartered Institute of Structural engineers in 
the publication appraisal of existing Structures are recommended (see Bibliography). 

The extent to which a structural appraisal is necessary for existing structures cannot be 
prescribed. Much will depend upon the type of structure, its size, condition, location, the 
materials used in its construction and the standard of maintenance. 

periodic tests, may also be required; for example, under the terms of the designer or 
manufacturer’s written instructions, or as specified by the district council. 

4.14 KeepING reCordS 
responsibility for the keeping of comprehensive and accurate records lies with the 
management. 

The quality of these records may also be regarded as a good indicator of the overall 
quality of the safety management structure. 

records should be kept in a specified place at the ground or in the management’s office, 
for a period of six years, and should indicate: 

a.	 the level of competence required of those carrying out inspections and tests 

b.	 the qualifications and status of the persons responsible for carrying out 
inspections and tests 

c.	 the results of inspections and tests, and any remedial action taken. 

The documentation should be available for inspection by representatives of the relevant 
authority. 
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4.15 plaNS aNd SpeCIfICaTIoNS 
Management is advised to retain clear, up-to-date plans and specifications. any symbols 
used should be shown on a key. 

plans and specifications may include the following: 

a.	 a general plan of the sports ground 

b.	 a general plan of approach roads and car parks 

c.	 the general arrangements of each stand, by floor level 

d.	 the principal means of ingress and egress 

e.	 the names of each stand, terrace or section, its capacity and any relevant 
information regarding categories of spectators 

f.	 the location of (if provided): 

i.	 the central control point 

ii.	 key telephones 

iii.	 stewards’ posts 

iv.	 fire points 

v.	 public address speakers and zoning 

vi.	 emergency exits and escape routes 

vii.	 first aid room 

viii.	 places of safety and of comparative safety 

ix.	 high risk areas (such as plant or boiler rooms, or fuel stores) 

g.	 general constructional specifications. 

Management is also advised to retain, or have accessible, plans and specifications 
relating to all recent constructions. 

Where appropriate, the plans and specifications should include any other details 
required by the district council. 
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ChapTer fIVe 
This section contains guidance on: 

• planning and management of circulation 

• Creating a balance system 

• Multi-functional circulation areas 

• Zoning of circulation routes 

• design of circulation routes and areas 

• Management of circulation routes 

• Management policies and circulation 

• access for emergency vehicles 

5.1 plaNNING aNd MaNaGeMeNT of CIrCulaTIoN 
Circulation routes provide the means for spectators to move in and out, and around the 
ground, under both normal and emergency conditions. 

as a necessary function of a sports ground, circulation routes must be planned and 
managed safely. however, it should also be recognised that such routes, and circulation 
areas in general –their design, efficiency and related facilities –are closely allied to the 
comfort and enjoyment of spectators. 

Safe circulation is achieved by: 

a. Physical means 

This is primarily good design and construction, reinforced by technical aids and clear 
signposting 

b. Human resources 

This is primarily good stewarding, reinforced by technical aids, communications, 
maintenance and good housekeeping. 

although conditions vary considerably at grounds, largely depending on the type of 
sport being staged, planning and management must also take into account the fact that 
circulation routes and circulation areas in general function differently according to the 
nature of the event, the numbers attending and the categories of spectators attending. 

for example, certain events may attract higher numbers of children, semi-ambulant 
people, or people unfamiliar with the general lay-out of the sports ground. 

5.2 CreaTING a BalaNCed SySTeM 
Circulation cannot be planned or managed simply by ensuring that individual sections of 
a ground, such as stairways, concourses or gangways, are satisfactory in themselves. 
The interrelation of these and other components is critical. 
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all parts of the circulation system should be compatible and combine to form a balanced 
whole. 

5.3 MulTI-fuNCTIoNal CIrCulaTIoN areaS 
areas where spectators both gather and pass through should perform properly all their 
intended and actual functions. 

for example, at larger venues, concourse areas in stands may form part of the ingress 
and egress systems, but also provide access to catering outlets and toilets, together with 
holding areas where spectators can gather to eat, drink and view television monitors. 

If not designed or managed properly, or if too small, such multi-functional circulation 
areas can become over congested at key times. The aim of management in such 
circumstances should be, wherever possible, to introduce measures which channel 
people into other areas; for example, by offering additional or alternative stairways, 
catering outlets or toilets, and by improved signposting (see Chapter eight on concourses 
and vomitories). 

5.4 ZoNING of CIrCulaTIoN rouTeS 
In new constructions, wherever possible the planning should ensure that there are 
continuous circulation routes around the spectator accommodation, linked to both 
ingress and egress routes. diagram 3 illustrates the basis for such planning. 

5.5 deSIGN of CIrCulaTIoN rouTeS aNd areaS 
detailed guidance on specific areas of circulation follows in Chapter Six to Chapter Nine. 

however, it is stressed that the following requirements apply to all circulation routes and 
areas. Where deficiencies exist, the (p) and/or (S) factors should be reduced accordingly. 
See Sections 1.4 and 1.5. 

a. Maintaining safe conditions 

Circulation routes and areas should be kept unobstructed where there is a direct 
movement of spectators, be free of trip hazards, and have slip-resistant floor surfaces. 

b. Design 

Circulations routes and areas should be designed to be free from obstructions and fire 
risk. 

c. Width 

for new construction; circulation routes (including stairways and gangways) should be a 
recommended minimum of 1.2m wide. 

for existing constructions, circulation routes (including stairways and gangways) should 
be a minimum of 1.1 m wide. 

(Where handrails are fitted, see Section 7.8.) 

paGe |  51 

5 



 

 

  

  

  

The NorTherN IrelaNd GuIde To |  SafeTy aT SporTS GrouNdS 

In existing situations, where it is not possible to achieve a minimum of 1.1m, a 
proportional reduction in capacity will be required. 

d. Headroom 

all parts of the ground to which the public have access should have a minimum 
unobstructed headroom of 2.0m, measured vertically from floor level or the stair nosing. 
Wherever possible, this should be raised to 2.4m in circulation routes and viewing areas 
(particularly the rear of covered seated areas). Where less than 2.0m adequate guarding 
should be provided in accordance with current Building regulations Technical Booklet r. 

e. Signs 

Circulation routes and areas should be identified by clear signs, illuminated where 
necessary (see Section 16.27). 

f. Lighting 

Circulation routes and areas should be well lit, by natural and /or artificial light, under 
both normal and emergency conditions (see Sections 17.10 and 17.13). 

Note: the design of all public access facilities should comply with the dda regulations 
and where possible, all good practice disability related guidance in relation to access to 
goods and services. See Chapter Thirteen, design for the disabled. 
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dIaGraM 3. NeW CoNSTruCTIoN: ZoNal plaNNING 
When planning certain types of sports grounds or rebuilding existing ones (excluding 
racecourses), it may be helpful to plan the circulation areas in terms of four different but 
linked zones, as follows: 

Zone Four 

Zone Three 

Zone Two 

Zone One 

area of activity 

place of comparitive 
safety 

internal concourse 

outer circulation 
area 

outside sports ground 
place of safety 

Zone One 

The pitch or area of activity. This may be considered a place of comparative safety, 
to which spectators can be evacuated before using other emergency exits (but see 
Sections 9.13.b and 15.16). although protected from Zone Two, Zone one should still be 
accessible to spectators via gates or openings in the pitch perimeter barriers. 

Zone Two 

Spectator accommodation, including internal concourses and hospitality areas. If this 
area needs to be evacuated in an emergency, it should preferably be to Zone four. 
Note: at the majority of sports grounds, Zones Two and Three will form a single area, 
usually underneath or part of the stands. 

Zone Three 

The outer circulation area. Zone Three may, in certain situations, be considered a place 
of comparative safety, to which spectators can be evacuated before exiting to Zone 
four. In planning terms, Zone Three can serve as a vital access area for emergency and 
service vehicles, without disrupting circulation in Zone Two. 

Zone four 

a buffer zone outside the sports ground perimeter, used for the public to gather before 
entry and for links to car parks and public transport. The public should be able to 
circumnavigate the perimeter in this zone, in order to find an appropriate point of entry. 
Zone four should be the designated place of safety in the event of an emergency. 

paGe |  53 

5 



 

  

 

   

 

  

 

 

  

 

  

 

  

  
 

The NorTherN IrelaNd GuIde To |  SafeTy aT SporTS GrouNdS 

5.6 MaNaGeMeNT of CIrCulaTIoN rouTeS 
In order to maintain a free, unimpeded flow of people, management should ensure that 
circulation routes are kept as clear as possible of all non-essential items and personnel. 
This will require: 

a.	 regular clearance of waste and litter 

b.	 that management ensure concourses are properly stewarded, and where 
appropriate, monitored by the use of CCTV cameras 

c. 	 preventing non-essential personnel (such as off-duty staff) from gathering around 
key areas, such as stairways, gangways and vomitories. 

Where there is a free flow of spectators between different viewing areas, further 
management controls may also be necessary, as detailed in Sections 12.16 and 12.21. 

5.7 MaNaGeMeNT polICIeS aNd CIrCulaTIoN 
Management should recognise that a number of apparently non safety-related policies 
and practices can have both positive and negative effects on the efficiency of circulation 
systems. These may not be provided at all venues but might include: 

a.	 ticketing or entry arrangements (see Section 6.9) 

b.	 the distribution and positioning of vendors 

c.	 the distribution and positioning of television monitors, scoreboards and other 
points of interest 

d.	 commercial or media-related activities which involve placing vehicles, temporary 
structures, cables or extra personnel in key areas (see Chapter Twenty) 

e.	 commercial activities or promotions which encourage spectators to gather in 
strategic areas or involve the distribution of handouts, refreshments or gifts 

f.	 the opening or closing of catering or commercial outlets before, during or after an 
event, in such a pattern that the loading of circulation systems becomes either 
greater or lesser at key times 

g.	 segregation arrangements which necessitate extra barriers, divided concourses, 
sealed-off areas or dead-end situations. 

5.8 aCCeSS for eMerGeNCy VehICleS 
In addition to monitoring circulation areas for spectators, management should ensure 
that adequate access is provided for emergency vehicles to all buildings within the 
sports ground. Wherever possible such access routes should be separate from those 
used by spectators for ingress and egress or, alternatively, provide for the parking of 
emergency vehicles so that spectator routes are not obstructed. 

The police, fire and ambulance authorities should be consulted about the suitability of 
access roads and access to the ground generally. 
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ChapTer SIx 
This section contains guidance on: 

• The need to count 

• Counting on entry 

• Computerised monitoring 

• entry capacity 

• factors affecting the entry capacity 

• Calculating the entry capacity 

• providing a sufficient number of turnstiles or entry points 

• design and management of entrances and entry routes 

• providing clear information 

• admission policies 

• Crowd build-up 

6.1 The Need To CouNT 
an appropriate method of counting should be employed to determine the number 
of spectators entering all sections of the ground, including VIp and lounge areas. 
Spectators should be accurately counted at their time of entry, and their numbers 
controlled to ensure that overcrowding does not occur. This applies even if entry to the 
event is by ticket only. 

The above guidance may not be applicable to fixtures where attendances are not 
anticipated to exceed 25% of the safe capacity of any section of the ground. 

If the procedures for accurately counting spectators are deficient, or if the entry 
procedures themselves lead to congestion, delays, or any breakdown of the safety 
management of spectators, then the (S) factor should be reduced accordingly when 
calculating the capacity (see Section 1.4). 

6.2 CouNTING oN eNTry 
at designated venues, each section of spectator accommodation should be served by 
metered turnstiles, or other means of manual counting (measured during access), to 
keep a tally of the number of spectators admitted to that section. an appropriate method 
of counting should be employed at all sports grounds. 

Where one section of a ground is served by a bank or banks of turnstiles, the metering 
system should be capable of recording an overall total for all the turnstiles. This total 
should be quickly available at any given time so that appropriate action can be taken 
once a pre-determined figure, for example, 90% of the total capacity, has been reached. 
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This is important for two reasons: 

a.	 the management will need to assess how long it will take for the remaining 
people outside the ground (if any) to be admitted before the start of the event. 
If the number queuing is greater than can be admitted at the prevailing rate of 
admission, wherever possible extra turnstiles should be opened to cope with the 
demand. If this is not possible, consideration should be given as to whether or not 
the start of the event should be delayed. 

b.	 when entry is other than by tickets for reserved seats, the management will need 
to know when the section is near capacity so that: 

i.	 the turnstiles can be closed before the capacity is exceeded 

ii	 people queuing or approaching the turnstiles can be warned, and where 
appropriate, re-directed to entrances serving other sections of the ground. 

as stated in Sections 2.14 and 2.15, contingency plans to cater for the above situations 
should be prepared. for further guidance on counting spectators on entry, see Section 
16.20. 

6.3 CoMpuTerISed MoNITorING 
for all new construction and substantial refurbishments at designated venues, a 
computerised counting and monitoring system should be provided. 

at fixtures where the attendance is expected to be in excess of 75% of the safe capacity 
of all or part of the venue, the ground’s safety management should have instant access 
to the figures being metered or counted at each turnstile or entry point. for the rates of 
admission to be accurately assessed, it is recommended that a computerised monitoring 
system should be installed wherever practicable. 

Where installed, however, management should also prepare contingency plans to deal 
with the system’s failure (see Sections 2.14 and 2.15). 

6.4 eNTry CapaCITy 
as stated in Section 1.3, one of the calculations required to determine the capacity of a 
sports ground, or one section of the ground, is the entry capacity. 

The entry capacity is generally the number of people who can pass through all the 
turnstiles or entry points serving either the whole ground or one section, within a period 
of one hour. 

6.5 faCTorS affeCTING The eNTry CapaCITy 
The rate at which people can pass through each turnstile will vary according to a number 
of local factors. The rates of entry should therefore be measured at least once a year 
and recorded. 

The main factors affecting the rate of entry are: 

a.	 the number and dispersal of turnstiles or entry points 
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b. the adequacy of directional information and communications 

c. the means of entry; for example, cash payment, ticket or voucher 

d. the division of entry categories; for example, adult, juvenile, senior citizen, or family 

e. the design and condition of turnstiles or entry points 

f. the capabilities of turnstile operators 

g. persons arriving immediately prior to or after the start of the fixture 

h. transport arrangements. 

6.6 CalCulaTING The eNTry CapaCITy 
as stated in Section 6.4, the entry capacity is the number of people which can pass 
through all the turnstiles or entry points serving either the whole ground or one section, 
generally within a period of one hour. 

however, for the purposes of calculation, and in order to ensure that spectators are 
admitted at a rate which is compatible with dispersal arrangements for them inside the 
ground, an upper limit has been set on this number. 

for the purposes of calculating the entry capacity, the upper limit is set at 660 persons 
per turnstile (or other entry point) per hour. 

Where the recorded rate of entry proves to be less than 660 persons per turnstile per 
hour, that lower figure is the figure which should be used for the purposes of calculating 
the entry capacity. Where the recorded rate of admission proves to be greater than 
660 persons per turnstile per hour, the upper limit of 660 per hour should still apply 
when calculating the entry capacity. In circumstances where management can clearly 
demonstrate the entrancing period for the majority of spectators is in excess of one hour, 
the entrancing time may be adjusted accordingly by agreement with the district council. 

The period used for calculating entry capacity is generally one hour. for some events, 
for example when the main fixture is preceded by another match it may be possible 
to calculate the entry time over a longer period. The revised period should be soundly 
based on previous experience and the rationale documented. at designated venues, this 
should be agreed with the district council. 

If the entry capacity is lower than the holding capacity of the section served by the 
turnstiles (or other entry points), the safe capacity of that section should be reduced 
accordingly, as explained in Chapter one. 

Where appropriate, the management of the sports ground should ensure that entry rates 
are recorded and maintained to determine the rate of entry for each turnstile. 
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6.7	 proVIdING a SuffICIeNT NuMBer of TurNSTIleS 
or eNTry poINTS 
although the entry capacity is determined by the number of spectators which can be 
admitted within a period of one hour, in practice many grounds admit spectators well in 
advance of the start of a sporting event. furthermore, for many events, large numbers of 
spectators arrive close to the starting time. 

These variations should be recognised when determining the number of turnstiles or 
entry points to be provided, or staffed on particular event days. 

for example, providing the exact number of turnstiles to serve one section purely on the 
basis that each one will theoretically admit 660 persons per hour may, as latecomers 
arrive, result in a build-up of queues outside the ground. 

It is also inevitable that certain turnstiles will operate more slowly than others; for 
example, those which admit large numbers of children. 

for all spectators to be admitted in time for the start, therefore, a larger number of entry 
points may be required than might otherwise be the case if the number were based 
purely on the application of the 660 figure. 

Consideration should be given to the provision of dedicated turnstiles for use by families, 
in close proximity and providing access to family spectator viewing areas. 

The provision of dedicated turnstiles for children should be avoided due to risks 
associated with supervision and child protection. 

6.8	 deSIGN aNd MaNaGeMeNT of eNTraNCeS aNd eNTry rouTeS 
The design and management of entrances and entry routes should take into 
consideration the following. 

a.	 entrances to each part of the ground should, wherever practicable, be designed 
and located so as to allow for the even distribution of spectators and to prevent 
local pressure building up outside the ground. 

b.	 Walls, fences and gates should not provide the opportunity for hand- or footholds 
which might assist climbing. They should be regularly inspected. 

c.	 at designated grounds, the installation of closed circuit television should be 
considered in order to assist in the monitoring of crowd densities outside the 
ground and throughout the ingress/egress routes (see Sections 16.15-16.19). 

d.	 The design of the turnstile and its housing should allow for the operator to see and 
communicate clearly with entrants. 

e.	 entrances should be sited so that the flow of people from them to the spectator 
accommodation is, as far as possible, evenly distributed. Where this distribution 
is uneven and gives rise to congestion at an entrance, consideration should be 
given to changing the turnstile or entry point arrangements, and if possible, to 
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direct more people to under-used entrances. additional measures might include 
improved signposting and increased stewarding, both inside and outside the ground. 

f.	 entry routes should not be obstructed. amenities such as refreshment kiosks or 
toilets should be located away from the immediate area of the turnstiles and entry 
routes. 

g.	 entry and exit routes are often common to each other and in such cases the 
considerations which apply to exit routes therefore apply also to entry routes (see 
Chapter Nine). 

h.	 Suitable arrangements should be made for persons who may have difficulty using 
normal turnstiles 

i.	 Where appropriate, management should liaise with the relevant authorities 
regarding the provision of suitable arrangements to prevent persons spilling onto 
an adjacent roadway. 

design guidance for persons with disabilities is contained in Chapter Thirteen, design for 
the disabled. 

6.9 proVIdING Clear INforMaTIoN 
Spectators should be provided with clear, consistent information on all aspects of entry. 
Wherever practical, the following measures should be considered. 

a.	 all entrances and entry routes should be clearly signposted and, if used in non-
daylight hours, adequately lit (see Section 17. 10). 

b.	 all turnstiles and entry points should be numbered. These numbers should be 
identifiable, and should be recorded in all documentation relating to the ground, 
including ground plans and contingency plans. 

c.	 Clear ground plans showing all entrance points should be displayed at strategic 
points outside the ground, ideally so that people approaching the ground can 
decide which entrance to use as early as possible. 

d.	 Tickets, where issued, should satisfy the following requirements: 

i.	 they should clearly identify the location of the accommodation for which they 
have been issued 

ii.	 they should have a ground plan reproduced on the back of that part of the 
ticket retained by the spectator. 

iii.	 information on the ticket should correlate with the information provided both 
inside and outside the ground. 

for further guidance on ticketing and admission policies, see Sections 2.25, 6.10 and 
16.29. 

e.	 event programmes or race cards, where issued, should include a clearly labelled 
plan of the ground, indicating the entry and exit routes to and from different parts 
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of the ground, and details of emergency evacuation procedures (see Section 
16.29). 

f.	 The public should be made aware of the ground regulations, and in particular of 
any articles which are prohibited from the ground. This can be achieved by the use 
of posters, and by repeating the information on ground plans and tickets, and in 
event programmes. 

for further guidance on the communication of information, see Chapter Sixteen. 

6.10 adMISSIoN polICIeS 
as stated in Sections 2.25 and 11.17, policies adopted by the ground management can 
have a direct effect on the rates of admission and the management of entrance areas 
and spectator accommodation in general. 

Specific points to consider include: 

a. Cash sales 

To ensure a steady flow of spectators into the ground when entry is by cash, the 
admission price should ideally be set at a round figure which avoids the need for large 
amounts of small change to be handled. 

The turnstile operators should also be provided with adequate amounts of change, 
topped up if necessary by staff assisting the operators. 

b. Ticket-only sales 

The advantages of confining entry to ticket-only are that the rate of admission should be 
higher than for cash sales, and the system allows different categories of spectator (for 
example, parent and child) to purchase adjacent seats and enter the ground together. 

If tickets are sold on the day of the event, wherever possible separate sales outlets 
should be provided. These outlets should be clearly sign-posted, and positioned so that 
queues do not conflict with queues for turnstiles or other entry points. 

c. Reserved (or numbered) seat ticket sales 

Selling tickets for specific numbered seats has the advantage that they are more likely 
to be sold in blocks. This policy helps to avoid random gaps and ensures that in the key 
period preceding the start of the event there will be less need for stewards to have to 
direct latecomers to the remaining seats, or move spectators who have already settled. 

another advantage of this ticketing policy is that it makes it possible for management 
to sell the total seated capacity of the ground, or section of the ground (as opposed to a 
policy of unreserved seat sales, as explained below). 

d. Unreserved seat sales 

Selling unreserved seats, whether by cash or ticket, has the advantage of being easier to 
administer. however, spectators are prone to occupy seats in a random pattern, and, as 
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stated above, it can be hard to fill unoccupied seats in the key period before the start of 
the event. 

for this reason, when seats are sold unreserved, a reduction in the number of seats 
made available for sale is likely to be necessary. This reduction may be in the region of 
5–10% of the total capacity of the section, according to local circumstances. 

e. No ticket or cash entry on the event day 

If all tickets have sold out in advance, or if the management decides not to sell tickets 
or allow cash entry on the day of the event, every effort should be made to publicise this 
fact in the local press and media. In addition, signs advising the public of the situation 
should be placed along all approaches to the ground, in order to avoid an unnecessary 
build-up of crowds outside the ground and its entrances. 

f. Ticket design 

The design of tickets can have a direct effect on the rate of admission. for example, 
clear, easy-to-read information will speed the ability of the turnstile or entry-point 
operator to process the ticket. Similarly, if anti-counterfeiting features are incorporated 
(as is recommended), simple procedures should be in place for the operator to check 
each ticket’s validity. 

for more guidance on ticketing, see 2.25, 6.9 and 11.17. 

g. Child protection 

persons under the age of 16 should not be admitted unless accompanied by an adult. 

6.11 CroWd BuIld-up 
dangerous overcrowding can be caused if spectators are able to force their way into a 
ground already full or nearly full, for example by scaling or breaking through boundary 
walls, fences, gates or turnstiles. 

To avoid this danger boundary walls, fences and gates should be of the appropriate 
height, strength and construction (in accordance with relevant european and British 
Standards as applicable), should not provide the opportunity for climbing, and, where 
appropriate, be monitored by CCTV or stewards. Turnstile areas should be stewarded 
wherever there is a potential threat of forced entry. 

Contingency plans should be drawn up (and made available to the relevant authorities) to 
deal with situations where unduly large crowds gather outside. local knowledge of the ground 
and crowd patterns should be taken into account in drawing up such contingency plans. 

These plans may include provision for the opening of additional or under-used entrances, 
but should also ensure that those who enter in such situations can still be accurately 
counted, and that adequate stewarding arrangements are in place for their dispersal 
once inside the ground. 

as a general principle, it is good practice to ensure that access to a sporting event is 
subject to an appropriate level of management control. 
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ChapTer SeVeN 
This section contains guidance on: 

• definitions of stairways and gangways 

• design of stairways 

• flights of stairways 

• dimensions of stairways 

• Barriers and handrails: definitions 

• Barriers on stairways 

• handrails for stairways and ramps 

• Controlling the flow at the head of stairways 

• discharge from exit stairways 

• escalators 

• ramps 

7.1 INTroduCTIoN 
The disposition, design and management of stairways and ramps at sports grounds 
should be such as to provide smooth and unimpeded circulation for spectators under all 
conditions. 

This chapter should therefore be read in conjunction with Chapters one, Six, eight and 
Nine on circulation and Chapters eleven to fourteen on spectator accommodation. 

7.2 defINITIoNS of STaIrWayS aNd GaNGWayS 
It is emphasised that for the purposes of design and assessment, the criteria applying to 
stairways at sports grounds are, in part, different to those pertaining to radial gangways. 

The following definitions should therefore be noted. 

a. Stairway 

a stairway is that part of a structure which is not a radial gangway but which comprises 
of at least one flight of steps, including the landings at the head and foot of stairways 
and any landings in between flights. 

b. Radial gangway 

a radial gangway is a stepped or sloping passageway for the circulation of spectators 
through viewing accommodation, running between terrace steps or seat rows. It is 
important to note that the definition of a stairway within the current building regulations 
is not applicable to radial gangways. 
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c. Lateral gangway 

a lateral gangway is a level passageway for the circulation of spectators through viewing 
accommodation, running parallel with terrace steps or seat rows. 

further guidance on the provision and design of gangways can be found in Section 11.7 
(for seated accommodation) and Sections 12.4 to 12.6 (for standing accommodation). 

7.3 deSIGN of STaIrWayS 
Movement on stairways, especially downward movement, poses a considerable potential 
risk to crowds both in normal circumstances, such as at the end of an event, or in an 
emergency. The effects of stumbling, pushing, jostling and congestion are potentially 
dangerous if, as a result, the crowd suddenly surges forward or if, for any reason, any 
individuals suddenly change direction. 

New constructions 

To minimise hazards in new constructions the design of stairways should comply with all 
the relevant requirements of the current Building regulations Technical Booklet h. 

for new and existing constructions the specific needs of sports grounds require that 
stairways should meet the following basic specifications: 

a.	 the stairway width should be uniform (see Section 7.5) 

b.	 all goings and risers on each stairway should be uniform 

c.	 open risers should not be used in areas accessible to spectators 

d.	 winders (that is, tapered treads) should not be used 

e.	 stair treads should be slip-resistant, have durable edgings/nosings, and, where 
appropriate, have adequate drainage 

f.	 all edgings/nosings should be clearly marked 

g. 	 adequate separation should be provided between sub-divided flights so that there 
is no overspill from one flight to another 

h.	 stairways should be positioned to take advantage of natural light and ventilation, 
but where the natural lighting is deficient the stairway should be adequately 
illuminated by artificial light (see also Sections 17.10 and 17. 13). 

further guidance on flights of stairways, and certain of the above requirements 
(including specific dimensional criteria), can be found in the following sections. Note also 
that the requirements for stairways to be used by semi-ambulant spectators may differ 
(see Section 13.6). 

7.4 flIGhTS of STaIrWayS 
flights of stairways should not provide long, uncontrolled paths down which crowd 
pressures and surges can be created. for this reason: 
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a.	 individual flights should consist of no more than 16 risers 

b.	 if there are more than 36 risers in consecutive flights, the path of the stairway 
should change direction of travel by at least 30°. 

7.5	 dIMeNSIoNS of STaIrWayS 
The design of stairways at sports grounds should comply with the following dimensions. 

a.	 Widths 

for new constructions 

i.	 recommended minimum unobstructed width: 1.2m 

ii. maximum width: 1.8m
 

for existing constructions
 

iii.	 Minimum unobstructed width: 1. 1m 

iv.	 Maximum width: 1.8m 

existing stairways of between 1.8m and 2.2m wide should, wherever possible, be 
narrowed to no more than 1.8m by the installation or relocation of suitable barriers. 

existing stairways wider than 2.2m should be sub-divided in order to meet the width 
requirements above. 

b.	 Goings 

Minimum depth: 280mm 

preferred depth: 305mm 

c. 	 Risers 

for new construction: 

Minimum height: 150mm (this is also the preferred height) 

Maximum height: 180mm (though where possible, this should 
be reduced to 170 mm to comply with Technical document part r 
of the Building regulations) 

for existing construction: 

Minimum height: 150mm (this is also the preferred height) 

Maximum height: 190mm 

d. 	 Landings 

The going of each landing, at the head and foot of stairways, and between flights, should 
be not less than the clear opening width of the flight between handrails. 
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e. Headroom 

all parts of the ground to which the public have access should have a minimum 
unobstructed headroom of 2.0m measured vertically from floor level or the stair nosing. 
Wherever possible, this should be raised to 2.4m in circulation routes and viewing areas 
(particularly the rear of covered seated areas). Where less than 2.0m adequate guarding 
should be provided in accordance with current Building regulations Technical Booklet r. 

7.6 BarrIerS aNd haNdraIlS: defINITIoNS 
It is emphasised that in terms of their dimensions and design loadings, barriers are not 
handrails, even though in certain situations (see Section 7.7.b) they might be used by 
people as handrails in practice. 

for the purpose of the Guide: 

a. a barrier is any element, whether permanent or temporary, intended to prevent 
people from falling, and to retain, stop or guide people (Section 7.7) 

b. a handrail is a rail normally grasped by hand for guidance or support (Section 7.8). 

further guidance on barriers is provided in Chapter Ten. further guidance on handrails 
used in gangways in seated areas can be found in Section 11.9. 

7.7 BarrIerS oN STaIrWayS 
as illustrated in diagram 4, barriers are used for two different purposes on stairways. 

a. Barriers to prevent people, including children, from falling 

Where stairways are situated next to, or in the middle of, open stair wells, or open 
spaces, barriers designed to prevent people from falling should be provided on the open 
side or sides. 

These barriers should be not less than 1.1m high and consideration should be given to 
the provision of additional guarding which is non-climbable and has no openings greater 
than 100mm (or through which a 100mm sphere can pass). 

b. Barriers to sub-divide stairways 

Sub-division of stairways must be by the provision of barriers. Such barriers may be 
designed to a height of 1.0m, in which case they can also function as a handrail. 

a barrier, if installed to a height of greater than 1.0m, is not deemed to be a handrail and 
separate provision for handrails should be made in the design, as specified in Section 
7.8 and shown in diagram 4. 

In both the above situations, the barrier heights should be measured from the pitch 
line, or from the surface of the landing. The barriers should also be designed to resist a 
horizontal imposed load as specified in Table 1 of Chapter Ten. 
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7.8 haNdraIlS for STaIrWayS aNd raMpS 
as stated in Section 7.6, a handrail is provided for people to grasp, for guidance or 
support. If the handrails are to serve only as handrails for stairways or ramps – that is, 
they are not barriers as described in Section 7.7.b – the design should meet the following 
requirements. 

a.	 handrails of the same height should be provided on both sides of stairways, 
landings and ramps. 

b.	 for new construction: handrails should be a minimum height of 900mm, and a 
maximum height of 1.0m, measured vertically from the stair nosing or from the 
surface of the landing. 

for existing constructions handrails should be a minimum height of 840mm, and 
a maximum height of 1.0m, measured vertically from the pitch line or from the 
surface of the landing. 

c.	 Wherever possible, handrails should project no more than 100mm into the width 
of the stairway or ramp. If the projection is greater than 100mm the usable width 
of the stairway should be measured between the handrails, and should be at least 
1.1m (1.2m recommended for new construction). 

d.	 handrails should extend by at least 300mm beyond the top and bottom of any 
stairway, measured from the vertical of the first and last risers, or from the start 
and finish of the ramp and terminate in a closed end. 

e.	 handrails should be robust, securely fixed, and their fixings designed to be fit for 
purpose. 

f.	 The surfaces of handrails should be smooth, with no sharp projections or edges. 

g.	 handrails should be circular for easy grip and be not less than 40mm diameter 
and not greater than 50mm diameter. 
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dIaGraM 4. BarrIerS aNd haNdraIlS oN STaIrWayS
 

Provide unclimbable infill 
to prevent falling 

Stair nosing line or datum 

300mm 

300mm 

0.9m - 1.0m 

1.0m 

1.1m 

0.9m - 1.0m 

1.1m 

1.0m 

7 
This diagram illustrates a stairway with a wall on one side and open space (or well) on 
the other. 

a barrier is installed to prevent people from falling over the open side. Because this 
barrier has to have a height of 1.1m, a handrail is attached at a lower level for guidance 
or support. The handrail’s height is 1.0m measured from the datum (that is, from the 
stair nosing). Note that each end of the handrail bends around the ends of the barrier, 
and consideration should be given to the provision of additional guarding which is non-
climbable and has no openings through which a 100mm sphere can pass. 

another handrail is fixed to the wall. This too is fixed at a height of 1.0m above the 
datum. particular care has to be taken when fixing such a handrail, to prevent it pulling 
away from the wall. 
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finally, the central barrier, which sub-divides the stairway, is classed as a barrier, and 
is therefore subject to the loading requirements of Table 1 in Chapter Ten. as stated 
in Section 7.7.b, a barrier in this location may be designed to a height of 1.0m, thus 
enabling it to be used also as a handrail. 

Whatever the design of the central barrier, the handrails on either side of any stairway 
channel should be the same height. 

7.9 CoNTrollING The floW aT The head of STaIrWayS 
In order to ensure a free flow of people, and avoid crowd pressures building up, the head 
of each stairway should be designed so that flow onto the stairway is uniform across its 
width. Similarly, where a stairway is sub-divided, the approach should be designed to 
ensure a uniform flow down each channel. 

The design of approaches to the head of each stairway should meet the following 
requirements. 

a.	 The approach should be level. 

b.	 It should be designed so that people can approach the stairway only by walking 
towards the direction of the stairs, and/or from its sides. 

c.	 In areas of spectator accommodation, any approach from directly behind a 
stairway (that is, from higher up the seating deck or standing area) should be 
controlled using the same methods as recommended for vomitories; by the routing 
of gangways or, in standing areas with no gangways, by the positioning of barriers 
around the entrance to the stairway (see Section 8.8). 

d.	 No part of the approach should be less than 1.1m in width (1.2m recommended 
for new construction). 

e.	 Where the approach to the head of a stairway is greater than 3m in width, the flow 
of spectators should be strictly controlled by barriers, as illustrated in diagram 5. 

7.10 dISCharGe froM exIT STaIrWayS 
The flow of spectators as they move away from the foot of exit stairways should be 
controlled so that the exit routes discharge either: 

a.	 at ground level, and lead directly to a place of safety in the open air, or 

b.	 onto walkways or concourses of adequate dimensions at any level, provided these 
also lead directly to a place of safety in the open air. 

for the purposes of this Guide, a place of safety is a place where a person is no longer in 
danger from fire or other types of emergencies (see Section 15.16). 
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7.11 eSCalaTorS aNd lIfTS 
although escalators and lifts may form an integral part of the entry and exit systems 
at certain sports grounds, they should not be used for the purposes of calculating the 
emergency evacuation capacity (unless in the case of a fire evacuation lift designed in 
accordance with the relevant european or British Standard). 

escalators and lifts should discharge into a space sufficiently large and clear to 
avoid people being unable to step off the escalator or lift in congested situations. 
Consideration should also be given to the consequences of any breakdown of the 
escalators or lift, leading to possible congestion. 

See also Chapter Seventeen on electrical and mechanical services, for further specific 
guidance. 

paGe |  71 

7 



 

 

 
  

 

The NorTherN IrelaNd GuIde To |  SafeTy aT SporTS GrouNdS 

dIaGraM 5. approaCheS To The head of STaIrWayS
 

head of 
stairway 

down 

minimum 1.1m 

C (total width of stairway) 

A A 

B B 

as stated in Section 7.9, in order to control the flow of spectators as they approach the 
head of a stairway, it is necessary to position barriers as shown above. The barriers 
should be designed on the following basis. The minimum width of a or B should be 1.1m 
(1.2m for new construction), but the aggregate width of a + B on one side of the stairway 
should be not more than 3m. 

To establish the correct widths for a and B, the following calculation should be used, 
where C = the total width of the stairway: 

2 (a + B) = 2C  or  (a+ B) = C 
3 3 

from this calculation, it can be seen that stairways wider than 9m would require the 
addition of more barriers at the head of the stairway. 

To achieve visibility in crowded conditions, consideration should also be given to 
extending selected vertical posts (marked above with a black circle) to above head 
height. (for guidance on the rates of passage to be applied to stairways see Section 9.6.) 
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7.12 raMpS 
ramps can be a useful alternative to stairs, but there is concern about their suitability 
for negotiating small changes of level within sports grounds, because they may not be 
easily seen by spectators during an emergency evacuation. 

In addition, steep ramps can cause or exacerbate uncontrolled forward movement and 
lead to an accident. 

Where provided, ramps should therefore meet the following requirements. 

a. for new constructions:
 

The maximum gradient should not exceed 1 in 12, or ideally, 1 in 15.
 

for existing constructions:
 

The maximum gradient should not exceed 1 in 10.
 

b.	 The preferred gradient for ramps to be used for spectators in wheelchairs is 1 in 
20 (see Sections 13.14 and 13.17). 

c.	 The gradient of any ramp should preferably be constant and not broken by steps. 

d.	 The surface should be uniform and slip-resistant. 

e.	 handrails should be provided using the same criteria as those applying to 
stairways (see Section 7.7). 
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ChapTer eIGhT 
This section contains guidance on: 

• Concourses and vomitories 

• Concourses and safety 

• Concourses and fire safety 

• Size of concourses 

• Circulation on concourses 

• design of concourses and related facilities 

• Management of concourses 

• Vomitories 

8.1 CoNCourSeS aNd VoMITorIeS 
This chapter provides guidance on the safe circulation of spectators in those areas 
which do not exactly fit into categories outlined elsewhere in this Guide, but which may 
also serve as integral parts of ingress, egress and emergency evacuation routes. The 
chapter should therefore be read in conjunction with Chapters five, Six, Seven and Nine 
on circulation, Chapters eleven to fourteen on spectator accommodation, and Chapter 
fifteen on fire safety. 

for the purpose of this Guide a concourse is defined as a circulation area that provides 
direct access to and from viewing accommodation, via stairways, ramps, vomitories 
or level passageways, and which serves as an assembly area for spectators for the 
purposes of refreshment and entertainment. It may also provide access to toilets. 

a vomitory is defined as an access route built into the gradient of a stand which directly 
links spectator accommodation to concourses, and/or routes for ingress, egress and 
emergency evacuation. 

passage through a vomitory can be either level or via stairways, and can flow parallel or 
transverse to the rows of terraces or seats. 

8.2 CoNCourSeS aNd SafeTy 
The safety management of many sports grounds tends to concentrate attention and 
resources on ingress and egress routes and viewing areas. however, it should be 
recognised that concourses are an integral part of the circulation system and must 
therefore be monitored and managed at all times when spectators are in the ground. 

Increasingly, concourses also form an important access route to facilities provided for 
the comfort and enjoyment of spectators. as such, it is important that neither the design 
nor management of concourses adversely affects the safety of spectators. This is a 
particular concern at existing grounds where concourses, originally designed for general 
circulation only, have been fitted with additional facilities which considerably add to the 
concourses’ usage during peak times. 
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Key concerns are the size of the concourse, the travel routes between the concourse and 
vomitories, and between the concourse and ingress, egress and emergency evacuation 
routes. In general, these routes should be as direct as possible. 

8.3 CoNCourSeS aNd fIre SafeTy 
The presence of commercial and catering facilities in concourses, particularly when 
these have been added to existing structures, raises concerns about fire safety. for this 
reason, under no circumstances should any significant modifications be carried out, nor 
any commercial or catering outlet be installed, nor any changes to wall or floor surfaces 
be effected, without prior consultation with the district council. This consultation should 
be recorded in written form. 

8.4 SIZe of CoNCourSeS 
The ease of circulation and the comfort of spectators will be largely determined by the 
width and spatial arrangements of the concourse. 

New constructions 

In new constructions it is difficult to recommend precise dimensions to ensure the safe 
circulation of people, or to calculate appropriate holding capacities for concourses. The 
design of the concourse area must be integrated within the overall fire engineering and 
means of escape strategy for the stadium to ensure that the occupancy, ingress/egress 
routes (p factor) and management (S factor) are considered as a whole. 

Clearly, however, the width should take into account the entry, exit and emergency 
evacuation capacities required, as for any circulation route. The width should then be 
increased to take into account the additional anticipated usage of related facilities. 
experience shows that this usage may be greater than is often expected. 

In addition, consideration should be given to the potential usage of concourses by 
spectators at events other than the sport for which the ground is primarily designed. 
This usage can be considerable if the event spans several hours, if inclement weather 
conditions prevail, and if large numbers are in attendance (as, for example, at a concert, 
for which the pitch or area of activity is used for viewing). 

existing constructions 

With existing constructions, if concourses are to be upgraded with additional facilities, 
leading to greater usage at peak times, management should allocate extra stewarding, 
and where appropriate, CCTV coverage, to monitor the circulation and assembly of 
spectators. Where necessary, the management’s contingency plans (see Sections 2.14 
and 2.15) should include a response to the problem of overcrowding in concourses. 

If congestion in concourses is a regular occurrence, consideration should be given to 
resiting or providing additional facilities in other areas. 
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8.5 CIrCulaTIoN oN CoNCourSeS 
Concourses should be designed to allow for the smooth, unimpeded passage of people 
through the ingress and egress routes. In addition, careful design should ensure that 
during periods of peak use circulation is not impeded. 

To achieve this, the following requirements should be considered. 

a.	 The positioning of travel routes - for general ingress, egress or access to toilets or 
catering outlets - should be determined, and should not create cross flows; that 
is, people moving along the concourse should not be impeded by large numbers 
crossing their path. 

b.	 Similarly, the positioning of catering outlets and toilet entrances should be such 
that queues do not impede the circulation of people along the concourse, nor the 
entry of spectators into the concourse direct from turnstiles. 

c.	 Catering outlets and toilet entrances should not create any unacceptable risk, or 
be positioned immediately next to the foot of vomitories or stairways leading from 
spectator accommodation. This is to avoid congestion in the vomitories owing to 
the potential build-up of queues. 

d.	 To avoid congestion and discomfort, there should be an adequate number of 
toilets and catering outlets provided. These should be spaced sufficiently apart 
in concourses to avoid queues for each becoming disorderly, thereby creating 
additional potential congestion. 

e.	 The siting of television monitors, or any other forms of display which might 
encourage large numbers of people to assemble, should be such that congestion 
is not created around key areas in the concourse; for example, close to the foot of 
vomitories, or close to toilet entrances (see Bibliography). 

8.6 deSIGN of CoNCourSeS aNd relaTed faCIlITIeS 
The design of concourses should, wherever possible, take the following factors into 
consideration. 

a.	 Signs should be provided at such a level and in positions which enable people to 
read them during periods of peak usage. The signs should also be placed facing 
both lateral and transverse directions to enable people entering the concourse 
from any ingress point or from a vomitory to make a quick decision as to which 
direction to take in order to reach their intended destination. See also Chapter 
Thirteen on spectator accommodation for people with disabilities. 

b.	 Where possible, natural lighting should be maximised in order to assist in the 
safe and efficient flow of people towards exits, and to create a more comfortable 
environment. 

c.	 Where natural lighting levels are low or cannot be provided, artificial illumination 
should be sufficient to facilitate normal circulation and activity. 
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d.	 The flooring of concourses should be slip-resistant, in particular in areas where 
spillage is likely (for example, around catering outlets), and in areas where 
rainwater can be tracked in from vomitories and external areas. 

e.	 Where concourses form part of an emergency evacuation route they should be 
designed as areas of very low fire risk, having at least a one hour fire separation 
from catering and other outlets which may contain a fire risk. Consideration may 
also need to be given to the provision of smoke containment and/or extraction 
measures (see also Section 9.10). 

f.	 at grounds where areas of spectator accommodation are segregated, the design of 
concourse areas should ensure that any divisions do not exclude the provision of 
amenities in one part of the concourse. 

g.	 The planning of concourses, whether new or for refurbishment, should take into 
account the service needs of all facilities, and other management details such as 
the location and type of litter bins and the provision of shelving for refreshments. 
These should not be sited in such a way as to impede passage through egress 
routes. 

8.7 MaNaGeMeNT of CoNCourSeS 
owing to their considerable use during peak periods, it is essential for management to 
allocate resources and manpower to the management of concourses before and during 
events. The following factors should be considered. 

a.	 Management should ensure that concourses are properly stewarded and, where 
appropriate, monitored by the use of CCTV cameras. 

b.	 The siting of any temporary fittings or kiosks should not impede the circulation of 
spectators through the concourse 

c.	 The delivery of supplies and services to catering outlets or toilets should not 
impede spectator circulation 

d.	 Waste and litter should be collected and removed at regular and appropriate 
intervals. 

8.8 VoMITorIeS 
Vomitories are a common means of reducing travel distances in stands. They are also an 
aid to safety management, allowing stewards and other personnel to gain direct and easy 
access to particular areas. There are several different designs and layout of vomitories 
but, in general, the following requirements should be met. 

a.	 If passage through the vomitory is by steps, the design, dimensions, barriers and 
handrails should meet the requirement for stairways (see diagram 4). 

b.	 Whether passage through the vomitory is by steps or by level passage, its 
approaches should also be controlled as for any stairway at a sports ground; that 
is, people should be able to approach the vomitory only from the front and/or from 
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its sides. The approach to the vomitory may only be from behind if it is controlled 
by the routing of gangways. 

c.	 In standing areas where there are no gangways routed around the vomitory, it is 
recommended that such gangways be provided. If this is not practical, however, 
barriers should be positioned at each side of the vomitory’s entrance. This is to 
ensure that spectators approaching from behind have to pass around the ends of 
the barriers and therefore approach the vomitory entrance from the sides. 

These barriers should be protected (by infill or screening), to prevent spectators 
climbing through and approaching from behind. 

d.	 In all areas of spectator accommodation, where appropriate, consideration should 
also be given to providing protection against objects being accidentally knocked 
onto spectators passing through the vomitory. 

e.	 Management should ensure that no spectators or non-essential staff are allowed 
to stand in vomitories during an event. Similarly, during ingress and egress, 
stewards should position themselves away from, or to the side of, the vomitory, in 
order to allow a free flow of spectators. 
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ChapTer NINe 
This section contains guidance on: 

• Safety issues 

• Basic design principles 

• factors in design and management 

• exit widths and reservoir areas 

• rates of passage method calculation 

• recommended rate of passage 

• egress time 

• design and management of exit systems 

• emergency evacuation time 

• design of emergency evacuation routes 

• Management of emergency evacuation routes 

• use of pitch or area of activity for emergency evacuation 

• provision of gates or openings in a pitch perimeter barrier 

• discounting an exit route for calculation purposes 

• exit door and gates 

• electronic securing systems 

9.1 SafeTy ISSueS 
It is generally recognised that a period of increased risk to crowd safety is at the time of 
leaving the sports ground. It is important, therefore, to provide exit systems capable of 
accommodating safely the passage of people within an acceptable period of time, and to 
avoid congestion and psychological stress. 

exit systems may comprise of gangways, stairways, passageways, ramps and other 
means of passage. 

Management should ensure that exit routes are planned and managed safely, to provide 
for spectators a smooth, unimpeded passage through an exit system until they reach the 
boundary of the ground, or, in emergency situations, a place of safety. 

In order to achieve this, management should ensure that: 

a. there are sufficient numbers of exits in suitable locations 

b. all parts of exit routes are of adequate width and height 

c. people do not have to travel excessive distances in order to exit from the ground 

d. provision is made for the control of spectators entering an exit system 

e. all exits are identifiable in both normal and emergency conditions 
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f.	 exit times should be monitored and recorded by the management on an annual 
basis. 

This chapter offers guidance on the design and management of exit systems both under 
normal conditions and for emergency evacuation. however, it is stressed that congestion 
and accidents can occur under normal conditions, and that people react and respond in 
diverse ways according to their perceptions of risk. 

furthermore, pressures that can arise during the time of exit must be contained and 
controlled by paying attention to the detailed design of elements which form part of the 
exit systems, such as stairways (Chapter Seven), barriers (Chapter Ten) and gangways 
(Chapters eleven and Twelve). 

9.2 BaSIC deSIGN prINCIpleS 
Smooth, unimpeded flow through an exit route is best achieved by ensuring that the exit 
system does not narrow along its length. 

If any points along the route narrow, constriction or ‘bottle necking’ can occur, causing 
people to converge in the narrower points. 

It is also vital to control the crowd flow at the beginning of the route – that is, within the 
viewing accommodation - to ensure that people enter the exit system at an acceptable 
rate. 

In order to achieve this, the first element of the exit route from the spectator 
accommodation should be no wider than any subsequent element. 

for new constructions exit routes should comply fully with the above principles. 

In existing sports grounds narrowing or ‘bottle necking’ in the exit routes may occur at 
gangways, stairways, passageways, ramps and other means of passage. however, this 
is only acceptable when the narrowing is preceded by an open space or r̀eservoir area’, 
where the holding capacity is sufficient to contain those people held up because of the 
difference in the flow rate into and out of the reservoir area. 

Guidance on the calculation of capacities for reservoir areas follows in Section 9.4 

Management should conduct a risk assessment of any reservoir area to ensure there are 
no potential hazards to people passing through. 

reservoir areas are not acceptable within, or in close proximity to, any combustible 
structure (for example, a timber stand). 

If deviations from the recommendations in this Guide create potential dangers in any 
part of the exit route, that section of the route should be closed and the safe capacity of 
that section of the ground reduced accordingly. 

In areas of standing accommodation, the exit routes used for the purposes of calculating 
the exit capacity of a section should include only designated gangways. Notional 
gangways between staggered crush barriers cannot form part of the calculation (see 
worked example 2. in annex a). 
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9.3 faCTorS IN deSIGN aNd MaNaGeMeNT 
When considering the design and safe management of exit systems and emergency 
evacuation systems, four factors have to be considered. 

a.	 The widths of each part of the exit, or emergency exit route (see Section 9.4). 

b.	 The rate of passage of people through the exit, or emergency exit system. This is a 
pre-determined figure (see Section 9.5). 

c.	 The egress time. This is normally a maximum of eight minutes for calculation 
purposes (see Section 9.7). 

d.	 The emergency evacuation time. This is a variable, maximum time, between two 
and a half minutes and eight minutes, based on a number of factors 
(see Section 9.9). 

The above factors are used to help calculate the safe capacity of a ground, or section of 
a ground (explained in Chapter one). 

9.4 exIT rouTe WIdThS aNd reSerVoIr areaS 
The capacity of an exit system is limited by its narrowest element (gangways, stairways, 
passageways, ramps and other means of passage including doorways). It makes no 
difference to the efficiency of the system where the most restrictive element is located; 
the capacity is always determined by it. 

exit route widths should meet the following requirements. 

a. for new constructions:
 

The recommended minimum width of an exit route is 1.2m.
 

b.	 for existing constructions: 

The minimum width of an exit route should be 1.1m. 

Where reservoir areas are used as part of an exit system, their capacity should be 
calculated on the basis of the recommended rate of passage (see Section 9.6) and the 
appropriate emergency evacuation time (see Section 9.9). 

a density of 40 persons per 10 square metres of the area available for standing within 
the reservoir area is the maximum permitted for safety. It is the responsibility of 
management to ensure that this density is not exceeded. 

doors providing passage from executive boxes and some hospitality areas may form part 
of exit systems at sports grounds. In these locations, the minimum clear opening width 
of an exit should not be less than 750mm between door jambs. 

9.5 raTeS of paSSaGe MeThod of CalCulaTIoN 
The rate of passage is the number of people who can pass through a particular point in 
an exit system, or emergency evacuation system, in a given time. 
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The rate of passage therefore forms a fundamental part of the calculation of the capacity 
of both exit and emergency evacuation systems. 

The rate of passage should be expressed as the number of spectators per metre width 
per minute. 

This is now the recommended method to be adopted in all situations, as detailed in the 
following section. 

9.6 reCoMMeNded raTeS of paSSaGe 
The recommended maximum rates of passage for both normal egress and emergency 
evacuation, to be used as the basis of calculation, should be as follows. 

a.	 on all routes within seated accommodation (including gangways, concourses and 
ramps) and on all stairways within the ground: 

73 spectators per metre width per minute. 

b.	 all routes in other parts of the ground (including within standing accommodation): 

109 spectators per metre width per minute. 

It is stressed that these rates are the maximum. Where it is clear that spectators cannot 
exit within the prescribed normal egress time (see Section 9.7) or emergency evacuation 
time (see Section 9.9), it will be necessary to reduce the capacity accordingly. 

New constructions 

When designing new grounds or sections of grounds, consideration should be given 
to applying rates of passage lower than the maximum. This is because research and 
experience show that, in certain situations, maximum rates can be sustained only over a 
short period of time. 

factors affecting the rates of passage may include the following: 

c.	 the presence of children, semi-ambulant or disabled spectators 

d.	 the location and level of use of commercial, catering or other spectator facilities 
situated along the exit route 

e.	 the design and physical condition of the exit system; for example, the number of 
stairways, the quality of directional signs, lighting levels and underfoot conditions. 

f. Spectators not being familiar with the layout of the ground
 

examples of how to apply rates of passage can be found in annex a.
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9.7 eGreSS TIMe 
It is emphasised that there is a difference between egress times and emergency 
evacuation times. 

The egress time is the total time taken for all spectators, in normal conditions, to leave 
an area of viewing accommodation and enter into a free flowing exit system. It does not 
include the time taken to negotiate the entire exit route. 

(for a definition of emergency evacuation times, see Section 9.9.) 

The normal maximum egress time for sports grounds is eight minutes. 

If for any reason - for example, there are not enough exits - spectators cannot exit within 
eight minutes, a reduction of the safe capacity may be required (see Chapter one). 

The limit of eight minutes has been set as a result of research and experience, which 
suggests that within this period spectators are less likely to become agitated, or 
experience frustration or stress, provided they enter an exit system at an acceptable 
rate, or are familiar with the sports ground and/or can identify their point of exit. 

In certain circumstances it may be appropriate to apply a shorter egress time than eight 
minutes; for example, if the design or management of the viewing accommodation is 
such that regular observation shows spectators becoming agitated or experiencing 
frustration or stress in periods of under eight minutes. 

It should also be recognised that in many circumstances spectators willingly take 
longer than eight minutes to leave; for example, to watch scoreboards, hear additional 
announcements or simply wait for the crowds to disperse. however, this practice must 
not be considered a factor in the determination of the egress time. 

9.8 deSIGN aNd MaNaGeMeNT of exIT SySTeMS 
The design and management of exit systems should take into account the following. 

a. Movement 

once spectators have passed into the exit system they should be able to keep moving 
throughout its length. 

b. Alternative exits 

In the event of an incident which renders the usual exit route unusable, spectators 
should be able to use an alternative exit route or routes. 

c. Direct exit routes 

Where there is a simple exit route; that is, a direct passage from the viewing area to the 
exit gate from the ground, every part of that route should be able to accommodate the 
flow from the terrace or stand exit. 
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d. Complex exit routes, or networks 

for a more complex exit system which combines a number of exit routes and/or offers a 
choice of routes, the system should be analysed in the form of a network. This is in order 
to check that the capacity of the exit route from the viewing area is sufficient to ensure 
a free flow of spectators to the various exits from the ground. Where branching of routes 
gives spectators a choice of paths, the proportion of the crowd likely to use each path 
should be assessed; for example, the exit closest to a railway or bus station may be likely 
to attract a higher proportion of spectators. 

Grounds which have complex exit systems should have clear, illustrative plans of the 
network system which serves each section, identifying the capacity of the routes within 
the system. These plans should be kept with the drawings of the section of the ground 
to which they relate. any changes to the ground which affect the entry/exit routes should 
be identified on the network plan (a network plan is illustrated in worked example 1 in 
annex a). 

e. Number and disposition of exits 

as stated in Section 9.1, to ensure a smooth, unimpeded passage for spectators through 
an exit system, there must be a sufficient number of exits in suitable locations (although 
no simple calculation of the number can be given that would apply to all situations). 
To avoid inconvenience and confusion, it is also important that the exits are not 
inconveniently located or spaced too widely apart. 

f. Keeping exit routes clear 

exit routes should be kept clear of obstructions. Catering, sales or toilet facilities should 
be located in such a way that neither they, nor any queue or waiting they attract, obstruct 
an exit route. Where exit routes pass through car parks or other areas affected by 
vehicular movements, it is important that consideration is given to suitable methods of 
traffic control. 

g. Signposting 

all elements of the exit system should be clearly signposted in accordance with the 
requirements of the health and Safety (Signs and Signals) regulations (NI) 1996. 
directions should be provided to encourage crowds in any particular section to flow 
in one direction when leaving the ground and should, wherever practicable, provide 
information on the destination of the exit route (for example,̀ Station’,̀ Town Centre’, 
`Visitors’ or ‘Coach park’) so as to provide confidence to people using them. 

9.9 eMerGeNCy eVaCuaTIoN TIMe 
as stated in Section 9.7, there is a difference between egress times and emergency 
evacuation times. 

The emergency evacuation time is a calculation which, together with the rate of passage, 
is used to determine the capacity of the emergency exit system from the viewing 
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accommodation to a place of safety in the event of an emergency. (for the definition of a 
place of safety see Section 15.16.) 

The maximum emergency evacuation time for sports grounds varies between two and 
half minutes and eight minutes. 

The time set depends largely on the level of fire risk present. Spectator accommodation 
which has a high fire risk should have an emergency exit capacity based on an 
emergency evacuation time of not more than two and a half minutes. a longer emergency 
evacuation time, of between two and a half minutes and eight minutes, is acceptable for 
grounds or parts of grounds where the fire risk is reduced. for guidance on varying levels 
of fire risk, see Sections 15.3 to 15.6. 

however, as stated in Section 15.1, rather than relying solely on a short emergency 
evacuation time, the aim should always be to introduce measures which will minimise 
the outbreak and spread of fire. 

While in practice, spectators may evacuate onto the pitch or area of activity in an 
emergency, this should not form part of the calculation of the emergency evacuation 
time for grounds or sections of grounds. The pitch should be available for forward 
evacuation as a place of comparative safety in an emergency. 

9.10 deSIGN of eMerGeNCy eVaCuaTIoN rouTeS 
evacuation routes for use in emergencies may need to be provided in addition to normal 
exits. In all cases, the following points should be considered: 

a.	 there should be more than one emergency evacuation route from a viewing area 

b.	 the system should be designed in such a way that the loss of one emergency 
evacuation route does not prevent access to an alternative 

c.	 where a stairway or any other circulation route passes up, down or through any 
area used by spectators, unless it is in the open air, it should be in a fire-resistant 
enclosure separated from the remainder of the building by a structure having a fire 
resistance of not less then one hour (see also Sections 8.3 and 15.10) 

d.	 emergency evacuation routes should discharge into a place of safety, preferably in 
the open air 

e.	 where emergency evacuation is possible only by passing through an enclosed 
concourse (for example, from the upper tier of a stand), consideration should be 
given to the provision of fire separation to individual routes of escape (see also 
Section 8.3). 

If the capacity of the exit route is considered insufficient for emergency evacuation 
purposes the safe capacity of the section served must be reduced. 

Where appropriate, the design of emergency evacuation routes should also take into 
account the needs of spectators with disabilities. 
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9.11	 MaNaGeMeNT of eMerGeNCy eVaCuaTIoN rouTeS 
Management is responsible for ensuring that emergency evacuation routes are 
capable of being safely and effectively used at all times when the ground is occupied. 
This requires such routes to be maintained as sterile areas, free from any blockages, 
temporary fittings or stored equipment. 

In addition, as stated in Sections 2.15 and 2.16, management should prepare 
contingency plans. These plans should provide for the evacuation of people in the event 
of an emergency from all areas of the ground to a place of safety. Such plans will require 
the designation of exits and emergency evacuation routes. 

CCTV is a useful means of monitoring the exit and emergency evacuation routes at larger 
venues (see Section 16.16). 

all such routes should also be clearly signposted (see Section 16.27). 

9.12	 uSe of The pITCh or area of aCTIVITy for eMerGeNCy 
eVaCuaTIoN 
In certain cases, forward evacuation onto the pitch or area of activity may form part of 
the emergency evacuation route, provided that it leads directly to an exit which itself 
leads to a place of safety. 

The following requirements should also be taken into account. 

a.	 Whether or not the emergency evacuation of spectators onto the pitch or area 
of activity forms part of the agreed emergency evacuation plan, wherever there 
is a pitch perimeter barrier in front of spectator accommodation, other than in 
exceptional circumstances it must be fitted with a sufficient number of suitably 
designed gates or openings (see Sections 9.13 and 10.17). 

b.	 Where the playing surface is made of synthetic materials, advice from the fire 
and rescue Service should be sought to establish whether it can be properly 
considered as an emergency exit route in the event of a fire. This is because some 
forms of artificial turf might constitute a hazard in the event of fire. 

c.	 If the pitch or area of activity is wholly surrounded by covered accommodation, 
with no breaks in the roofing (see Section 15.10), it may not be a suitable route for 
emergency evacuation in the event of fire. In such cases advice from the fire and 
rescue Service should be sought. 

as stated in Section 9.9, the use of the pitch or area of activity for emergency evacuation 
should not form part of the capacity calculation. 

9.13	 proVISIoN of GaTeS or opeNINGS IN a pITCh perIMeTer BarrIer 
as stated above, where a pitch perimeter barrier is in place in front of spectator 
accommodation, other than in exceptional circumstances it must be fitted with gates or 
openings allowing access onto the pitch or area of activity. 
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If a viewing area is divided by structural means (see Section 12.15), each division must 
have sufficient gates or openings to evacuate all the spectators in that division within the 
emergency evacuation time set for that part of the ground. 

Such gates or openings should: 

a.	 be a minimum width of 1.1 m (1.2m recommended for new construction) 

b.	 align with radial gangways (where provided) and measure not less than the width 
of those gangways 

c. be appropriately stewarded.
 

Where gates are fitted, they should:
 

d.	 open away from spectators 

e.	 be kept unlocked 

f.	 only be fitted with easy opening devices that can be released from both sides 

g.	 be clearly marked and painted a different colour from the rest of the pitch 
perimeter barrier. 

9.14 dISCouNTING aN exIT rouTe for CalCulaTIoN purpoSeS 
There are no hard and fast rules as to whether or not an exit route should be discounted 
when calculating the emergency exit capacity of a sports ground or section of a ground. 
each case needs to be determined in the light of local circumstances, taking into 
account the importance of a particular exit from an area of spectator accommodation 
and an assessment of the level of fire risk present. 

If the fire risk assessment determines that there is a need to discount an exit, the exit to 
be discounted should be the widest one serving the area. If the fire risk is minimal and 
all elements of the exit system are suitably protected from the effects of fire, it may be 
unreasonable to discount an exit. (for guidance on fire risk assessment, see Sections 
15.2 to 15.8.) 

9.15 exIT doorS aNd GaTeS 
exit doors and gates should meet the following requirements. 

a.	 all final exit doors and gates, unless secured in an open position, should be 
staffed at all times while the ground is used by the public. 

b.	 No door or gate forming part of an exit route should be locked or fastened in such 
a way that it cannot easily and immediately be opened by those using that route in 
an emergency. 

c.	 all final exit doors on a normal exit route should be secured in the fully open 
position before the end of the event. When open, no door should obstruct any 
gangway passage, stairway or landing. 
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d.	 all exit doors and gates on an exit route should always be capable of opening 
outwards so that crowds can escape in an emergency without obstruction. In 
situations where the opening of the doors or gates would cause an obstruction on 
a public highway, the doors or gates should be resited (that is, put further back) 
within the exit route they serve. 

e.	 Where practicable exit doors and gates should be sited adjacent to entrances. 
There should be no obstructions and no changes in level at exit doors. 

f.	 for new or refurbished construction, sliding or roller-shutter gates should not 
be used because they are incapable of being opened when pressure is exerted 
in the direction of crowd flow, and they have mechanisms or runways which are 
vulnerable to jamming. If present they must be secured in the open position prior 
to spectator entry into the venue. for existing situations, alternative management 
arrangements should be made to prevent unauthorised access to persons to the 
ground or part of the ground. 

g.	 reversible turnstiles or, preferably, pass doors should be provided in order to allow 
anyone to leave the ground at any time (including those ejected for breaching 
ground regulations). Such openings should be limited to allow the passage of only 
one person at a time. 

h.	 reversible turnstiles are not acceptable as a means of escape and should not 
form any part of the normal or emergency exit system. 

i.	 each exit door and gate should be clearly marked on both the inside and the 
outside with its identifying number. 

9.16 eleCTroNIC SeCurING SySTeMS 
Where they are in place, electronic securing systems on exit doors and gates should 
meet the following requirements. 

a.	 as stated in Section 9.15, no door or gate forming part of an exit route should be 
locked or fastened in such a way that it cannot easily and immediately be opened 
by those using that route in an emergency. This applies equally to exit doors and 
gates that are electronically secured. 

b.	 all electronically secured doors and gates should be staffed by stewards at all 
times when spectators are in the ground. 

c.	 The doors or gates should be capable of being de-energised individually by the 
steward. 

d.	 The stewards should be specifically authorised to open their gates without further 
instructions in the event of a sudden local emergency. 

e.	 emergency telephones should be provided for instant communication, directly 
between the stewards staffing the exit doors or gates and the operator of the 
control panel (see below). all such telephones should be instantly accessible to the 
stewards without the use of a key. 
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f.	 The operation of each door or gate should be tested both electronically and 
manually immediately before each event and the result of each test recorded. The 
record should include all tests, any faults found, and any opening of any door or 
gate while spectators are present in the ground. 

g.	 The control panel for the system should be located in the ground’s control point 
and should be staffed continuously by a suitably trained and authorised person, 
who should have no other duties. 

h.	 The base emergency telephone in the control point should be positioned so that 
the panel operator can answer it without having to leave his or her post. 

i.	 each gate should be clearly marked on both the inside and the outside with its 
identifying number. This identification should correspond to the identification of 
the switch on the control which releases it. 

j.	 The doors or gates should be designed so that, in the event of a power failure, they 
are automatically de-energised and capable of being opened manually. 

k.	 electronically secured doors and gates should ideally be monitored by CCTV. 

Before approving an electronic securing system, ground management or, where there 
is a safety certificate in force, the district council, should consider carefully and take 
full account of the hazards associated with such a system. In particular, they should 
consider carefully what would happen if there was a major emergency and spectators 
had to force the doors open themselves. 
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ChapTer TeN 
This section contains guidance on: 

• definition and categories of barriers 

• Barrier design and loading 

• Barrier fixings 

• Barrier heights 

• Barriers and sightline considerations 

• Crush barriers: main design criteria 

• Crush barriers: factors determining horizontal imposed load 

• Crush barriers: continuous crush barrier configuration 

• Crush barriers: non-continuous crush barrier configuration 

• Crush barriers: height and positioning 

• Crush barriers: construction and strengthening 

• Crush barriers: factors affecting the safe holding capacity 

• Barriers in spectator galleries 

• pitch perimeter barriers 

• pitch perimeter barriers in standing areas 

• pitch perimeter fences 

• emergency access to the pitch or area of activity
 

• other load-bearing barriers
 

• Barriers and risk assessment 

• Barrier tests: personnel and equipment 

• Barrier tests: records 

• Barrier tests: methodology 

• Barrier tests: bedding in cycle 

• Barrier tests: proof cycle 

• Barrier tests: further considerations 

• Barrier tests: resulting in failure 

10.1 defINITIoN aNd CaTeGorIeS of BarrIerS 
a barrier (also referred to as a ‘guard’ or ‘guard rail’ in building regulations) is any 
element of a sports ground, permanent or temporary, intended to prevent people from 
falling, and to retain, stop or guide people. This chapter is concerned with barriers in the 
following situations. 

paGe |  94 



10 

 

 

 

 

 

 

  

 

 

 

 

The NorTherN IrelaNd GuIde To |  SafeTy aT SporTS GrouNdS 

a.	 Barriers used in areas of seated accommodation and on stairways and ramps (see 
Sections 10.2 to 10.5, Table 1 and diagrams 6 and 7). 

b.	 Barriers used in areas of standing accommodation, known as crush barriers (see 
Sections 10.6 to 10.12, Table 2 and diagrams 8 to 10). 

c.	 Barriers used in spectator galleries (see Section 10.13 and Table 3). 

d.	 Barriers used to separate spectator accommodation from the pitch or area of 
activity, known as pitch perimeter barriers (see Sections 10.14 to 10.17). 

e.	 Barriers such as boundary walls, fences or gates used to enclose the sports 
ground or individual sections (see Section 10.18). 

Sections 10.19 to 10.26 provide guidance on the risk assessment and testing of barriers. 

When applying the recommendations in this chapter, the distinction between a barrier 
and a handrail, as outlined in Section 7.6, should be noted. 

10.2 BarrIer deSIGN aNd loadING 
Barriers at sports grounds should be designed to resist safely the minimum horizontal 
imposed loads specified in Tables 1, 2 or 3. It should be noted, however, that in all 
situations professional judgement should ensure that the loadings are sufficient for the 
barrier’s intended purpose. 

regardless of the height of the barrier (see Section 10.4), the horizontal imposed load 
should be considered to act at a height of 1.1m above the datum, when applied as a 
static load at right angles to the longitudinal axis. 

designers should ensure that any construction or structure acting as a support for 
barriers is of adequate strength and stability to resist safely all applied loads, without 
excessive stress, deflection or distortion. 

designers should ensure that any new construction, a structure acting as a support for 
a barrier, is designed to minimise a trip hazard for users circulating in and around the 
barrier. 

When using limit state design, the partial factors for loads and materials should be those 
recommended by the appropriate British Standard for the relevant material. 

Where barriers consist of walls, boundary walls, fences, gates or other similar structures 
these are to be inspected and certified by a chartered structural engineer with 
appropriate skills and experience. 

Management should obtain documents certifying that all such structures in the venue 
are safe and fit for purpose. This is to include: 

a.	 the nature of adjacent spectator accommodation; for example, standing or seated 

b.	 its suitability for the proposed location 

c.	 any factors that may adversely affect the structure; for example, wind speed and 
exposure. 
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TaBle 1. horIZoNTal IMpoSed loadS for BarrIerS
 

Types of Barrier Horizontal Imposed Load 

1. Crush barriers for standing accommodation See Table 2 

2. Barriers for spectator galleries See Table 3 

3. Barriers for gangways of seating decks, aligned at right angles to 
the direction of spectator movement 

3.0 kN/m length 

4. Barriers for gangways of seating decks parallel to the direction of 
spectator movement 

2.0 kN/m length 

5. Barriers for seating decks, adjacent to the end row of seats and 
protecting spectators from falling sideways 

1.0 kN/m length 

6. Barriers for seating decks, behind a rear row of seats and 
protecting spectators from falling forwards 

1.0 kN/m length 

7. Barriers positioned within 539mm in front of seats 1.5 kN/m length 

8. Barriers for stairways, landings and ramps, aligned at right 
angles to the direction of movement of spectators 

3.0 kN/m length 

9. Barriers for stairways, landings and ramps, aligned with the 
direction of movement of spectators 

2.0 kN/m length 

10. Barriers for gangways in standing areas, aligned at right angles 
to the direction of spectators movement 

5.0 kN/m length 

11. other barriers, including walls, boundary walls, fences and 
gates that may be subject to crowd loading 

See Section 10.18 

TaBle 2. horIZoNTal IMpoSed loadS for CruSh BarrIerS
 

angle of terrace or 
viewing slope 

horizontal distance between crush barriers 

5° 5.0m 4.0m 3.3m 3.0m 2.0m 

10° 4.3m 3.4m 2.9m 2.6m 1.7m 

15° 3.8m 3.0m 2.6m 2.3m 1.5m 

20° 3.4m 2.7m 2.3m 2.0m 1.3m 

25° 3.1m 2.5m 2.1m 1.8m 1.2m 

horizontal 
imposed load 

5.0 kN/m 
length 

4.0m kN/m 
length 

3.4m kN/m 
length 

3.0m kN/m 
length 

2.0m kN/m 
length 
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TaBle 3. horIZoNTal IMpoSed loadS for CruSh BarrIerS
 

distance distance distance distance 

horizontal imposed 
load 

3.0 kN/m length 2.0 kN/m length 1.5 kN/m length 

General notes to Tables 1, 2 and 3 

•	 all barriers should be capable of resisting proof loads equivalent to 1.2 times the horizontal 
imposed loads listing in the tables. 

•	 Barrier testing methods and the criteria to be met are given in Sections 10.20-26. 
•	 Barrier foundations should be designed to resist the overturning moments and sliding 

forces induced by the horizontal imposed loads with a factor of safety of 2. 
•	 loads specified in these tables should be treated as unfactored or characteristic loads for 

design purposes. 

Notes to Table 1 

•	 This table should be read in conjunction with diagrams 6 and 7 
•	 all references to seats are to fixed seats (that is, any seat, tip-up or otherwise), attached to 

the main structure 

Notes to Table 2 

•	 Interpolation may be made between these figures 
•	 angles of slope in excess of 25° are potentially hazardous and should be avoided. Where 

they exist they should be subject to a risk assessment. 
•	 The maximum horizontal imposed load on a crush barrier should not be greater than 5kN/ 

m. This is because a transient load greater than 5 kN/m on the spectator immediately 
behind the crush barrier risk physical injury. 

•	 The horizontal distances specified are the maximum recommended according to the 
barrier strength and angle of slope, and should not be exceeded in new construction. If 
the distances at existing constructions exceed the maximum, the available viewing area 
(which forms part of the capacity calculation) should be limited to the area behind the 
barrier, which falls within the maximum distance. The remaining space behind should be 
discounted, even though in practice spectators may stand in those areas (see worked 
examples 2 and 3 in annex a). 

Notes to Table 3 

•	 Interpolation may be made between these figures 

•	 The required horizontal imposed load should be calculated according to the distance 
between the barrier and the gallery's rear wall, or any other restraint 

•	 If the spectator gallery also forms part of an escape route, the barrier's horizontal imposed 
load should be no less than 2 kN/m length. 
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dIaGraM 6. BarrIerS deSIGN loadS, heIGhTS aNd poSITIoNS
 

This diagram illustrates the types of Type 4 side and lateral 
barriers used in seating decks, stairways barrier, aligned parallel 
and gangways.The type numbers to the direction of 
correspond with those listed in Table 1. spectator movement 

Height: 1.1m 
Design Load: 2.0 kN/m 

Type 9 barrier at the 
side of a stairway, 
aligned with the 
direction of 
movement 
Height: 1.1m 
Design Load: 2.0 kN/m 

Type 8 barrier on a 
stairway,  aligned at 
right angles to the 
direction of movement 
Height: 1.1m 
Design Load: 3.0 kN/m 

Type 6 barrier behind a 
rear row of seats 
Height: 1.1m above level of seats 
Design Load: 1.0 kN/m 

Type 7 barrier within 
530mm in front of a 
row of fixed seats 
Height: 900mm 
Design Load: 1.5 kN/m 

Type 3 barrier at the 
foot of a gangway 
Height: 1.1m 
Design Load: 3.0 kN/m 

Type 5 barrier adjacent 
to end row of seats 
Height: 1.1m 
Design Load: 1.0 kN/m 

This diagram is provided for illustrative purposes only and is not intended to form the basis of an actual design 
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dIaGraM 7. BarrIerS IN froNT of aNd BehINd SeaTING
 

Type 7 barriers positioned within 
530mm in front of a row of fixed 
seats should be a minimum height 

1.1mof 900mm above the datum. 

It is also recommended that, where 
appropriate, the top surface of such barriers 
should be designed to prevent their use as 
shelves for items which might fall off and 
endanger spectators. 

Type 6 barriers 
behind a row should 
be all minimum 
height of 1.1m, 
measured from the 
seats level. 

900 
mm 

530 
mm 

10.3 BarrIer fIxINGS 
The strength of all fixings and joints should be adequate for the loading to which the 
barrier will be subjected. The design should avoid reliance wholly on the pull-out strength 
of a single fixing. It is also essential that fixing design takes account of the material 
into which the fixing is placed, the spacing between fixings, the edge distance and, 
where appropriate, the position of reinforcement in the concrete. The fixings should be 
designed and positioned to minimize any trip hazard or injury from trapping or cutting of 
hands. 

10.4 BarrIer heIGhTS 
Barriers used in areas of seated accommodation and on stairways and ramps should be 
designed to a height of not less than 1.1m, measured from the datum, unless they fall 
into one of the following three categories: 

a.	 Barriers within 530mm in front of fixed seating should be a minimum height of 
900mm above the datum for new construction (see diagram 7). 

b.	 Barriers immediately behind a row of seats should be a minimum height of 1.1m 
above the datum, which in this case is the level of the seat (see diagram 7). 

c.	 Barriers designed to separate stairways into passageways may be a minimum 
height of 1.0m above the datum (see Section 7.7.b and diagram 4). 
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In all cases, as stated in Section 10.2, regardless of the height, the horizontal imposed 
load should still be considered to act at a height of 1.1m above the datum. 

further guidance on the height of crush barriers is provided in Section 10.10 Guidance 
on the heights of handrails for stairways and ramps is given in Section 7.8. 

10.5	 BarrIerS aNd SIGhTlINe CoNSIderaTIoNS 
as stated in Section 11.2, all spectators in seated areas should have a clear, unobstructed 
view of the whole pitch or area of activity. however, it is recognised that even barriers 
meeting the height requirements listed in Section 10.4 may obstruct sightlines. 

Careful consideration should therefore be given to the design and construction of any 
barrier forming part of a seating deck. This applies particularly to barriers placed within 
530mm of fixed seating where there is risk of falling greater than 2m. 

10.6	 CruSh BarrIerS: MaIN deSIGN CrITerIa 
This section and Sections 10.7 to 10.12 on crush barriers should be read in conjunction 
with Chapter Twelve, concerning the overall design and management of standing areas. 
detailed reference should also be made to Table 2. 

at sports grounds where standing accommodation is provided, many of the hazards 
arising from crowd pressure on terraces and viewing slopes can be eliminated by the 
provision of crush barriers that are appropriately designed and constructed. 

The main considerations concerning the design and construction of crush barriers are 
detailed in the following sections, and can be summarised as follows: 

a.	 the angle of slope of the terrace or viewing slope, which in turn will determine the 
appropriate spacing of the crush barriers and the required horizontal imposed load 
for each crush barrier (see Section 10.7) 

b.	 the configuration of the crush barriers in relation to gangways (see Sections 10.8 
and 10.9) 

c.	 the height and positioning of the crush barriers in relation to the treads or surfaces 
of the standing area (see Section 10.10) 

d. 	 the construction and condition of the crush barriers (see Section 10.11). 

Section 10.12 summarises the consequences of any deficiencies or deviations from the 
requirements outlined in Sections 10.7 to 10.11. 

10.7	 CruSh BarrIerS: faCTorS deTerMINING The horIZoNTal 
IMpoSed load 
as stated in Section 10.6 above, the required horizontal imposed load for crush barriers 
is determined by the angle of the terrace or viewing slope, in relation to the horizontal 
distance between the crush barriers, as shown in Table 2. 
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Table 2 indicates that the steeper the angle of slope and the greater the horizontal 
distance between crush barriers, the greater the horizontal imposed load required for 
those crush barriers. 

a. Angle of slope 

The angle of slope (or gradient) is the first factor to be considered when determining the 
required horizontal imposed load for crush barriers. 

New constructions 

The angle of slope for newly constructed areas of standing should be designed according 
to the calculations for sightlines (see Section 12.11). although for seated areas the angle 
can be as steep as 34°, for standing areas it should not exceed 25°. 

existing constructions 

The angle of slope will be pre-determined. however, it is recommended that the angle 
should not exceed 25°, and in no circumstances should exceed 30° (see Section 10.12). 

b. Horizontal distance between crush barriers 

having established the angle of slope, the spacing between crush barriers should then 
be considered. 

New constructions 

designers should use the figures in Table 2 to determine the appropriate crush barrier 
loadings and spacings according to the desired angle of slope. 

existing constructions 

The horizontal spacing between crush barriers will be pre-determined, in which case the 
horizontal imposed load of the crush barriers must be in accordance with the requirements 
specified in Table 2. If the spacing proves to be excessive, the available viewing area 
should be reduced to those areas immediately behind each crush barrier, measured to a 
depth appropriate to the crush barrier’s strength (see Table 2 and Section 10.12). 

any crush barrier which fails to meet the horizontal imposed load requirements specified 
in Table 2 should be removed and replaced, or strengthened and then retested (see 
Section 10.11). 

10.8 CruSh BarrIerS: CoNTINuouS CruSh BarrIer CoNfIGuraTIoN 
The configuration of crush barriers – that is, their lay-out in relation to each other and 
to the gangways – has a crucial influence on the safe management of spectators in 
standing areas. 

experience at sports grounds indicates that the safest configuration is to provide crush 
barriers along the full width of a terrace or viewing slope, with gaps only at the radial 
gangways. 
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New constructions 

at all new sports grounds where standing areas are to form part of the viewing 
accommodation, or at grounds where new standing areas are to be constructed, a 
continuous crush barrier configuration should be provided between radial gangways. 

existing constructions 

at all sports grounds where standing accommodation is already provided, consideration 
should be given to the conversion of existing standing areas so that they incorporate a 
continuous crush barrier configuration between radial gangways. 

an example of a continuous crush barrier configuration is illustrated in diagram 8. 

dIaGraM 8. CoNTINuouS CraSh BarrIer CoNfIGuraTIoN 

minimum
 
width 1.1m
 

maximum 
spacing 

24m 

lateral gangway 

lateral gangway 

radial gangw
ay

radial gangw
ay 

pitch or area of activity 

a continuous crush barrier configuration is recommended for all areas of standing 
accommodation and is the principal method by which ground managements can aim to 
achieve permissible capacity levels for a standing area. 
Note that all spectators should be within 12m of a gangway or exit, hence the spacing of 
gangways 24m apart. Note also that for new construction the recommended minimum 
width for gangways is 1.2m. 
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at sports grounds where pitch perimeter barriers are positioned in front of standing 

areas, gates or openings should be provided to allow spectators tp escape onto the pitch 

or area of activity in the event of an incident.
 
Where gates are fitted, as illustrated these should open away from the viewing 

accommodation.
 
Wherever practicable in standing areas, as stated in Section 10.15 and shown above, 

there should be a lateral gangway dividing the front row of crush barrier from the pitch 

perimeter barrier. however, where a continuous crush barrier configuration is provided, a
 
front lateral gangway may not always be necessary, depending on local conditions.
 
Because this configuration is considered to be the safest arrangement for guiding and 

controlling the movements of standing spectators, it is also the principal method by 

which ground managements can aim to achieve the highest permissible capacity levels 

for a standing area.
 
as stated in Section 1.8, provided that the strengths of the continuous crush barriers are 

appropriate for the angle of slope and the spacings between the crush barriers, and the 

standing area is in good condition, there should be no reduction in the calculation of its 

available viewing area, nor of its (p) factors, nor of its appropriate density, which should 

be the maximum of 47 persons per 10 square metres (as explained in Section 1.9).
 
however, if the (S) factor determined is below 1, a proportional reduction in capacity will 

be required.
 
Worked example 1 in annex a illustrates how a continuous crush barrier configuration 

results in a higher capacity than a standing area of an identical size but with a non
continuous configuration (as shown in worked example 2 in annex a).
 

10.9 CruSh BarrIerS: NoN-CoNTINuouS CruSh BarrIer CoNfIGuraTIoN 
In existing constructions, although not recommended, non-continuous crush barrier 
configurations may still be regarded as acceptable, provided that the capacity is reduced 
using the calculations specified in Chapter one, and appropriate safety management 
systems are also put into place. 
Where non-continuous crush barriers are in place, the alignment of gaps in successive 
rows of barriers should form an angle of less than 60° to the barriers (see worked 
example 2 in annex a). 
There should be no more than two consecutive gaps in any line. These gaps should be at 
least 1.1m, and not more than 1.4m, in width. 

10.10 CruSh BarrIerS- heIGhT aNd poSITIoNING 
research has shown that in order to locate the top rail of a crush barrier against that 
part of the body most able to tolerate pressure, and to accommodate a typical range of 
spectators, a reasonable height for the top rail is 1.1m. 
Note, however, the need to evolve a management strategy for the safe accommodation 
of children, for whom the recommended barrier height might actually constitute a hazard 
(see Section 12.24.1). 
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New constructions 
as illustrated in diagram 9, to allow spectators sufficient room to stand safely and 
comfortably behind a crush barrier, new crush barriers should ideally be positioned 
immediately in front of a terrace steps riser, or if not, at the front of a step. In both cases, 
the 1.1m is measured from the step on which the spectator stands to the top of the 
crush barrier’s rail. 

existing constructions 
The height of crush barriers from the step to the centre line of the top rail, should be 
within a range of 1.02m and 1.12m. however, any crush barrier not meeting the height 
requirement should be removed and replaced, or modified. 

If the positioning of existing crush barriers leaves insufficient room for standing on the 
same step, as illustrated in diagram 9, the height should be measured from the step 
immediately behind. 

paGe |  104 



 

    
  

The NorTherN IrelaNd GuIde To |  SafeTy aT SporTS GrouNdS 

dIaGraM 9.
 
poSITIoNING aNd heIGhT of CruSh BarrIerS
 

In the top two examples the barriers are positioned, as 
recommended, at the front of the step. 

The recommended height of 1.1m is measured from the 
surface of the step to the top of the rail. 

for existing situations, the measurement can be taken from 
the step to the centre of the rail, and be between 1.02m and 
1.12m. 

In this example the barrier is positioned in such a way as to 
make it difficult for a spectator to stand on the same step. 

for this reason the height measurement should be taken from 
the step behind. 

This positioning of barriers is not recommended for new 
construction. 

1.1m 

1.1m 

Sufficient room for standing 

1.1m 

Insufficient room for standing 
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dIaGraM 10. CruSh BarrIer STreNGTheNING
 

When strengthening existing crush barriers, the portal type of bracing (left) is recommended in 
preference to inclined stays (right), which are less visible in crowded conditions and can constitute 
a trip hazard. 

10.11 CruSh BarrIerS: CoNSTruCTIoN aNd STreNGTheNING 
Crush barriers should be constructed or strengthened taking into account the following 
requirements. 

a. for safety and comfort, there should be no sharp projections or edges. 

b. for safety and comfort, the crush barrier’s top rail should be flat and measure 
100mm in vertical depth. 

c. as stated in Section 10.7, any crush barrier which fails to meet the horizontal 
imposed load specified in Table 2 should be removed and replaced. If this is not 
possible and therefore strengthening measures are to be considered, care must 
be taken to avoid simply transferring the problem to another part of the crush 
barrier or its foundations. 

If strengthening the crush barrier post, portal type bracing is recommended, as 
illustrated in diagram 10. 

all newly strengthened barriers must be tested before use. 

alternatively, the use of a barrier without bracing (as shown in diagram 11) 
constructed from square hollow sections (ShS) of larger dimensions for all 
members with the exception of the top rail (which should be a 100mm in depth) is 
preferred if designed to meet the horizontal imposed load. This barrier should also 
reduce tripping hazards. 
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dIaGraM 11. BarrIer WIThouT BraCING
 

Height of barrier 
measured from tread 
behind the barrier 

Tread depth 

1100 

Base plate and post 
(optional) recessed and 
secured into tread to 
structural engineer’s 
detail design. 

ris
er

 h
ei

gh
t 

10. 12 CruSh BarrIerS: faCTorS affeCTING The holdING CapaCITy 
In addition to the reduction of the available viewing area resulting from the provision of 
a non-continuous crush barrier configuration (see Section 10.9), further deficiencies 
or deviations from the recommendations in the Guide may require a reduction of the 
holding capacity of the standing area (see Chapter one ). 

a summary of the main concerns follows. Note that this list is not intended to be 
comprehensive, nor applicable in all circumstances. 

a reduction in the holding capacity of a standing area may be necessary if: 
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a.	 the angle of slope is above 25° (thereby requiring a reduction of the (p) or (S) 
factors) 

b.	 the crush barrier spacing is too great in relation to the angle of slope (thereby 
requiring a reduction of the available viewing area, and a possible reduction in the 
(S) factor) 

c.	 after testing, the barrier fails completely (see Section 10.26) and is removed but 
not replaced (thereby requiring a reduction in the available viewing area, and a 
possible reduction in the (S) factor). 

d.	 pitch perimeter walls (see Section 10.2) have not been inspected and certified by 
a chartered structural engineer of the appropriate skills and experience. 

It should be noted that there may be other aspects of the standing area which also 
require a reduction in the holding capacity. These might include the physical condition 
of the standing area, its safety management, the provision of partial cover only, or the 
inadequacy of sightlines. further guidance on these concerns is provided in Chapters 
one and Twelve. 

10.13 BarrIerS IN SpeCTaTor GallerIeS 
Viewing galleries for standing spectators are generally attached to hospitality areas at 
sports grounds staging horse or motor racing. although the number of spectators who 
have access to such galleries is normally limited by the capacity of the hospitality area, 
the front barrier must still be designed to withstand crowd loading. 

Table 3 specifies the required horizontal imposed loads, which vary according to the 
horizontal distance between the barrier and either the rear wall of the spectator gallery 
or any other restraint. 

10.14 pITCh perIMeTer BarrIerS 
a pitch perimeter barrier is a barrier installed to separate spectators from the pitch or 
area of activity. Such barriers can take the form of crush barriers, walls or rails. 

The type, height and horizontal imposed load of a pitch perimeter barrier will vary 
according to its location and required function. 

If spectators can lean on, or gather immediately behind, the perimeter barrier, it should 
be deemed a crush barrier and therefore meet the horizontal imposed load and height 
requirements as specified in Sections 10.6 to 10.12. 

even if a pitch perimeter barrier does not need to meet the horizontal imposed load 
requirements of a crush barrier, its height should ideally not exceed 1.1m (1.12m to the 
centre line in existing constructions). This is in order to facilitate spectator access to the 
pitch or area of activity in the event of an emergency. (This height requirement does not, 
however, preclude the need for gates or openings in pitch perimeter barriers, as stated in 
Section 10.17.) 
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10.15 pITCh perIMeTer BarrIerS aNd STaNdING areaS 
as stated in Section 12.18, wherever practicable, pitch perimeter barriers should be 
separated from an area of standing accommodation by a lateral gangway, to assist 
circulation (see also diagram 8). 

an exception to this recommendation might be a standing area which has a continuous 
crush barrier configuration. In such cases an assessment of the need for a lateral 
gangway should be made, based on local conditions. 

Wherever the standing area does descend directly to a pitch perimeter barrier, however, 
that barrier must meet the height and horizontal imposed load requirements of a crush 
barrier. 

10.16 pITCh perIMeTer feNCeS 
The term p̀itch perimeter fence’ in the following paragraphs means any pitch perimeter 
barrier which exceeds the maximum recommended height of 1.1m (1.12m to the centre 
line at existing sports grounds), and which is of a non-solid construction, thus enabling 
spectators to see through to the pitch or area of activity. 

existing constructions 

The use of pitch perimeter fences is not recommended for standing areas, and should be 
avoided in all cases in front of seated areas. 

Where such fences are in place, the following requirements should be met. 

a.	 Standing areas should not descend directly to a pitch perimeter fence. Instead, 
there should be a lateral gangway between the first row of crush barriers and the 
pitch perimeter fence. This is to assist circulation and to prevent spectators from 
gathering immediately behind or climbing up the fence. 

b.	 allow direct access from radial and lateral gangways to the pitch in the case of 
emergency. 

c.	 The pitch perimeter fence should not impair visibility of the pitch or area of activity. 
If sightlines are obscured by fencing, congestion may be caused, for example 
because standing spectators are unwilling to move forward, or seated spectators 
are induced to stand up. If such problems are not resolved satisfactorily, a 
reduction in capacity should result. 

d.	 The height of a pitch perimeter fence should not exceed 2.2m. 

e.	 There should be no overhanging sections and no spikes, barbed wire or other 
devices installed or attached to a pitch perimeter fence. It should be fit for purpose 
and not of a hazardous nature that may cause harm to spectators. 

even if all the above requirements are met, however, the use of pitch perimeter fences 
is still not recommended. Management should ideally seek to utilise other methods of 
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preventing spectators gaining access to the pitch or area of activity, such as those listed 
earlier in this section. 

New constructions 

The use of pitch perimeter fences is not recommended. 

other means of preventing spectators from gaining unauthorised access to the pitch 
should be utilised. These means may include high profile stewarding, clear signs, regular 
public address announcements, and/or the construction of sunken lateral gangways. 

10.17 eMerGeNCy aCCeSS To The pITCh or area of aCTIVITy 
as stated in Section 9.12, in certain cases forward evacuation onto the pitch or area of 
activity may form part of the emergency evacuation plan, provided that the pitch or area 
of activity leads directly to an exit which itself leads to a place of safety. 

however, regardless of whether the pitch or area of activity forms part of the emergency 
evacuation plan, any pitch perimeter barrier or fence placed in front of an area of 
standing accommodation must be provided with gates or openings which allow 
spectators safe, unobstructed access to the pitch or area of activity from the viewing 
area together with radial and lateral gangways. 

forward evacuation with access to the pitch should be provided to all stands and 
particularly where there are significant elements of combustible material. 

for existing and new construction: the use of pitch perimeter moats is not recommended 
and should be avoided in all cases. 

further guidance on such gates or openings is provided in Section 9.13. 

10.18 oTher load-BearING BarrIerS 
In addition to the barrier types already covered in this chapter, other load-bearing 
barriers subject to crowd loading at sports grounds may include walls (including 
boundary walls), fences and gates. 

If required to withstand crowd pressures, all such barriers should be designed, constructed 
and maintained to withstand those pressures safely. all such barriers should be inspected 
and certified by a chartered structural engineer with the appropriate skills and experience. 

allowance should also be made for forces simultaneously and independently induced by 
other factors; for example, wind forces or attached installations. 
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10.19 INSpeCTIoN of BarrIerS 
all barriers (including crush barriers) should be subject to an annual risk assessment. If 
it is considered likely that any barrier will not meet the load-bearing criteria identified in 
Section 10.2, Tables 1 to 3, it should be tested immediately. 

at the time of an inspection, the chartered structural engineer should state the date for 
any subsequent re-inspection. 

Barriers should be inspected and certified by a chartered structural engineer with the 
appropriate skills and experience. 

It should take into account all relevant recommendations in this Guide, combined with a 
detailed appraisal of each of the following specific considerations: 

a.	 any available recorded information concerning the barrier’s design compliance 

b.	 the adequacy of the barrier’s construction 

c.	 the age of the barrier 

d.	 any visual evidence of weakening or general deterioration of the barrier, including 
signs of corrosion, cracks, holes, misalignment, undue distortion, missing bolts or 
fittings 

e.	 the barrier’s exposure to moisture 

f.	 the barrier’s location within the sports ground. 

Barriers that need to be tested immediately might include those whose theoretical 
strength is indeterminable, those which have suffered visible decay, and those where 
there is potential for undetected deterioration. 

responsibility for appointing a competent person to undertake and record the results of 
a risk assessment of barriers lies with the management of the sports ground. 

10.20 BarrIer TeSTS: equIpMeNT 
The chartered structural engineer must be satisfied that the equipment used for testing 
is suitable for the purpose, and is used in the correct manner. 

The equipment used should be capable of a level of accuracy of 5% of the test load. 

The deflection measuring equipment should be calibrated and be capable of a level of 
accuracy that reflects the magnitude of the deflections being measured. 
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 10.21 BarrIer TeSTS: reCordS 
detailed written records should be made and kept of all observations, loadings and 
deflection/recovery readings in respect of each barrier tested. The documentation 
should include a standard record sheet including the following information: 

a. the identity of each barrier tested 

b. its location, including a cross-reference to the ground plan 

c. the date of inspection 

d. all relevant results and comments arising from the test 

e. a clear statement as to whether the barrier has passed or failed 

f. certification by a chartered structural engineer. 

10.22 BarrIer TeSTS: MeThodoloGy 
The test method for barriers should be in two parts: 

a. the ‘bedding-in’ cycle 

b. the proof cycle. 

Barriers that do not fulfil the requirements of both parts shall be deemed to have failed 
the test. 

The deflection measuring equipment should be unaffected by any movement of the 
barriers, their supports, or the movements of personnel performing the test. 

The deflections in the horizontal plane should be measured at relevant locations; for 
example, at the centre of a barrier rail or the top of an upright. 

The loading procedure adopted shall result in each component part of any barrier being 
subject to levels of stress at least equal to the stresses that would occur were the 
structure subjected to the relevant uniformly distributed load at a design level of 1.1m. 

10.23 BarrIer TeSTS: BeddING-IN CyCle 
In order to allow for bedding-in, the barrier should be loaded up to its horizontal imposed 
load as defined in either Tables 1 or 2. The bedding-in load should be applied in at least 
five equal increments and then removed. deflections should be monitored at each 
increment of the load cycle and upon removal of the load. The barrier may be considered 
to have satisfactorily completed this part of the test if, on removal of the load, the 
recovery is at least 75% of the maximum deflection, as measured from the original 
position prior to loading, or if the permanent deflection is less than 2mm. 

If the barrier fails to achieve this level of recovery it shall be considered to have failed the 
test unless there is a satisfactory explanation for the results. 
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10.24 BarrIer TeSTS: proof CyCle 
The proof cycle is to consist of two consecutive applications of the proof load. The 
interval between each application shall be such as to enable complete unloading. 

for crush barriers the proof load is equal to 1.2 x the horizontal imposed load specified 
in Table 2. 

for other barriers the proof force is equal to 1.2 x the horizontal imposed load specified 
in either Table 1 or Table 3. 

The application of the proof load should consist of five equal increments. 

The full proof load shall be maintained for five minutes and then removed. a record shall 
be kept of: 

a. the deflection at each load increment 

b. the deflection after the five-minute application of the full proof load 

c. the residual deflection after removal of the load. 

The procedure is then repeated. 

If, on removal of the load after the second application, the recovery is at least 95% in 
any measured deflection (as measured from the barrier position at the start of the proof 
test cycle, that is, after the bedding-in cycle), the barrier should be considered to have 
satisfied the proof cycle loading requirement. 

10.25 BarrIer TeSTS: furTher CoNSIderaTIoNS 
Comparisons should be made with the records available from previous testings of the 
barrier. 

Comparison should also be made with the performance of other barriers of a similar type 
subjected to the same or similar tests. This is to establish whether there are indications 
of a reduction in overall performance, perhaps indicative of a developing weakness that 
necessitates either remedial action or more regular testing or inspection. 

If the barrier satisfies the requirements of the testing procedure, but during that 
procedure doubt arises as to its safety, for any reason (including such matters as 
corrosion, distortion of connections and fittings, or cracking in the vicinity of supports), 
a further detailed investigation should be carried out. unless the results of this detailed 
investigation remove the doubt, the barrier should be deemed to have failed. 
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10.26 BarrIer TeSTS reSulTING IN faIlure 
a barrier failing the test procedure should be removed and replaced, or strengthened 
and then retested. 

as stated in Section 10.12, if a crush barrier fails and it is not replaced or strengthened, 
the available viewing area of the standing area should be reduced, together with a 
possible reduction of the (S) factor, which in turn may lead to a reduction of the area’s 
final capacity. 

however, the non-replacement or non-repair of a failed crush barrier is not 
recommended. 

The removal of a crush barrier, particularly one placed where a high density of spectators 
may congregate, is likely to lead to uncontrolled movements and increased crowd 
pressure. In such situations, the reduction of the area’s holding capacity should be 
much greater than if it were related to the non-replacement of an individual crush barrier 
elsewhere. 

The non-replacement of a crush barrier will also require a management strategy to 
prevent overcrowding in the affected area. 

replacement, or repair, of the failed barrier should therefore always be the preferred option. 
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ChapTer eleVeN 
This section contains guidance on: 

• The provision of seated accommodation 

• Viewing standards 

• Sightlines 

• restricted viewing 

• Management strategies toward restricted viewing 

• provision of cover 

• Gangways and seated areas: general requirements 

• lateral gangways and seated areas 

• radial gangways and seated areas 

• Importance of seat dimensions 

• Seat widths and seating row depths 

• Clearways 

• useful seat depths 

• Number of seats in rows 

• Seat design 

• assessment of (p) factors for seated areas 

• assessment of (S) factors for seated areas 

11.1 The proVISIoN of SeaTed aCCoMModaTIoN 
at sports grounds where spectators are essentially non-ambulatory during the event 
(such as grounds staging Gaelic games, football, rugby, cricket, athletics, tennis, hockey 
or motor racing) the provision of seated accommodation for all spectators is, wherever 
possible, recommended. 

When considering new construction at such grounds, management should take this into 
consideration as part of its strategy for overall safety management. 

It is recognised, however, that where spectators may be ambulatory during the event 
(such as at grounds staging golf or horse or greyhound racing) a combination of seated 
and standing accommodation is a fundamental design requirement. 

The provision of seats is not, in itself, a guarantee of safe conditions for spectators. It 
is also necessary that seated areas are designed and managed to be safe. Moreover, 
as stated in Section 1.6, the safe capacity of seated areas does not automatically 
correspond to the number of actual seats provided. It should instead be set at a number 
the management can manage safely, and must always be assessed using the (p) and (S) 
factors. Guidance on the assessment of (p) and (S) factors for seated accommodation is 
provided in Chapter one and Sections 11.16 and 11.17. 
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Newly constructed seated accommodation, including the design of circulation routes,
 
barrier and handrail provision and fire safety, should conform to any applicable 

building regulations, and to the appropriate requirements of this Guide. In addition,
 
when designing and managing seated accommodation, the comfort and amenities
 
of spectators, and their access to amenities, should be considered at all times. 

It is therefore recommended that, in all matters relating to the design of seated 

accommodation, management seeks professional advice from competent persons of the
 
appropriate skill and experience (see Bibliography.
 

11.2 VIeWING STaNdardS 
The provision of adequate viewing standards is a key factor in ensuring that seated 
accommodation is both safe and serves its intended purpose. 

Spectators in seated accommodation should have a clear, unrestricted view of the whole 
of the playing area or area of activity. 

designs should ensure that spectators are encouraged to remain seated and do not 
have to stretch or strain to view the event. (The only exceptions to this requirement are 
grounds staging horse or motor racing, where clearly a view of the whole area of activity 
is difficult to achieve from any static viewing position.) 

Viewing standards depend largely on three interrelated factors: 

a. the quality of sightlines (see Section 11.3 and diagram 11) 

b. the existence of any restrictions (see Section 11.4) 

c. the viewing distance (see Section 11.17). 

11.3 SIGhTlINeS 
The term s̀ightline’ refers to the ability of a spectator to see a predetermined focal point 
(on the pitch or area of activity) over the top of the head of the spectators immediately 
in front. The better the sightline, the more likely it is that spectators will remain seated 
during the event. ensuring adequate sightlines is therefore an important part of providing 
safe seated accommodation. 

The quality of a sightline is often expressed as a ‘C’ value. diagram 11 shows how ‘C’ 
values are calculated. The recommended ‘C’ value for spectators varies according to the 
sport, as does the choice of focal point. 

for example, it is important for spectators at Gaelic games, football or rugby matches to 
be able to see the nearest touchline, so this should form the focal point. however, a focal 
point further in-field may be acceptable for viewing cricket. 

Because of the complex nature of sightline calculations in individual circumstances 
it is therefore recommended that management seeks professional advice from 
competent persons of the appropriate skill, and with experience of designing spectator 
accommodation for the sport (or sports) to be staged. 
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dIaGraM 12. SIGhTlINeS for SeaTed SpeCTaTorS
 

point of focus:
 

typically the nearest touchline, or 


R 

D 

To calculate the appropriate 'C' 
value for the sport to be viewed, the 
following formula applies: 

outside lane of a running track, or 
D (N + R)boundary of area of activity C =  – R 

D + T 

Key to diagram 

C = the 'C' value 

d = the horizontal distance from the eye to the point of focus 

T 

N 

C 

N = the riser height 

r = the vertical height to the point of focus 

T = the seating row depth 
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11.4 reSTrICTed VIeWING 
as stated previously, all spectators should have a clear, unrestricted view of the whole 
of the playing area or area of activity. although there are exceptions to this requirement 
(see Section 11.2), the causes of potential restrictions should be considered at all sports 
grounds. These may include: 

a.	 inadequate sightlines 

b.	 roof supports or roof structures 

c.	 the flanking walls, screens or overhanging upper tiers of stands 

d.	 barriers serving gangways 

e.	 segregation barriers or fences 

f.	 structures such as floodlights, scoreboards or temporary camera platforms or 
advertising hoardings 

g.	 the passage of other spectators or ground personnel in front of seats or in lateral 
gangways 

h.	 the positioning of media personnel (such as photographers and camera operators), 
stewards and any other personnel. 

Note that the provision of pitch perimeter fences in front of seated areas is not 
recommended (see Section 10.15), unless specifically required for the protection of 
spectators from the activity taking place (as, for example, in hockey). 

Management is responsible for assessing the effects of restricted viewing from every 
seat to which spectators have access, and for taking the appropriate action where 
necessary (see Section 11.5). 

In carrying out this assessment, it is recommended that the following criteria are applied: 

a. Partial restriction 

This applies to seats from which the view may be restricted, for example by a roof 
support, but not to the extent that spectators have to strain or are encouraged to stand 
in order to gain an improved view. 

b. Serious restriction 

This applies to seats from which the view is sufficiently restricted, for example by 
inadequate sightlines or advertising hoardings, to encourage spectators to stand. 

In assessing the level of restriction, a pragmatic and clear distinction should be made 
between spectators who are positively encouraged or even forced to stand up because 
of restrictions, and spectators who stand up briefly at key moments during an event. 
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11.5 MaNaGeMeNT STraTeGIeS ToWardS reSTrICTed VIeWING 

New constructions 

No newly constructed stands should have any seats offering views with serious 
restrictions. every effort should also be made to ensure that partially restricted views are 
eliminated. 

furthermore, it is the responsibility of both the management and designers to ensure 
that the viewing standards provided are adequate and appropriate for the sport (or 
sports) to be staged. for this reason, management may wish to request that designers 
provide written assurance to that effect. 

existing constructions 

Where views are partially restricted and the restrictions cannot be removed, 
consideration should be given to marking tickets for the affected seats with the words 
`restricted View’. Management should ensure that people are advised of this before they 
purchase such tickets. Where there is a safety certificate in force, this course of action 
may be required by the district council on safety grounds. 

Where views are seriously restricted and the restrictions cannot be removed, the 
affected seats should not be made available to spectators and should be excluded from 
the holding capacity (see Chapter one). 

If, despite carrying out the measures recommended above, it is observed that spectators 
in certain seats continue to stand for extended periods during an event, there should be 
a reduction in the (S) factor, thus leading to a possible reduction of the safe capacity of 
the stand/venue (see Section 11.17). 

11.6 proVISIoN of CoVer 
although at grounds staging certain sports it is recommended that all seated 
accommodation be covered (see Bibliography), it is recognised that full protection 
from the elements is hard to achieve in all situations and in all weather conditions; for 
example, because of the height of the roof or the direction of prevailing winds. 

Where the protection provided is only partial, or there is no cover at all, the following 
strategies should be considered: 

a. Partial cover 

experience shows that where partial cover only is provided and spectators are able to 
migrate from an uncovered section to a covered section, congestion can occur. In such 
situations management might consider the following options: 

i.	 To extend the roof. If such an extension adds to the number of roof supports, 
however, these could adversely effect the viewing standards of a larger number of 
spectators. 

ii.	 To provide a new roof covering the whole area. 
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iii.	 To install appropriate barriers, to prevent or control migration, and/or 

iv.	 To adopt appropriate stewarding strategies to control the migration. 

If none of the above options are implemented, or if either options iii or iv are 
implemented but the problems of migration and overcrowding continue, consideration 
should be given to limiting the safe capacity of the affected section to those seats under 
cover. 

b. No cover 

at sports grounds where uncovered seats are provided, management should ensure that 
spectators seeking shelter do not overcrowd other areas of the ground (such as covered 
stands and concourses). 

c. Ticketing 

as a general principle, tickets for seats which are not covered should be marked with 
the words `uncovered Seat’. Management should ensure that people are advised of this 
before they purchase such tickets. If a safety certificate is in force, this course of action 
may be required by the district council, on safety grounds. 

11.7 GaNGWayS IN SeaTed areaS: GeNeral requIreMeNTS 
as stated in Section 11.1 , the provision of seats alone is not, in itself, a guarantee of 
safe conditions for spectators. It is also necessary that seated areas are designed and 
managed to be safe. 

although it is recognised that, compared to standing spectators, people in seated areas 
are generally less hurried and more orderly in terms of their circulation – largely because 
of the lay-out of seating rows – careful consideration must still be given to the design 
and provision of ingress and egress routes, including both radial and lateral gangways. 

In general, the design of gangways in seated areas should meet the following 
requirements. 

a.	 They should be provided so that no spectator in any part of a seated area should have to 
travel more than 30m from their seat in order to enter an exit system, measured 
along the line of the seating row and gangway. (for example, in stands with vomitories 
this distance would be measured from the seat to the entrance of the vomitory.) It 
should also be noted that the normal maximum egress time for all areas of viewing 
accommodation, standing or seated, is eight minutes (see Section 9.7). 

b.	 as for all areas of spectator accommodation, gangways in seated areas should be 
a minimum of 1.1m wide (1.2m recommended for new construction); should be 
even and free from trip hazards; and their surfaces should be slip-resistant. 

c.	 any stepped side gangway (that is, with viewing accommodation on one side only) 
should be provided either with a barrier which meets the requirements of Table 1 
in Chapter Ten or, if a barrier is not necessary (see Section 7.7), a handrail which 
meets the requirements detailed in Section 7.8. 
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further guidance on circulation can be found in Chapters five to Nine, and in the 
following sections. 

11.8 laTeral GaNGWayS IN SeaTed areaS 
The design and management of lateral gangways in seated areas requires particular 
attention. 

a. front lateral gangways 

Spectators seated in the front rows of stands which have front lateral gangways at the 
same level as the first row of seats may have their view restricted by the passage of 
people along the gangway. 

Where such a situation exists, the management should make every effort to ensure that 
spectators are encouraged not to stand. If the restriction of views cannot be managed 
effectively, a reduction in the (S) factor may have to be considered, or access to the 
affected seats prohibited (see Section 11.17). 

b. Mid-level lateral gangways 

Where spectators in seats immediately behind mid-level lateral gangways have their 
view restricted by the passage of people along the gangway, the same considerations as 
above should be applied. 

In addition, designers should recognise that when incorporating mid-level lateral 
gangways the geometry of the design should ensure that sightlines for spectators in the 
rows behind such gangways are not adversely affected. 

11.9 radIal GaNGWayS IN SeaTed areaS 
as stated in Section 7.2, for the purpose of design and assessment, the criteria applying 
to radial gangways are, in part, different to those pertaining to stairways. The main 
difference is that the dimensions of the goings and risers of radial gangways will be 
determined by the gradient of the seating rows (although they should not exceed that 
achieved by the step dimensions for stairways; that is, 34°). 

Taking this into account, the following requirements should apply. 

a.	 The goings of steps in radial gangways should not be less than 280mm, and 
should be uniform. 

b.	 The risers of steps in radial gangways should not be more than 190mm, and 
should also be uniform. 

however, in order to provide adequate sightlines in larger tiers of stands, it is often 
necessary for seating rows, or series of seating rows (sometimes called facets), to be 
constructed with riser heights which increase incrementally from the front to the rear of 
the tier. accordingly in such situations, the riser heights of steps in radial gangways will 
also increase incrementally. 
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This is acceptable practice, with one proviso. If the resultant radial gangway steps do not 
comply with the specified minimum or maximum dimensions, compensatory measures 
should be considered in order to ensure safe passage. examples of compensatory 
measures may include hand-holds or intermittent central handrails. 

These hand-holds or handrails should be robust, securely fixed, and their fixings 
designed to be fit for the purpose. 

a.	 In order to minimise the discomfort of spectators, it may be preferable to shorten 
the length of excessively long radial gangways on steeply angled upper tiers, by 
diverting the flow along lateral gangways. 

b.	 The nosings of steps in radial gangways should be clearly identified for the benefit 
of spectators. 

c.	 radial gangways in seated areas should not contain winders (that is, tapered 
treads). 

d.	 any barrier (including walls, fences or gates) at the foot of radial gangways in 
seated areas should be 1.1m high and have the design load shown in Table 1 of 
Chapter Ten (that is, 3.0kN/m length). 

11.10 The IMporTaNCe of SeaT dIMeNSIoNS 
as stated in Section 11.3, the provision of adequate and appropriate sightlines requires 
a complex calculation which, as illustrated in diagrams 11 and 12, involves a number of 
different factors relating to seat dimensions. 

In addition, the safety, comfort and amenity of spectators will be determined by the 
amount of space provided for each individual seat. 

New constructions 

It is the responsibility of management to ensure that sightlines and seat dimensions 
are provided to the highest standard that can be reasonably achieved, and that these 
factors are incorporated into the design by competent persons of the appropriate skill 
and experience. 

existing constructions 

although it may be difficult to improve upon the sightlines or seat dimensions in existing 
constructions, wherever practicable management should consider upgrading areas 
where the provision is clearly inadequate. If reconstruction of the particular areas is 
impracticable, consideration might be given to the installation of more appropriate seat 
types, or to the adjustment or adaptation of the existing seats. In all cases, management 
should seek guidance from competent persons. 

for an explanation of the terms used in the following sections, see diagram 12. 
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dIaGraM 13. SeaT aNd SeaTING roW dIMeNSIoNS
 

Key to diagram 

A = seat down dimension 

B = clearway 

C = tipped dimension 

D = useful seat depth 

e = seat back overhang 

f = seating row depth 

A B D 

F 

E 

C 

seating row depth 

clearway 

riser height 

seat width (measured between seat centres) 
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11.11 SeaT WIdThS aNd SeaTING roW depThS 

New constructions 

The minimum space allotted to each seated person should be as follows. 

Seat width: 460mm (40mm greater if fitted with armrests) 

Seating row depth: 700mm 

for comfort and accessibility, however, it is recommended that these measurements 
should be increased to at least 500mm and at least 760mm respectively. 

This recommendation applies particularly in the following circumstances: 

a.	 where spectators require, and /or the management hopes to facilitate, easy 
movement to and from seats during an event (for example, to purchase 
refreshments) 

b.	 where the sport being staged is of a lengthy and continuous nature 

c.	 where it is the custom of spectators to place refreshments, bags or hampers on 
the seating row tread 

d.	 at sports grounds where it is intended to stage events such as concerts, for which 
a greater level of accessibility and comfort may be desirable. 

It should also be recognised that designing new construction to the minimum 
recommended dimensions may preclude the upgrading of facilities in the future; for 
example, the provision of more advanced seat types. 

existing constructions 

The minimum space allotted to each seated person should be as follows. 

•	 Seat width: 460mm (40mm greater if fitted with armrests) 

•	 Seating row depth: 610mm 

11.12 ClearWayS 
as illustrated in diagram 12, the clearway (B) is the distance between the foremost 
projection of one seat and the back of the seat in front of it. The size of the clearway 
determines how safely and freely spectators and other personnel (such as stewards or 
first-aiders) can move along rows of seats. 

New constructions 

The minimum clearway should be 400mm. This may be reduced to 305mm where there 
are not more than seven seats in a row served by a gangway on one side, or not more 
than 14 seats in a row served by gangways on both sides. 
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existing constructions 

The minimum clearway should be 305mm.
 

The following points should also be considered.
 

a.	 Where tip-up seats are fitted, the clearway is measured with the seat in its tipped-
up position. 

b.	 Where fitted, armrests must not project into the clearway to such an extent that 
they reduce the clearway to below the specified minimum. 

11.13 uSeful SeaT depThS 
another dimension which needs careful consideration is the useful seat depth (d in 
diagram 12). This is an important factor in the comfort and accessibility of seats. The 
useful seat depth is the horizontal distance between the back of the seat, measured at 
seat height, and the rear of the seat in front. 

The selection of a seat with a narrow tipped dimension (C in diagram 12) will result in an 
improved useful seat depth. 

11.14 NuMBer of SeaTS IN roWS 
It is recommended that the number of seats in a row should not exceed: 

a.	 14 where there is a gangway at one end only 

b.	 28 where there is a gangway at both ends. 

deviations from this guidance should be permitted only if a risk assessment 
demonstrates the acceptability of the proposals, taking into account the requirements 
of both the normal egress time and the maximum recommended travel distance (see 
Sections 9.7 and 11.7). 

11. 15 SeaT deSIGN 
When selecting and installing seats, the following requirements should be met. 

a.  fixing 

all seats should be securely fixed in position. The fixings should not present any trip 
hazards on the treads. They should be vandal-proof and contain no sharp projections or 
edges that could be hazardous or harmful to users. particular attention should be paid to 
tipping mechanisms and the potential for children to trap their fingers or hands. 

b. flame retardancy 

all seats, irrespective of the material used, and whether upholstered or not, should 
satisfy the ignition source requirements specified in the current relevant British 
Standards and a certification of compliance should be supplied by the manufacturer. 

paGe |  126 



 

 

 

 

 

 

The NorTherN IrelaNd GuIde To |  SafeTy aT SporTS GrouNdS 

When selecting and specifying seating, particularly for existing situations, it is important 
to consider the padding and ergonomics of the seat design to ensure that it does not 
compromise and reduce the useful seat depth. See also 11.13. 

11. 16 aSSeSSMeNT of (p) faCTorS for SeaTed areaS 
as stated throughout this Guide (and in particular in Sections 1.4 and 11.1) the safe 
capacity of all areas of seated accommodation will be partly based on an assessment of 
their physical condition, or the (p) factor. It should be noted, however, that the (p) factor 
can be applied only after the number of usable seats has been established: that is, 
the actual number of seats, less those affected by seriously restricted views and those 
found to be inadequate or damaged (see Section 1.6). 

The (p) factor is then used to calculate the holding capacity of the area, which in turn 
forms part of the calculation of the safe capacity of the area. 

The following are some of the main requirements that will need to be met if the (p) factor 
is not to be reduced. It is stressed that this list is neither comprehensive nor applicable 
in all situations. Nor is it presented in order of importance. 

a. Physical condition 

This concerns the condition of all gangways, seating row treads, barriers and handrails, 
but does not apply to the condition of the seats, (since those which are damaged or 
inadequate should already have been excluded from the calculation). 

(damaged seats should be repaired, replaced or removed; whichever is appropriate to 
maintain safe conditions in the seated area.) 

b. Structures 

Management should ensure that any structures or parts of structures with which 
seated spectators could come in contact are made safe and secure. Where necessary, 
protective measures should be taken to avoid potential injury; for example, from low 
roof beams at the back of seated areas or from sharp edges of seat fixings. Where the 
unobstructed height is less than 2m, all structures should be adequately protected and 
the hazard highlighted. 

c. Sightlines 

If the sightlines are inadequate, thus encouraging spectators to stand, an assessment 
should be made of the risks to safety and, if necessary, the (p) factor reduced 
accordingly. 

Wherever doubts arise as to the physical condition of a seated area, consideration 
should be given to a reduction in the (p) factor. 
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11. 17 aSSeSSMeNT of (S) faCTorS for SeaTed areaS 
In addition to (p) factors, the calculation of a holding capacity for all areas of seated 
accommodation will be partly based on an assessment of their safety management, or 
the (S) factor. 

The (S) factor is used to calculate the holding capacity of the area, which in turn forms 
part of the calculation of the safe capacity of the area. 

The following are some of the main requirements that will need to be met if the (S) factor 
is not to be reduced. It is stressed, however, that this list is neither comprehensive nor 
applicable in all situations. Nor is it presented in order of importance. (further general 
guidance on (S) factors is also provided in Section 1.5) 

a. Ticketing 

Management should ensure that tickets are issued only for usable seats, and that 
the information on the tickets corresponds exactly with the correct number and row. 
as stated in Section 11.6, management should also ensure that tickets for seats with 
partially restricted views and either partial or no cover is marked accordingly and the 
purchaser warned in advance. reference should also be made to the recommendations 
in Section 6.10 concerning the sale of unreserved tickets. 

b. Seat and row identification 

each individual seat and seat row should be clearly, neatly and accurately identified for 
the benefit of spectators and stewards. The seat identification marks should be fixed so 
as to make their removal difficult. 

To avoid congestion and confusion, where tip-up seats are installed, for ease of reading, 
seat identification marks should, ideally, be located on the front of the back rest, rather 
than on the underside of the seat. 

c. Good housekeeping 

Clean and tidy seated areas are not only safer, but they also assist in promoting good 
behaviour and a more favourable attitude among spectators towards the facilities 
provided. 

each seat should therefore be cleaned before spectators are admitted. This is 
particularly important in exposed situations where seats may collect moisture or dust. 
Where seats are exposed to rain, ground staff should be provided with suitable means 
for wiping each seat immediately before it is occupied, so that spectators are not 
encouraged to stand in order to avoid coming into contact with a wet surface. 

d. Stewarding 

Stewards should be familiar with the lay-out of all areas of seated accommodation, 
the location of specific rows and seats, and the location of exits, emergency exits and 
amenities. 

If reserved seats are sold, stewards should be trained and briefed to ensure that 
spectators sit in their designated seats. If unreserved seats are sold, they should be able 
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e. 

f. 

g. 

h. 

to encourage spectators to sit in concentrated groups, so as to make it easier to direct 
latecomers to unoccupied seats. 

While allowing for the natural tendency of spectators to stand up at key moments during 
an event, stewards should also be trained and briefed to deal effectively with spectators 
who persistently stand up. 

Keeping gangways clear 

It is essential that gangways, both lateral and radial, are kept clear, especially in areas 
where the passage of spectators and other personnel obstructs the views of seated 
spectators, including spectators using wheelchairs. In addition to the efforts of stewards, 
spectators should be informed of this requirement by signs and other means; for 
example, by announcements in the event programme and via the public address system. 

Migration: viewing distances 

as stated in Section 11.2, one of the factors determining viewing standards is the 
viewing distance. This is the distance between the spectator and the playing area or area 
of activity. 

Viewing distances are not, in themselves, a safety matter. however, the distance 
may influence spectators’ behaviour at key moments during an event. for example, 
management may need to ensure that spectators in areas closest to the pitch or area 
of activity are not encouraged to leave their seats and surge forward, particularly in 
response to the actions of players or participants in the event. 

This should be achieved by the use of high-profile stewarding, clear signs and public 
address announcements. as recommended in Sections 10. 15 and 11.4, pitch perimeter 
fences should not be erected in front of areas of seated accommodation. 

If observation indicates that forward migration is a persistent problem, a reduction in the 
(S) factor may be necessary. alternatively, the use of front row seats can be prohibited. 

for certain sports, for example in field hockey, there may also be a need to protect 
spectators near the front from the activity taking place. 

Where the viewing distances are long, management should ensure that spectators in the 
rearmost rows are also not encouraged to migrate forwards at key moments of an event 
to obtain a closer view. 

Migration: partial cover 

Management should ensure that the migration of spectators as a result of partial cover 
does not lead to congestion or to a breakdown of safety management procedures. 

Removal or control of potential restrictions 

Before and during an event, management should ensure that any restrictions to viewing 
are removed or controlled. Such restrictions are listed in Section 11.4. 

In addition, provision should be made for the accommodation of any stewards or 
members of staff who may not be on duty during an event. Such personnel should not 
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be allowed to stand in vomitories or in areas where they might restrict views or obstruct 
gangways or exits. 

i. Segregation methods 

If it is necessary to segregate tiers of seats into sections for different groups of 
spectators, care should be taken to ensure that the dividing methods used do not 
restrict views. 

In all cases it is recommended that the methods used should be flexible, so that differing 
numbers of spectators can be segregated according to the needs of the event. Such 
methods may include the use of stewards and/or a line of tape or suitable fire-resistant 
material draped over a width of several seats from the front to the back of the tier of 
seating. 

Care should be taken to ensure that the positioning of any temporary means of 
segregation does not result in more than 14 seats in a row with a gangway at one end 
only (see Section 11.14). 

for further guidance on the segregation of seated spectators, see Sections 2.22 and 8.6. 
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ChapTer TWelVe 
This section contains guidance on: 

• The provision of standing accommodation 

• The importance of good design 

• Viewing conditions for standing spectators 

• Gangways in standing areas: general requirements 

• lateral gangways in standing areas 

• radial gangways in standing areas 

• Crush barriers 

• design of terrace steps 

• dimensions of terrace steps 

• Viewing standards 

• Sightlines 

• restricted viewing 

• Management strategies towards restricted viewing 

• provision of cover 

• division of standing accommodation 

• allowing free movement of spectators between divisions 

• Segregation of standing accommodation 

• pitch perimeter barriers and fences 

• Viewing slopes 

• level standing accommodation 

• Combined standing and circulation areas 

• Spectator galleries 

• assessment of (p) factors for standing areas 

• assessment of (S) factors for standing areas 

• Conversion of terraces to steps 

12.1 The proVISIoN of STaNdING aCCoMModaTIoN 
Standing accommodation is recognised as presenting a special safety problem at 
sports grounds. Wherever possible, the provision of safe seated accommodation for all 
spectators is recommended. 

When planning a new standing area, management and designers should therefore 
consider the possibility of converting it to seats at a later date (see Section 12.25). 
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Wherever standing accommodation is provided, be it in the form of terraces, viewing 
slopes, level areas or spectator galleries, it should be designed and managed to be safe. 
The comfort and amenities of spectators – and their access to amenities – should also 
be considered in as much detail as it would be for seated areas. 

account should also be taken of the nature of the event and the varying patterns of 
crowd movement at different types of event; for example, at horse racing compared to 
football. 

It is therefore recommended that in all matters relating to the design of standing 
accommodation, management seeks professional advice from competent persons of the 
appropriate skill and experience (see Bibliography). 

Newly constructed standing accommodation should conform to any applicable building 
regulations, and should be designed in accordance with recommendations contained 
elsewhere in this Guide, particularly those in Chapter Ten, concerning the provision of 
barriers (including crush barriers and pitch perimeter barriers). 

12.2 The IMporTaNCe of Good deSIGN 
owing to the complex patterns of crowd circulation and movement to which standing 
areas are subject (at many grounds, continuously throughout the occupancy of the area) 
their design cannot be considered simply in terms of their individual elements. Instead, 
they should be regarded as a finely balanced network of interrelated elements, including 
entry systems, gangways, terrace steps, crush barriers, exit systems and emergency 
evacuation routes. 

design faults or deterioration in any one of those elements shifts additional pressures 
onto the others, which, as experience shows, has often led to accidents, occasionally 
with fatal consequences. 

To provide reasonable safety, standing areas and the circulation routes which serve them 
should therefore be designed taking the following conditions into consideration. 

a.	 Spectators should be able to gain access to their desired standing position from 
the point of entry to the ground via a properly designed and constructed route. 

b.	 Spectators should be able to leave their viewing position by a clearly defined and 
properly designed and constructed route at any time during the event, to gain 
access to toilet and other facilities. They should also, within reason, be able to 
return to their viewing position at any time during the event. 

c.	 Spectators should be able to leave the viewing area and exit from the sports 
ground at any time during, or at the end of, the event, via a properly constructed 
and defined exit route. 
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12.3 VIeWING CoNdITIoNS for STaNdING SpeCTaTorS 
once spectators are in position, the design and management of the standing area 
should ensure that they are able to view all elements of the event in such a way that they 
are not subjected to: 

a.	 excessive pressures from crowd surges 

b.	 excessive pressure from a high density of spectators 

c.	 forces that cause spectators to lose control of their own movement, so that they 
move in an uncontrolled manner 

d.	 physical stresses caused by poorly constructed terracing, such as sloping treads, 
uneven surfaces or broken or damaged terracing 

e.	 restricted viewing, necessitating frequent changes of position or excessive 
movement, which might affect other spectators. 

The assessment of (p) and (S) factors in all existing standing areas should start by 
considering whether, by design and management, the conditions listed above and in 
Section 12.2 are being met. 

further guidance on the assessment of (p) and (S) factors for standing areas is provided 
in Chapter one and Sections 12.23 and 12.24. 

12.4 GaNGWayS IN STaNdING areaS: GeNeral requIreMeNTS 
as in seated areas, radial and lateral gangways should provide the means for spectators 
to proceed in a uniform, orderly manner into, around and out of standing areas. however, 
because spectators often have more freedom of movement in standing areas, the 
provision of suitably designed and clearly marked, designated gangways is a vital part of 
achieving safe standing conditions. 

In general, the design of gangways in standing areas should meet the following 
requirements 

a.	 They should be provided so that all spectators are within 12m of a gangway or 
exit as measured along a line of unobstructed travel from the viewing position, so 
that they can move quickly into the exit system. It should be noted that the normal 
maximum egress time for all areas of viewing accommodation, standing or seated, 
is eight minutes (see Section 9.7). 

b.	 all gangways in standing areas, lateral and radial, should be clearly delineated 
by the application of a non-slip paint in a contrasting colour. This not only makes 
them easier for spectators to identify in congested situations, but also aids those 
who are responsible for keeping the gangways clear. 

c.	 as for all areas of spectator accommodation, gangways in standing areas should 
be a minimum of 1.1 m wide (1.2m recommended for new construction); should be 
even and free from trip hazards; and their surfaces should be slip-resistant. 
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d.	 any stepped side gangway (that is, with viewing accommodation on one side only) 
should be provided either with a barrier and infill grading where appropriate which 
meets the requirements of Table 1 in Chapter Ten, or, if a barrier is not required, a 
handrail which meets the requirements detailed in Section 7.8. 

further guidance on circulation can be found in Chapters five to Nine, and in the 
following sections. 

12.5 laTeral GaNGWayS IN STaNdING areaS 
Spectators should not be allowed to stand in lateral gangways because this disrupts the 
passage of spectators along them and may restrict the views of those standing on the 
steps behind, causing them to stretch or strain in order to see the event. 

In order to assist management in achieving this, the following design requirements 
should be considered. 

a.	 To discourage standing in lateral gangways, the surfaces should be sunk a 
minimum of 150mm and not more than 190mm. 

b.	 Wherever possible, the front steps of standing areas behind mid-level lateral 
gangways should start at a level higher than the section in front, to ensure that 
views from the rear areas are not restricted. 

c.	 Crush barriers should be provided behind the lateral gangway, but not immediately 
in front. 

d.	 as stated in Section 10.15, in order to assist circulation, wherever practicable a 
lateral gangway should be provided between the front row of crush barriers and 
the pitch perimeter barrier. 

12.6 radIal GaNGWayS IN STaNdING areaS 
The design and management of radial gangways is of particular importance in standing 
areas, owing to the tendency of spectators to stand in them for viewing, and because 
of the potential for crowd surges down the gangway. for this reason it is stressed that 
management should ensure that radial gangways are always kept clear. 

This responsibility should be much easier to discharge where continuous crush barriers 
are provided between radial gangways (see Sections 10.8 and 12.7). 

Wherever reasonably practicable, the following requirements should apply to all radial 
gangways in standing areas. 

a.	 Whatever the crush barrier configuration, all areas of standing accommodation 
should have clearly marked, designated radial gangways. 

b.	 as stated in Section 12.4, all spectators should be within 12m of a gangway or 
exit. The spacing of radial gangways should also take into account the future 
possibility of the standing area being converted to seating (see Section 12.26). 
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c.	 Where the gangway is stepped, the goings should be uniform and the step 
dimensions compatible with those for the terrace which they serve (see Section 
12.9). 

d.	 To minimise the risk of crowd surges, it may be preferable to shorten excessively 
long radial gangways by diverting the flow along lateral gangways. 

e.	 The nosings of steps in radial gangways should be clearly identified for the benefit 
of spectators. 

f.	 radial gangways should not contain winders (that is, tapered treads). 

g.	 any wall, barrier, fence or gate at the foot of radial gangways in standing areas 
should be the same height as crush barriers (1.1m) and have the maximum 
horizontal imposed load for crush barriers (that is, 5.0kN/m length, as shown in 
Table 1 of Chapter Ten.) 

12.7 CruSh BarrIerS 
Crush barriers are vital elements in the design and management of standing areas. 

as stated in Section 10.8, crush barriers should be provided along the full width of a 
standing area, with gaps only at the radial gangways. These barriers should be designed 
and spaced according to the recommendations given in Chapter Ten. an example of 
continuous crush barrier configuration is illustrated in diagram 8. 

If the provision of crush barriers conforms to this recommendation, many of the other 
elements required for the design and management of standing areas should be simpler 
to provide as part of an integrated and smoothly functioning network. 

In addition, there is a much greater likelihood that the capacity calculation can be 
based upon the maximum appropriate density of 47 persons per 10 square metres (see 
Chapter one). 

a. New constructions 

at all sports grounds where standing accommodation is provided, a continuous crush 
barrier configuration should be provided. 

b. existing constructions 

If all other elements of the standing accommodation are in good condition and the 
safety management is effective, non-continuous crush barrier configurations may still 
be regarded as acceptable. however, as stated in Section 1.8, the capacity will still have 
to be significantly reduced. This reduction is explained further in worked examples 2 
and 3 in annex a. Wherever possible, therefore, the existing standing areas should be 
redesigned to incorporate continuous crush barriers between radial gangways. 

c. Standing areas without crush barriers 

Standing areas without crush barriers cannot be considered as safe unless the capacity 
is set at such a level that the risks are minimised. for guidance on how to calculate the 
capacity in such situations, see Section 1.8 and worked examples 5 and 6 in annex a. 
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Section 12.21 and worked example 7 in annex a also shows how to calculate capacities 
in situations such as are common at racecourses, where adjoining standing areas both 
with and without crush barriers may form part of a larger enclosure. 

12.8 deSIGN of TerraCe STepS 
When designing new terraces, or assessing the (p) factor of existing standing areas, the 
following should be noted. 

a.	 The dimensions of terrace steps, and therefore the angle of slope, have a direct 
correlation with the spacing of crush barriers, as detailed in Table 2 of Chapter Ten. 

b.	 angles of slope, or gradients, in excess of 25° are potentially hazardous and 
should be avoided. Where they exist, consideration should be given to a reduction 
in the (p) factor or the provision of additional crush barriers. 

c.	 excessive variations in the gradient of a terrace are potentially hazardous and 
should be avoided. 

d.	 The surface of terrace steps should be slip-resistant. 

e.	 The surface of each tread should be uniform, and designed so that rain or water 
does not accumulate, thereby leading to deterioration. This can be achieved by 
creating a slight fall on each tread. 

f.	 an excessive fall on terrace treads will reduce the comfort of spectators and 
possibly lead them to step forward in an uncontrolled manner. 

further guidance on the assessment of (p) factors for standing areas is provided in 
Chapter one and Section 12.23. 

12.9 dIMeNSIoNS of TerraCe STepS 

New constructions 

The dimensions of terrace steps for a newly constructed standing area should be as 
follows. 

Tread depth: 350mm minimum 400mm maximum 

designing to these dimensions will also enable the terrace, if required, to be 
converted to seating more easily at a later date (see Section 12.25). 

riser height: 100mm minimum 170mm maximum 

It should be noted that when designing new standing areas the exact dimensions 
of riser heights are not pre-determined. rather, they depend on the calculation for 
sightlines. 
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existing constructions 

The dimensions of terrace steps for existing terraces should be as follows. 

Tread depth: 280mm minimum 400mm maximum 

riser height: 75mm minimum180mm maximum 

If any riser height is greater than 180mm, a crush barrier should be provided at the top 
of the riser. 

12.10 VIeWING STaNdardS 
as stated in Section 12.3, the provision of adequate viewing standards is a key factor 
in achieving safe standing conditions. Viewing standards are explained more fully in 
Sections 11.2 and 11.3, and in relation to standing accommodation are illustrated in 
diagram 13. as for seated spectators, viewing standards for standing spectators depend 
largely on three inter-related factors: 

a. the quality of sightlines (see Section 12.11 and diagrams 11 and 13) 

b. the existence of any restrictions (see Section 12.12) 

c. the viewing distance (see Section 12.24). 

12.11 SIGhTlINeS 
The provision of adequate and appropriate sightlines for standing spectators is an 
important part of achieving safe standing conditions. 

The better the sightline, the more likely it is that standing spectators will not have 
to stretch or strain in order to view the event. If the sightlines are poor, resulting in 
excessive crowd movement and pressure, the (p) factor for the standing area should be 
reduced. This in turn will lead to a reduction of the appropriate density and may result in 
a reduction of the holding capacity (see Chapter one and Section 12.23). 

as stated in Section 11.3, the quality of a sightline is often expressed as a ‘C’ value. 
‘C’ values for seated spectators are calculated for every row. however, for standing 
spectators they may be calculated for every second tread. This is because standing 
spectators have more freedom to re-adjust their position, and the variation of eye level is 
greater across the range for standing spectators than for seated spectators. 

When calculating sightlines it should be noted that the maximum recommended angle of 
slope for standing accommodation is 25°, compared with 34° for seating. 

New constructions 

If adequate and appropriate sightlines are provided for newly constructed standing 
accommodation, should that area be converted to seating (see Section 12.25), the 
sightlines for seated spectators are likely to be acceptable. 
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12.12 reSTrICTed VIeWING 
as stated in Section 12.3, all standing spectators should have a clear, unrestricted 
view of the whole of the pitch or area of activity. although there are exceptions to this 
requirement (for example at events such as horse or motor racing), the causes of 
potential restrictions are likely to be the same as those listed in Section 11.4. 

Management is responsible for assessing the effects of restricted viewing from every 
part of the standing area to which spectators have access, and for taking appropriate 
action (see Section 12.13).Where appropriate, this assessment should take into account 
the additional restrictions caused by pitch perimeter fences (although, as stated in 
Section 10.16, the provision of such fences is not recommended). 

In carrying out the assessment, the following criteria should be applied. 

a. Partial restriction 

This applies to areas from which partial restrictions force standing spectators to stretch 
or strain in order to gain an improved view, but without significantly changing their 
position or affecting other spectators. 

b. Serious restriction 

This applies to areas from which standing spectators have seriously restricted, or even 
completely obstructed, views of part of the playing area or area of activity, necessitating 
significant changes of position or excessive movement, thereby risking the possibility of 
crowd surging. 

12.13 MaNaGeMeNT STraTeGIeS ToWardS reSTrICTed VIeWING 
New constructions 

Newly constructed standing accommodation should be designed so that it has no areas 
offering views with serious restrictions. every effort should also be made to ensure that 
partially restricted views are eliminated. 

as is the case for seated areas, it is, furthermore, the responsibility of both the 
management and designers to ensure that the viewing standards provided are adequate 
and appropriate for the sport (or sports) to be staged. Management may therefore wish 
to request that designers provide written assurance to that effect. 

existing constructions 

Where views are partially restricted and the restrictions cannot be removed, an 
assessment of the potential risk of crowd movement should be made, and if considered 
necessary, the affected area should be discounted from the available viewing area (see 
Chapter one). 

Where views are seriously restricted and the restrictions cannot be removed, the affected 
areas should be discounted from the available viewing area and consideration given to 
them being prohibited for the purposes of viewing. These areas may either be sealed off, or 
their boundaries marked clearly on the actual terrace surface and stewarded accordingly. 

paGe |  139 

12 



 

 

 

 

 

  

 

 

 

  

The NorTherN IrelaNd GuIde To |  SafeTy aT SporTS GrouNdS 

If, despite carrying out the measures recommended above, it is observed that areas 
with seriously restricted views continue to be occupied by standing spectators, and this 
results in excessive crowd movement, there should be a reduction in the (S) factor, thus 
leading to the possibility of a further reduction of the holding capacity of the standing 
area (see Chapter one and Section 12.24). 

12.14 proVISIoN of CoVer 
although it is recommended that at certain sports grounds all standing accommodation 
should be covered, as stated in Section 11.6, it is recognised that full protection from 
the elements is hard to achieve in all situations and weather conditions. 

Where the protection provided is only partial, or there is no cover at all, the following 
strategies should be considered. 

a. Partial cover 

experience shows that where partial cover is provided, in poor weather conditions 
standing spectators will, whenever possible, migrate to covered areas. In certain 
circumstances this can result in unacceptable local concentrations of spectators, 
particularly where the covered area is smaller than the uncovered area. additional safety 
concerns arise when conditions under the roof are inferior to those on the rest of the 
standing area. 

In such situations management might consider the following options. 

i.	 to extend the existing roof or provide a new roof covering the whole area 

ii.	 to install appropriate barriers, to prevent or control migration 

iii.	 to adopt appropriate stewarding strategies to manage or control the migration, 
preferably with the assistance of CCTV monitoring particularly at designated 
venues. 

If none of the above options are acted upon, or if either options ii or iii are implemented 
but the problems of migration and overcrowding continue, further consideration should 
be given to the following options. 

iv.	 to limit the safe capacity of the whole section by restricting the available viewing 
area to the area under cover 

v.	 to limit the holding capacity of the whole section by a reduction of the (S) factor. 

Management and, if a safety certificate is in force, the district Council, will need to judge 
carefully all the circumstances before deciding which of the above options to pursue. 

b. No cover 

at sports grounds where uncovered standing areas are provided, management should 
ensure that spectators seeking shelter do not overcrowd other areas of the ground (such 
as covered stands and concourses). 
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c. Admission 

as a general principle, people should be advised before seeking admission to standing 
areas which are not covered. If a safety certificate is in force, this course of action may 
also be required by the district council. 

12.15 dIVISIoN of STaNdING aCCoMModaTIoN 
large areas of standing accommodation, or physically adjoining areas of standing 
accommodation, are subject to migration, which in turn can lead to dangerous overcrowding. 

In such cases it will be necessary to introduce structures and/or management controls 
to separate the areas into divisions. 

If such areas are not divided, or if the divisions are not adequately arranged or managed 
as recommended below, a reduction of the capacity or capacities should be enforced by 
reductions of the (p) and/or (S) factors (see also Sections 12.23 and 12.24). 

This reduction should also apply when assessing the effect of migration in standing 
areas with only partial cover (see Section 12.14). 

for situations where a free movement of spectators between divisions is desirable, see 
Section 12.16. 

It is strongly recommended that any division of standing accommodation complies with 
the following requirements. 

a.	 each division must have its capacity assessed separately. 

b.	 entry to each division must be controlled either by its own designated turnstiles, or 
by other entry arrangements which allow management to keep an accurate count 
of the number of spectators admitted. 

c.	 as with any other separate area of spectator accommodation, in order to alert 
staff and stewards at the entry points when a division is nearing capacity, and then 
when it is full - and for the purposes of overall safety management - it should be 
possible to monitor the numbers of spectators in each division from the control 
point, by counting systems, and by stewarding and/or where appropriate CCTV. 

d.	 once the capacity of the division has been reached, further entry should be denied 
and spectators re-directed to other available areas. 

e.	 When dividing areas of standing accommodation, the siting of dividing barriers, 
walls or fences should be such that each division functions safely as a separate 
unit, in terms of its crush barrier configuration, gangways, and its means of 
ingress, egress and emergency evacuation (including pitch perimeter gates or 
openings). 

f.	 each division should also be self-contained in terms of its toilet and refreshment 
facilities. 
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g.	 Consideration should be given to providing additional access from one division 
to another for use in an emergency evacuation. however, such access will not 
normally be taken into account in any exit capacity calculation. 

h.	 If required to withstand crowd pressures, all barriers (including walls or fences) 
used to divide one section from another should be designed, constructed and 
maintained to withstand those pressures safely. 

i.	 In situations where dividing structures might be vulnerable to crowd pressures, the 
use of brick, blockwork or other solid structures is not recommended. Where they 
are used, they should be subject to regular appraisal by competent persons of the 
appropriate skills and experience. 

j.	 Where the separation is achieved by means of radial divisions, where appropriate, 
gangways should be provided on either side, to discourage lateral movement and 
prevent spectators pressing up against the dividing structures. These gangways 
should be suitably stewarded and kept clear at all times. 

k.	 dividing structures should be designed or sited in such a way that they do not 
restrict the views of spectators. If they do, the affected areas should be discounted 
from the available viewing area (see Chapter one). 

12.16 alloWING free MoVeMeNT of SpeCTaTorS BeTWeeN dIVISIoNS 
at certain sports grounds, for example those staging horse or greyhound racing, it 
is customary to allow spectators to move freely between various areas of spectator 
accommodation. 

however, if free movement of spectators is to be allowed between standing areas, or 
between standing areas and any other areas of spectator accommodation (including 
circulation areas), the management should ensure that appropriate measures are taken 
to control and monitor the situation at all times and in all weather conditions, to ensure 
that the capacity of each area is not exceeded. as stated in Section 12.15.c this should 
be achieved by control of entry points between each section, by effective stewarding, 
and by monitoring from the control point (by CCTV if appropriate). 

even if all these measures are implemented, where free movement of spectators 
is allowed, a careful assessment should be made of the (p) and (S) factors for each 
individual division or separate area of viewing accommodation. 

12.17 SeGreGaTIoN of STaNdING aCCoMModaTIoN 
Where areas of standing accommodation are divided in order to segregate different 
groups of spectators, the requirements for the design and management of divided areas 
listed in Section 12.15 should be met in full. 

It is emphasised that whichever form of dividing (or segregation) structure is used, the 
structure should not restrict the views of spectators. 
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flexible means of segregation, such as are recommended for seated areas (see Section 
11.17), can also be used in standing areas, provided that the stewarding arrangements, 
barrier configurations and gangway layouts are suitable. 

however, all segregation methods should be the subject of consultation between the 
ground management, the district council and the police. 

12.18 pITCh perIMeTer BarrIerS aNd feNCeS 
Guidance on pitch perimeter barriers is provided in Sections 10.14 to 10.15, and on 
pitch perimeter fences in Section 10.16. however, it is stressed that the use of pitch 
perimeter fences is not recommended in areas of standing or seating. If necessary, other 
means of preventing spectators from gaining unauthorised entry to the pitch or area of 
activity should be utilised. 

Where pitch perimeter fences do exist, the standing area should be divided from the 
fence by a lateral gangway, and spectators prevented from gathering immediately behind 
or climbing up the fence. 

It should also be noted that pitch perimeter barriers and fences must be provided with 
gates or openings which open away from the spectators and allow access to the pitch or 
area of activity, or to a perimeter track or walkway, in the event of an emergency. Where 
standing areas are divided, as detailed in Sections 12.15 and 12.17, each division 
should be served by an adequate number of gates or openings. 

for further guidance on emergency evacuation, see Chapters Nine and fifteen. 

12.19 VIeWING SlopeS 
a viewing slope is defined as a non-stepped sloping area providing standing 
accommodation for spectators. Wherever possible their use should be avoided at 
grounds staging sports where spectators maintain an essentially fixed position for the 
duration of the event (such as Gaelic games, football or rugby). 

however, where they are provided, in order to be considered suitable for standing 
spectators, viewing slopes should comply with the following requirements: 

a.	 the surface should be properly drained and such that spectators do not lose their 
footing or balance 

b.	 the angle of slope should ideally be no greater than approximately 10° (compared 
with the maximum angle recommended for terraced areas of 25°) 

c.	 if the angle of slope is greater than 10° continuous crush barriers should be 
provided between radial gangways 

d.	 the spacing of crush barriers should be the same as for those on terraced areas 
(see Table 2 in Chapter Ten). 
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12.20 leVel STaNdING aCCoMModaTIoN 
as stated in Section 1.8.g, it is recommended that whatever the loading of any front 
barrier, the available viewing area allowed when calculating the capacity of a level 
standing area should be no greater than 1.5m. This is the equivalent of approximately 
four persons deep. Beyond this depth viewing is too seriously restricted to be considered 
as part of the viewing accommodation. 

an example of the capacity calculation for a level standing area is provided in worked 
example 6 in annex a. 

Where an area at the top of a viewing slope is used as a lateral gangway/viewing area, 
there should be adequate barrier protection. 

dIaGraM 14. BarrIer proTeCTIoN aT The Top of a VIeWING Slope 

1100 

Barrier protection at Barrier protection at 
change in level change in level 

Actual gangway 
viewing area 10° 

Not greater than 
10 degrees or install 
continuous crush barriers 
between radial gangways 

It is further recommended that level areas for standing do not form part of the spectator 
accommodation for new construction. 

12.21 CoMBINed STaNdING aNd CIrCulaTIoN areaS 
It is recognised that at a number of sports grounds where free movement of spectators 
is common during the event (horse racing, for example) there are often non-stepped 
enclosures which do not exactly fit into the categories of either viewing slopes or level 
standing areas. 

Typically these enclosures, often known as lawns, may be used for both viewing and 
circulation, have no crush barriers, and are occupied by personnel such as bookmakers 
and vendors. They often also allow a free movement of spectators between other areas 
of spectator accommodation, such as seated stands or terraces for standing spectators. 
Worked example 7 in annex a illustrates such an area. 
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In such situations, it is stressed that although spectators may freely move from the 
enclosure into a stand or terrace, the holding capacity of the stand or terrace should 
still be calculated separately from the adjoining enclosure or lawn. as stated in Section 
12.16, management should also ensure that the capacity of each area is not exceeded. 

as is the case for any section of a sports ground where free movement of spectators 
is common, a reduction in the (p) factor will be necessary in order to facilitate safe 
movement. 

This reduction may be severe where there is not only free movement but where viewing 
areas are used also for circulation. In this respect it should be noted that research 
indicates that spectators can circulate freely only when crowds are no denser than 
approximately 10 to 15 persons per 10 square metres. 

In order to assess the capacity of the enclosures, or lawns, it will therefore be necessary 
to assess both the (p) and (S) factors, taking into account all the usual factors, but with 
particular attention to local circumstances. 

This will require assessment of the following. 

a.	 When calculating the available viewing area a reasonable assessment should be 
made of those parts of the area in which viewing, rather than circulation, actually 
takes place. 

b.	 Those areas clearly used only for circulation should not form part of the available 
viewing area. 

c.	 discounts from the available viewing area should be made to allow for areas 
occupied by bookmakers, vendors and other personnel. 

d.	 Those areas from which viewing does take place should be assessed as to the 
underfoot conditions, the quality of sightlines, the existence of any restrictions and 
any other relevant physical characteristics which may affect the safety of standing 
spectators. 

e.	 The ability of stewards to prevent congestion or overcrowding. 

The above list is not comprehensive nor intended to apply in all circumstances or in all 
weather conditions. 

regular monitoring may also be required to ensure that a safe capacity limit is set, 
appropriate to the viewing area’s particular characteristics. 

12.22 SpeCTaTor GallerIeS 
Spectator galleries in which spectators stand are usually accessed from hospitality 
areas, whose capacities are already limited by their size and design. Clearly, these 
capacity limits should be strictly applied. 

however, spectator galleries should still be subject to an assessment of (p) and (S) 
factors, and all barriers should comply with Table 3 of Chapter Ten. 
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12.23 aSSeSSMeNT of (p) faCTorS for STaNdING areaS 
as stated throughout this Guide (and in particular in Sections 1.4 and 1.9), the 
calculation of capacities for all areas of standing accommodation will be partly based on 
an assessment of their physical condition, or the (p) factor. 

The following are some of the main requirements that will need to be met if the (p) factor 
is not to be reduced. It is stressed that this list is neither comprehensive nor applicable 
in all situations. Nor is it presented in order of importance. 

a. Physical condition of standing areas 

Management should ensure that all surfaces, treads, risers and nosings, and all gangway 
markings are maintained in good condition. any alterations or repairs to surfaces should 
avoid creating additional trip hazards (due to unevenness) and all gangway markings 
should be reinstated. 

all barriers and crush barriers, and their fixings, should be maintained, inspected and 
tested as recommended in Chapter Ten. 

particular attention should be made to: 

i. crumbling of the surface due to age or poor maintenance 

ii. unevenness of the terrace due to poor construction, settlement or repair work 

iii. irregular terrace tread depths or riser heights 

iv. poor drainage, leading to standing water and/or icing. 

b. Structures 

Management should ensure that any structures or parts of structures with which 
standing spectators could come in contact are made safe, secure and, where 
appropriate, un-climbable. Where necessary, protective measures should be taken to 
avoid potential injury; for example, from low roof beams at the back of covered terraces. 

any structure located in a standing area, be it permanent or temporary; for example 
floodlight pylons or television camera platforms, should be protected from potential 
crowd pressures by the provision of suitably designed barriers. 

c. Sightlines 

If the sightlines are poor, thus encouraging spectators to stretch or strain, an 
assessment should be made of the effects upon spectator movement. If this movement 
is considered to be excessive, or leads to any of the pressures detailed in Section 12.3, 
a reduced (p) factor will in turn reduce the numbers allowed to occupy the area. 

d. Lighting 

Where standing areas are to be used during non-daylight hours, they must be sufficiently 
lit to enable spectators to identify hazards. 

Wherever doubts arise as to the physical condition of a standing area, consideration 
should be given to a reduction in the (p) factor. 
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12.24 aSSeSSMeNT of (S) faCTorS for STaNdING areaS 
In addition to (p) factors, the calculation of capacities for standing areas will be partly 
based on an assessment of their safety management, or the (S) factor (see Section 1.5). 
The following are some of the main requirements that need to be met if the (S) factor is 
not to be reduced. It is stressed that this list is not comprehensive or applicable in all 
situations. Nor is it presented in order of importance. 

a. Admission 

Management should ensure that the number of people admitted to standing areas, or 
divisions of standing areas, is counted and strictly controlled, according to the capacities 
set for those areas and taking into account the anticipated attendance. 

b. Stewarding 

Stewards should be familiar with the layout of all areas of standing accommodation and 
the location of exits, emergency exits and amenities. They should be trained and briefed 
to ensure that spectators do not stand in gangways, do not climb on barriers, fences or 
other structures, and do not behave in such a way as to endanger other spectators. 

c. Keeping gangways clear 

as stated above, it is essential that gangways, both lateral and radial, are kept clear. In 
addition to the efforts of stewards, spectators should be informed of this requirement 
by signs and other means; for example, by means of announcements in the event 
programme and via the public address system. 

radial gangways should not be located immediately behind goal areas as this is 
generally considered to be prime viewing space and there is a natural tendency for 
spectators to migrate to these areas. 

d. Distribution of spectators 

using suitably trained and briefed stewards and, where appropriate, CCTV, management 
should ensure that spectators are safely distributed to prevent localised over-crowding. 

This is particularly important in popular standing areas – for example, behind the goals 
at football grounds or close to the finishing post at racecourses – where concentrations 
of spectators are prone to gather. 

Monitoring and controlling the distribution of spectators is also particularly important if 
non-continuous crush barriers are provided, because of the greater risk of crowd surges 
in the gaps between crush barriers, or if there are no crush barriers at all. 

e. Migration: viewing distances 

as stated in Section 12.10, one of the factors determining viewing standards is the 
viewing distance. This is the distance between the spectator and the pitch or area of 
activity. Viewing distances are not, in themselves, a safety matter. however, the distance 
may influence spectators’ behaviour at key moments during an event. 
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Management should therefore ensure that spectators in areas closest to the pitch or 
area of activity are not encouraged to surge forward, particularly in response to the 
actions of players or participants in the event. 

Similarly, where standing spectators are a long distance from the playing area or area of 
activity, management should ensure that they are not encouraged to migrate forwards at 
key moments of an event in order to obtain a closer view. 

f. Migration: partial cover 

for guidance on safety management of standings areas offering only partial cover, see 
Section 12.14. 

g. Large standing areas 

although the determination of the available viewing area (see Chapter one) will have 
already taken the crush barrier strengths and configuration into account, on large 
standing areas with inadequate crush barriers this can still result in a considerable 
capacity. In such situations, special attention should be paid to the ability of the ground’s 
safety management to cope with migration and congestion in popular areas. 

h. Removal or control of potential restrictions 

Before and during an event, management should ensure that any restrictions to viewing 
are removed or controlled. Such restrictions are listed in Section 11.4. In addition, 
provision should be made for the accommodation of any stewards or members of staff 
who may not be on duty during an event. Such personnel should not be allowed to stand 
in vomitories or in areas where they might restrict views or obstruct gangways or exits. 

i. Provision for children 

The presence of young children on standing areas raises particular concerns, because, 
in common with smaller adults and elderly people, they may have neither the strength 
nor stature to deal with crowd movement. They may also be vulnerable when pressed up 
against standard 1.1m height crush barriers. 

It has traditionally been common for children to migrate to the front of terraces, with 
or without adults, in order to obtain a better viewing position. Where non-continuous 
barriers are provided, this can create additional safety concerns, because at the front 
children are clearly more vulnerable to maximum pressure. 

Ground management should recognise these potential dangers and develop a strategy 
to ensure the safety of children and indeed any vulnerable adults in such situations. 

The ideal strategy is to create a well-managed and appropriately designed family 
enclosure where children can remain free from crowd pressures and movement, and 
obtain a clear view of the pitch. Wherever possible, these areas should have their own 
entry and exit points, to avoid children having to pass through other areas of terracing. 

In all cases, it is important that the design and management of the entrance and exit 
arrangements do not require the separation of children under the age of 16 from their 
guardians. 
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j. Provision for spectators with disabilities 

depending upon the particular circumstances at a ground, provision for disabled 
spectators on standing areas may need to be considered. In areas designated for 
standing, provision for semi-ambulant spectators, or those using wheelchairs, should be 
considered. for further guidance on the provision of accommodation for spectators with 
disabilities, see Chapter Thirteen. 

k. Signs 

The provision of clear, informative and suitably elevated signs, illuminated where 

necessary, is particularly important in standing areas (see Chapter Sixteen).
 

I. Crowd behaviour 

This is a factor where crowd behaviour is such that it creates safety risks on a regular 
basis, and the ground’s safety management proves unable to deal with the problem. 

Wherever doubts arise as to the safety management of a standing area, consideration 
should be given to a reduction in the (S) factor. 

12.25 CoNVerSIoN of TerraCeS To SeaTING 
although primarily a matter of design, as stated throughout this chapter, when 

planning the construction of new standing areas or the refurbishment of existing areas, 

management and designers should take into account the possibility of future conversion
 
to seating.
 

If all the recommendations listed in this chapter for new constructions are followed, the 

conversion should be relatively simple.
 

however, as is the case for all matters relating to the design of standing or seated 

accommodation, it is recommended that management seeks professional advice from
 
competent persons of the appropriate skill and experience.
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The following is a summary of the main considerations. 

a. If the future conversion of the terrace to seating is achieved by the usual method 
of creating one seating row from every two terrace treads (see diagram 13), then 
provided the sightlines are correctly calculated for seated spectators in advance of 
the terrace being constructed, sightlines for standing spectators are also likely to 
be correct. 

b. By designing new terracing to the appropriate dimensions recommended in 
Section 12.9, future conversion to seating will be much simpler and meet the 
requirements for seating listed in Section 11.1. 

c. If radial gangways provided for standing areas are to be appropriately sited for 
future use in a seated area, to avoid additional costs they should be spaced 13
14m apart, rather than 24m as would be the case for standing areas. 

d. If a roof is already in place, advanced calculations of sightlines will be necessary 
to ensure that, once converted to seats, the roof will not require replacement or 
remodelling in order to avoid restricted views. 
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dIaGraM 15: CoNVerSIoN of TerraCING To SeaTed aCCoMModaTIoN
 

By designing new standing 
areas to the appropriate 
dimensions (see Section 12.9), 
the future conversion to seating 
will be much simpler. 

as illustrated, this can be 
achieved by creating one 
seating row for every two 
terrace treads. 

If this approach is taken, 
as stated in Section 12.25, 
designers should work out the 
sightlines for seated spectators 
in advance of the terrace being 
constructed. By doing this 
the sightlines are likely to be 
adequate and appropriate both 
for the standing spectators 
and, after conversion, for 
seated spectators 

C 

N T 
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ChapTer ThIrTeeN
 

This section contains information on: 

• provision for people with disabilities 

• disability discrimination (Northern Ireland) order 2005 

• definitions of disability 

• people with impaired vision 

• people who are deaf or hard of hearing 

• dispersal of ambulant and semi-ambulant disabled spectators 

• dispersal of wheelchair spaces 

• provision of wheelchair spaces 

• design of wheelchair spaces 

• Wheelchair spaces and viewing standards 

• provision of shelter for wheelchair spaces 

• Circulation 

• horizontal circulation routes 

• Vertical circulation routes 

• emergency evacuation procedures 

• refuge spaces: communication systems 

• emergency evacuation of disabled spectators 

• fire and emergency warning systems 

• Management of accommodation for disabled spectators 

13.1 proVISIoN for people WITh dISaBIlITIeS 
It is the responsibility of management to ensure that accommodation provided for people 
with disabilities is safe, properly designed and managed. None of the safety measures 
set out elsewhere in this Guide should be construed in such a way as to avoid this 
responsibility, or to place undue restrictions on people with disabilities. 

It should be noted that all new construction should comply with the building regulations. 
This applies to: 

a. all new sports grounds 

b. all new stands built at existing sports grounds 

c. wherever possible, the extension of existing stands. 

In addition, no alterations to any existing accommodation should reduce the level of 
accessibility for disabled people, or make worse any facilities to which they previously 
had access. 
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Consideration should be given to the provision of essential safety-related information to 
spectators with disabilities. account should also be taken of the likely use of hospitality 
and other related facilities for events other than sporting events (see Chapter Twenty). 

It is therefore recommended that in all matters relating to the design of accommodation 
for disabled people, management seeks professional advice from competent persons of 
the appropriate skill and experience (see Bibliography). 

for further guidance, reference may be made to the fSIf/fla publication accessible Stadia. 
although written primarily for football grounds, the publication includes much general 
advice applicable to all sports grounds. Guidance is also available from disability action. 

13.2 dISaBIlITy dISCrIMINaTIoN (NorTherN IrelaNd) order 2005 
Management should also be aware of the disability discrimination (Northern Ireland) 
order 2005, which requires all providers of goods, facilities and services to take 
reasonable measures to ensure that they are not discriminating against disabled people 
(see Bibliography). 

The order also requires that no business which employs one or more staff (whether 
permanent, temporary or contract workers) should discriminate unreasonably against 
current or prospective employees who have a disability. 

13.3 defINITIoNS of dISaBIlITy 
The term `disability’ is defined as meaning any physical or mental impairment which has 
a substantial and long-term adverse effect on a person’s ability to carry out normal day
to-day activities. 

In the context of sports grounds, attention has frequently been focused upon people 
who use wheelchairs. however, when designing and managing safe accommodation, 
other forms of disability should be considered, as follows: 

a. People with impaired vision 

This includes people who are totally blind or partially sighted. 

b. People who are deaf or hard of hearing 

c. People with impaired mobility 

people with impaired mobility include: 

i.	 people in wheelchairs who remain in their wheelchairs while viewing the event 

ii.	 people who arrive at the sports ground in a wheelchair but then transfer to a seat 

iii.	 people who view the event from their own special vehicle 

iv.	 semi-ambulant people, who can walk, either unaided with difficulty, or only with 
assistance. 
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as stated in Section 13.19, management need to be aware of the presence of spectators 
who have disabilities that may not be immediately apparent until an emergency arises. 

13.4 people WITh IMpaIred VISIoN 
provision for people with impaired vision should take into account the following 
considerations. 

a.	 all signs, and particularly signs relating to fire safety and emergency evacuation, 
should be presented and sited so that as far as possible they can be easily seen 
and readily distinguishable by those with impaired vision or colour perception. 
advice on this matter is available from the royal National Institute for the Blind or 
the National federation of the Blind of the uK (see Bibliography). further guidance 
on signage can be found in Chapter Sixteen. 

It is stressed, however, that only a minority of the general population has perfect 
vision, and that clear, well designed signage will therefore be of benefit to all 
spectators. 

b.	 although the need for good housekeeping and good design is emphasised 
throughout this Guide, thoughtless actions and poor design present particular 
hazards for people with impaired vision. examples of this include doors or windows 
which open outwards into narrow circulation routes, low obstacles left lying in 
the path of main circulation routes, and changes in level. Management should 
therefore ensure that all staff and stewards are trained to take special care in 
areas where it is known that people with impaired vision are present. 

c.	 again, although clear, audible public address announcements are of benefit to 
all spectators, they are vital for the safety and enjoyment of people with impaired 
vision (see Section 16.14). 

d.	 Management should be aware of modern technology that enhances the enjoyment 
of people with impaired vision, especially at new or larger venues. 

e.	 Consideration should be given to the use of tactile indicators set into the flooring 
at key crossing points. 

f.	 Management should consider the possible need to accommodate guide dogs 
during an event. 

13.5 people Who are deaf or hard of hearING 
provision for people who are deaf or hard of hearing should take into account the 
following. 

a.	 In the same way that the safety and enjoyment of people with impaired vision 
depends on clear, audible public address announcements, people with impaired 
hearing rely on the presentation of clear, informative visual information on 
scoreboards, electronic boards and video boards. 
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b.	 Management should consider the installation of audio induction loops in areas of 
spectator accommodation and in ticket offices. 

c.	 To assist the ability to lip read, at points where important information may be 
requested, such as at turnstiles and counters, lighting levels should be of an 
appropriate specification for the task in hand. 

d.	 Management may wish particular stewards or members of staff to undergo brief 
training in methods of communication with people who have impaired hearing (see 
Bibliography). 

e.	 although people who are deaf or hard of hearing may experience difficulty in 
hearing messages on the public address system, they may still be sensitive 
to sound and to conventional alarm signals. In addition to audible alarms a 
visual alarm should be considered for all public access areas or areas with high 
background noise levels. It is also reasonable to expect spectators around them 
to warn those with impaired hearing in the event of an emergency. (See also 
Section 16.22.) Management policies should be developed to deal with the safe 
evacuation of deaf or hard of hearing persons. 

13.6	 dISperSal of aMBulaNT aNd SeMI-aMBulaNT dISaBled 
SpeCTaTorS 
It is recommended that accommodation for disabled spectators should be dispersed 
throughout the sports ground. This is in order to provide a range of viewing options. 

Management and designers should therefore take into account the following issues. 

a.	 ambulant and semi-ambulant disabled spectators may be physically unable, or 
may find it difficult, to gain access to all parts of the spectator accommodation. 

b.	 The widespread dispersal of ambulant and semi-ambulant disabled spectators 
may conflict with the fundamental need for their early evacuation (see Section 
13.17). 

c.	 The requirements for stairways for use by semi-ambulant people may vary as a 
result of the application of building regulations. 

It may therefore be appropriate to identify areas to be used by ambulant and semi-
ambulant disabled spectators (and their companions) that are close to vomitories 
or other exits. These areas should ideally be situated where there are few steps to 
negotiate and where the gradient of the seating tier is not more than 20°. 

Wheelchair storage space should also be provided within reasonable distance for 
spectators who prefer to transfer from their wheelchairs to a seat. 
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13.7 dISperSal of WheelChaIr SpaCeS 
The recommendation that accommodation for disabled spectators should be dispersed 
throughout the sports ground also applies to the provision of spaces for spectators using 
wheelchairs. 

New constructions 

reasonable access for wheelchair access should be provided. 

existing constructions 

although movement to and from accommodation at ground level is easier for spectators 
using wheelchairs, consideration should also be given to the means by which they can be 
accommodated on other levels without prejudicing their safety or the safety of others. 

for practical and safety management reasons, it is recognised that it will normally be 
necessary to retain at least some grouping of wheelchair spaces. however, it should also 
be noted that the safe evacuation of smaller groups of disabled spectators may be more 
manageable than larger groups. 

When siting wheelchair spaces it is recommended that: 

a.	 the areas should be accessible with the minimum of assistance 

b.	 where appropriate, wheelchair spaces should be available in both home and away 
areas of spectator accommodation. 

13.8 proVISIoN of WheelChaIr SpaCeS 
Wherever possible at existing sports grounds, it is recommended that management 
provide spaces for people who use wheelchairs. 

New construction of seated viewing decks 

as stated in Section 13.1, all new construction must comply with the building 
regulations. The building regulations provide a formula that can be applied to determine 
the minimum number of wheelchair spaces required in any size of sports ground. See 
Table 4, ‘provision of wheelchair spaces at a newly constructed sports ground’. 

The building regulations require that for newly constructed sports grounds, or any 
completely new section of an existing ground, provision should be made for ‘a minimum 
of six wheelchair spaces, or one space for every 100 of the capacity of newly constructed 
seated accommodation whichever is the greater.’ 

They further state that in a large stadium it is reasonable to provide a lesser number of 
wheelchair spaces than one for every 100 of the total seated capacity. 

This Guide recommends that the term à large stadium’ applies to any newly constructed 
sports ground with a seated capacity of 10,000 or more. 
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New construction of standing viewing decks 

‘a minimum of one wheelchair space for every 250 of the capacity of the newly 
constructed standing terraces should be provided for wheelchair spectators and their 
companions.’ 

The areas should be accessible with the minimum of assistance. 

Where appropriate, wheelchair spaces should be available in both home and away areas 
of spectator accommodation. 

for further guidance, reference may be made to the fSIf/fla publication accessible 
Stadia, with particular reference to the sections Sightlines for Wheelchair users and 
flexible Viewing areas. 

TaBle 4. 
proVISIoN of WheelChaIr SpaCeS aT a NeWly CoNSTruCTed 
SporTS GrouNd 

Seating capacity of newly 
constructed ground 

Number of wheelchair spaces 

under 10,000 minimum of 6, or 1 in 100 of seated capacity 
(whichever is greater) 

10,000 to 20,000 100 plus 5 per 1,000 above 10,000 

20,000 to 40,000 150 plus 3 per 1,000 above 20,000 

40,000 or more 210 plus 2 per 1,000 above 40,000 

Notes to Table 4 

•	 all circulation routes - for ingress, egress and emergency - should be designed and 
managed to cater for the number of wheelchair spaces provided. 

•	 Sufficient amenities, such as toilet provision and access to catering facilities, 
should also be provided in relation to the number of spaces. Where such provision 
is insufficient, both congestion and discomfort may be caused. 
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13.9 deSIGN of WheelChaIr SpaCeS 
a wheelchair space should meet the following requirements. 

a.	 It should measure 1.4m in depth and a minimum width of 900mm. 

b.	 The surface should be level and uniform, and marked appropriately. 

c.	 The space may be one which is kept clear for occupation only by spectators in 
wheelchairs, or one which can be readily made available by either removing a seat 
or keeping the seat behind unoccupied by non-disabled spectators. 

Because access and circulation areas should still be designed to accommodate the 
maximum number of wheelchairs that the area might accommodate, it may be most 
appropriate to site such flexible viewing areas at the front or the rear of a seating tier. 

Note, however, the implications for sightlines when positioning spectators in wheelchairs 
at the front or rear (see Section 13.10). 

d.	 Seats for companions should ideally be adjacent to the space (either behind or to 
the side). Companions should not stand in all-seated grounds. 

13.10 WheelChaIr SpaCeS aNd VIeWING STaNdardS 
The provision of adequate and appropriate viewing standards for spectators using 
wheelchairs is as important as for non-disabled spectators. The following considerations 
should be taken into account. 

a.	 The positioning and level of the wheelchair space should be designed in such a 
way that the views of both the spectator in the wheelchair and, where appropriate, 
those of spectators behind, are not restricted. 

b.	 When calculating sightlines for spectators sitting behind those in wheelchairs, it 
should be noted that although spectators in wheelchairs sit at approximately the 
same height as non-disabled spectators, they will usually sit further forward on the 
tread (owing to the rear dimensions of the wheelchair). 

c.	 Where wheelchair spaces are positioned behind rows of non-disabled spectators, 
on a tread which is not sufficiently elevated, careful stewarding will be needed to 
ensure that the spectators in front do not repeatedly stand up and block the views 
of the spectators in wheelchairs. 

d.	 Because not all wheelchair users can easily adjust their position, the siting of 
wheelchair spaces should ideally avoid areas from which views may be partially 
restricted. 

e.	 Where the wheelchair spaces are positioned at pitch level, or behind a lateral 
gangway, management should carefully assess the effect of any viewing 
restrictions such as advertising hoardings and ensure that all movements of staff 
and personnel are kept to a minimum. 
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13.11 proVISIoN of ShelTer for WheelChaIr SpaCeS 
Wherever possible, wheelchair spaces should be sited in viewing areas that provide 
adequate shelter. If separate shelter is provided (for example, for an area of wheelchair 
spaces), the roof level should not restrict views of other spectators, but should still be 
sufficiently high to allow non-disabled people, such as companions and stewards, to 
enter the shelter and move around as normal. 

13.12 CIrCulaTIoN 
The dispersal of disabled spectators around the ground, and particularly on upper levels 
of stands, has considerable implications for the safe management of circulation areas, 
and for the design and management of exit and emergency evacuation routes. 

Wherever possible, and in all cases of new construction, management and designers 
should take account of the current British Standard covering Means of escape for 
disabled people. This provides guidance on suitable stairs, ramps and refuges (see 
also Section 13.16). Where, because of constraints posed by existing buildings, it is not 
possible or practicable to apply the British Standard fully, alternative ways of meeting its 
objectives should be sought. 

13.13 horIZoNTal CIrCulaTIoN rouTeS 
horizontal circulation routes used by disabled spectators should be designed to ensure 
smooth, safe and, where appropriate, unaided passage, with sufficient space to avoid 
confusion and conflict between disabled and non-disabled spectators. for this reason, 
the following requirements should be met. 

a.	 Wherever possible, spectators in wheelchairs should have access to an 
appropriate entrance consisting of an appropriately dimensioned pass through 
gateway(s) adjacent to turnstile accommodation. Normal egress should usually be 
the reverse of the ingress route. 

b.	 entrances and exits should be clearly signposted and staffed, and should, if 
required, be available to semi-ambulant and other ambulant disabled spectators. 

c.	 all circulation routes used by spectators with wheelchairs should, ideally, be 1.2m 
wide. for new construction, this is also the recommended minimum (see also 
Section 9.4). Consideration should also be given to areas where spectators in 
wheelchairs may need to pass in opposite directions. 

d.	 In existing construction, all doors along circulation routes should have a minimum 
clear width of 800mm. for new construction the minimum clear width should 
comply with building regulations, with space on either side and to the sides of the 
door to avoid congestion. 

e.	 In corridors or passages, unstaffed doors which remain closed during an event 
should have a glazed panel enabling the wheelchair user to see through to the 
other side. 
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f.	 Travel distances should be kept to a minimum and comply with the building 
regulations. 

g.	 Surfaces should be slip-resistant, particularly in areas where there is a possibility 
of wetting. 

13.14 VerTICal CIrCulaTIoN rouTeS 
The requirement for the reasonable provision of access to all levels of spectator 
accommodation in newly constructed sports grounds or newly constructed stands places 
upon management and designers a more onerous responsibility to consider all aspects 
of vertical circulation and safety management. 

Where appropriate, it should also be noted that even if disabled spectators do not use 
the viewing accommodation provided on upper levels of a stand, access to hospitality 
and other related facilities should be made possible for events other than sporting 
events (see Chapter Twenty). 

When considering vertical circulation routes, the following requirements should be 
considered. 

a. Passenger lifts 

The building regulations recognise the most suitable form of access between storeys is a 
passenger lift. however, there may be circumstances when it is not reasonable to require 
a passenger lift to be provided and another lifting device solution may be appropriate. 

It is important to note that the design of a passenger lift may determine whether it is 
used in the event of an emergency evacuation (see Sections 13.17 and 17.14). 

b. Stairs 

Where a passenger lift is not provided, internal stairs for the use of disabled people 
should comply with the requirements of the building regulations. It should be noted that 
in certain details the criteria differ from those for general purpose stairways, as outlined 
in Chapter Seven. for example, recommended maximum riser heights are 170mm 
(compared with 180mm) and shorter flights are required (see also Section 13.15). 

c. Ramps 

Where provided for use by spectators with wheelchairs, ramps should comply with the 
recommendations of current relevant British Standards. Wherever possible they should 
have a clear unobstructed width of 1.2m overall and 1.0m between handrails, and no 
steeper than 1 in 20. an average gradient of 1 in 15 is acceptable. any changes of level 
should be identified by the use of appropriate signs. 

for further guidance on ramps for general spectator use, see Section 7.12 and Building 
regulations Technical Booklet r. 

d. Wheelchair stairlifts 

Where a passenger lift is not provided but the storey has a net floor area greater than 
100 square metres and contains a ùnique facility’(that is, one that exists at an upper 
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level and is unavailable elsewhere), it may be a requirement to provide a wheelchair 
stairlift or other similar lifting device such as a proprietary short rise platform lift. 

The installation or fitting of a wheelchair stairlift should in no circumstances compromise 
the means of escape (see Section 13.17). The use of string mounted stairlifts is not 
recommended. 

13.15 eMerGeNCy eVaCuaTIoN proCedureS 
It is essential to consider practical measures for the emergency evacuation of disabled 
spectators. Guidance on this is provided in the building regulations. 

designers are recommended to provide refuges (see Section 13.16) to accommodate 
known numbers of wheelchair users and to subsequently plan for their evacuation from 
upper or lower levels by means of suitable lifts or agreed management procedures. 
horizontal travel distances for disabled persons should be kept short, with separate 
escape routes being provided where possible in accordance with the building 
regulations. 

fire safety arrangements for emergency evacuation usually rely on the protection of 
escape routes, the provision of fire warning tones or signals, and the independent 
capability of people to use stairs for escape. This is clearly inappropriate for some 
disabled spectators, but satisfactory assisted escape can still be achieved by the use of 
fire-resisting construction and an adequate system of escape management. 

13.16 refuGe SpaCeS: CoMMuNICaTIoN SySTeMS 
a refuge is a place of comparative safety in which a disabled person can wait either 
for an evacuation lift or for assistance up or down stairs. depending on the design and 
fire resistance of other elements (such as catering outlets), a refuge could be a lobby, 
corridor, part of a concourse or stairway, or an open space such as a flat roof, balcony 
or similar place which is sufficiently protected (or remote) from any fire risk and provided 
with its own means of escape. The design of a refuge space should be in accordance 
with the building regulations. 

13.17 eMerGeNCy eVaCuaTIoN of dISaBled SpeCTaTorS 
a. Stairways 

Stairways used for the emergency evacuation of disabled people should comply with 
the requirements for internal stairs in the building regulations (see Section 13.14). This 
should be adequate to enable wheelchairs and their occupants to be carried down the 
stairs, if necessary. 

Contingency plans should also allow for the careful carrying of disabled spectators down 
stairs without their wheelchairs, should the wheelchair be too large or heavy. (for further 
guidance on the design of stairways used for emergency evacuation, see Chapter Seven.) 
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b. evacuation lifts 

a lift provided for passenger use in the normal operation of the sports ground may 
be used for emergency evacuation purposes only if it meets the requirements of an 
evacuation lift, as specified in the current relevant British Standards. among other 
requirements, this means that it should be able to operate in reasonable safety when 
there is a fire in the building. 

although evacuation lifts need not be provided in all multi-storey buildings, such lifts do 
reduce the need to provide physical assistance for the evacuation of disabled people by 
staircases. 

however, evacuation lifts can fail. It is therefore crucial that, having reached a refuge by 
an evacuation lift, a disabled person can also gain access to a stairway as a last resort, 
should conditions in the refuge become untenable. an evacuation lift with its associated 
refuge should therefore be located adjacent to a protected staircase. 

The location of evacuation lifts should be clearly indicated with signs on every floor level. 

c. fire-fighting lifts 

a fire-fighting lift is essentially an evacuation lift that is provided principally for the use 
of the fire service and which meets the requirements of the current relevant British 
Standard. Such a lift may, however, be used for the evacuation of disabled people. 

for this procedure to be managed safely, consultation should have taken place 
with the Northern Ireland fire and rescue Service as part of the preparation of the 
management’s contingency plan for emergency evacuation. 

d. Wheelchair stairlifts 

although wheelchair stairlifts are suitable for access, they should not be used for 
emergency evacuation. 

Where installed in a stairway used for emergency evacuation it is essential that no 
parts of the lift, such as its carriage rail, reduces the width of the stairway, or any other 
part of an emergency evacuation route, to less than 1.1m (1.2m recommended for new 
construction). 

e. Ramps 

ramps can be a useful alternative to stairs, but there is concern about their use for 
emergency evacuation, during which small changes of level may not be easily seen by 
spectators. Where ramps are necessary for the emergency evacuation of spectators in 
wheelchairs they should be as gentle as possible; that is, preferably no steeper than 1 in 
20. an average gradient of 1 in 15 is acceptable. (see Section 13.14). 
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13.18 fIre aNd eMerGeNCy WarNING SySTeMS 
Contingency plans for emergency evacuation should take into account the special needs 
of spectators with disabilities. If separate emergency evacuation routes for disabled 
spectators are provided, as is recommended, the contingency plans will allow for non-
disabled and disabled spectators to be evacuated at the same time. 

If separate escape routes for disabled spectators cannot, for practical reasons, be 
provided, the contingency plans may be based on the use of a two-stage warning system. 

The first stage should take the form of a coded message alerting stewards to an 
imminent evacuation. This allows for stewards to begin moving disabled spectators 
to refuges, from which they can be moved either by evacuation lifts or by assistance 
downstairs to ground level. 

The second stage should be a general alert. 

Warning systems should consist of an audible and visual evacuation signal, 
announcements over the public address system, and, where appropriate, visual 
instructions on electronic scoreboards or videoboards. 

as stated in Section 13.5, the fact that some people are deaf or hard of hearing does 
not mean that they are necessarily insensitive to sound. Many people with severe 
impairments have enough perception of conventional audible alarm signals to require no 
special provision. furthermore, in most situations it is reasonable to plan on the basis 
that most spectators who are deaf or hard of hearing will rely on others for warning. 

13.19 MaNaGeMeNT of aCCoMModaTIoN for dISaBled SpeCTaTorS 
The need for safe management of accommodation for disabled spectators is absolutely 
fundamental. 

In addition to the guidance which precedes this section, the following management 
issues may be considered. 

a. Good and safe design 

a large number of disabled spectators may not need, or want, special attention or 
assistance. It is therefore stressed that good and safe design should always strive to 
make it possible for disabled spectators to attend events safely, without the necessity 
for high levels of stewarding or intervention. 

b. Stewarding 

Stewards should be trained and briefed in all matters relating to the safety and welfare 
of disabled spectators. It is further recommended that, where appropriate, individual 
stewards be given special responsibilities towards disabled spectators. expert guidance 
on training should be sought from competent persons. further advice can be sought 
from disability action. 

Stewards should also be alert to the effects that other spectators’ behaviour can have 
upon disabled spectators. Such behaviour might include blocking the views of spectators 
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in wheelchairs, unauthorised use of toilets for disabled spectators, blocking circulation 
routes used by disabled spectators and exerting pressure in congested areas. 

c. Staff 

Similarly, any staff who come into contact with the public should be suitably trained and 
briefed on the needs of disabled spectators. 

d. Arrival and admission 

Management should, where appropriate, make provision for the safe parking and access 
of spectators with disabilities. Wherever possible separate entrances should be provided 
for spectators with wheelchairs. Management should also adopt fair and reasonable 
admission policies, and ensure that such policies are clearly explained in advance, so as 
to avoid congestion or confusion at entry points. 

Management should also brief staff, whenever possible, not to sell tickets to ambulant or 
semi-ambulant people with disabilities in areas of the ground which are not likely to be 
accessible. 

e. Provision of amenities 

Sufficient support services and facilities for disabled spectators should be made 
available. This will include the provision of lower counters in ticket offices and catering 
outlets, induction loops where required, and adequate provision of toilet facilities (see 
Bibliography). This last recommendation is not purely a matter of amenity. long queues 
for toilets, or congestion around spectators in wheelchairs, can cause safety problems 
for all spectators, disabled and non-disabled. for further guidance, reference may be 
made to the fSIf/fla publication accessible Stadia. 

f. Awareness 

Management should recognise that the best source of information about the needs 
of disabled spectators are the spectators themselves. Sensitive and non-intrusive 
liaison should ensure therefore that any potential needs or concerns are brought to the 
attention of stewards and, if necessary, any other personnel, such as first aid or medical 
staff. This is particularly important when evolving emergency evacuation procedures. 
for example, in certain situations it may be essential for spectators in wheelchairs to be 
carried bodily. This will require special training of stewards. 

Management should also be aware of the presence of spectators who have disabilities 
that may not be immediately apparent and this should be factored into emergency 
procedures. 

g. The needs of elderly spectators 

although many elderly people do not consider themselves to have disabilities, it is often 
the case that they experience impaired vision, hearing or mobility, or may be semi-
ambulant. 
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Given that the number of elderly people as a proportion of the population has increased, 
and continues to increase, this may be reflected in the number of elderly people 
attending sporting events. 

Management should therefore be aware of their needs, particularly when planning and 
training stewards for emergency evacuation procedures. 
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ChapTer fourTeeN 
This section contains guidance on: 

• responsibility for safety 

• Need to meet standards 

• Independent design check 

• design performance and suitability 

• dynamic loads 

• Consultation 

• location 

• Ground conditions 

• assembly and dismantling 

• Temporary demountable standing accommodation 

• Management of temporary demountable structures 

• designs of marquees 

• Inspection of marquees 

• Surveillance and maintenance of marquees 

• Marquees in abnormal conditions
 

• other temporary demountable structures
 

• Impact of TdSs on the safe capacity of a sports ground 

14.1 reSpoNSIBIlITy for SafeTy 
as stated in the Introduction, whether or not a sports ground is issued with a safety 
certificate, responsibility for the safety of spectators lies at all times with the ground 
management. The management will normally be either the owner or lessee of the 
ground, but may not necessarily be the promoter of the event. 

This responsibility extends to any temporary demountable structure erected at the 
sports ground. Management cannot delegate the responsibility to the event promoter, 
to the designers of the structure, or to the contractors responsible for assembling the 
structure. 

Ground management should therefore put in place procedures for ensuring the safe 
design, assembly and usage of any such structures. If the management does not itself 
possess sufficient expertise in specific matters relating to temporary demountable 
structures (TdSs), it should require the event promoter or contractor to produce 
certificates from competent persons of the appropriate qualification and experience. 
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14.2 Need To MeeT STaNdardS 
The construction and configuration of TdSs such as grandstands, standing decks, 
hospitality suites and marquees vary considerably, as do the materials used in their 
construction. Some structures may be erected for a single event only and may be 
commissioned at short notice. Structural components are lightweight, rapidly assembled, 
readily dismantled, and reusable. 

Nevertheless, the fact that a structure is designed for temporary use does not justify 
acceptance of lower margins of safety than those required for permanent structures. 

The design and construction of TdSs should, wherever possible, meet the standards for 
new construction, as specified in this Guide. 

It is recognised, however, that there is a considerable amount of proprietary stock 
currently in use. When used at sports grounds this should at least meet the standards of 
this Guide, and should satisfy all relevant British Standards. 

The principles of this Guide in respect of entry and exit systems, barriers, fire safety, 
and provision for disabled spectators are also applicable to TdSs. The need for lightning 
protection should also be noted (see Section 17.9). 

reference should also be made to Temporary demountable Structures - Guidance on 
procurement, design and use, published by the Institution of Structural engineers (see 
Bibliography). 

14.3 INdepeNdeNT deSIGN CheCK 
prior to erection of any custom designed TdS a design inspection and certification is 
required by a chartered structural engineer of the appropriate skills and experience. 

Management should obtain documents certifying that all TdSs on the site are safe and 
fit for purpose. The documentation is to verify that the structure has been erected in 
accordance with the stated design criteria. This is to include: 

a.	 the mode of operation; for example, standing or seated 

b.	 the capacity of the structure 

c.	 its suitability for the proposed location 

d.	 any factors that may adversely affect the normal use; for example, wind speed and 
exposure. 

The documentation should be checked and approved by a chartered structural engineer. 

In the case of proprietary systems, the results of an independent design check should 
remain valid provided no subsequent modifications are made to the system. If significant 
changes are made, further independent design checking will be required; for example, if 
the proprietary structure is supported by tubular scaffolding. 
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all TdSs should be erected and used in strict accordance with their approved design 
specification. any changes in lay-out, dimensions or loading will necessitate a new, 
independent design check. 

for all proprietary systems, management should ensure that a copy of the approved 
design specifications are available for inspection. They should also obtain a document 
confirming that the structure was erected in accordance with the design specification 
and verified by a competent person. 

furthermore, ground management is responsible for ensuring the integrity of such 
structures after their assembly, and before spectators are permitted to occupy them. 

14.4 deSIGN perforMaNCe aNd SuITaBIlITy 
TdSs should be designed in three-dimensional form, to be robust and stable, and to 
support design loadings for the required period with an adequate margin of safety. 
Guidance is available from the Institution of Structural engineers (see Section 14.2). The 
following main points should also be considered: 

a.	 By virtue of their lightweight construction and use, TdSs are often exposed to a 
greater risk of accidental damage, such as by vehicles, unauthorised removals and 
alterations. This fact should be carefully considered when assessing stability and 
when considering the management of such structures (see Section 14.11). 

b.	 The robustness of TdSs should be such that the effects of accidental damage are 
not disproportionate, thereby leading to progressive collapse. 

c.	 having assessed the structures overall stability, where necessary, ballast and/or 
anchorage to the ground should be provided to ensure adequate resistance to 
overturning. 

d.	 Where two or more demountable structures are structurally interdependent 
and assembled as a single composite structure, they should be subject to an 
independent check by a chartered structural engineer. 

e.	 Management should ensure that all guard rails (particularly at the rear of tiered 
seating and standing terraces) are of sufficient height to prevent persons perching 
on the horizontal members. 

14.5 dyNaMIC loadS 
Because of their lightweight construction, the need for rapid assembly of joints and 
fixings, and, in certain situations, the nature of their foundations or supports, TdSs are 
relatively sensitive to dynamic excitation. 

dynamic loads generated by spectator movements vary considerably according to the 
activity taking place. for example, spectator movement that is synchronised - such 
as hand-clapping, foot-stamping or swaying from side to side - can excite a natural 
frequency of the structure, which in turn can lead to a significant and potentially 
dangerous movement of the structure. 
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Management should be aware of this and ensure that spectator movement is monitored 
and, if necessary, controlled, both by vigilant stewarding and by management of the 
event itself (see also Section 14.11). Guidance on dynamic loads is also available from 
the Institution of Structural engineers. 

14.6 CoNSulTaTIoN 
even when not formally required to do so under the terms of a safety certificate, 
management should consult the relevant authorities regarding enforcement 
responsibility, and any special local regulations, certificates, licences or permissions. 
Consultation should also take place with the fire authority concerning access for fire
fighting purposes. 

14.7 loCaTIoN 
The choice of location for a TdS may be predetermined or limited, but factors that need 
to be considered include: 

a.	 access/egress for spectators 

b.	 access/egress for emergency vehicles 

c.	 the ground’s load-bearing capacity, its slope, unevenness and drainage (see 
Section 14.8) 

d.	 the availability of mains services 

e.	 the proximity of overhead power lines, and of surrounding buildings in relation to 
the risk of fire 

f.	 exposure to the elements. 

all TdSs should be adequately protected from externally applied forces such as 
vehicular collision, crowd movement, etc. If an element of the structure is damaged, an 
assessment must be carried out by a chartered structural engineer to determine the 
integrity of the structure and appropriate measures to be taken to ensure the ongoing 
safe use of the structure. 

14.8 GrouNd CoNdITIoNS 
It is the responsibility of management to ensure that the ground conditions are suitable 
for the type of TdSs being proposed. Where the supports of a TdS make contact with the 
ground or foundation surface it is necessary to distribute the loadings so that differential 
settlement and overall bearing pressures are within acceptable limits. 

It may also be necessary to fix anchors at the support points in order to resist uplift. 

The ground conditions should be assessed by a visual examination, augmented, as 
necessary, by excavating trial pits, or by a ground investigation. for example, there may 
be soft spots due to the presence of unconsolidated fill, peat, land drains or previous 
excavations. unequal settlement beneath supports could set up high stresses and 
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deformations in the frame. Soft spots should be located, filled and compacted or bridged 
with grillages. 

Care should also be taken that changes in the weather do not materially alter the ground 
conditions to the detriment of the structures stability. 

14.9 aSSeMBly aNd dISMaNTlING 
The assembly and dismantling of TdSs should be carried out by competent persons, 
experienced and trained in the proper performance of such work, in accordance with the 
manufacturer’s written instructions, or any drawings and specifications prepared for a 
particular structure. 

Management should ensure that all protruding fixings are suitably protected to prevent 
injury to spectators during an event. 

Work should be carried out only where lighting is sufficient to allow it to be safely and 
properly performed and checked. No assembly or dismantling work should be carried out 
to the danger of members of the public in the vicinity. 

assembly and dismantling should be carried out in a proper manner, using correct parts, 
and appropriate tools. Care should be taken with the handling of components to avoid 
damage or distortion. all components should be closely examined during assembly 
and dismantling for signs of wear, deformation or other damage, and where necessary 
replaced by sound components of matching material, properties and dimensions. 
Temporary repairs using makeshift components are not acceptable. Care should also be 
taken to ensure all components are correctly aligned. They should not be bent, distorted 
or otherwise altered to force a fit. 

on completion, assembly work should be checked, with particular attention given to 
fastenings and connections. 

for all proprietary systems, contractors should ensure that a maintenance log is 
completed during dismantling operations. The maintenance log should report any 
defective components identified during dismantling operations and the remedial action 
taken. The maintenance log should be available for inspection upon request. 

14.10 TeMporary deMouNTaBle STaNdING aCCoMModaTIoN 
Where a TdS is provided for standing spectators, it is particularly important to provide 
good sightlines. This is to minimise the risk of crowd movement and sway, and also to 
reduce the likelihood of spectators migrating to areas that offer better views (which in 
turn might lead to overcrowding). 

The provision of continuous crush barriers between gangways, as recommended in 
Section 10.8, will also help to prevent migration. 

In all other respects the crush barriers should meet the requirements of Chapter Ten, 
including the design loads specified in Table 2. If the structure cannot accommodate 
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the maximum design loads given in Table 2, the spacing of the crush barriers should be 
reduced accordingly so that they do meet the requirements. 

Segregation fences should not be fitted to a TdS used for standing. 

14.11 MaNaGeMeNT of TeMporary deMouNTaBle STruCTureS 
The special characteristics of a TdS requires that management adopt specific strategies 
to ensure the safety of spectators. Such measures include the following. 

a. Management should ensure that the structure is used strictly for the purpose for 
which it was designed. If used for any other purpose, or modified in any way, it 
should be the subject of an independent design check before it can be occupied 
by spectators. 

b. Stewards should be briefed to pay close attention to the circulation and behaviour 
of spectators around the structure, so as to ensure that no one is allowed to climb 
up or underneath any part of the structure, or behave in such a way that any 
elements or components may be damaged or removed. 

c. at events where there is a possibility of synchronised spectator movement, 
stewards, assisted by public address announcements, should ensure that 
spectators are suitably warned. If potentially dangerous synchronised movements 
do occur, the event organiser should ensure that the movement is halted and, if 
appropriate, any part of the event which stimulates the movement is curtailed. 

d. The occurrence of high winds immediately prior to or during an event may require 
management to consider prohibiting the public from occupying the temporary 
demountable structure, or, if necessary, cancelling the event. 

e. Management should ensure that maintenance is carried out in strict accordance 
with written instructions, which should be provided by the designer or 
manufacturer. 

f. arrangements are to be in place to prevent an accumulation of combustible 
material in or around the structure and appropriate fire fighting equipment is 
accessible and in close proximity to TdSs. 

14.12 deSIGNS of MarqueeS 
There are many different designs of marquees, but generally they fall into two categories: 
pole marquees or framed marquees. 

The design of large marquees should be subject to an independent check by a chartered 
structural engineer of appropriate skill and experience. The term l̀arge marquee’ applies 
to pole marquees of a span greater than 12m (40 feet), and framed marquees of a span 
greater than 9m (30 feet). 

all marquees should be capable of withstanding all forces to which they may be subjected, 
particularly wind (including uplift), taking into account the period of exposure and the time 
of year. a suitable device for measuring and displaying wind speed should be installed. 
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for guidance on marquees, reference should be made to the codes of practice 
developed and regulated by the Made-up Textiles association (see Bibliography). 

all textile coverings should have suitable flame and surface spread of flame retardant 
properties and be compliant with all relevant code of practices and recognised guidance. 

14.13 INSpeCTIoN of MarqueeS 
In common with all TdSs, marquees should satisfy the principles of this Guide in 
respect of entry and exit systems, barriers, fire safety, and provision for spectators with 
disabilities. 

In addition, before use marquees should be subjected to a thorough inspection by a 
competent person, taking into consideration the following points: 

a.	 anchorages should be suitable for purpose and hold fast 

b.	 bracing wires should be in place and properly tensioned 

c.	 all ropes, including wire ropes, should be sound 

d.	 the fabric should be tensioned and not prone to ponding 

e.	 exposed ropes and stakes adjacent to entrances and exits should be marked or 
roped off 

f.	 all locking pins and bolts should be in place and secure 

g.	 eaves connection joints should be securely locked home 

h.	 the fabric should have no unrepaired tears 

i.	 flooring should be evenly laid, securely fixed, with no tripping points 

j.	 roof linings should not drop significantly below eaves 

k.	 timber uprights and ridges should be free from splits caused by damage 

l.	 walls should be securely pegged and/or secured 

m.	 poled marquees should have a full complement of side uprights, anchor stakes, 
pulley blocks and guy ropes 

n. the main upright should be independently guyed.
 

responsibility for ensuring the inspection is carried out lies with the management.
 

14.14 SurVeIllaNCe aNd MaINTeNaNCe of MarqueeS 
The management and contractor should agree beforehand procedures for the surveillance 
and maintenance of marquees. The agreement should be reached on the basis of a risk 
assessment which takes into account all relevant factors, such as the use to which the 
marquee is put, the period of exposure, weather conditions and the time of year. 
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14.15 MarqueeS IN aBNorMal CoNdITIoNS 
provision should be made for the dismantling, either partial or total, of a marquee should 
abnormal conditions arise that could lead to any collapse or distortion. Where such 
dismantling in any way affects the stability of the marquee, or the safety of members of 
the public, the work should not commence until the immediate area has been cleared of 
all but essential staff. 

14.16 oTher TeMporary deMouNTaBle STruCTureS 
for guidance on other uses for TdSs at sports grounds, see Chapter Nineteen on media 
provision and Chapter Twenty on alternative uses for sports grounds. 

14.17 IMpaCT of The TdS oN The Safe CapaCITy of a SporTS GrouNd 
The provision of a TdS on a spectator viewing area is likely to have an impact on the safe 
capacity of that area. It may also have an impact on circulation, exiting and emergency 
evacuation arrangements. 

The safe capacity of the venue should be reassessed if a TdS is utilised and in the case 
of a designated venue the district council should be consulted. 
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ChapTer fIfTeeN 
This section contains guidance on: 

•	 achieving safety from fire 

•	 fire risk assessment 

•	 levels of risk 

•	 Categorisation of low fire risk 

•	 Categorisation of normal fire risk 

•	 Categorisation of high fire risk 

•	 fire risk assessment for new or refurbished stands 

•	 recording, monitoring and reviewing the fire risk assessment 

•	 Minimising fire risk 

•	 restriction of fire growth and spread 

•	 fire resistance in existing construction 

•	 fire warning and fire detection systems 

•	 automatic fire extinguishing systems 

•	 fire-fighting equipment 

•	 first aid fire-fighting equipment 

• emergency evacuation and places of safety
 

• other fire safety considerations
 

15.1 aChIeVING SafeTy froM fIre 
Safety from fire is achieved in two stages. The first stage is to conduct a fire risk 
assessment of all structures and areas of spectator accommodation within the sports 
ground, as explained further in Section 15.2. This assessment should be carried out by a 
competent person and it will identify and establish the existing levels of fire risk. 

The second stage is to reduce those risks, wherever possible. 

To achieve this second stage, management should: 

a.	 adopt measures designed to minimise the fire risk (see Section 15.9) 

b.	 ensure that measures are taken to restrict the rate of early fire growth and fire 
spread (see Section 15.10) 

c.	 provide and protect sufficient emergency evacuation routes (see Sections 9.11, 
15.10 and 15.16) 

d.	 provide appropriate fire detection and warning systems (see Section 15.12) 

e.	 provide appropriate fire extinguishing and/or first aid fire-fighting equipment (see 
Sections 15.13 to 15.15) 
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f.	 ensure that all staff receive appropriate training in fire safety and the use of fire
fighting equipment (see Section 15.9). 

once the above measures have been taken and the level of fire risk has been reduced, 
it is then possible to determine the appropriate times for both normal egress and 
emergency evacuation for each area of spectator accommodation. These times will then 
form part of the capacity calculation, as explained in Chapter one. 

When considering fire safety, it should be noted that: 

g.	 the maximum travel distance for seated spectators is 30m from the seat to the 
nearest exit from the viewing area (see Section 11.7), and for standing spectators 
12m from the standing position to a gangway or point of entry to the exit system 
(see Section 12.4) 

h.	 the maximum normal egress time for a sports ground is eight minutes 
(see Section 9.7) 

i.	 the maximum emergency evacuation time varies between two and half minutes and 
eight minutes, according to the level of fire risk (see Section 9.9 and 15.4 to 15.6). 

however, it is stressed that, rather than relying solely on a short emergency evacuation 
time, management should always aim to introduce measures which will minimise the 
outbreak and spread of fire. 

In addition to these factors, achieving safety from fire also requires the preparation of a 
contingency plan (see Sections 2.14 and 2.15), and the provision of a suitable system of 
internal and external communications (see Chapter Sixteen). 

15.2 fIre rISK aSSeSSMeNT 
In order to determine the fire risk to staff, and to staff and spectators on match or event 
days, ground management should conduct a fire risk assessment of all accommodation 
within the sports ground, at least once a year (see also Sections 2.3 and 15.7). 

This requires assessment of the risk of a fire occurring, and the danger to life should a 
fire occur. 

It is not possible to give detailed guidance for fire risk assessment, because circumstances 
and conditions vary so widely. however, management should consider the points raised 
in the following sections, and the basic aims of a risk assessment, which are: 

a.	 to identify parts of the ground where fire is likely, and assess the level of risk (see 
Sections 15.3 to 15.7) 

b.	 to identify the location of combustible materials and any sources of ignition which 
might cause a fire (see Section 15.9) 

c.	 to identify reasonable steps that can be taken to minimise the fire risk (see 
Section 15.9) 
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d.	 to identify people especially at risk and ensure that their needs in an emergency 
situation are provided for in the management’s contingency plans. people 
especially at risk might include: 

i.	 children, semi-ambulant spectators and people with disabilities who might 
need help to escape, and/or may have difficulties in using escape routes, 
particularly stairs 

ii.	 staff or stewards who may have to assist others. 

once the risks have been identified, it is then possible to assess the level of risk for each 
area of spectator accommodation. 

15.3 leVelS of rISK 
The fire risk assessment should assess all structures and installations at the ground, 
including all areas of spectator accommodation, taking into account their form of 
construction, usage, facilities and location. This assessment will determine for each 
structure or area of accommodation the appropriate level of fire risk; that is, low risk, 
normal risk or high risk. 

The assessment should also take into account the availability and location of a place 
or places of safety, and the proximity of other buildings or installations which might 
themselves carry a risk of fire. 

examples of each level of fire risk follow in Sections 15.4 to 15.6. 

The level of fire risk will determine the emergency evacuation time, which in turn will form 
part of the calculation of the final capacity of the ground or sections of the ground (see 
Chapter one). 

If the fire risk assessment indicates that the area’s safe capacity is too large to enable 
all spectators to evacuate the area and reach a place of safety within the emergency 
evacuation time appropriate to the level of risk, or if undue congestion or psychological 
stress is likely to result, the capacity should be reduced accordingly. 

Note also that the conditions within a particular ground may call for interpolation 
between the emergency evacuation times referred to in the following sections. 

In all cases, the advice of the fire authority should be sought. 

15.4 CaTeGorISaTIoN of loW fIre rISK 
a low fire risk seated or standing area at a sports ground is likely to be one where: 

a.	 the risk of a fire occurring is low, and 

b.	 in the unlikely event of a fire, the potential for the fire, heat or smoke generated by 
it to spread is negligible, and 

c.	 there is a minimal risk to life. 
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Such structures might include open terraces and stands constructed of noncombustible 
materials with fully protected catering outlets. 

for low risk seated and standing areas, the emergency evacuation time for all spectators 
to reach a place of safety should be no more than eight minutes. 

15.5 CaTeGorISaTIoN of NorMal fIre rISK 
a normal fire risk seated or standing area is likely to be one where: 

a.	 the risk of a fire spreading is low, and 

b.	 should a fire occur it is likely to be confined to a room or its place of origin, and 

c.	 there is in place an effective fire suppression or containment system. 

for normal risk seated and standing areas, the emergency evacuation time for all 
spectators to reach a place of safety should be no more than six minutes. 

15.6 CaTeGorISaTIoN of hIGh fIre rISK 
The type of spectator accommodation most at risk from fire is the covered stand. 

a high fire risk seated or standing area is likely to be one where one or more of the 
following characteristics apply: 

a.	 the construction consists of combustible materials 

b.	 structural features could promote the spread of fire, heat and smoke 

c.	 there are voids under seating decks, floors or terraces where waste or litter may 
accumulate 

d.	 there are several storeys, with exiting systems from the upper levels routed 
through hospitality areas 

e.	 concourse areas have no fire separation between retail and/or catering facilities 
and the emergency evacuation routes 

f.	 highly flammable or explosive materials are present 

g.	 people in the seated or standing area are at risk from an incident occurring in an 
adjacent premise. 

for high risk seated and standing areas, the emergency evacuation time for all 
spectators to reach a place of safety should be no more than two and a half minutes. 

It is stressed that the list of characteristics summarised in Sections 15.4 to 15.6 above 
are for general guidance only. any fire risk assessment must take into account all 
relevant local circumstances. 
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15.7	 fIre rISK aSSeSSMeNT for NeW or refurBIShed STaNdS 
a fire risk assessment should be carried out for all newly constructed or refurbished 
grounds or stands, even though these will have been designed and constructed in 
accordance with the current relevant building regulations and/or British Standards, and 
as such should have a low level of risk. as part of the design process the designer should 
also carry out a fire risk assessment to identify areas where a fire might occur. 

The management should also carry out a fire risk assessment of the new construction, 
as soon as possible after the premises are occupied. This is because, once completed, 
many modern stands have added facilities and furnishings which increase their fire 
loading and potential for a fire. 

15.8	 reCordING, MoNITorING aNd reVIeWING The fIre rISK 
aSSeSSMeNT 
The findings of the risk assessment should be recorded and taken into account when 
planning and managing fire safety arrangements at the ground. The location of all people 
especially at risk (see Section 15.2), together with any special arrangements put into 
place to ensure their safety if a fire occurs, should also be recorded. 

The risk assessment should be continually monitored to ensure that the fire safety 
arrangements remain adequate, and should be reviewed in the following circumstances: 

a.	 where there is a significant change of staff 

b.	 where there is a change to the safety management arrangements 

c.	 building or refurbishment works are planned or in progress 

d.	 where there is a significant increase of combustible materials, or sources of heat 
in the ground. 

Where the review indicates that the risk to people has changed, a new fire risk 
assessment should be carried out. 

all fire risk assessments and reviews should be documented and made available to 
authorised persons as and when appropriate. 

as stated in Section 15.1, having completed a fire risk assessment, the next stage is 
to reduce those risks, wherever possible. The following sections detail how this may be 
achieved. 

15.9	 MINIMISING fIre rISK 
The following measures and practices should be considered when seeking to minimise 
fire risk. 

a.	 Sources of ignition 

as stated in Section 15.2, the fire risk assessment should identify all potential sources 
of ignition at the ground. Where possible, those sources should be removed or replaced 
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b. 

c. 

d. 

e. 

f. 

with safer forms.Where this cannot be done, the ignition source should be kept well away 
from combustible materials, be adequately guarded or made the subject of management 
controls. Ignition sources may include: 

i. cooking appliances 

ii. central heating boilers 

iii. room heaters 

iv. light fittings 

v. certain electrical apparatus, especially if not maintained 

vi. smoking materials (see Section 15.9.c). 

Staff training, awareness and security 

It is essential that management ensures the training of all staff in first aid fire-fighting, 
so that, if necessary, they can tackle a fire without endangering life until the fire brigade 
arrives. The advice of the fire and rescue Service should be sought when drawing up 
such a training programme. 

Staff should otherwise be aware at all times of the need to guard against fire, including 
the possibility of arson. 

Smoking 

Management should strictly adhere to the provisions  of The Smoking (Northern Ireland) 
order 2006 which makes it an offence to smoke in an area that has been designated as 
smoke free. 

flares and fireworks 

Management should adopt and enforce a clear policy prohibiting spectators from 
bringing flares or fireworks into the sports ground. 

Voids 

Voids under seating decks or terraces, or under the flooring itself, are often used for 
the unauthorised storage of combustible materials. They may also accumulate waste 
or litter. To counter this, all voids should either be sealed off or be kept entirely open to 
allow easy access for inspection and the removal of the combustible materials. 

Voids which are unusable, for example, where the viewing deck is built over a slope, 
should, if practicable, be filled with a non-combustible material. 

Waste and litter 

The accumulation of waste and litter (such as programmes and food and drink 
packaging) should be avoided. all parts of the ground should therefore be inspected 
before, during and after each event. any accumulation of waste or litter should be 
removed without delay or kept in a fire-resistant container or room, pending removal. 
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Sufficient waste and litter bins should be provided and arrangements made for their 
frequent emptying during a match or event. 

g. furnishings, upholstered seating and cushions 

The use of furnishings, upholstered seating and cushions which are easily ignited or have 
rapid spread of flame characteristics should be avoided. If present, they should be taken 
into account when determining the acceptability of escape routes. 

further guidance on the suitability of various types of furnishings and synthetic materials 
is provided in the Guide to fire precautions in existing places of entertainment and like 
premises (see Bibliography). 

When stored in bulk, certain types of cushioning (which is distributed or hired for event 
use), and foam mats (used at athletics events) pose a risk of a rapid fire growth and 
should therefore be stored in a fire-resistant container or room. 

h. Storage 

rooms or buildings used for the storage of waste, litter, upholstered seating or 
hazardous materials should: 

i.	 be accessible directly from the open air 

ii.	 ideally, be well away from public areas 

iii.	 if forming part of a stand or structure, be separated from any other part of the 
building by construction having a fire resistance of at least one hour 

iv.	 if measuring 6m or more in depth, be provided with an alternative means of 
escape 

v.	 be kept locked shut when not in use. 

i. High fire risk areas 

high fire risk areas should be separated from any other parts of spectator 
accommodation by a construction having a fire resistance of at least one hour. Such 
areas may include: 

i.	 kitchens 

ii.	 catering outlets 

iii.	 hospitality areas 

iv.	 office accommodation 

v.	 boiler rooms, oil fuel stores and general stores 

vi.	 enclosed or underground car parks. 

j. Catering facilities 

Wherever possible, all catering facilities should be located in permanent structures. If 
located within other structures they must be separated by fire resistant construction and 
provided with adequate ventilation. 
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flues should be separated as they pass through the structure, have an adequate degree of 
fire separation, and terminate at a point where the emissions can disperse in the open air. 

for further guidance on catering facilities at sports grounds, refer to the Guide to Control 
over Concessionaire facilities and other Services at Sports Grounds, published by the 
district Surveyors association (see Bibliography). 

k. fuel or power supply 

Special care should be taken to ensure that any fuel or power supply used for cooking or 
heating, in particular liquified petroleum gas (lpG) cylinders, is safely stored and used, in 
accordance with the advice of the health and Safety enforcement authority (for further 
details refer to Bibliography.) 

l. Hazardous materials 

If it is necessary to utilise hazardous materials, such as fuels (whether in containers or 
within fuel tanks and machinery), fertilisers, weed killers, paints or gas cylinders used for 
medical purposes, they should be stored in a fire-resistant room. 

15. 10 reSTrICTIoN of fIre GroWTh aNd Spread 
It is vital to ensure that, in the event of a fire, the rate of fire growth is restricted in its 
early stages. It should also be noted that most measures which restrict the rate of fire 
growth in its early stages will also serve to restrict the fire spread in its later stages. 
These measures include the following. 

a.	 Viewing accommodation should be separated from adjacent areas or voids by a 
construction which has a fire resistance of at least half an hour. This is so that 
any fire underneath or in an adjacent area cannot easily break through into the 
spectator accommodation. 

Where stands incorporate hospitality facilities, any additional separation must be 
determined by the level of fire risk. 

b.	 Where a stairway, vomitory, passage or any other part of an emergency evacuation 
route passes up, down or through a stand or other structure used by spectators, 
unless it is in the open air, it should be in a fire-resistant enclosure separated 
by a construction having a fire resistance of not less than one hour. for further 
guidance on vomitories and concourses, see Chapter eight. 

c.	 Walls and ceiling linings within spectator accommodation, together with ceiling 
linings beneath the floor of that accommodation, should have a flame spread 
classification of not less than Class 1 when tested in accordance with the current 
relevant British Standard. Walls and ceiling linings in emergency evacuation routes 
and circulation areas should have a flame spread classification of Class 0. 

d.	 any door forming part of the enclosure to an escape route should be self-closing 
and have a fire resistance of not less than half an hour. 
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e. Where the roofs of buildings are close together or connected to each other, smoke 
or flame can easily spread. This risk should be eliminated by fire prevention 
measures, or by adequate fire separation. 

f. for some roof configurations, venting systems may offer a means of reducing the 
spread of fire including the movement of flames under the roof and the spread of 
smoke and toxic gases. The science of fire and smoke venting is, however, complex 
and advice from the fire authority should be sought on whether venting systems 
would be advantageous in a particular case. 

g. Where the roof contains flammable materials it should be replaced by non
combustible materials. Where this is not practicable, the roof should be 
underdrawn with non-combustible board. 

h. Shops, or catering outlets containing deep fat fryers or hot food cooking facilities, 
should be separated from other internal areas or spectator accommodation areas 
by a construction which has a fire resistance of at least one hour.Where roller 
shutters are used these should be capable of operating both manually and by 
fusible link.Where a fire detection or fire alarm system has been installed, the 
roller shutter should also be designed to close on the activation of the system. 

15.11 fIre reSISTaNCe IN exISTING CoNSTruCTIoN 
existing stands and other areas of spectator accommodation will vary considerably 
according to age, condition and the materials used in their construction. It may therefore 
be difficult in some cases to improve the fire resistance of an existing structure to any 
significant extent. however, it should be done wherever possible, even though, in some 
cases, substantial alterations may be needed to provide reasonable protection from fire. 

Where not possible, alternative compensatory measures will need to be considered. 
These might include: 

a. provision of an early fire warning system 

b. improvements to the exit and emergency evacuation systems 

c. installation of a suitable fire suppression system 

d. a reduction of the travel distances 

e. a reduction of the safe capacity. 

15.12 fIre WarNING aNd fIre deTeCTIoN SySTeMS 
all buildings to which the public or staff have access and which might pose a fire risk 
should be provided with a manually operated electrical fire warning system to alert staff. 
Consideration should also be given to the installation of an automatic fire detection 
(afd) system in all high-risk fire areas (see Section 15.9.i) and also in any unoccupied 
areas that contain a normal fire risk. 
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These systems should: 

a. be designed to accommodate the emergency evacuation procedure 

b. give an automatic indication of the fire warning and its location. If this warning is 
directed to a part of the ground other than the control point (for example, to the 
secretary’s office), there should ideally be a repeater panel sited in the control 
point 

c. be designed, installed, maintained and tested in accordance with the advice given 
in the current British Standard 

d. be approved by the fire authority. 

Where the public address system particularly at designated grounds is part of the 
fire warning system it should be connected to an auxiliary power source to ensure the 
continued use of the system in the event of fire or other emergency. 

In the event of a fire, the fire brigade should always be called immediately, regardless of 
whichever warning detection systems are in place. 

The procedures adopted to notify the brigade should also form part of the management’s 
contingency plans and of staff training. 

15.13 auToMaTIC fIre exTINGuIShING SySTeMS 
Consideration should be given to the provision of automatic fire extinguishing systems in 
high-risk fire areas, such as large store-rooms and enclosed or underground car parks 
situated under or adjacent to spectator accommodation. 

a.	 automatic fire extinguishing systems should be designed, installed, maintained 
and tested in accordance with the advice given in the current British Standards. 

b.	 activation of the system should be automatically communicated to the control 
point. 

c.	 The system should be approved by the fire authority. 

d.	 The system may be installed instead of an afd system. 

15.14 fIre-fIGhTING equIpMeNT 
all sports grounds should be provided with appropriate fire-fighting equipment. for the 
majority of grounds, first aid fire-fighting equipment will be sufficient. however, at some 
larger grounds it may be necessary to provide a suitable water supply for fire-fighting, in 
the form of hydrants. 

advice on the type, the level of provision and the siting of fire-fighting equipment should 
be sought from the fire authority. 

responsibility for the provision of appropriate fire-fighting equipment lies with the 
management. It is also the responsibility of management to check that all fire-fighting 
equipment are in the correct locations and in satisfactory order before each event. 
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15.15 fIrST aId fIre-fIGhTING equIpMeNT 
This refers to equipment such as fire extinguishers, fire blankets, buckets of sand and 
hose reels intended for use by safety staff or employees prior to the arrival of the fire 
brigade. When providing such equipment, the following should be considered. 

a. hose reels, where appropriate, should be sufficient to provide adequate protection 
to the whole floor area, and should be installed in a suitable position by entrances, 
exits and stairways. 

b. Where hose reels are not provided, sufficient portable fire extinguishers should be 
installed to give adequate cover. The number and type will depend upon the size, 
lay-out, fire separation and risk in each structure. 

c. fire blankets and appropriate fire extinguishers should be provided in all catering 
facilities and outlets. 

d. first aid fire-fighting equipment should be located so that it cannot be vandalised 
but is readily accessible to staff in the event of fire. 

e. all first aid fire-fighting equipment should be designed, installed, maintained and 
tested in accordance with the advice given in the current British Standards. 

15.16 eMerGeNCy eVaCuaTIoN aNd plaCeS of SafeTy 
as stated in Section 9.7, a clear distinction should be made between the emergency 
evacuation time and the normal egress time at the end of an event. 

The emergency evacuation time is a calculation which, together with the appropriate 
rate of passage, is used to determine the capacity of the emergency exit system from 
the viewing accommodation to a place of safety, in the event of an emergency (see also 
Section 9.9). 

as stated in Section 15.3, the fire risk assessment should take into account the 
availability and location of a place or places of safety. 

a place of safety is a place which people can reach safely via the escape route, and 
which will be safe from the effects of fire. It may be a road, walkway or open space 
adjacent to, or even within the boundaries of, the sports ground. 

Within a large sports ground there may also be a need to designate a place or places of 
comparative safety where people can be safe from the effects of fire for 30 minutes or 
more, thus allowing extra time for them to move directly to a place of safety. 

Such places of comparative safety may include: 

a.	 an exit route that is protected throughout its length by a construction having a fire 
resistance of one hour 

b.	 a stairway that is in the open air and protected from fire breaking out onto or 
below it 
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c.	 the pitch or area of activity. as stated in Section 9.12, however, this should be 
considered only in certain circumstances and only after consultation with the fire 
authority. 

It should also be noted that if the fire risk assessment indicates that an emergency 
evacuation exit could be affected by fire, that exit may have to be discounted when 
calculating the capacity of the emergency exit system (see Section 9.14). 

15.17 oTher fIre SafeTy CoNSIderaTIoNS 
When considering fire safety in the overall context of the design and management of 
sports grounds, reference should also to be made to the following sections. 

a.	 Section 5.8 (on access for emergency vehicles) 

b.	 Chapter Nine (on egress and emergency evacuation) 

c.	 Chapter Thirteen (particularly the sections dealing with the emergency evacuation 
of spectators with disabilities) 

d.	 Chapter Seventeen (particularly Section 17.12 concerning emergency lighting and 
17.13 on the use of lifts for evacuation and fire-fighting). 
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ChapTer SIxTeeN
 

This section contains guidance on: 

• Management responsibility 

• lines of communication 

• Means of communication 

• provision of a control point 

• functions of a control point 

• location of control points 

• Command of control points 

• design of control points 

• equipment of control points 

• radio communications 

• Telephone communications: internal 

• Telephone communications: external 

• public address systems: guidance and specifications 

• public address systems: operation 

• Closed circuit television: provision 

• CCTV: assessment of need 

• CCTV: risk assessment 

• CCTV: operational requirement and tendering 

• CCTV: operation 

• Monitoring the number of spectators entering the ground 

• fire warning systems 

• Scoreboards and other display boards 

• electronic securing system 

• auxiliary power 

• displayed communications within the control point 

• documentation to be stored in the control point 

• Signs: forms and categories 

• Signs: general provision and maintenance 

• Tickets and programmes 

• Interpersonal communications 
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16.1 MaNaGeMeNT reSpoNSIBIlITy 
Clear, efficient and reliable communications are an integral part of any safety 
management operation. This applies regardless of the type of sports ground or the 
nature of the event. 

It is stressed that good communications are not solely dependent on the provision 
of advanced equipment or modern systems. The skills, awareness and efficiency of 
management, stewards and other personnel form a vital part of all links. 

The management responsibility for communications can be summarised as follows: 

a.	 to provide, operate and maintain the necessary means of communication 

b.	 to provide, equip, maintain and manage the operation of a control point 

c.	 to keep open and maintain all necessary lines of communication, in both normal 
and emergency conditions 

d.	 to ensure that all safety personnel and stewards are competent and suitably 
trained in the practice of good communication, with or without equipment, as 
conditions allow. 

16.2 lINeS of CoMMuNICaTIoN 
Whatever the means of communication utilised (see next section), there are essentially 
six lines of communication needed at larger grounds. These are: 

a.	 communications between members of the safety management team from the 
safety officer to stewards and all other safety personnel 

b.	 communication between the safety management team and all points of entry 
(including where appropriate, the monitoring of counting systems) and all points of 
exit 

c.	 communications between the safety management team and the police, other 
emergency services and medical agencies 

d.	 communication between the safety management team and spectators, inside and 
outside the ground 

e.	 communications between the safety management team and other members of 
staff 

f.	 communications between the safety management team and officials in charge of 
the actual event. 

16.3 MeaNS of CoMMuNICaTIoN 
This chapter provides guidance on the principal means of communication, in terms of 
their technical and operational format requirements. 

paGe |  195 

16 



 

 
 

 

 

 

 

 

 

 

 

 

  

 

 

  

 

The NorTherN IrelaNd GuIde To |  SafeTy aT SporTS GrouNdS 

precise requirements will depend on the type of ground, the nature of the sport, and the 
number of people in attendance. professional advice and expertise should therefore be 
sought from competent persons of the appropriate skills and experience. In general, the 
provision of all communication systems should also be determined after consultation 
with the emergency services, and, where a safety certificate is in force, the district 
council. Communication systems should also conform to current, relevant British 
Standards or european codes of practice . 

The principal means of communication outlined in this chapter are as follows: 

a. radio communications 

b. telephone communications (internal and external) 

c. public address systems 

d. closed circuit television systems (CCTV) 

e. scoreboards, information boards and video boards 

f. signs 

g. written communications (via tickets, signs and printed material) 

h. inter-personal communications. 

16.4 proVISIoN of a CoNTrol poINT 
regardless of the type or size of a ground, a control point should be provided, and 
equipped to meet the reasonable requirements of the ground. Such a facility should form 
the hub of the safety management’s communications network. 

If the police and other emergency services are likely to be present at the ground, all 
decisions relating to the location, design and equipment of the control point must be 
made in consultation with representatives of those services. This is to ensure that 
the control point will also meet the needs of those organisations in both normal and 
emergency conditions. Where a safety certificate is in force, consultation concerning the 
control point should also take place with the district council. 

further guidance on the planning, staffing, design and equipment for control points 
is available in the football Stadia Improvement fund/football licensing authority 
publication, Stadium Control rooms (See Bibliography). 

16.5 fuNCTIoNS of a CoNTrol poINT 
as stated in Section 16.4, the control point should form the hub of the safety 
management’s communications network. 

a permanent control point of appropriate size, layout and facilities should be provided at 
all designated grounds. 
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a suitable crowd control point should be provided at all sports grounds and even at 
smaller venues, it is important that there is an identifiable and signed focal point with a 
responsible person in attendance while the venue is occupied by spectators. 

It is needed for the following functions: 

a.	 to monitor the safety of people inside the ground and its immediate vicinity 

b.	 to co-ordinate responses to specific incidents and emergencies 

c.	 to provide, if required, a monitoring facility for the emergency services 

d.	 to monitor public order 

e.	 to assist the management in the staging of events. 

16.6 loCaTIoN of CoNTrol poINTS 
The location of the control point should, as far as possible, meet the following 
requirements. 

a.	 It should command a good, unrestricted view of the whole ground; that is, the 
whole playing area or area of activity, and as much of the viewing accommodation 
as possible. (It is recognised, however, that this may not be possible at certain 
grounds; for example, multi-tiered large grounds or those staging horse or motor 
racing, or where there are multiple areas of activity.) 

b.	 It should be conveniently accessible for all authorised personnel in normal and 
emergency conditions, without depending on circulation routes or emergency 
evacuation routes used by large numbers of spectators. 

c.	 It should be capable of being readily evacuated in an emergency. 

d.	 Its presence should not restrict the views of any spectators, nor should it have its 
own views restricted by the close proximity of spectators. 

e.	 Its location should take into account any long-term plans for the ground, to ensure 
that, wherever possible, construction work and new structures will not disrupt its 
operation. 

f.	 Ideally, it should not be located facing towards the sun. 

16.7 CoMMaNd of CoNTrol poINTS 
In normal conditions, command of the central point and its communication systems 
should be the responsibility of a representative of the ground management, who will 
usually be the safety officer (see Sections 2.9 and 2.10). 

If the police are on duty in the control point, there should be a clear, unequivocal 
understanding of the division of responsibilities between their personnel and the 
ground’s own safety management team. This understanding should be recorded as part 
of the written statement of intent (see Section 2.20). 
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16.8 deSIGN of CoNTrol poINTS 
for both new construction and existing grounds, as stated in Section 16.4, it is important 
to match the size, facilities and equipment of the control point with the reasonable 
requirements of the sports ground. 

It should be recognised, however, that a control point is often occupied for long periods 
and that under the relevant legislation it may even be classified as a workplace. as such, 
both for the efficacy of the ground’s safety management operation and for the health, 
safety and welfare of its occupants, the facility should be designed and fitted with due 
regard to these considerations. (for details of relevant guidance, see Bibliography.) 

advice on health and safety concerns should be sought from competent persons of 
the appropriate skills and experience, particularly concerning the use of computerised 
equipment and the provision of proper seating. at designated grounds the design 
and general arrangement of the control point should also be agreed in consultation 
with representatives of the district council and the emergency services, if there is any 
likelihood that they will be involved in its operation. 

Guidance on the equipment of control points follows in Section 16.9. Concerning the 
design, the following considerations should be taken into account. 

a. Access 

access to the control point, particularly at designated grounds should be strictly 
controlled, and entrance restricted to authorised personnel only. The facility should not 
be used by any individual purely for the purpose of viewing the event. 

Where appropriate, a lobby area (or an adjoining room at larger grounds) should be 
provided so that consultations can take place without disrupting operations within the 
control point. The fitting of a glazed panel in the door will also enable personnel working 
inside the control point to check the identity of anyone seeking to enter. 

b. Space for personnel 

There should be space, including properly designed and equipped work stations where 
required, for all personnel who may, in the course of their duties, need to visit the facility; 
for example, police officers, management, representative of the emergency services, 
voluntary aid societies and representatives of other relevant authorities. 

however, as stated in Section 16.14, it is not recommended that the general public 
address announcer is stationed inside the control point, unless positioned in a separate 
booth. 

c. Space for equipment 

at designated grounds, the control point should have sufficient space to hold safely all 
the necessary equipment, such as radio, telephone and CCTV monitoring equipment, 
and any equipment related to the monitoring of turnstiles and entry points. allowance 
should also be made for all necessary wiring and trunking, together with storage space, 
which should be provided as necessary in order to maintain orderly working conditions. 
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d. Maintenance 

allowance should be made for the safe and convenient maintenance, and the removal 
for repair, of all pieces of equipment. There should be suitable arrangements for window 
cleaners. 

e. Sightlines 

The arrangement of space should be such that those who need to see outside the 
control point can do so without having to stretch or strain, and without other personnel 
having to move from their workstations. The installation of raised viewing areas at the 
rear of the control point may help in this respect. 

f. Glazing 

The design and type of glazing installed should take into account the need to avoid both 
glare from the sun and internal reflections during non-daylight hours. Wherever possible, 
glazing bars should not restrict views. 

g. Sound proofing and absorption 

Where necessary the control point should be sound-proofed against excessive noise, 
so that all communication inside can be conducted at normal voice levels. however, it 
may not be desirable to sound proof the facility totally. In order to gauge the mood of 
spectators, personnel inside should still be able to hear a certain level of crowd noise. 

as an aid to communications within the facility, the use of sound-absorbing flooring and 
ceiling materials should also help to reduce self-generated noise levels. 

h. Lighting, temperature and ventilation 

There should be suitable arrangements to control the lighting, temperature and 
ventilation of the control point. This is particularly important where the presence of 
electrical equipment can lead to heat and condensation. 

i. fire safety and electrical fittings 

all electrical fittings should be properly installed and cable and flexes properly routed. 
appropriate fire extinguishers should also be provided. 

j. Amenities 

Welfare and refreshments facilities should be in close proximity and readily accessible to 
the control point. 

k. Security 

There should be suitable arrangements to ensure the security of the control point. 
Specialist advice may be taken as appropriate. 

l. flexibility 

The control point should be designed to be flexible for changing circumstances. for 
example, consoles and workstations should not be tailored too closely to individual 
pieces of equipment. This is because faulty or outdated pieces of equipment might be 
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replaced by differently sized models. In addition, allowance should be made for extra 
equipment and/or personnel brought in for a particular event, such as a special match or 
concert (see Chapter Twenty). 

16.9 equIpMeNT of CoNTrol poINTS 
as stated earlier, it is important to match the equipment of the control point with the 
reasonable requirements of the sports ground. Certain means of communication 
included in the following sections may not therefore apply to all sports grounds. 

however, regardless of the means of communication utilised in individual circumstances, 
it is essential that the six lines of communication summarised in Section 16.2 are 
available to personnel working in the control point. 

The means employed may include communication by radios, telephones, coded 
announcements over the public address system, computers, and written and spoken 
messages, provided that the lines of communication remain open in all normal 
conditions, and are clear, efficient and reliable. 

The following sections provide guidance on the communications network as operated to 
and from the control point (but see Section 16.4 concerning public address systems), 
and should be read in conjunction with diagram 14. 

16.10 radIo CoMMuNICaTIoNS 
depending on the scale of the stewarding operation and the sports ground, radio usually 
forms the main means of communication between the control point and stewards (or 
stewards’ supervisors). If telephone links are not provided, radio might also be used 
for communication with other personnel such as the crowd doctor, turnstile controllers, 
members of the emergency services and car park or traffic controllers. 

When considering radio communications, the following points should be taken into 
account. 

a.	 radio-links may operate from either a radio base station or simply by hand-held 
radios. Where appropriate, if a base station is provided, it should be located 
adjacent to the workstations occupied by the emergency services to assist in the 
exchange of information. 

b.	 a separate command channel between the control point and key safety personnel, 
such as the chief steward and supervisors, may be desirable. 

c.	 If possible there should also be a back-up radio channel within the system. 

d.	 radio systems used by the police or emergency services should not be considered 
as a substitute for the ground radio system. Suitable arrangements should be 
incorporated in the control point to facilitate the requirements of the police, 
emergency services and voluntary first aid organisations. 

e.	 personnel who operate two-way radios require an environment in which they can 
hear comfortably and avoid having to raise their voices. Good quality equipment, 
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including the provision of appropriate headsets and microphones, should therefore 
be considered. 

f.	 The location of aerials should take into account the possibility of radio 
interference. 

16.11 TelephoNe CoMMuNICaTIoNS: INTerNal 
at venues with a capacity in excess of 20,000 consideration
 

should be given to providing two forms of designated
 

telephone systems; internal and external (see next section).
 

To complement (or in certain cases to take the place of) radio communications, the 

internal telephone system should provide the link between the control room and key 

points around the ground.
 

Where possible, the internal system should meet the following requirements.
 

a. To ensure that lines are kept clear for safety communications only, the system 
should be independent of any other internal telephone system operating at the 
ground. 

b. It should be possible for the operator in the control point to select which line to 
talk to without being blocked by other calls. 

c. Telephone lines provided for emergency use should meet the current relevant 
British Standard; that is, no person who has need of the system should have to 
travel more than 30m to reach an emergency telephone. 

d. Key points of the ground linked to the control point by telephone might include: 

i. the turnstiles (or banks or turnstiles) 

ii. all steward control points 

iii. the public address operating booth 

iv. the office of the secretary, clerk of the course or equivalent senior official 

v. the referee or event official’s room 

vi. lighting control points 

vii. the crowd doctor 

viii. the first aid room 

ix. any police room 

x. any rendezvous points. 

e. for safety-related communications, the use of mobile telephones should be 
discouraged. 
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16.12 TelephoNe CoMMuNICaTIoNS: exTerNal 
In addition to, and independent of, the internal system, telephone lines should also 
be available for direct and immediate telephone communications between the control 
point and the fire brigade and/or other emergency services. external telephone lines 
designated for emergency purposes should not be used for any other purposes. 

16.13 puBlIC addreSS SySTeMS: GuIdaNCe aNd SpeCIfICaTIoNS 
other than direct personal contact with staff and stewards (see Section 16.30), or 
through the circulation of written material (see Section 16.29), the public address 
system usually provides the main form of communication between the management and 
spectators. 

public address systems should be appropriate for the venue and at designated grounds 
should comply with current British Standards and any other recognised guidance. 

In general, the public address system should meet the following requirements. 

a. Audibility, clarity and intelligibility 

The system should be audible, clear (that is, free from distortion), and intelligible, so that 
broadcast messages can be heard under reasonable conditions (including emergencies), 
by all persons of normal hearing in any part of the ground to which the public has access. 

b. Zoning 

at larger venues the public address system should generally be designed to broadcast 
to individual areas outside and inside the ground, to groups of areas, and to the whole 
ground. The system should also be capable of broadcasting to the pitch, if that forms 
part of the management’s emergency evacuation procedure. 

Whether zoning is possible or not, at smaller sports grounds it may be preferable 
to make important announcements to the whole ground. experience has shown 
that in these situations spectators sometimes think that they might have missed an 
announcement because the sound intended for one zone has carried partially into 
another. In such circumstances an assessment should be made before establishing any 
firm policy. 

c. Override facility 

as explained in Section 16.14, it is recommended that the public address system 
should not be operated from the control point. however, it should be designed so that 
an operator – either from the management or police, as agreed in the contingency plans 
– can override the system in order to broadcast emergency messages to the whole 
ground or to sections only. 

Similarly, if there are areas of the ground, such as hospitality boxes or lounges, that 
have the facility for turning down the output from the public address system, the system 
should be designed to override these volume controls automatically when emergency 
messages are broadcast. 
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d. fire warning 

emergency use of the public address system as part of the fire warning system requires 
full compliance with the current relevant British Standard. 

e. Back-up power supply 

at designated grounds there should be a back-up power supply to the public address system. 
This should enable it to continue to function at full load in an emergency, such as a fire 
or a failure of the mains supply, for up to three hours (see Sections 16.24 and 17.11). 

f. Back-up loud hailers 

In the event of a failure of the public address system, loud hailers should be available for 
the use of stewards and police in all parts of the ground, including the control point, for 
directing or instructing spectators. It is vital that all personnel are trained in their use, 
and that the batteries are kept fully charged. 

g. Inspections and tests 

The public address system should be inspected and tested annually and an inspection 
certificate obtained. Where a safety certificate is in force, the inspection certificate 
should be available for inspection by the district council. 

16.14 puBlIC addreSS SySTeMS: operaTIoN 
as stated in Section 16.1, good communications are not solely dependent on the 
provision of advanced equipment. This is particularly true of public address systems. The 
operation of the system, and the skills of the operators, are equally important. 

The following considerations should be taken into account particularly at designated 
grounds. 

a. Provision of a separate booth 

It is recommended that the general public address announcer should not be stationed 
within the control point, although it should be possible for personnel in the control point 
to override the system in the event of an emergency (see Section 16.13.c). 

If a separate operating booth or facility is provided, it should command a good view of 
the playing area or area of activity, and be linked to the control point by telephone, via 
a land line or dedicated channel. Ideally, this link should also include the provision of a 
clearly visible red light, so that the general announcer can see instantly when someone 
in the control point is trying to make contact. 

This latter form of communication will not be necessary if the public address booth is 
located immediately adjacent to the control point, in which case there should be an 
openable window, so as to enable more immediate contact to be made. 

Whatever arrangement is provided, it is vital that public address announcements can be 
heard clearly in the control point. Management may also wish to control the sound level 
of the system from the control point, rather than leave control to the general announcer. 
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b. Agreement on emergency announcement procedures 

as stated in Section 16.13.c, in addition to the provision of an override facility, there 
should be an agreed operational police policy stating whether a representative of 
the management’s safety team or one from the emergency services broadcasts 
announcements in the event of an emergency. This agreement should be recorded in the 
management’s contingency plan. 

c. Pre-announcement signal 

Important announcements relating to crowd safety should be preceded by a loud, 
distinct signal to catch the attention of the crowd, whatever the level of noise in the 
ground at the time. 

The following recommendations should be considered. 

i.	 experience has shown that a three-event two-tone chime (that is, ‘bing-bong-bing’) 
is most effective. This signal should be different to, and distinct from, any other 
signals which may be in general use on the public address system. 

ii.	 While the pre-announcement signal is being relayed, it is essential that the public 
address system’s control panel clearly indicates that the microphone is temporarily 
muted. Ideally there should be two coloured lamps; one indicating ‘wait’ and the 
other ‘speak now’. 

iii.	 all ground officials, stewards, police, fire, ambulance and any other emergency 
personnel should be made aware of the pre-announcement signal. 

iv.	 The signal should be tested before the start of each event. 

v.	 The signal may also be sounded as part of a general announcement on safety 
procedures, to be broadcast to spectators before selected events. 

vi.	 The signal should be explained in every event programme printed for circulation to 
spectators. 

d. Tone and content of announcements 

In the event of an emergency it is essential that clear, accurate information is given to 
spectators at the earliest possible time. Messages should be positive, leaving those to 
whom they are addressed in no doubt as to what is required of them. The messages 
should be scripted in advance with the agreement of the police, fire authority and, where 
a safety certificate is in force, the district council. It may also be appropriate to pre
record certain standard messages, for use in emergencies. 

In all cases it is recommended that the announcer practices using the public address 
system, while assessors comment on the audibility, tone and effectiveness of their 
delivery. It is also important that the announcer is familiar with the layout of the sports 
ground and the agreed evacuation procedures. 

Management should ensure that for international events involving non-english speaking 
nations, announcers able to speak the appropriate language are in post at the ground, 
and are briefed on the use of the system and the content of any safety announcements. 
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16.15 CloSed CIrCuIT TeleVISIoN: proVISIoN 
The installation of a CCTV system is strongly recommended as an effective method of 
monitoring crowd movement and behaviour. 

The primary advantage of CCTV is that it allows personnel in the control point to identify 
incidents by viewing the monitor directly or after receiving reports, and then, by use of 
the system, to make a more detailed appraisal. 

however, a CCTV system should never be considered as a substitute for good stewarding 
or other forms of safety management. 
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16.16 CCTV: aSSeSSMeNT of Need 
When considering installing a CCTV system, or upgrading an existing system, 
management should undertake a detailed assessment of the needs of the ground as a 
whole and in particular those specific areas that need to be closely monitored, in order 
to assess the likely benefits of having such a system. 

The areas to be assessed will include those immediately outside the ground, plus all 
turnstile areas, entry routes, concourses, areas of seated and standing accommodation, 
and exit routes. Ideally the system will cover all these areas. The assessment should 
also take into account when specific areas need to be monitored; that is before, during 
and/or at the end of an event. 

If it is decided to install a new CCTV system, or upgrade an existing one, a detailed 
specification should be drawn up to meet the operational requirements of the 
management, before contractual negotiations and procurement commence. 

as outlined in the following sections, there are essentially three stages in the drawing up 
of a specification for CCTV systems: 

a. risk assessment 

b. statement of operational requirement 

c. tender document. 

16.17 CCTV: rISK aSSeSSMeNT 
In order to establish which areas need to be covered by CCTV, a detailed risk 
assessment of every part of the ground is required. 

This assessment should identify the level of risk in each area. for example, a turnstile 
area at the end of a confined space may be assessed as a high risk, and hospitality 
lounge a low risk. 

The assessment should also take into account the nature of the risk, the likelihood of an 
incident occurring and the potential consequences. 

Such an assessment will help management to establish whether alternative methods 
can be adopted to monitor areas of risk, or, if CCTV coverage is considered necessary, 
the level of coverage required. 

The risk assessment should be recorded in the form of a plan of the ground, identifying 
the following points for each area: 

a.	 the type of risk; for example, overcrowding, crushing of the existence of a steep 
slope 

b.	 the level of risk 

c.	 whether CCTV is required 

d.	 the image required for monitoring purposes in the control point; for example, a 
general view, long shot, or closer view showing head and shoulders 
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e.	 the number of images that might need to be viewed in detail and simultaneously, 
in the event of an incident or incidents (this may determine the number of cameras 
in a specific area) 

f.	 whether the image should be monochrome or colour 

g.	 the levels and types of lighting in specific areas, in both normal and emergency 
conditions. 

Generally, the risk assessment requires no technical knowledge of CCTV. only in 
respect of points (f) and (g) is there a need for some technical expertise. It is, however, 
recommended that the risk assessment is undertaken with the assistance of the 
relevant authorities, and, where appropriate, the district council. 

16.18 CCTV: operaTIoNal requIreMeNT aNd TeNderING 
The findings of the risk assessment, together with the annotated ground plan and any 
associated paperwork, should be combined to provide a clear statement of the CCTV 
system’s operational requirement. 

additional points that should be considered are as follows. 

a.	 The images provided should be sufficiently clear and distinct to enable personnel 
in the control point to monitor effectively the areas covered. 

b.	 The system should make provision for video recording all CCTV coverage. 

c.	 Where a CCTV system is to be used for other purposes – for example, for 24-hour 
site security – care should be taken to ensure that the equipment is suitable for 
extended use. otherwise, prolonged use may result in the system’s failure at a 
crucial period during an event. 

The statement of operational requirement should form the basis of any tender 
documents prepared for contractors to bid for the installation of the CCTV system. 

however, the statement must be supported by additional technical specifications 
detailing aspects of the expected use and performance of the installation; for example, 
the need for weather protection of cameras, the quality of monitors, and the facilities 
required for video recording. 

16.19 CCTV: operaTIoN 
Where CCTV cameras are installed the images produced must be capable of being 
monitored and recorded by personnel in the control point. 

personnel operating the system should be skilled in the interpretation and use of the 
data provided. 

The positioning of monitors requires careful consideration to ensure that the images are 
not adversely affected by light or glare from windows or from overhead lighting. 
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Whilst it may be desirable to monitor the CCTV system from other locations – for 
example, a security office – it is essential that total control of the system is maintained 
by personnel in the control point. 

an auxiliary power supply should be provided to ensure continued operation of the CCTV 
system in the event of a power failure. 

16.20 MoNITorING The NuMBer of SpeCTaTorS eNTerING The GrouNd 
at fixtures where the attendance is likely to exceed 75% of capacity of the venue or part 
of the venue there should be a system in place to ensure the respective capacities are 
not exceeded. 

These arrangements could involve issuing tickets. These should be issued for each area 
of the venue and be designated as such. 

In addition an automated counter system could be utilised. This should accurately count 
all persons entering the venue including VIp’s and guests. 

Whether manual, mechanical or computerised, the counting system used should be 
designed to ensure that personnel in the control point are informed immediately when a 
predetermined number of spectators has been admitted through each turnstile, or bank 
of turnstiles serving each section of the ground (see Section 6.5). 

In addition, the following points should be considered. 

a.	 Where a computerised counting system is installed, the display monitor should 
be sited in the control point, where it can be viewed by the safety officer and any 
other appropriate person. 

b.	 In the absence of computerised screen displays or read-outs, an efficient system 
of communication must be established between the turnstiles and the control 
point; using runners, land-lines or radios, with clear written records kept at regular 
intervals using wipe boards and/or pro-formas. 

c.	 all read-outs or written records should indicate the section of the ground, the 
number of spectators occupying that section and the time of the count. 

d.	 all read-outs or written records need to be immediately available to the safety 
officer and any other appropriate person. 

d.	 Contingency plans should cover the failure of a computerised system. 

16.21 fIre WarNING SySTeMS 
Where provided, the fire alarm master panel should be in a location that is both 
accessible and visible to the safety officer. If this is not in the control point, a fire alarm 
repeater panel should also be located in the control point. 

The repeater panel should run silently, or have a mute facility, so that if it goes off it will 
illuminate a prominent red or flashing light rather than sound out. This is so that there 
will be no extra noise to disrupt communications within the control room. If the repeater 
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panel is located elsewhere, it will require a designated individual to monitor it constantly 
during events (see also Section 15.12). 

16.22 SCoreBoardS aNd oTher dISplay BoardS 
Where electronic scoreboards or video display boards are in use, management should 
pre-arrange and script the contents of all safety-related and emergency messages. 
These should be displayed in co-ordination with the broadcast of prepared public 
address announcements. 

operation of the scoreboard or video display board should be from a place other then the 
control point; for example, from the same booth or room as used by the general public 
address announcer. 

The contents and graphics of the messages should be agreed in consultation between 
the management, the police, the emergency services and, if a safety certificate is in 
force, the district council. 

16.23 eleCTroNIC SeCurING SySTeM 
at grounds where electronic securing systems – also known as automated exit gate 
release systems – are installed, a designated exit gate supervisor should be stationed in 
the control point. 

as stated in Section 9.16, the sole duty of this person is to operate and monitor the main 
console or computer display installed as part of such systems. 

Written records of the operation should be maintained, and made immediately available 
to the safety officer and, where appropriate, the police’s ground commander. 

16.24 auxIlIary poWer 
It is important that auxiliary power is provided to enable a venue to be evacuated with 
safety. 

auxiliary power should therefore be provided, sufficient at the very least to enable 
emergency lighting, the public address system, CCTV (where provided) and all other 
safety-related installations to function for an appropriate period after the failure of the 
normal supply. This period should enable the venue to be safely evacuated and secured 
and will relate to the contingency plan for the sports ground. 

auxiliary power capable of enabling the above services and the floodlighting system to 
be operated for a three-hour period should be provided, if it is intended that the fixture 
should proceed in the event of a power failure. 

It is essential to test the necessary communication systems to ensure that they do 
continue to function normally when the auxiliary power takes over. 
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as stated in Sections 2.14 and 2.15, management should also prepare contingency 
plans to cover the possibility of a power failure. These should include, as stated in 
Section 16.13, the provision of loud hailers. 

16.25 dISplayed CoMMuNICaTIoNS WIThIN The CoNTrol poINT 
depending on the size and type of the ground, a certain amount of information will need 
to be displayed inside the control point. This is best achieved by the use of display and 
deployment boards. Such boards might display the following: 

a. a plan of the ground and its immediate approaches 

b. a plan showing the location of fire alarm points and fire-fighting equipment 

c. a list of key point telephone extensions 

d. a wipe board for the deployment of stewards 

e. a wipe board for the deployment of other personnel 

f. a wipe board showing the location of ambulance service, voluntary agency and 
crowd doctor 

g. where no computerised or mechanical read-outs are available, a wiped board to 
display the number of spectators passing through the turnstiles. 

16.26 doCuMeNTaTIoN To Be STored IN The CoNTrol poINT 
as an aid to communications within the control point, storage space should be provided 
for documentation that might be required for instant reference. Such documentation is 
likely to include: 

a.	 a copy of the ground’s contingency plans (see Sections 2.14 and 2.15) 

b.	 relevant details of the emergency plan (see Section 2.16) 

c.	 where appropriate, a copy of the safety certificate, and any other records required 
as a condition of the safety certificate 

d.	 where appropriate, copies of detailed scaled drawings of each section of the 
ground (see Section 4.15). 

16.27 SIGNS: forMS aNd CaTeGorIeS 
a vital part of the communications system is the provision of sufficiently large, clear, 
legible and suitably positioned signs. 

There are essentially three forms of signs, as follows. 

a. Safety signs 

Safety signs appear in five different categories, and should meet the shape and colour 
requirements specified. 
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i.	 prohibition signs; for example, ‘No Smoking’ (circular shape, with a black pictogram 
on a white background, red edging and a red diagonal line through the pictogram); 

iii.	 Warning signs; for example, ‘low headroom’ or ‘uneven Steps’ (triangular shape, 
with a black pictogram on a yellow background, with black edging). 

iv.	 Mandatory signs; for example, ‘Spectators must not cross this line’ (circular shape, 
with pictogram on a blue background) 

v.	 emergency escape or first aid signs (rectangular or square shape, with a white 
pictogram on a green background) 

vi.	 fire-fighting equipment signs (rectangular or square shape, with a white pictogram 
on a red background). 

all signs in this category should be easily seen and understood. In conditions of poor 
natural light it may be necessary to provide either artificial illumination and/or to make 
the signs using reflective material. 

It is emphasised that safety signs are not a substitute for other means of controlling 
risk. They are to warn of any risk that may remain after all engineering controls and safe 
systems of working have been put in place. 

The provision of signs that communicate a hazard warning or safety related message 
may, in certain situations, be mandatory under the health and Safety at Work act 1974, 
and in such cases should conform to the guidance provided within the health and Safety 
(Safety Signs and Signals) regulations 1996. 

further guidance on these regulations and on safety signs in general is available from 
the health and Safety executive (see Bibliography). 

b. Information signs 

These are signs communicating information relative to the ground, to the event, or to 
specific restrictions. Such signs include the following. 

i.	 Ground plans; it is recommended that simplified ground plans are displayed 
at suitable locations, such as ticket offices and main entrances, and, where 
appropriate, in places where they might benefit supporters of visiting teams. The 
ground plans should display any colour-coded information relating to ticketing and 
entry requirements. 

ii.	 Ground regulations, including information on prohibited items. 

iii.	 directional signs, both outside and inside the ground. 

iv.	 Seat and row indicators. 

Signs in this category should not use predominant colouring which could lead to their 
being confused with safety signs. Neither should they be placed in such a way that they 
obscure or dominant safety signs. 
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c. Commercial signs and hoardings 

Care should be taken that signs and hoardings in this category are located in such a 
way that they do not obscure or detract from safety or information signs; for example, by 
being too close, by blocking the line of vision, or by the over-use of predominant colours 
utilised in the safety or information signs. 

16.28 SIGNS: GeNeral proVISIoN aNd MaINTeNaNCe 
The provision of signs at sports grounds should meet the following general requirements. 

a.	 all signs should be securely fixed, including temporary signs used on an event 
basis only. 

b.	 Signs should not be fixed in such a way that they restrict spectator viewing or 
impede the circulation of spectators. 

d.	 all signs should be kept clean. 

e.	 handwritten signs should be avoided. 

f.	 It might be necessary to confirm with the appropriate authority that signs do not 
contravene the fire resistance or fire loading requirements of particular areas of a 
ground, such as emergency evacuation routes or concourses. 

16.29 TICKeTS aNd proGraMMeS 
Wherever possible, the written information provided for spectators should be used as a 
means of communicating safety-related information. 

as stated in Section 2.25, the back of the ticket itself should provide a clear plan of the 
ground. 

That part of the ticket retained by the spectator after passing through a ticket control 
point or turnstile should clearly identify the location of the accommodation for which 
it has been issued. Colour coding of tickets, corresponding to different sections of the 
grounds, should be considered. 

as stated in Section 6.10, the design of the ticket should also ensure that the key 
information printed – such as turnstile, block, seat and row number – is clear and easy 
to read for the spectator, turnstile operators and stewards. 

Clear and concise information about the ground’s layout and safety procedures should 
also be printed in the event programme. 

The management may also wish to issue periodically written material that provides 
further information of interest and relevance to spectators; for example, concerning 
changes of procedure or future arrangements. Such material may be issued with tickets. 
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16.30 INTer-perSoNal CoMMuNICaTIoNS 
as stated in Section 16.1, it is stressed, finally, that good communications are not solely 
dependent on the provision of equipment or systems. 

In all exchanges between members of the safety management team, individuals should 
recognise the need for clear, concise and constructive communication. Training and 
briefing should ensure that there is no confusion as to the use of specific terms, or to the 
meaning of instructions or directions. 

It should also be remembered that for many spectators the only direct contact they have 
with representatives of management may be with staff of stewards. It is therefore crucial 
that any information imparted to spectators is clearly given, accurate and in accord with 
the policies of the safety management team. 

false or confusing information, rudeness or unhelpfulness are all examples of poor 
communications, and are thus a weak link in the safety chain. 
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ChapTer SeVeNTeeN 
This section contains guidance on: 

• design 

• The importance of maintenance 

• Inspections and tests 

• event day staffing 

• anti-vandalism 

• electrical installations 

• lightning protection 

• provision of auxiliary power 

• Temporary demountable standing accommodation 

• auxiliary power equipment 

• emergency lighting 

• passenger lifts 

• Gas fired installations 

• Boilers and other heating devices
 

• oil storage and supply
 

• Ventilation, air conditioning and smoke control systems 

17.1 INTroduCTIoN 
This chapter covers a number of electrical and mechanical installations likely to be in 
place at a sports ground, many of which are either safety-related or have their own safety 
implications. however, reference to some electrical and mechanical installations and 
systems may also be found elsewhere in this Guide, as follows: 

a. public address, CCTV and emergency telephone systems: see Chapter Sixteen 

b. fire alarm and detection systems, and catering installations: see Chapter fifteen. 

c. turnstile monitoring systems: see Chapter Six. 

further reference may be made to the Guide to electrical and Mechanical Services at 
Sports Grounds, published by the district Surveyors association (see Bibliography). 

17.2 deSIGN 
all electrical and mechanical installations should be properly designed for their purpose 
and comply with all relevant legislation and guidance. 
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17.3 

17.4 

17.5 

17.6

17.7 

The IMporTaNCe of MaINTeNaNCe 
all electrical and mechanical installations at a sports ground are liable to gradual 
deterioration, particularly those situated in outdoor or exposed environments. It is 
therefore vital that management ensures that such installations are properly maintained 
by competent persons with the appropriate skills and experience. 

It is imperative that maintenance procedures for both new and existing installations are 
properly understood, and that maintenance is carried out in accordance with: 

a. appropriate and relevant legislation 

b. where appropriate, the current relevant British/european standards 

c. where a safety certificate is in force, the requirements of the district council 

d. the written instructions and schedules provided by the manufacturer. 

INSpeCTIoNS aNd TeSTS 
electrical and mechanical installations should be inspected in accordance with 
legislative requirements and in accordance with an assessment carried out by a 
competent person. 

eVeNT-day STaffING 
Management should ensure that there is a competent person or persons either on 
site or readily available on an event day to deal with any problems which might arise in 
relation to the electrical or mechanical installations at the ground. 

 aNTI-VaNdalISM 
a number of electrical and mechanical installations associated with safety systems, 

including auxiliary power units, may be vulnerable to vandalism. This should be taken 17
 
into consideration when fixing and securing such installations.
 

eleCTrICal INSTallaTIoNS 
all electrical installations should comply with the electricity at Work (Northern Ireland) 
regulations 1991 and the Memorandum of Guidance hSa 55 and subsequent revisions. 

an electrical Installation Completion Certificate, as prescribed by the Institution of 
electrical engineers (Iee) should be retained by the management. each Completion 
Certificate should be accompanied by a current periodic Inspection report. any new part 
to the electrical installation should, in the first instance, have a separate Completion 
Certificate. further guidance is available from the Iee (see Bibliography). 

paGe |  217 



 

 

  

 

 

 

The NorTherN IrelaNd GuIde To |  SafeTy aT SporTS GrouNdS 

17.8 lIGhTNING proTeCTIoN 
lightning protection for structures, both permanent and temporary, should be provided 
in accordance with the current relevant British and european standards. The lightning 
protection should be tested annually by a competent person, and a certificate supplied 
to the ground management. floodlighting towers should be bonded to earth in 
accordance with the current British european Standard. 

17.9 lIGhTING 
The lighting in all parts of a sports ground accessible to the public should allow them 
to enter, to leave and move about the ground in safety. This is particularly important in 
relation to entry and exit routes and stairways used by the public. 

at all times when the daylight in any section of a ground accessible to the public is 
insufficient, or if the ground is to be used in non-daylight hours, adequate artificial 
lighting should be provided. This lighting should also be sufficient to illuminate all signs, 
in accordance with recognised guidance. 

Consideration should also be given to the lighting required for CCTV systems to operate 
satisfactorily (see Sections 16.15 to 16.19). 

The minimum level of illumination should be as recommended by the Chartered Institute 
of Building Services engineers (CIBSe). for details of guides produced by the CIBSe see 
the Bibliography. for guidance on emergency lighting, see Section 17.13. 

all light fittings located in outdoor situations and subject to weather exposure, should be 
of an appropriate Index of protection specification and specified by a suitably competent 
person. 

all associated electrical control gear should be located in either a secure area with 
access limited to authorised personnel or in lockable enclosures. 

17.10 proVISIoN of auxIlIary poWer 
as stated in Sections 2.14 and 2.15, management should prepare contingency plans to 
cover the possibility of a power failure. 

Where appropriate, auxiliary power should be provided, of sufficient capacity to power 
emergency lighting, the public address system, CCTV and all other safety related 
electrical installations to enable the venue to be evacuated in a safe manner. 

an auxiliary power system designed to supply emergency and safety systems should be 
independent of any other wiring systems. 

17.11 auxIlIary poWer equIpMeNT 
Where provided, auxiliary power equipment should be located in a secure room or 
building to which the public does not have access. The room or building should be of a 
construction having a fire resistance of not less than one hour. 
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auxiliary power equipment should be installed, maintained and tested in accordance 
with the manufacturers written instructions and current British european Standards. as 
stated in Section 4.9, it should be inspected and tested 24 hours before each event, and 
should also be capable of operating on the failure of a single phase. 

for further guidance on auxiliary power, see Section 16.24. 

for new build or major refurbishment it is important that adequate space is provided for 
safe access and maintenance of equipment by authorized personnel. 

17.12 eMerGeNCy lIGhTING 
at sports grounds used to stage events in non-daylight hours, emergency lighting for 
use in the event of a failure of the general lighting should be provided in all parts of 
the ground to which the public have access, including and along all exit and emergency 
evacuation routes, with exit signs clearly illuminated. 

There is no British european Standard code for emergency lighting that is applicable to 
sports grounds. Instead, installation and inspection should generally comply with the 
current British european Standard for the lighting of premises used for entertainment, 
other than cinemas and certain other specified premises. 

emergency lighting at sports grounds should meet the following requirements. 

a.	 Where emergency lighting systems are not separate from the normal lighting 
system, a risk assessment should be carried out to determine the adequacy of the 
chosen system in emergency conditions. 

b.	 The emergency lighting system should operate automatically on the failure of the 
normal lighting system. 

c.	 Where the emergency lighting is a non-maintained system, such lighting should be 
designed to operate on the failure of a circuit or sub-circuit. 

d.	 along all exit and emergency evacuation routes, the emergency lighting should 
afford a level of illumination sufficient to enable people to leave the premises. for 
guidance on the level of illumination required, reference should be made to the 
CIBSe emergency lighting guide (see Bibliography). 

e.	 If a generator is used, it should be able to operate the full emergency lighting load 
within not more than five seconds of start-up. 

f.	 The system should be capable of maintaining the necessary level of Illumination 
for emergency evacuation for at least three hours from failure of the normal supply. 
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17.13 paSSeNGer lIfTS 
passenger lifts should be maintained and tested in accordance with the lifting 
operations and lifting equipment regulations (Northern Ireland) 1999 and related 
guidance material. 

The following general requirements should be considered. 

a.	 lift alarms should be audible and visual under event conditions and linked to the 
crowd control point. 

b.	 for new lift installations, consideration should be given to providing a duplicate 
alarm in the ground’s control point. a dedicated telephone line should be provided 
and linked to the control point or other designated monitoring station. This is in 
addition to a direct link to the maintenance service provider, if applicable. 

c.	 lifts for the use of spectators with disabilities should be provided in accordance 
with Section 13.14. 

d.	 all lift lobbies associated with ordinary passenger lifts (not applicable to 
evacuation lifts), should be fitted with a disabled refuge and call point linked to the 
control point or other designated monitoring station. 

e.	 as stated in Section 13.17, a lift provided for passenger use in the normal 
operation of a sports ground may be used for evacuation purposes only if it meets 
the requirements of an evacuation lift, as specified in the current relevant British 
european Standard. among other requirements, this means that it should be able 
to operate in reasonable safety when there is a fire in the building. 

f.	 Where provided, a fire-fighting lift may also be used for emergency evacuation 
(see Section 13.17), provided it is designed and specified in accordance with all 
legislative requirements and appropriate guidance. 

17.14 GaS-fIred INSTallaTIoNS 
all natural gas and liquefied petroleum gas installations, including heating and cooking 
appliances, pipe work and meters, should comply with the Gas Safety (Installation and 
use) regulations (Northern Ireland) 2004. These regulations allow only qualified CorGI 
registered installers to carry out work on these parts of gas installations. 

The location, siting and access to gas storage, supply pipe work and metering should be 
designed to minimise the potential for accidental damage or vandalism. 

17.15 BoIlerS aNd oTher heaTING deVICeS 
as stated in Section 15.9, rooms containing boilers may be considered as high-risk fire 
areas. for this reason, boilers (and other heating devices) should meet the following 
requirements. 

a.	 Boilers should be installed by a competent person in accordance with current 
British european Standards. They should be housed in a fire-resistant enclosure, 
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and, where appropriate, separated from areas of spectator accommodation by a 
construction having a fire resistance of at least one hour. 

b.	 To prevent over-heating, boilers, generators, air heaters and other similar 
appliances should be fitted with a fusible link or similar device that will 
automatically cut off energy supplies. 

c.	 Boiler or generator rooms should have adequate air supply for the safe operation 
of the appliances, and be generally ventilated. 

d.	 The location of both combustion air intakes and ducts, and flue pipes and exhaust 
systems for boilers and generators, should not prejudice the means of escape 
for spectators, and should not cause a nuisance by emission into spectator 
accommodation. 

e.	 Where it is necessary for ducts and pipes to pass through areas occupied by 
spectators, they should be of the same fire resistance as the room to which they 
are connected, until they reach a safe place of emission or supply. 

17.16 oIl SToraGe aNd Supply 
as stated in Section 15.9, the storage of oil constitutes a high fire risk. oil storage and 
oil supply systems should therefore comply with the current relevant British/european 
Standards. 

The location, siting and access to oil storage, supply pipe work and metering should be 
designed to minimise the potential for accidental damage or vandalism. 

17.17 VeNTIlaTIoN, aIr CoNdITIoNING aNd SMoKe CoNTrol SySTeMS 
The installation of any mechanical ventilation, air conditioning or smoke control systems 
should be subject to detailed design and installation by competent persons with the 
appropriate qualifications and experience. 

The provision of such systems will form an important part of any fire risk assessment 
(see Chapter fifteen) and will require the input of a suitably qualified fire engineer. 

Where provided to help facilitate safe evacuation (for example, smoke extraction in a 
concourse), they should be linked to an auxiliary power supply. 
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ChapTer eIGhTeeN 
This section contains guidance on: 

•	 Management responsibility and consultation 

•	 definitions 

•	 Medical first aid risk assessment 

•	 Medical plan 

•	 first aid room 

•	 Medical and first aid equipment and storage 

•	 upkeep and inspection of the first aid room 

•	 provision of competent medical services 

•	 Crowd doctor 

•	 ambulance provision 

•	 Numbers of first aiders 

•	 role of first aiders 

•	 Communication 

•	 Incident plan 

•	 Inspections and records 

18.1 MaNaGeMeNT reSpoNSIBIlITy aNd CoNSulTaTIoN 
The measures described elsewhere in the Guide should, if followed, help to prevent a 
serious incident. however, in order to discharge fully its safety responsibilities, ground 
management should ensure that appropriate medical, nursing, paramedic and first aid 
provision are available for all spectators. 

Management must commission a medical risk assessment from a competent person 
or organisation (see Section 18.3) who should consult the Northern Ireland ambulance 
Service (NIaS), medical and first aider providers and crowd doctors as appropriate. 

Where a safety certificate is in force the consultation arrangements should be made 
through the district council. 

from the results of the medical risk assessment, management must produce a written 
medical plan defining the levels of medical and first aid provision for spectators at the 
sports ground (see Section 18.4). 

17.2 defINITIoNS 
i. A	 first aider is someone who holds a valid certificate issued by one of the 

organisations listed in Table 18.1, or any other qualification approved in writing by 
dCal, and has immediate access to a first aid kit (see appendix 1). 
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TaBle 18.1
 

Minimum standards for first Aid providers at sports grounds 

a first aider is any person who is 

 (a) the holder of a recognised first aid certificate from employment Medical advisory Service 
see http://www.hseni.gov.uk or 

(b) the holder of a current ‘first person on Scene’ (fpoS) Intermediate Certificate issued by 
edexcel or 

(c) the holder of an ambulance care assistant award issued by edexcel 

(d) a person who has obtained a first aid Certificate from one of the following organisations: 

St John ambulance, British red Cross and order of Malta or 

(e) a person who is the holder of any other qualifications approved by dCal. 

ii.	 a paramedic is a person who is currently registered with the health and Care 
professions Council (www.hcpc-uk.org) and is suitably equipped to carry out that 
role. 

iii.	 an eMT (emergency medical technician) / ambulance technician is someone who 
holds one of the following qualifications; 

•	 BTech level 3 ambulance Technician awarded by the Institute of healthcare 
and development 

•	 St John emergency Transport attendant award (or equivalent) 

•	 The British red Cross first aiders with enhanced skills to IhCd (or 
equivalent) 

•	 The order of Malta pre hospital emergency Care Council (eMT) (or 
equivalent) 

•	 any other qualification approved by dCal 

iv.	 a Crowd doctor is a qualified medical doctor who is registered with the General 
Medical Council (www.gmc-uk.org) and is qualified and experienced in pre-hospital 
immediate care, and have completed the pre-hospital emergency Care Course 
(pheC), the Major Incident Management and Support Course (MIMMS) or have 
equivalent relevant experience. 

v.	 a first aid room is a room dedicated to the provision of first aid to spectators 
(distinct from facilities for players and staff), which is suitably equipped and 
is easily accessible for both spectators and ambulances. See 18.5 for the 
requirements for a first aid room 

vi.	 an accident and emergency ambulance is an ambulance suitably equipped 
and supplied by NIaS or by a private organisation. an accident and emergency 
ambulance would normally have a paramedic crew consisting of, as a minimum: a 
state registered paramedic and an eMT/ambulance technician and should contain 
the equipment listed in appendix 2. 
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18.3 MedICal fIrST aId rISK aSSeSSMeNT 
The risk assessment should take account of (but not be limited to) the following factors: 

a. Physical factors 

i.	 the physical layout of the sports ground and its surroundings (including roads, car 
parks and waterways) 

ii.	 the design of the ground including any areas of high risk 

iii.	 the presence of large upper tiers or extensive areas of spectator accommodation, 
their access/egress and the provision of satellite first aid rooms 

iv.	 the presence of areas of standing accommodation or temporary demountable 
stands 

v.	 the location of the ground control point, first aid posts, ambulance control point 
and other key locations under the ground contingency plans and emergency 
procedures 

vi.	 the nature and location of the radio and other communications systems 

b. Safety management factors 

i.	 the safety management structure and lines of communication 

ii.	 the ground contingency plans and emergency procedures 

iii.	 the training of staff 

iv.	 the hazards and risks posed by the event to the spectators 

v.	 the anticipated composition and behaviour of the crowd 

vi.	 historical data or treatments for injuries and medical conditions including similar 
events elsewhere 

vii.	 any requirements of particular sports governing bodies 

18.4 MedICal plaN 
The medical plan should include details of: 

a.	 the medical team command and lines of responsibility 

b.	 the ground command and control systems 

c.	 the size, location and number of permanent, temporary or mobile first aid rooms 
and facilities 

d.	 all medical equipment and materials and their source 

e.	 the role, number and location of ambulances, their capabilities and the crew 
competencies 

f.	 the duties, number and location of crowd doctors, nurses, paramedics and first aid 
personnel 
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g.	 the communication links to the members of the medical team inside the ground 
and with other agencies outside the ground 

h.	 procedure for the investigation and management of critical incidents 

i.	 the number and profile of the crowd, with particular reference to the likely 
presence of older people, young children and those with disabilities 

j.	 the time and duration of the event 

k.	 the procedures for inspecting facilities and equipment 

l.	 the need to respond to particular weather conditions 

m.	 travel times and distances to local accident and emergency hospitals 

n.	 the response to a major incident 

o.	 major incident triage procedures 

p.	 major incident casualty clearing location and procedures 

q.	 procedures for dealing with fatalities 

r.	 the necessary welfare facilities for all medical service personnel 

particular sports governing bodies may have specific requirements for medical support in 
order to permit the event to commence or to continue. The medical resources provided 
for participants should not be regarded as available for spectators and vice versa. 

The plan should be reviewed annually or after any significant incident or near miss, or 
after any significant change in the layout of the sports ground or the management of the 
sports ground. 

In addition to the medical plan for spectators it is likely that there will be a medical plan 
for participants and officials. It is not unreasonable to combine the two plans to provide 
a clear statement of responsibilities. 

18.5 fIrST aId rooM 
Sports Grounds designated under the provisions of the Safety of Sports Grounds (NI) 
order 2006 should have a first aid room that should be available for use at all specified 
activities. 

The operators of sports grounds that have not been ‘designated’ under the provisions of 
the Safety of Sports Grounds (NI) order should undertake a risk assessment regarding 
the medical/first aid arrangements provided at the events hosted at the venue and 
provide a first aid room if considered appropriate. 

Where it is considered that a first aid room is not required given the scale of attendances 
normally hosted at the venue a temporary facility should be provided at any ‘one off’ 
fixture that attracts a significantly higher attendance or where the anticipated audience 
profile is considered to present additional risk. 
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It would be recommended that Venue operators consult NIaS regarding the provision of 
a first aid room/temporary first aid room for events particularly where the anticipated 
attendance is likely to exceed 2,000. 

a. Size 

The first aid room should meet the following requirements: 

i.	 The recommended minimum size of the room is 15 square metres. Where the 
authorised capacity of the ground exceeds 15,000 this size should be increased to 
at least 25m². 

ii.	 The room should contain a couch with adequate privacy screening, with space for 
people to walk around, and an area for treating sitting casualties. If the authorised 
capacity of the ground exceeds 15,000 and a room of at least 25m² is provided, 
an additional couch should be provided. 

iii.	 The room must provide sufficient secure storage space for all appropriate 
equipment and materials. 

b. fittings and facilities 

The first aid room should have the following fittings and facilities: 

i.	 heating, lighting (including emergency lighting), ventilation and an appropriate 
power supply. 

ii.	 a stainless steel sink plus facilities for hand washing 

iii.	 a supply of hot and cold water, plus drinking water 

iv.	 toilet facilities, which should be accessible to wheelchair users 

v.	 a worktop 

vi.	 a couch or couches 

vii.	 telephone equipment allowing internal and external communication. The 
equipment should be tested and confirmed to be operational prior to each event, 
and the results of the test recorded. It should be noted that in some situations, the 
mobile network may become ‘congested’. 

c. Design and location 

The first aid room’s location and design should: 

i.	 be easily accessible to both spectators and the emergency services and their 
vehicles 

ii.	 be clearly signposted throughout the ground, clearly identified, and its location 
known to all stewards 

iii.	 be designed in such a way as to facilitate easy maintenance in a clean and 
hygienic condition, free from dust 
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iv.	 have a doorway large enough, and appropriate surfaces, to allow access for a 
stretcher, ambulance trolley or wheelchair 

v.	 include an area in close proximity where patients, relatives and friends can be 
seated while waiting. 

The first aid risk assessment should consider the provision of satellite first aid rooms 
in sports grounds with, for example, large upper tiers or extensive areas of spectator 
accommodation. 

a suitable site should be identified as a secondary first aid post in the event of the 
primary first aid post becoming non-operational for any reason. 

18.6 MedICal aNd fIrST aId equIpMeNT aNd SToraGe 
Suitable arrangements should be provided for the procurement and replacement of the 
agreed scale of medical and first aid equipment and materials as set out in the medical 
plan (see Section 18.4). 

a list of the equipment that should be available in a first aid room is contained in 
appendix 3. 

Management should ensure that defibrillators are provided at all events. If the 
management itself does not have defibrillators permanently on site, it should ensure that 
they are supplied by the medical and/or first aid provider. It is desirable that, where doctors 
and paramedics are deployed, a manual defibrillator should be provided. automatic and 
semi-automatic defibrillators should also be available for suitably trained staff. 

Management must provide suitable secure storage for the first aid materials and 
equipment except any equipment brought in on the event day by day medical provider. 

arrangements should be put in place for the safe disposal of clinical (including sharp 
items) and non-clinical waste. 

18.7 upKeep aNd INSpeCTIoN of The fIrST aId rooM 
Ground management is responsible for the upkeep and cleanliness of the first aid room. 

as stated in Section 18.15, management should also ensure that the first aid room, 
equipment and materials are inspected before an event in accordance with the medical 
plan (see Section 18.4) 

all first aid facilities should also be available at any time for inspection by the ground 
management and, where a safety certificate is in force, by the district council. 

18.8 proVISIoN of CoMpeTeNT MedICal SerVICeS 
responsibility for ensuring the presence of competent personnel lies with the ground 
management (the qualified person in the case of a designated sports ground). 
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Management should appoint one or more organisations who can supply the number and 
range of suitably qualified personnel required for the venue and the event. 

Venue management should also liaise with NIaS regarding the medical first aid 
arrangements at the venue. 

18.9 CroWd doCTor 
at an event where the number of spectators exceeds 10,000 (or a higher figure 
if substantiated within the medical plan), at least one crowd doctor, qualified and 
experienced in pre-hospital immediate care should be present. at an event where 
the number of spectators exceeds 30,000 at least 2 crowd doctors qualified and 
experienced in pre-hospital immediate care should be present. The doctor(s)’ first duty 
must be to the crowd. 

TaBle 18.2 

Attendance Provision 

up to 10,000 as per the Medical plan 

10,001 to 30,000 at least one doctor unless alternative provision is agreed by NIaS 
and there are other medical professionals in attendance 

30,001 plus at least two doctors unless alternative provision is agreed by NIaS 
and there are other medical professionals in attendance 

The whereabouts of the crowd doctor in the ground should be known to all first aid and 
ambulance staff and to those stationed in the control point, who should be able to make 
immediate contact with him or her. 

The crowd doctor should be at the sports ground prior to spectators being admitted and 
remain in position until the spectators have left. 

The crowd doctor should be aware of: 

a. the location and staffing arrangements of the first aid room and details of the 
ambulance cover 

b. the local emergency plans for dealing with major incidents and how these relate to 
contingency plans for the ground (see Chapter 2). 

18.10 aMBulaNCe proVISIoN 
Management should make arrangements for the provision of at least one fully equipped 
emergency ambulance (see 18.2) at all events with an anticipated attendance of 5,000 
or more (or a higher figure if substantiated within the medical plan). 

While the requirements for every event should be examined on an individual basis, Table 
18.3 provides a general guide for ambulance provision which, in most cases, should be 
considered reasonable: 
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TaBle 18.3 aMBulaNCe proVISIoN aCCordING To aTTeNdaNCe
 

Anticipated 
attendance 

emergency 
ambulance provision 

NIAS Manager NIAS ambulance 
vehicle 

up to 5,000 as per Medical first 
aid risk assessment 

- -

5,000 to 25,000 1 1 (see below) -

25,000 to 45,000 1 1 1 major incident 
equipment vehicle 1 
control unit 

Notes to Table 18.3 

Where a NIaS manager has attended a fixture at a venue and is satisfied that the medical/first 
aid arrangements are appropriate, further visits many not be required until a later stage of the 
playing season unless there has been an incident, particular concerns about a given fixture, or 
there have been other concerns regarding medical/first aid provision. Where the NIaS manager 
has concerns regarding the medical/first aid arrangements, these concerns should be detailed in 
writing and further visits made until all concerns have been addressed. 

for anticipated attendances of over 25,000 the major incident equipment vehicle and control 
unit may not be required where this can be justified under the medical plan. 

The ambulance(s) should be at the sports ground prior to spectators being admitted. Its 
role during the event should be clearly defined in the medical plan. 

The medical plan should ensure that where the emergency ambulance has been 
provided for command and co-ordination purposes another ambulance is available for 
patient care. an ambulance is not required for command and co-ordination when the 
personnel exercising these functions are deployed in a multi-agency control point with 
appropriate communications. 

The ambulances required by the medical plan may be supplied by NIaS, a competent 
private medical provider or the voluntary sector. 

18.11 NuMBerS of fIrST aIderS 
a first aider is defined in 18.2.
 

The provision of first aiders should meet the following minimum requirements:
 

a. No event should have fewer than two first aiders 

b. at all-seated grounds the ratio should be one first aider per 1,000 up to 10,000 
spectators, and thereafter one per 2,000 (of the number of spectators anticipated 
for the event). 

Where there is reason to believe that spectators will stand in seated areas in large 
numbers, the number of first aiders in the area concerned should be increased in line in 
accordance with c. below. 
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c.	 at sports grounds with seated and standing accommodation there should be at 
least one first aider per 1,000 up to 20,000 spectators, and thereafter one per 
2,000 (of the number of spectators anticipated for the event) 

d.	 factors other than crowd numbers (for example, weather, type of event should also 
be considered (see Section 18.3). 

18.12 role of fIrST aIderS 
first aiders should: 

a.	 have the maturity, character and temperament to carry out the duties required of 
them 

b.	 have no other duties or responsibilities 

c.	 should be able to understand and communicate verbal and written instructions in 
english 

d.	 be in post at the ground prior to spectators being admitted 

e.	 be briefed prior to deployment as to their roles and responsibilities as well as 
emergency and evacuation procedures 

f.	 be deployed in spectator areas in appropriate numbers to provide care when 
spectators are admitted and remain deployed in spectator areas throughout the 
event 

g.	 remain in position until the spectators have left the ground. 

18.13 CoMMuNICaTIoN 
a system should be in place to allow reliable radio communication on a single channel 
between a control point and members of the medical services (see Section 16.2). 

Where necessary, provision should be made for a representative of NIaS, the medical 
provider and/or crowd doctor to have access to the control point, and to be provided 
with, working facilities and appropriate communications there. 

18.14 INCIdeNT plaN 
as stated in 2.14, ground contingency plans (and the medical plan) must be compatible 
with the emergency, or major incident plan (see Section 2.16) prepared by the emergency 
services. The drafting of the major incident plan within the sports ground medical plan 
should reflect current department of health Guidelines. 

The major incident plan should identify areas for dealing with multiple casualties and 
identify access and egress routes and a rendezvous point, for emergency service 
vehicles. 
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Consultation should therefore take place between ground management, the police, fire 
and ambulance services, and the district council, in order to produce an agreed plan of 
action for all foreseeable incidents. 

all first aid and medical staff likely to be on duty should be briefed on their role in the 
major incident plan, preferably before they undertake event-day duties. a copy should be 
kept in the first aid room. 

In the event of a major incident, all medical, ambulance and first aid staff will come 
under the command of the NIaS officer when present. 

18.15 proCedureS, INSpeCTIoNS aNd reCordS 
a. Before the start of the event 

Management should ensure that: 

i.	 sufficient qualified medical, nursing, paramedic and first aid staff are present, and 
at their posts 

ii.	 they are properly briefed 

iii.	 first aid equipment and materials are maintained at the required level 

iv.	 appropriate medical and ambulance provision is in place 

b. During and after the event 

Management should ensure that: 

i.	 first aiders remain in position until stood down by safety officer 

ii.	 management, ambulance officers, first aiders and crowd doctor should participate 
in a de-briefing, with comments and any follow-up actions being recorded by 
management 

iii.	 a record is kept of the numbers and posts of all ambulance personnel and first 
aiders in attendance at the event, plus the name of the crowd doctor 

iv.	 a record is kept of all first aid or medical diagnosis and treatment provided 
during the event (while preserving medical confidentiality), showing the onward 
destination of casualties; that is, whether they remained at the event, returned 
home, went to hospital or to their own family doctor 

v.	 records are kept available for inspection, where appropriate, by the relevant 
authorities (while preserving medical confidentiality). 
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appeNdIx 1 

equipment that would be expected to be in a first Aid Kit 
(this should not be considered as exhaustive); 

•	 action card- this should detail incident reporting, recording processes with a basic 
reminder of first aid procedures (can be ground-specific) 

•	 Medium dressings (x4) 

•	 large dressings (x2) 

•	 disposable Triangular Bandages (x2) 

•	 No 16 eye pad (or similar) (x2) 

•	 Box of assorted washproof plasters 

•	 Box of cleaning wipes (x1) 

•	 Micropore tape (x1 roll) 

•	 Nitrile gloves (x6 pairs) - MuST Be laTex free 

•	 revive aid (or similar protection for mouth-to-mouth) (x1) 

•	 Small clinical waste bag (x1) 

•	 disposable heat retaining blanket (x1) 

•	 Small clinical waste bag (x1) 

•	 disposable heat retaining blanket (x1) 

•	 eye wash phials 20ml (x4) 

•	 Burns dressing 10 x 10 cm (x1) 

•	 Tuff cut scissors (x1) 

•	 apron for protection of first aid responder 

•	 100 ml sharps box (or similar) (x1) 
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appeNdIx 2 

equipment that should be present in an emergency ambulance 
(this should not be considered as exhaustive); 

•	 aed/defibrillator 

•	 Stretcher trolley cot 

•	 Carry chair 

•	 oxygen therapy equipment 

•	 analgesia equipment 

•	 fracture splints (various) 

•	 C-spine collars (full set) 

•	 Spinal immobilisation board/device 

•	 Scoop stretcher 

•	 Burns kit (full set) 

•	 first-aid kits (see appendix 1) 

•	 patient blankets 

•	 personal protective equipment- gloves, gowns, masks 

•	 Medical supplies- such as bandages, airways etc. 

•	 Clinical waste bins 

•	 appropriate sterile cleaning wipes for: 

a) equipment 

b) ambulance crew 
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appeNdIx 3 

The equipment available in the first aid room should be as per the Medical Plan and is likely to 
include (this should not be considered as exhaustive); 

•	 first-aid room 

•	 a rescue stretcher 

•	 a scoop stretcher 

•	 a carrying chair 

•	 a Trolley stretcher 

•	 patient blankets 

•	 foil blankets 

•	 pillows with plastic covers 

•	 disposable paper sheets 

•	 disposable gloves (not latex) 

•	 Buckets 

•	 disposable bowls 

•	 an electrical supply 

•	 paper cups and dispenser 

•	 paper towels 

•	 Supply of black plastic bags for normal rubbish 

•	 yellow plastic bags for medical use (These last two items must be disposed of in the 
correct manner by the holder) 

•	 direct communications with the Safety officer and the Control room 

•	 a telephone 

•	 a stainless steel sink with adequate drainage 

•	 a hot and cold water supply and basin with adequate drainage 

•	 a drinking water supply 

•	 useable medical items, as advised by the medical practitioner and first aiders 

•	 appropriate disinfectants 

•	 a list of local receiving hospitals 

paGe |  236 



The NorTherN IrelaNd GuIde To |  SafeTy aT SporTS GrouNdS  

 

ChapTer

NINeTeeN
 

Media provision 



 

 

 

 

 

 

 

 

  

 

 

 

  

 

 

 

The NorTherN IrelaNd GuIde To |  SafeTy aT SporTS GrouNdS 

ChapTer NINeTeeN 
This section contains guidance on: 

•	 Management responsibility 

•	 pre-event planning and briefing 

•	 pre-event inspections 

•	 roving media personnel 

•	 Identification 

•	 New construction 

19.1 MaNaGeMeNT reSpoNSIBIlITy 
Management is responsible for ensuring that media activities do not interfere with or 
negate the normal safety operation of the ground, and do not hamper the safety, comfort 
or viewing standards of spectators. 

Guidance on the safety implications of broadcasting sports events is available from the 
health and Safety executive (see Bibliography). 

19.2 pre-eVeNT plaNNING aNd BrIefING 
Management should ensure that all arrangements for media coverage are agreed with 
the companies concerned in good time before the event, and that the safety officer 
is able to prepare pre-event briefings accordingly. Where appropriate, any temporary 
arrangements may also need to be discussed and, if a safety certificate is in force, 
agreed with the district council, at a pre-determined period before the event. 

pre-event planning and briefings should include proposed arrangements for any 
associated pre-match, half-time or mid-event entertainment. If appropriate, safety 
personnel should also be assigned to the role of liaison with the media personnel, and 
for monitoring the media provision during the event. 

If any media provision results in restricted views for any areas of spectator 
accommodation, tickets for those areas should not be sold, and access to them not 
permitted for spectators during the event. 

Media personnel unfamiliar with emergency procedures at the ground and, where 
appropriate, specific requirements and conditions of the safety certificate, should be 
fully briefed and informed by the safety officer. 

19.3 pre-eVeNT INSpeCTIoNS 
In particular, the management should consider the following. 

a.	 Vehicles should not be parked in such a manner as to obstruct ingress and egress 
from the ground by spectators or emergency vehicles. 

b.	 unless adequately protected, cables should not run along or across gangways, or 
passageways, or otherwise obstruct the movement of spectators. Where laid in 
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front of pitch perimeter exits, cables should be buried or installed in a cable duct. 
The use of rubber matting is not recommended. 

c.	 Camera gantries should be securely constructed and should not obscure the view 
of spectators. 

d.	 Where cameras overhang gantries located above spectator areas, protective 
measures, such as netting, should guard against falling objects. 

e.	 Where cameras or camera gantries are located in spectator areas, or where 
sightlines are restricted as a result of their location, capacities should be reduced 
accordingly. as stated in Section 19.2, management should also ensure that 
tickets for the affected areas are not sold. 

f.	 The precautions listed above apply also to loudspeaker systems and other media 
installations; for example, video screens, stages or studios. 

g.	 The output from loudspeaker systems should not drown out police and stewards’ 
radios, or the public address system. provision should be made for an override 
switch (normally in the control point), so that the loudspeaker output can be 
interrupted if necessary. 

h.	 Temporary advertising boards or hoardings should be constructed safely and 
not obscure spectators’ views, nor obstruct access gates or openings in pitch 
perimeter barriers. 

Spectators should be excluded from areas where the view of the playing areas is 
obstructed by advertising boards, hoarding, photographers etc. 

i.	 Temporary scaffolding, for example for cameras or temporary television studios, 
should be installed in accordance with the recommendations made by the 
Institution of Structural engineers (see Section 14.2 and Bibliography). Temporary 
structures should be certified by a competent person as being structurally safe 
and suitable for their location (see Chapter fourteen on temporary demountable 
structures). 

j.	 Temporary barriers protecting media installations should accord with the 
recommended loadings given in Table 1 of Chapter Ten. 

19.4 roVING MedIa perSoNNel 
Management should make provision for the positioning of photographers, camera 
operators and any other roving media personnel, so as to ensure that the sightlines of 
spectators are not restricted more than momentarily. 

Stewards should be instructed to move any media personnel whose activities create 
obstructions to spectators’ views or to the safety management operation. 
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19.5 IdeNTIfICaTIoN 
all media personnel, and in particular all roving media personnel, should be clearly 
identified, but in such a way that their clothing cannot be confused with stewards or 
other safety personnel. 

19.6 NeW CoNSTruCTIoN 
It is recommended that the design of new sports grounds and stands takes into full 
consideration the requirements of the media; for example, for the concealed routing of 
television and radio cabling, and for the avoidance of viewing restrictions when planning 
camera positions, advertising hoardings and any temporary installations. 
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ChapTer TWeNTy 
This section contains guidance on: 

•	 provision for spectator accommodation 

•	 profile of likely spectators or audience 

•	 Briefing of event personnel 

•	 The staging of pop concerts 

•	 fireworks displays 

•	 Noise disturbance 

•	 designing for alternative uses 

20.1 INTroduCTIoN 
The increased use of grounds for events other than the specific sport or sports for which 
they are designed requires management to consider a number of issues. This should 
be done well in advance, in consultation with the emergency services and, if a safety 
certificate is in force, with the district council. 

In all cases, it is stressed that the provision of safe accommodation for spectators 
and the maintenance of safety standards remains the responsibility of both ground 
management and the organiser of the event. 

Where an event is being arranged by an outside organisation, close liaison will be 
needed between that organisation and the ground management to agree who is 
responsible for specific safety duties and to ensure that each party understands its 
responsibilities. The agreement should also be recorded in a written statement. 

If doubts arise as to the suitability of the ground itself – its lay-out or structures – or 
to the management’s ability to adapt its safety management operation to different 
circumstances, the event should not take place. 

This chapter highlights some of the main concerns relating to safety, and offers guidance 
on safety and design considerations for new construction. 

It should be noted that this chapter applies not only to the staging of such events as pop 
concerts or mass gatherings, but also to the staging of sports other than the sport or 
sports for which the ground was designed. This might include such events as a boxing 
match staged at a football ground, or a rugby match staged at an athletics stadium. 

20.2 proVISIoN for SpeCTaTor aCCoMModaTIoN 
Where the required provision for spectator accommodation is likely to differ from the 
standard arrangements for the ground, management should ensure that the safety of 
spectators is not compromised. In particular, management should consider the following. 

a.	 If spectators are to stand or be seated on the pitch or area of activity, the total 
number allowed should take into account the ingress or egress capacity of the 
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entrances and exits available around the pitch or area of activity, and to the 
arrangements made for emergency evacuation. 

b.	 If spectators are to stand on the pitch or area of activity, suitable arrangements 
for their safety should be provided. This will include ensuring that the underfoot 
conditions are suitable for standing at the type of event being staged, and may 
require the provision of a temporary surface. Barrier protection should be provided 
where appropriate, (for example, around temporary structures), in addition to 
effective stewarding and monitoring. 

c.	 If there is to be a free movement of spectators between the stands or terraces and 
the pitch or area of activity, all entry points should be controlled and the numbers 
monitored. 

d.	 areas of fixed viewing accommodation from which the event cannot be safely or 
comfortably viewed in full, because of the erection of temporary structures – such 
as stages, temporary demountable stands, advertising hoardings or camera 
platforms – should, wherever possible, be taken out of use and, in any case, 
discounted from any capacity calculation. Management should ensure that such 
arrangements do not preclude the attendance of disabled people. 

further guidance on the use of temporary demountable structures can be found in 
Chapter fourteen. 

20.3 profIle of lIKely SpeCTaTorS or audIeNCe 
different sports and events attract different groups of people. Some may attract more 
women, children, disabled or elderly people than is the norm for the core sport or 
sports staged at the ground. provision for their safety and welfare should therefore be 
considered in advance. Contingency plans for the ground might also have to be adapted 
accordingly. 

In particular, the following considerations should be addressed. 

a.	 Many of the people attending the event might be unfamiliar with the layout of the 
ground, thus requiring extra signs and stewarding at key points. 

b.	 The response of many people to instructions, controls and emergency evacuation 
procedures might be slower than is the norm for regular attenders. 

c.	 Toilet and catering arrangements might have to be adapted. If temporary facilities 
are brought in, their siting and service arrangements should not block any 
circulation routes, particularly those required for egress or emergency evacuation. 

20.4 BrIefING of eVeNT perSoNNel 
Many events will involve the participation of personnel – including technical staff, 
contract stewards, officials, media personnel and even participants – who are unfamiliar 
with the ground and its safety management arrangements. Ground management should 
therefore ensure that such people are suitably briefed and familiarised in advance. 
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pre-event agreements should make absolutely clear to all concerned the chain of 
command, and the division of responsibilities. 

20.5 The STaGING of pop CoNCerTS 
Before considering the staging of a pop concert at a sports ground, management should 
seek guidance from competent persons with appropriate experience. 

detailed advice is also available in the Guide to health, Safety and Welfare at pop 
Concerts and Similar events, issued jointly by the health and Safety Commission, the 
home office and The Scottish office (see Bibliography). 

There may be a requirement to obtain an entertainments licence under the local 
Government (Miscellaneous provisions) (NI) order 1985, from the district council. The 
licence may include conditions relating to safety and the times when entertainment can 
be provided. Management should contact the district council regarding this matter. 

particular concerns to be addressed are as follows. 

a. The suitability of spectator accommodation 

It is stressed that not all areas of a ground may be suitable for safely accommodating 
audiences at a concert. 

Before an area of spectator accommodation is used, whether it is permanent or 
temporary, an evaluation of the structure must take into account the dynamic loading 
likely to result from the movements of a concert audience (see Sections 4.5 and 14.5). 

b. The suitability of systems 

Clearly conditions during a pop concert will differ greatly from those experienced during 
a routine event at the sports ground. Management should thus ensure that all systems 
will function under such conditions. for example, radio communications might be more 
difficult owing to the high noise levels. 

provision should also be made for any imported sound system to be interrupted by safety 
announcements made from the central control point. 

c. Keeping gangways clear 

particular care may need to be taken to ensure that spectators do not sit or stand in 
gangways in order to gain an improved view. 

d. Lighting 

at certain types of events reduced lighting levels form part of the performance, generally 
to focus greater emphasis on the stage. Care may therefore need to be taken in order to 
ensure that the safety of spectators is not prejudiced. 

20.6 fIreWorKS dISplayS 
any firework displays should be arranged and located in such a way that spectators and 
surrounding residents are not at risk, and that there is no threat to structures at the 
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ground or to surrounding industrial or commercial premises (particularly those where 
petroleum products may be stored). 

Should the display involve Category 2, 3, or 4 fireworks, a licence will be required under 
the provision of The explosives (fireworks) regulations (NI) 2002. any licence issued 
will include conditions regarding safety matters. advice regarding fireworks safety and 
obtaining a licence can be obtained from the environmental health department of the 
district council, or, the Northern Ireland office. 

Management should also ensure that the smoke from any fireworks will disperse and not 
become concentrated under stand roofs. 

Similar precautions should be made if fireworks or flares form part of any other event to 
be staged. 

20.7 NoISe dISTurBaNCe 
When planning events at a sporting venue, management should consider if there 
is a likelihood that a high level of noise will be generated, particularly if there are 
‘vulnerable’ premises in the area, such as hospitals or homes for elderly persons. If 
noise disturbance is likely to occur, suitable measures should be put in place to minimise 
disruption. 

20.8 deSIGNING for alTerNaTIVe uSeS 

New constructions 

The design of a new sports ground, or section of a ground, should take reasonable 
account of all likely uses of the ground, with particular emphasis on the following. 

a.	 The arrangements for emergency evacuation (particularly from and to the playing 
area). 

b.	 The design of seated areas. as stated in Section 11.11, if it is intended to stage 
events for which a greater level of accessibility and comfort will be required – such 
as concerts or mass gatherings – the dimensions of seat row depths should be 
increased. extra comfort levels for the actual seats might also be considered in 
particular areas. 

c.	 Circulation routes should be designed in such a way that, if necessary, a free 
movement of people can be safely managed for particular events. This will require 
the installation of flexible dividing structures. 

d.	 To avoid congestion in concourses, the design of toilets should be flexible to cater 
for differing ratios of males and females. 
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aNNex a 
INTroduCTIoN 

This annex includes seven worked examples of how to apply the guidance on capacity 
calculations to different types of standing accommodation. The method of calculation is 
explained more specifically in Chapter one and diagrams 1 and 2. reference should also 
be made to Chapters Ten and Twelve, and to Section 9.6 (concerning rates of passage). 
The examples are as follows. 

Worked example 1 

a terraced standing area with a continuous crush barrier configuration and conforming to 
the relevant recommendations of the Guide (as described in Section 10.8 and diagram 8). 

This example also shows how network plans can be drawn up to analyse exit and 
emergency evacuation systems. 

Worked example 2 

a terraced standing area with a non-continuous barrier configuration (see Section 10.9). 

Worked example 3 

a terraced standing area with a non-continuous barrier configuration, with barriers which 
do not conform with the spacing or loadings specified in Table 2 of Chapter Ten. 

Worked example 4 

a terraced standing area with crush barriers along the front only. 

Worked example 5 

a terraced standing area with a rail along the front which does not conform with the 
loadings specified in Table 2 of Chapter Ten. 

Worked example 6 

a level standing area (see Section 12.20). 

Worked example 7 

a racecourse enclosure where, on the front slope, or lawn, both viewing and circulation 
take place, and where there is a free movement of spectators between this front area 
and a rear covered terrace (see Section 12.21). 
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aNNex a 
aSSeSSMeNT of CapaCITy - WorKed exaMpleS 

WorKed exaMple 1. 

A terrace with a continuous crush barrier configuration 

example 1 shows a terraced standing area incorporating all the main recommendations 
of the Guide. The terrace measures 21m from front to back (not including lateral 
gangways at the front and rear), and is 74m wide. 

It is enclosed on three sides and entered from the rear via 12 turnstiles and two 3.6m 
wide stairways. The rear lateral gangway is also 3.6m wide. from the rear, spectators move 
down five radial gangways, each 1.2m wide. The front lateral gangway is 2.4m wide. 

Normal egress is via the two stairways and from either side of the front lateral gangway. 
There are five pitch perimeter gates, each 1.2m wide, for forward evacuation in an emergency. 
all crush barriers have been tested to a horizontal imposed load of 5.0kN/m length. 

The crush barriers are 

continuous between each 

radial gangway, each row 

being spaced 3m apart. 

The gangways are 14m 

apart.
 

The gradient of the terrace 

is 25° and ‘C’ values range 

between 120mm at the 

front to 90mm at the rear.
 

The terrace is fully covered and there are no restricted views. 

example 1: Section 

example 1: plan 
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aNNex a 
STaGe oNe: aVaIlaBle VIeWING area 

Areas available behind barriers 

There are four sections of terracing 14m wide, plus two end sections 6m wide. 

Thus total length = (14 x 4) + (6 x 2) = 68m 

There are seven rows of barriers, each spaced 3m apart (i.e. within recommended maximum of 
3.1 m for 25° terrace - as per Table 2). 

Thus depth of terrace = 7 x 3 = 21m 

The total available viewing area is therefore 

68 x 21 = 1428sq m 

No discounts need be made for restricted views or partial roof cover. 

Required gangway provision 

No calculation need be made in this instance because there are designated gangways, and these 
have been considered in the previous calculation. 

Total available viewing area 

The total available viewing area is therefore 1428sq m 

STaGe TWo: approprIaTe deNSITy 
Physical condition 

The terrace’s physical condition is of a high standard. There are no sightline problems or concerns 
over the size of terrace. 

Therefore (p) = 1.0 

Safety management 

The club’s safety management is of a high standard. There are no problems with crowd dispersal 
or behaviour. Therefore (S) = 1.0 

Appropriate density 

Therefore the appropriate density is: 

1.0 x 47 = 47 per 10sq m 

The available viewing area = 1,428sq m 
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aNNex a 
STaGe Three: holdING CapaCITy 
The appropriate density = 47 per 10sq m 

applying the formula: 

1428 x 47 = 6,711.6

 10 

Therefore the holding capacity is 6,711 

STaGe four: eNTry CapaCITy 
There are 12 turnstiles serving the terrace. each has a flow rate measured at 660 persons per 
hour, which is the maximum allowable for the purposes of calculation. 

Therefore the entry capacity of the terrace is, 

12 x 660 = 7,920 

STaGe fIVe: exIT CapaCITy (See NeTWorK plaN oVerleaf) 
There are two stairways, 3.6m wide. The overall stairway width is therefore 7.2m. 

There is an exit at each end of the front lateral gangway, 2.4m wide. The overall front lateral exit 
width is therefore 4.8m. 

The normal egress time for the terrace is set at eight minutes. 

applying a rate of passage of 73 persons per metre width per minute for the two stairways and 
109 persons per metre width per minute for the two front lateral exits (see Section 9.6), the exit 
capacity is therefore: 

(7.2x73x8)+(4.8x 109x8)=8,390.4 

Therefore the exit capacity is 8,390 

STaGe SIx: eMerGeNCy eVaCuaTIoN CapaCITy (See NeTWorK plaN) 
The terrace is non-combustible and the exit routes are good. Therefore the upper emergency 

evacuation time of eight minutes should be deemed acceptable.
 

In addition to the normal exits (see Stage five) there are also five gates in the pitch perimeter 

barrier, providing emergency access onto the pitch. each is 1.2m wide.
 

Therefore the total number of available exit widths available in an emergency is:
 

Stairways. 7.2m
 

front lateral exits: 4.8m 
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pitch perimeter gates 6.0m
 

Therefore the emergency exit capacity is:
 

(7.2 x 73) + (4.8 x 109) + (6.0 x 109) =
 

(525.6) + (523.2) + (654) = 1,702.8
 

1,702.8 x 8 (minutes) = 13,622.4
 

The emergency evacuation capacity is therefore 13,622, a figure larger than the holding capacity 

of 6,711.
 

It is thus necessary to calculate in what time (T) the holding capacity can be evacuated. 


1,702.8 x T = 6,711 Therefore T = 3.94
 

The emergency evacuation time is 3.94 minutes; that is, within the eight minutes required. 

(Note, as stated in Section 9.9, that while in practice spectators may evacuate onto the pitch or 
area of activity in an emergency, this should not form part of the emergency evacuation time for 
newly constructed grounds or sections of grounds. 

In this example, therefore, the width of the five pitch perimeter gates (6.0m) would be discounted 
from the emergency evacuation capacity, which would thus be: 

(525.6) + (523.2) = 1,048.8 

1,048.8 x 8 (minutes) = 8,390.4 

as can be seen, however, this is still greater than the holding capacity of 6,711 and could still be 
evacuated in less than eight minutes.) 

STaGe SeVeN: Safe CapaCITy 
after calculating each of the previous stages, the smallest of all the figures produced is taken as 
the safe capacity. 

In this example, the smallest figure is the holding capacity. 

No further calculations are necessary. This figure represents the maximum capacity possible 
under present conditions. 

The safe capacity of the terrace is therefore 6,711 
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exaMple 1. NeTWorK plaN To aNalySe The exIT SySTeM 

as stated in Section 9.84 where there are a number of exit routes and/or a choice of 
alternative exit routes for spectators to follow the system should be analysed in the form 
of a network. represented below is a network plan drawn up to analyse the exit system 
of the terrace shown in example I. The plan should be viewed in conjunction with the 
calculations laid out on the preceding pages, and with Section 9.6, concerning rates of 
passage. 

The purpose of the plan is to analyse each part of the exit system to ensure that it has 
the capacity for all spectators to flow freely through it within eight minutes. The figures 
listed below are a useful part of that analysis, but need to be considered in the context 
of all local circumstances, such as adjoining circulation routes, facilities and patterns of 
spectator movement. 

stairs 
2102 

stairs 
2102 

700 700 700 700 700 

1046 1046 1046 1046 1046exit gate 
2093 

exit gate 
2093lateral gangway - 2093 

lateral gangway - 2102 

Radial gangways 

each radial gangway is 1.2m wide and exits at both front and rear. however, the exits 
to the rear include passage via stairways. as stated in Section 9.6 therefore, the lower 
rate of passage (73 persons per metre width per minute) applies. exit to the front is via 
a level, lateral gangway, for which the higher rate of passage (109 persons; per metre 
width per minute) applies. 

Therefore the exit capacity of each radial gangways is: 

exit to rear via radial gangways = 1.2 x 73 x 8 (minutes) = 700 
exit to front via radial gangways = 1.2 x 109 x 8 (minutes) = 1,046 

Rear lateral gangway 

The gangway is 3.6m wide and exits in two directions, including stairways. Therefore the 
exit capacity of the rear lateral gangway is 3.6 x 73 x 8 (minutes) = 2,102 

front lateral gangway 

The gangway is 2.4m wide and exits in two directions, both level. Therefore the exit 
capacity of the front lateral gangway is 2.4 x 109 x 8 (minutes) = 2,093 
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Stairway capacity 

each stairway at the rear of the terrace is 3.6m wide. Therefore the exit capacity of each 
stairway is 3.6 x 73 x 8 (minutes) = 2,102 

exit gate capacity 

each exit gate is 2.4m wide. Therefore the exit capacity of each gate is 2.4 x 109 x 8 = 2,093 

exaMple 1. NeTWorK plaN To aNalySe eMerGeNCy eVaCuaTIoN rouTeS 
a network plan is also useful for analysing emergency evacuation routes. for the terrace 
shown in example 1 , as the plan below illustrates, these evacuation routes consist of all 
the normal exit routes (as shown in the previous network plan), plus five exit gates onto 
the playing area. Because this is a modern standing area which has been categorised 
as a low fire risk, the maximum emergency evacuation time of eight minutes is deemed 
acceptable. 

stairs 
2102 

stairs 
2102 

pitch 
exit 
1046 

pitch 
exit 
1046 

pitch 
exit 
1046 

pitch 
exit 
1046 

pitch 
exit 
1046 

exit gate 
2093 

exit gate 
2093 

from the above network plan it can be seen that: 

The maximum emergency evacuation capacity of the rear stairs = 2 x 2,102 = 4,204 

The maximum emergency evacuation capacity of the front exit gates = 2 x 2,093 = 4,186 

The maximum emergency evacuation capacity of the pitch exits = 5 x 1,046 = 5,230 

(Note, as stated in Section 9.9, that while in practice spectators may evacuate onto the 
pitch or area of activity in an emergency, this should not form part of the emergency 
evacuation time for newly constructed grounds or sections of grounds - see Stage six.) 
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WorKed exaMple 2. 

A terrace with noncontinuous crush barriers 

example 2 shows a terraced standing area. Its overall area (excluding the rear 
concourse) measures 21 m deep x 74m wide. The area is enclosed on two sides and is 
entered from the north-east corner by a 3.3m wide stair, via six turnstiles. Spectators 
move from the stair along a rear concourse of the same width, from which they descend 
onto the terracing. 

The terrace is separated from the perimeter track by a pitch perimeter barrier with four 
gates of 1.1m width for forward evacuation in an emergency. There are no radial or 
lateral gangways. 

Barriers are laid out in a non-continuous configuration, according to the conditions 
specified in Section 10.9: that is, the alignment of gaps between successive rows of 
barriers form angles of less than 60°; there are no more than two consecutive gaps in 
any line, and these gaps measure at least 1.1m but no more than 1.4m in width. 

all crush barriers are in satisfactory condition, having been tested to a horizontal 
imposed load of 5.0kN/m length. each crush barrier is 4m long. The depth of the spacing 
between lines of barriers is 3m except for that between the pitch perimeter barriers (line 
a) and the next line (line B), which is 4m, and that from the rear line (line f) to the edge of 
the rear lateral gangway, which is 5m. 

Normal egress is by a stairway 3.3m wide in the north-east corner, and by an additional 
stairway of 2.2m width in the north-west corner. 

The terrace is in reasonably good order, but with a few suspect patches. The gradient is 
25°.’C’ values range from 80mm at the front to 45mm at the rear. The bases of floodlight 
pylons encroach on the viewing area, causing restricted views behind each base. The 
terrace is uncovered and therefore no discount need be made for partial roof cover. 

F 

E 

D 

C 

B 

A 

north west stairs north east stairs 

rear 
lateral 

gangway 

floodlight 

paGe |  255 



 

 

 

 
 

 
 

 
  

The NorTherN IrelaNd GuIde To |  SafeTy aT SporTS GrouNdS 

aNNex a
 

example 2: 
Section 

A 

B 
C 

E 
D 

F 

STaGe oNe: aVaIlaBle VIeWING area
 

example 2: 
restricted views 

areas
 
to be
 F 

discounted 
E 

D 

B 

A 

sightline
 
drawn from
 
corner flag
 

Areas available behind barriers 

Line A (pitch perimeter barriers) 

length: 74m less 4 exits at 1.1m each = 69.6m. 
depth: 4m, between front barrier and line B. 

But permitted distance between lines of crush barriers tested to 5.0kN/m length on a gradient of 
25° is 3.1m. 

available viewing area: 69.6 x 3.1 = 215.76sq m 

Line B 

length: 14 barriers each of 4m length = 56.om 
depth: 3 m, between lines B and C, 
i.e. within the permitted 3.1 m.
 

available viewing area: 56.0 x 3.0 = 168sq m
 

Line C 

length: 13 barriers each of 4m length = 52.0m 
depth: 3m, between lines C and d, 
i.e. within the permitted 3.1m.
 

available viewing area: 52.0 x 3.0 = 156sq m
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Line D 

length: 12 barriers each of 4m length = 48.0m 
depth: 3m, between lines d and e, 
i.e. within the permitted 3.1m.
 

available viewing area: 48.0 x 3.0 = 144sq m
 

Line e 

Barriers as per line C (i.e. 156 sq m), but flood lights create restricted views from areas behind 
part of each end barrier (see diagram above). These areas measure 6.75sq m on each side. 

deductions: 6.75sq m x 2 = 13.5sq m 

available viewing area: 156 - 13.5 = 142.5sq m 

Line f 

length: 14 barriers each of 4m length, but floodlights create restricted views from areas 

measuring 14 sq m behind each end barrier.
 

length therefore: ( 14 - 2) x 4 = 48.0m.
 

depth: 5m, between row of line f and edge of lateral gangway, 

i.e. greater than permitted 3.1m. only 3.1m allowed therefore. 

available viewing area: 48.0 x 3.1 = 148.8sq m 

Sub-total of available viewing area: 

The sub-total of the available viewing area is therefore: 

215.76 + 168 + 156 + 144 + 142.5 + 148.8 = 975.06sq m 
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Required gangway provision 

The Guide recommends radial gangways no greater than 24m apart for areas of standing 
accommodation. This terrace has no designated radial gangways. Therefore the area which should 
be taken up by radial gangways must be deducted from the sub-total of the available viewing area 
(as shown in the diagram right). 

(Note that the gangways as shown are purely notional and are illustrated for the purpose of 
calculation only.) 

Area of notional gangways 

The minimum width for gangways is 1.1m. In this example four gangways would be needed in 
order to fall within the 24m maximum spacing. 

Therefore the area to be deducted for notional gangways is 

4 x I . I x 2 I m (terrace depth) = 92.4 sq m 

Available viewing area: 

The notional gangway provision for the terrace should be deducted from the sub-total of the 
available viewing area. 

Thus: 975.06 - 92.4 = 882.66 sq m 

Therefore the available viewing area is 882.66sq m 

example 2: notional gangway 

Four notional gangways,
 
each 1.1m wide
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STaGe TWo: approprIaTe deNSITy 

Physical condition 

The terracing is in reasonably good condition but there are areas of uneven treads, caused by 
settlement, plus other areas where the surface is beginning to crumble. poor sightlines at the rear 
of the terrace also lead to excessive crowd movement. 

after careful analysis and observation the (p) factor is therefore determined at 0.5. 

Safety management 

The stewarding is fairly good, although for large crowds the spread tends to be uneven, with a 
greater number of spectators standing in the half of the terrace nearer the entry point. 

The (S) factor is therefore determined at 0.7. 

Appropriate density 

The lower figure from (p) or (S) is taken. 

Therefore: 0.5 x 47 = 23.5 

Therefore the appropriate density is 23.5 

STaGe Three: holdING CapaCITy 
The available viewing area = 882.66sq m 

The appropriate density = 23.5 

Therefore, applying the formula: a x d = 882.66 x 23.5 = 2074.25
 10  10 

Therefore the holding capacity is 2,074 

STaGe four: eNTry CapaCITy 
There are six turnstiles, each with a measured flow rate of 690 persons per hour.
 

Because this exceeds the maximum upper rate of 660 persons per hour, the figure of 660 is 

therefore applied instead:
 

Thus: 6 x 660 = 3,960.
 

Therefore the entry capacity is 3,960 
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STaGe fIVe: exIT CapaCITy 
The width of the north-east stairway is 3.3m 

The width of the north-west stairway is 2.2m. 

Given an egress time of eight minutes and a rate of passage for each stairway of 73 persons per 
metre width per minute (see Section 9.6), this produces the following calculation: 

(3.3 x 73 x 8 minutes) + (2.2 x 73 x 8) = 

1,927 + 1,285 = 3,212 

Therefore the exit capacity is 3,212 

STaGe SIx: eMerGeNCy eVaCuaTIoN CapaCITy 
The terrace is non-combustible and the exit routes are good. Therefore the maximum emergency 

evacuation time of eight minutes should be deemed acceptable.
 

In addition to the normal exits (see Stage five), there are also four gates in the pitch perimeter 

barrier, providing forward evacuation onto the pitch, at a rate of passage of 109 persons per 

metre width per minute (see Section 9.6). each is I . I m wide.
 

Therefore the total exit width available in an emergency is as follows:
 

Stairways: 5.5m
 

perimeter gates: 4.4m
 

Therefore the emergency exit capacity is: (5.5 x 73) + (4.4 x 109) = 401 + 480 = 881
 

881 x 8 minutes = 7,048
 

The emergency evacuation capacity is 7,048, a figure larger than the holding capacity. It is thus 

necessary to calculate in what time (T) the holding capacity of 2,074 can be evacuated.
 

Thus: 881 x T = 2,074 Therefore T = 2.35
 

The emergency evacuation time is 2.35 minutes; that is, within the eight minutes limit.
 

STaGe SeVeN: Safe CapaCITy 
after assessing each of the previous stages, the smallest of all the figures produced is taken as 

determining the safe capacity.
 

In this example, the smallest figure is the holding capacity of 2,074 (Stage three).
 

No further calculations are necessary. This figure represents the maximum certifiable capacity 

possible under present conditions.
 

The safe capacity of the terrace is therefore 2,074.
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WorKed exaMple 3. 

A terrace with non-continuous crush barriers not conforming to Table 2 

example 3 shows a terrace of the same dimensions as worked examples 1 and 2 (21 m 
deep x 74m wide) but with fewer crush barriers, whose spacing and loadings do not all 
conform with the requirements of Table 2 in Chapter Ten. In addition, two crush barriers 
have failed. These are shown above purely for the purpose of illustration. In practice, 
as stated in Section 10.25, the failed barriers must be removed and replaced, or 
strengthened and then re-tested. 
as the diagram shows, the available viewing area is restricted to those shaded areas 
behind the crush barriers and the pitch perimeter barrier. The depth of the areas to be 
used for the purposes of calculation depends on the loadings of each barrier, as detailed 
in Stage one. 
The terrace gradient is 20°. 
There are three lines of barriers. The first line (line a) is formed by the pitch perimeter 
wall, which measures 74m in length, and includes four gates for forward emergency 
evacuation, each 1.1.m wide. The pitch perimeter wall has been tested to 5.0kN/m 
length (see Table 2). 
The second line of barriers (line B) consists of five crush barriers tested to 3.4kN/m 
length. Two other barriers in this line have failed and are therefore discounted for 
calculation purposes. 
The third line of barriers (line C) consists of six crush barriers tested to 5.0kN/m length. 
as can be seen from the diagram and from cross-reference to Table 2, there is excessive 
space between lines a and B, and between lines B and C, while the space behind line 
C is within the maximum distance permitted. 
The terrace is uncovered and therefore no discount need be made for partial roof 
cover. The surface of the terracing is in reasonably good order, but with areas of 
crumbling concrete, owing to poor maintenance. There are no restricted views. 

example 3: plan 

failed failed 
B 

A 

paGe |  261 

C 



 

 

 

 

 

 
 

 

 

The NorTherN IrelaNd GuIde To |  SafeTy aT SporTS GrouNdS 

aNNex a 
STaGe oNe: aVaIlaBle VIeWING area 

Areas available behind barriers 

Line A (pitch perimeter wall): 

length: 74m less 4 exits I . I m each = 69.6m 
depth: 6 m between line a and line B. But permitted distance behind barriers of 5.0kN/m on a 
gradient of 20° is 3.4m. 

available viewing area: 69.6 x 3.4 = 236.6sq m 

Line B: 

length: 4 crush barriers at 6m each, plus 1 crush barrier at 3m. Total = 27m. 

depth: 7m between line B and line C. But permitted distance behind barriers of 3.4kN/m on a 
gradient of 20° is 2.3m. 

available viewing area: 27 x 2.3 = 62.1sq m 

Line C: 

length: 6 barriers at 6m each = 36m 
depth: 3m between line C and rear of terrace. permitted distance behind barriers of 5.0kN/m on 
a gradient of 20°is 3.4m. The actual distance, at 3m, is therefore acceptable. 

available viewing area: 36 x 3 = 108sq m 

No discounts need be made for restricted views or partial cover. The excessive space between 
barriers also means that no discount need be made for notional gangways. 

Available viewing area is therefore 

236.6 + 62.1 + 108 = 406.7sq m 

STaGe TWo: approprIaTe deNSITy 

Physical condition 

The terracing is in reasonable condition but there are areas where the surface is crumbling  and 
where maintenance has been poor. The (p) factor is therefore determined at 0.8. 

Safety management 

The excessive spacing between barriers requires particular care in dispersing crowds. 

This does not happen, leading to surging. 
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The (S) factor is therefore determined at 0.5. (This may have to be reduced further if the failed 
barriers are removed but not replaced.) 

Appropriate density 

The lower figure from (p) or (S) is taken. 

Therefore: 0.5 x 47 = 23.5 

Therefore the appropriate density is 23.5 

STaGe Three: holdING CapaCITy 
Total available viewing area now 406.7sq m.
 

The appropriate density is 23.5. Therefore, applying the formula:
 

a x d = 406.7 x 23.5 = 955.7


 10  10
 

Therefore the holding capacity is 955 

replacing or strengthening the failed barriers to a loading of 3.4kNtm would increase the holding 
capacity as follows: 

line B now = 39m (27 + 2 x 6m barriers). 

available viewing area now 39 x 2.3 = 89.7 

Total available viewing area now 434.3 sq m 

In addition, concern over crowd dispersal is reduced and the (S) factor increased to 0.75. 

appropriate density now = 0.75 x 47 = 35.25 

Therefore the holding capacity = 

a x d = 434.3 x 35.25 = 1,530 

10  10 

Therefore, by replacing or strengthening the two failed barriers the holding capacity would 
increase from 955 to 1,530. 
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WorKed exaMple 4. 

A standing area with front barriers only 

example 4 shows a terraced standing area which has crush barriers along the front 
only. There are no other crush barriers. The front barriers have been tested to 5.0kN/ 
m length. There are four exit gates for emergency evacuation onto the pitch and no 
gangways. 

The overall area measures 21m deep 74m wide. The terrace gradient is 20°. The terrace 
is uncovered and therefore no discount need be made for partial roof cover. The surface 
of the terracing is in good order, with steps conforming to the dimensions in Chapter Ten. 
There are no restricted views. 

 
Example 4. Shaded areas behind barriers denote 
Plan the available viewing area 

STaGe oNe: aVaIlaBle VIeWING area 
length: 74m less 4 exits at 1.1m each = 69.6m 

depth. confined to the permitted distance behind the front barriers, which, for barriers tested to a 
horizontal imposed load of 

5.0 kN/m length on a gradient of 20°, is 3.4m. 

The available viewing area is therefore: 

69.6 x 3.4 = 236.6sq m 
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STaGe TWo: approprIaTe deNSITy 

Physical condition 

The physical condition is of a high standard.
 

There are no sightline problems or concerns over the size of terrace. Therefore (p) = 1.0
 

Safety management 

The safety management is good. however, it is important to ensure that concentrations of 
spectators are not allowed to gather along the front barrier. Therefore (S) = 0.9. 

Therefore the appropriate density is: 

0.9 x 47 = 42.3 per 10sq m 

STaGe Three: holdING CapaCITy 
The available viewing area = 236.6sq m. The appropriate density = 42.3 per 10sq m. 

applying the formula: 

236.6 x 42.3 = 1,000

Therefore the holding capacity is 1,000 
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WorKed exaMple 5. 

A standing area with no crush barriers 

example 5 shows a viewing slope which has no crush barriers. There is a rail measuring 
74m along the front, but this does not meet the horizontal imposed load requirements 
specified in Table 2. In such circumstances, all relevant factors have to be considered; 
for example, the nature of the sporting event, the position of the standing area in relation 
to the pitch or area of activity (and therefore possibly the dispersal of spectators), the 
control of spectators entering onto the slope, underfoot conditions and the quality of the 
safety management. 

The depth of the area is irrelevant, owing to the lack of barriers. The gradient is uneven, 
but does not exceed 25°. The slope is uncovered, so no discount need be made for 
partial cover. The surface varies, with sound steps only at the front 7m, and ash fill 
beyond. 

Example 5. Plan Shaded areas behind rail 
denotes the available 

viewing area 
viewing slope 

front rail 

STaGe oNe: aVaIlaBle VIeWING area 
Because there are no crush barriers meeting the Table 2 requirements, the available viewing area 
is confined to 1.5m behind the front rail. 

Therefore the available viewing area is: 

1.5 x 74 = 111sq m 

paGe |  266 



 

 

 

 

  
 

 

 10 

The NorTherN IrelaNd GuIde To |  SafeTy aT SporTS GrouNdS 

aNNex a 
STaGe TWo: approprIaTe deNSITy 

Physical condition 

Conditions are poor, drainage is inadequate, but there are no concerns over sightlines or the size 
of terrace. Therefore (p) = 0.4. 

Safety management 

The safety management is not of a high standard, but is adequate for the number of spectators 
who typically choose to stand in this area. Therefore (S) = 0.5. 

Therefore the appropriate density is: 

0.4 x 47 = 18.8 per 10sq m 

STaGe Three: holdING CapaCITy 
The available viewing area = 111sq m.
 

The appropriate density = 18.8 per 10sq m.
 

Therefore, applying the formula:
 

111 x 18.8 = 208


Therefore the holding capacity is 208
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WorKed exaMple 6. 

A level standing area 

level standing areas, with or without a front crush barrier, pose inherent problems, 
particularly because spectators lining the front of the area restrict the viewing of those 
spectators immediately behind. 

experience has shown that a concentration of four persons deep is the maximum for 
safe viewing from level areas. 

Based on a level standing area 74m wide, the calculation should therefore be similar to 
that used for worked example 5; that is, the available viewing area will be a maximum of 
1.5m x 74. 

as in all such calculations, careful consideration should also be given to the (p) and (S) 
factors. for example, if observation identifies crowds of more than four deep forming, 
the (S) factor should be reduced for the purpose of calculation. 
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WorKed exaMple 7. 

An enclosure used for viewing and circulation 

example 6 shows an enclosure at a small racecourse, with a covered terrace for standing 
spectators behind a turfed viewing slope, or l̀awn’, as described in Section 12.21. 

entry to the enclosure is mainly from access routes behind and to the sides of the 
covered terrace. In addition, there are gates in the fences on either side of the lawn, 
offering transfers to and from adjacent enclosures. although there is a free movement 
of spectators between the two standing areas, the holding capacity of each should be 
assessed separately. 

B 

A 

bookmakers 

track 

pass gate
members

, 

area 

pass gate 

perimeter rail 

running rail 
gates to 

centre 
of course 

turfed 
viewing 
slope 

Example 7. Plan 

The covered terrace measures 35m wide x 8m deep. There are two lines of non
continuous crush barriers, each barrier being 3m long, and tested to a horizontal 
imposed load of 5.0kN/m length. There are no defined gangways. Spectators enter the 
terrace from the front. The gradient is 20°. Sightlines are good for the finishing line, if 
not for the racecourse as a whole, but there are no views which could reasonably be 
considered as restricted. 

Viewing slope 

The turfed viewing slope measures 50m wide x 15m deep, and slopes down to the track 
rail, which has been tested to a horizontal imposed load of I kN/m length. part of the slope 
is allocated to bookmakers. The gradient of the slope is even and does not exceed 10°. 

A 
B 

running rail perimeter rail 

track 

Example 7. Section 
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STaGe oNe: aVaIlaBle VIeWING area of CoVered TerraCe 

Areas available behind barriers 

Line A 

length: 5 x 3m = 15m 

depth: 3.5m between line a and line B. 

But permitted distance between lines of crush 

available viewing area: 15 x 3.4 = 51sq m 

Line B 

length: 5 x 3 m = 15 m 

depth: 4m between line B and rear of terrace. 

Table 2 permits 3.4m behind crush barriers tested to 5.0kN/m length on a gradient of 20° 

available viewing area: 15 x 3.4 = 51sq m 

The available viewing area of the covered barriers tested to 5.0kN/m length on a terrace is 
therefore gradient of 20° is 3.4m (see Table 2). 

51 +51 = 102sq m 

No discounts need be made for restricted views or partial cover, or for notional gangways (the 
space between the barriers being deemed sufficient). 

STaGe TWo: approprIaTe deNSITy of CoVered TerraCe 

Physical condition 

The terrace underfoot conditions are good, but there are no defined gangways.
 

The (p) factor is therefore determined at 0.8. 


The appropriate density is therefore:
 

0.8 x 47 = 37.6 

Safety management 

The stewarding and safety management is good and able to monitor and manage the free 
movement of crowds reasonably well between the viewing slope and the terrace. The (S) factor is 
therefore determined at 0.9. 

Therefore the appropriate density of the covered terrace is 37.6 
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aNNex a 
STaGe Three: holdING CapaCITy of CoVered TerraCe 
The available viewing area = 102 sq m. 

The appropriate density = 37.6. 

Therefore, applying the formula: 

102 x 37.6 = 383

Therefore the holding capacity of the covered terrace is 383. 

STaGe four: aVaIlaBle VIeWING area of VIeWING Slope 
The viewing slope, or lawn, measures 50m in width - between the side fences - and extends down 

to the perimeter rail.
 

There are acceptable sightlines from all areas of the viewing slope.
 

The area allocated to bookmakers occupies approximately 30sq m. 15m from the front of the 

covered terrace.
 

The available viewing area of the viewing slope is therefore
 

(50 x 15) - 30 = 720sq m
 

STaGe fIVe: approprIaTe deNSITy of VIeWING Slope 
physical condition factor of 0.3 is considered appropriate. although the bookmakers’ area has 
been discounted from the available viewing area, Safety management there is a need for to allow 
the circulation of 

The safety management and stewarding of the spectators around this area. further allowance 
viewing slope is good, and the same (S) factor should be made for the free movement of as for the 
covered terrace - that is, 0.9 - is spectators between the viewing slope and the therefore applied. 
covered terrace, and towards other spectator facilities underneath and beyond the covered 

appropriate density terrace (such as bars, lounges and Tote areas). 

In view of this free movement and the general use of the viewing slope for circulation, and taking 
into account the turfed underfoot conditions, a (p) 

The lower figure from (p) and (S) is taken. 

Therefore 0.3 x 47 = 14.1 

Therefore the appropriate density of the viewing slope is 14.1 
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aNNex a 
STaGe SIx: holdING CapaCITy of VIeWING Slope 

The available viewing area = 720sq m. 

The appropriate density = 14.1. 

Therefore, applying the formula: 

720 x 14.1 = 1,015 10 

Therefore the holding capacity of the covered terrace is 1,015 

furTher CoMMeNTS 
once separate holding capacities have been calculated, when added together, in practice this 
creates an overall capacity of 1,398 for the whole enclosure. however, it is still important for the 
racecourse management to take reasonable measures to ensure that neither area within the 
enclosure is filled beyond its holding capacity. 

Where larger attendances are expected, stewards should be trained to monitor the 
numbers entering the enclosures, and to make a visual assessment of when individual 
areas are approaching their capacity, so that no further spectators are admitted. 

Where attendances are generally low in relation to the capacity of the racecourse’s 
various enclosures, the management controls may be less stringent. 

extra vigilance may be necessary if there is a significant migration of spectators from 
the open viewing slope to the covered terrace, for example in poor weather conditions, to 
ensure that the holding capacity of the terrace is not exceeded. 

although spectators at racecourses generally prefer a larger amount of space for viewing 
than for sports such as football or rugby, the management should still monitor and 
prevent any congestion of spectators behind, for example, the perimeter rail close to the 
finishing post. 
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GloSSary 

Barrier 

any element of a sports ground, permanent or temporary, intended to prevent people 
from falling, and to retain, stop or guide people. Types of barriers used at sports grounds 
are further defined in Section 10.1. 

Certifying authority 

The district council responsible for issuing a safety certificate under the Safety of Sports 
Grounds (Northern Ireland) order 2006. 

Circulation 

free movement of spectators within a sports ground. 

Combustible 

able to burn. 

Competent person 

a person shall be regarded as competent where he or she has sufficient training and 
experience to take responsibility for an identified task. a competent person will have an 
awareness of the limitations of his or her own experience and knowledge. 

Concourse 

a circulation area providing direct access to and from spectator accommodation, via 
stairways, ramps, vomitories, or level passageways, and which serve as a milling area for 
spectators for the purposes of refreshment and entertainment. It may also provide direct 
access to toilet facilities. 

Contingency plan 

a contingency plan is prepared by the ground management, setting out the action to be 
taken in response to incidents occurring at the venue which might prejudice public safety 
or disrupt normal operations (for example, the loss of power to CCTV or pa systems). 

Control point 

a designated room or area within the sports ground from which the safety management 
structure is controlled and operated. also known as a match control, event control or 
stadium control room. 

Crowd doctor 

Crowd doctor is a qualified medical doctor who should have an appropriate immediate 
care qualification such as MIMMS (Major Incident Medical Management and Support) or 
BaSICS (British association for Immediate Care) and appropriate experience or training 
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in crowd event emergency planning. a crowd doctor should not have responsibilities for 
participants or ground staff. 

Crush barrier 

a barrier which protects spectators from crushing, positioned in areas of standing 
accommodation. 

Datum 

The finished level of the floor, seat row, terrace, ramp, landing, pitch line of stairs, or, in 
the case of barriers behind seats, the seat level. 

emergency plan 

an emergency plan is prepared and owned by the emergency services for dealing with an 
event at the venue or in the vicinity (for example, a major fire or bomb alert). also known 
as an emergency procedure plan, or major incident plan. 

exit 

a stairway, gangway, passageway, ramp, gateway, door, and all other means of passage 
used to leave the sports ground and its accommodation. 

exit system 

a set of different types of exits, linked to form a means of passage of spectators. 

fire resistance 

ability of a component of a building to resist fire for a stated period of time, when 
subjected to an appropriate test in accordance with the current relevant British 
Standard. 

first aid fire-fighting equipment 

equipment such as portable fire extinguishers, fire blankets, buckets of fighting 
equipment, sand and hose reel equipment, intended for use by safety staff or employees 
prior to the arrival of the fire brigade. 

first aider 

a first aider is someone who holds the appropriate certificate as detailed in the approved 
Code of practice for health and Safety at Work regulations (Northern Ireland 2000). 

flammable 

able to burn with a flame. 

Guard 

See Barrier. 
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Handrail 

a rail normally grasped by hand for guidance or support. 

Horizontal imposed load (usually of a barrier). 

The load assumed to be produced by the intended use 

Landing 

a level surface at the head, foot, or between flights of stairways, or ramps. 

Large stadium 

This Guide recommends that the term à large stadium’ applies to any newly constructed 
sports ground with a seated capacity of 10,000 or more. 

Lateral gangway 

passageway for the circulation of spectators through viewing accommodation running 
parallel with terrace steps or seat rows. 

Local authority 

as defined by the Safety of Sports Grounds (Northern Ireland) order 2006. 

(P) factor 

The term used for the assessment of the physical condition of an area of viewing 
accommodation. 

Pitch perimeter barrier 

a barrier which separates spectators from the pitch or area of activity. 

Pitch perimeter fence 

a barrier higher than 1.1m, which separates spectators from the playing area or area of 
activity. 

Place of comparative safety 

a place where people can be safe from the effects of fire for 30 minutes or more, thus 
allowing extra time for them to move directly to a place of safety. 

Place of safety 

a place where a person is no longer in danger from fire or other emergencies. 

Pitch (In the context of a stairway) 

a notional line connecting the nosings of all treads in a flight. 
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Radial gangway 

passageway for the circulation of spectators through viewing accommodation, running 
with the slope between terrace steps or seat rows. for the purposes of design and 
assessment, the criteria applying to radial gangways may be different from those 
pertaining to stairways. 

Ramp 

an inclined surface linking two areas at different elevations. 

Rate of passage 

The number of persons per metre width per minute passing through an element of an 
exit system. 

Reservoir area 

an area of comparative safety prior to a narrowing in the exit route where spectators may 
congregate safely prior to final exit. 

Risk assessment 

See Section 2.3. 

Robustness 

The capability of a structure to withstand some misuse and to tolerate accidental 
damage without catastrophic consequences. 

(S) factor 

The term used for the assessment of the safety management of an area of viewing 
accommodation. 

Side gangway 

Channel for the forward passage of spectators between an end row of seats and a 
protective barrier at the edge of a structure. 

Sightline 

The ability of a spectator to see a predetermined point of focus (such as the nearest 
touchline or outside lane of a running track) over the top of the head of the spectators 
sitting immediately in front. 

Spectator accommodation 

The area of a ground or structure in the ground provided for the use of spectators; 
including all circulation areas, concourses and the viewing accommodation. 

Spectator gallery 

a gallery, usually attached to a hospitality area, from which spectators can view the event. 
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Sports ground 

any place where: 

a.	 sports or other competitive activities take place in the open air (or would take 
place in the open air but for the closing of any retractable roof); and 

b.	 accommodation has been provided for spectators, consisting of artificial 
structures or of natural structures artificially modified for the purpose. 

Stairway 

That part of a structure which is not a radial gangway but which comprises of at least 
one flight of steps, including the landings at the head and foot of steps and any landing 
in between flights. 

Stand 

a structure providing viewing accommodation for spectators. 

Sub-divided flights 

a stair divided by a central barrier or barriers, which divides the stairway into separate 
flights. 

Temporary demountable structure (TDS) 

any temporary structure erected on a temporary basis at a demountable ground, 
including stands, standing area, marquees, and media structure installations. 

Terrace 

an area of steps providing standing accommodation for spectators. 

Unique facility 

a facility that exists at an upper level and is unavailable elsewhere. 

Viewing slope 

a non-stepped, sloping area providing standing accommodation for spectators. 

Viewing standard 

The quality of view available to spectators, consisting of three elements: the sightlines, 
the presence of any restrictions to viewing, and the distance between the spectator and 
the pitch or area of activity. 

Vomitory 

an access route built into the gradient of a stand which directly links spectator 
accommodation to concourses, and/or routes for ingress, egress or emergency 
evacuation. 
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